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Environmental
Protection Agency
John R. Kasich, Governor
Mary Taylor, It. Governor
Scott J. Nally, Director

June 22, 2011

Mr. Edward F. Kilbarger, President
Athens Hocking Reclamation Center
Kilbarger Construction, Inc.
P.O. Box 946
Logan, Ohio 43138

Dear Mr. Kilbarger:

Re: Athens County
Athens Hocking Reclamation Center
NPDES Permit 01N00056*FD
Compliance Evaluation Inspection
Correspondence (IWW)

On September 30, 2010, I performed a Compliance Evaluation Inspection of the Athens
Hocking Reclamation Center. Mike Cooper of the Athens City-County Health Department and
Mark Ruof, Project Manager for Mark James Corp. consulting firm representing the Athens
Hocking Reclamation Center, accompanied me on the inspection. The purpose of the
inspection was to perform a pre-permit inspection to assist in drafting the NPDES permit
renewal and to determine status of compliance with the terms and conditions of the NPDES
permit 01N00056*FD.

The NPDES permit renewal has been drafted. It will be issued as a draft permit soon. Please
review the permit carefully and provide comments within the 30 day comment period. Some
changes will occur regarding total suspended solids limits, metals monitoring, and stormwater
provisions have been added in Parts IV and VI.

Enclosed is a copy of the Compliance Evaluation Inspection report. No response is necessary
at this time. If you have any questions, please contact me at (740) 380-5284.

Sincerely,

a
 A _k__A g A

Ms. Abbot Stevenson
Environmental Engineer
Permits and Compliance Section
Division of Surface Water

AS/dh

Enclosure

C:	 Mark Ruof, Mark James Corp., c/o Athens Hocking Reclamation Center
C:	 Bill Nye, Athens Hocking Reclamation Center

Southeast District Office 	 740 1385 8501
2195 Front Street	 740 I 385 6490 (fax)
Logan, OH 43138-8637	 www.epa.ohio.gov



Abbot Stevenson, inspector, Ohio EPA, Southeast District Office
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NPDES	 S
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

Permit No.	 NPDES No.	 Date	 inspection
	

Inspector
	

Facility Type
01N00056FD	 0H0076449	 September 30, 2010 1 C

	
S
	

2

B. FACILITY DATA

Name & Location of Facility inspected 	 Entry Time	 Permit Effective Date
Athens Hocking Reclamation Center	 10:30 a.m.	 June 1, 2006
17970 State Route 33	 Exit Time	 Permit Expiration DateNelsonville, Ohio 45764

11:45a.m.	 I May 3l,2011

Name(s) & Title(s) of On-Site Representative(s) 	 Phone Number(s)
Mark Ruot, Project Manager, Mark James Corp.	 (614) 431-3664
Names Address, & Title of Responsible Official 	 Phone Number
Mr. Edward Kilbarger	 (740) 385.6019
Kilbarger Construction
P.O. Box 946
Logan, Ohio 43138

C. AREAS EVALUATED DURING INSPECTION

S	 Permit	 S	 Flow Measurement	 N	 Pretreatment
S	 Records/Reports	 S	 Laboratory	 N/A Compliance Schedules
S	 Operations & Maintenance	 S	 Effluent/Receiving Waters	 S	 Self-Monitoring Program
S	 Facility Site Review	 N/A Sludge Storage/Disposal 	 Other

N/A Collection System

(S Satisfactory; M = Marginal; U = Unsatisfactory; N Not Evaluated; N/A Not Applicable)

D. I SUMMARY OF FINDINGS/COMMENTS (attach additional sheets if necessary)

(j2/II
Date

Timothy M.	 l,eviewer, Ohio EPA, Southeast District Office 	 Date



Sections E through K: Complete on all inspectio as appropriate (N/A = Not Applicable; WE = Not Eva uated)

E.	 PERMIT VERIFICATION

Comments:

F. COMPLIANCE SCHEDULESNIOLATIONS

YES I NO I N/A I WE
a. Any significant violations since the last inspecti
b. Permittee is taking actions to resolve violations
c. Permittee has compliance schedule
d. Compliance schedule contained in:
e. Permittee is meetinc comDliance schedule

	 U
Comments:

G. OPERATION AND MAINTENANCE

Comments:
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Comments:

Comments:

H. SLUDGE MANAGEMENT

a. Sludge adequately disposed. Method:
b. If sludge is incinerated, where is ash disposed of?
c. Is sludge disposal contracted? Name:
d. Has amount of sludge generated changed significantly since last inspection
e. Adequate sludge storage provided at facility
f. Land application sites monitored and inspected per state rules
g. Records kept in accordance with state rules
ft Any complaints received in last year regarding sludge
i. Is sludge adequately processed (digestion, dewatering, pathogen control) in

accordance with Ohio EPA rules
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Comments:
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I
SELF-MONITORING PROGRAM

Part 1 - Flow Measurement 	 YES NO N/A WE
a. Primary flow measuring device properly operated & maintained. Type of device:

O Ultrasonic & parshall flume	 Calculated from influent
O Weir	 Other
O_Ultrasonic _&_ weir	 specify:_Estimate

b. Calibration frequency adequate. Date of last calibration: 	 LI	 LI	 Z	 U
c. Secondary instruments (totalizers, recorders, etc.) properly operated and
maintained   

d. Flow measurement equipment adequate to handle expected ranges of flows	 fl	 Li	 23	 LI
e. Actual flow discharged is measured 	 LI	 Li	 M I LI
I. Flow measuring equipment inspection frequency:

LI Daily	 D Monthly
LI Weekly	 Z Other (N/A)

Comments:

Part 2- Sampling	 YES NO N/A WE
a. Sampling location(s) are as specified by permit 	 LI	 0	 LI
b. Parameters and sampling frequency agree with permit 	 U	 0 I LI
c. Permittee uses required sampling method 	 Li	 0 1 LI
d. Sample collection procedures are adequate 	 Li	 [1 I Li

i. Samples refrigerated during compositing 	 Li	 Li 	 LI
ii. Proper preservation techniques used 	 El	 LI	 Li

Conform with 40 CFR 136.3 	 Li	 0 0
e. Monitoring records (e.g., flow, pH, 0.0., etc.) maintained for a minimum of

three years including all original strip chart recordings (e.g., continuous 	 0	 LI	 Li	 Li
monitoring instrumentation, calibration, & maintenance records)  

f. Adequate records maintained of sampling date, time, exact location, etc. 	 Li I El 1 LI

Comments:

Part 3— Laboratory, General 	 YES NO N/A NJE
a. Written Standard Operating Procedures (SOPs) for all analysis performed on-

site
b. EPA approved analytical testing procedures used (40 CFR 136.3)	 Li	 El	 LI
c. If alternate analytical procedures are used, proper approval has been obtained 	 0	 El	 Li 
d. Analysis being performed more frequently than required by permit 	 El	 Li	 Li 
e. If (c) is yes, are results reported in permittee's self-monitoring report 	 El	 Li	 0
f. Commercial laboratory used:

1. Parameters analyzed by commercial lab: All
2. Lab name: Test America

Comments:
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Comments:

J. EFFLUENT/RECEIVING WATER OBSERVATIONS

Comments:

K. MULTIMEDIA OBSERVATIONS

If any of the above are observed, ask the following questions:
1. What is the cause of the conditions?
2. Is the observed condition or source a waste product?
3. Where is the suspected contaminant normally disposed?
4. Is this disposal permitted?
5. How long has the condition existed and when did it begin?

Comments:
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