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Correspondence (PWW)

Mayor and Council
Village of Frankfort
P.O. Box 351
Frankfort, Ohio 45628

Dear Mayor and Council:

On May 23, 2007, I conducted a compliance evaluation inspection (CEI) at the
Frankfort Wastewater Treatment Plant (WWTP). The purpose of the inspection was to
determine compliance with the terms and conditions of National Pollutant Discharge
Elimination System (NPDES) permit number OPB00014*FD. At the time of my
inspection Jim Minor was present loading sludge and Jay Minor accompanied me
during my inspection.

Based on the findings of the inspection and the review of our records, I have the
following comments:

A significant teak was observed in the seal of the swivel point of the sludge
discharge pipe at the sludge loading dock. Upon observing Mr. Minor removing
sludge from the plant, a significant volume of sludge leaked around the seal down
the pipe and onto the ground while loading sludge into the truck. In order to
prevent future spillage of sludge onto the ground, necessary actions should take
place to repair the damaged seal within 30 days upon receipt of this letter.

2. Inspection of the treatment plant showed the new contact stabilization tank to
contain a significant volume of algae growth in the bottom of the weir trough and
along the weir plates. The weirs should be cleaned more thoroughly and more
often to prevent the significant buildup of algae and scum in the weirs. Inspection
of the old contact stabilization tank which has been on-line for approximately one
month also had a significant buildup of algae. Please provide written
documentation describing how the weirs will be cleaned in the future to prevent the
significant buildup of algae and scum.

3. Currently, both tanks are in service and operating well although the weir plates
the new tank still leak and are in need of repair. According to recent
correspondence from Wayne Grigsby the new tank is scheduled to be drained
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cleaned to make necessary repairs within the next few months. If the facility is
able to remove a majority of the sludge within the next few weeks and flows
continue to be low I would like to see the old tank drained for repairs. Please
provide an updated schedule as to when repairs will be made to the new tank.

Inspection of the skimmer return lines on both tanks showed the lines to be shut
off to the sludge digesters. According to Mr. Jay Minor there are problems with the
valves and air lines removing the skimmer solids from the clarifier to the sludge
digesters which do not allow them to be continuously operated. Mr. Minor stated
the return lines are manually turned on removing any solids in the skimmer return
troughs to the sludge digester. At the time of my inspection, both troughs were full
and no skimmer solids were being removed from the clarifier. Necessary
maintenance should be conducted immediately to allow f o r the continuous removal
of the skimmer solids.

Inspection of the disinfection rooms showed that daily measurements were being
recorded to monitor the chemical feed rates to ensure adequate disinfection does
occur. The daily monitoring of disinfection chemical feed rates should continue.

The laboratory was found to be neat and orderly with adequate records kept on-
site documenting process control measures, daily maintenance activities, and
analytical records.

At the time of my inspection, the facility was found to be in substantial compliance with
the terms and conditions of your NPDES permit as the effluent was clear and free of
any objectionable odors. Please provide written documentation within 30 days upon
receipt of this letter addressing the above noted concerns.

Attached is a copy of my detailed inspection report. If you have any questions, please
contact me at (740) 380-5416.

Sincerely,

/x ^^
Jake Greuey
District Representative
Division of Surface Water

JGG/dh

Enclosure

C: Bryan Mowrey, Plant Superintendent
c: Sam Ackley, Village Administrator
c: Wayne Grigsby, Technical Supervisor
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A. NATIONAL DATA SYSTEM CODING

Permit No. 	 NPfltSNo,TflJ

OPB00014FD I 0H0021482 I May 23, 2007
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B. FACILITY DATA

Village of Frankfort WWTP
	

10:20 a.m.	 1.2002
91 South Main Street
Frankfort, Ohio	 11:10a.m.	 31, 2007

Minor

Mayor and Council
Village of Frankfort
P.O. Box 351
Frankfort, Ohio 45628

C.	 AREAS EVALUATED DURING INSPECTION

S Permit	 S Flow Measurement 	 .. Pretreatment
S Records/Reports	 S Laboratory	 S Compliance Schedules
M Operations & Maintenance 	 S Effluent/Receiving Waters	 S Self-Monitoring Program
S Facility Site Review	 S Sludge Storage/Disposal	 Other
—Collection System

(S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated)

Lo
	

SUMMARY OF FINDINGS/COMMENTS (attach additional sheets if necessary)

See attached letter.
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