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July 31, 2009 Re: Scioto County
ODOT Rest Area 09-23
NPDES Permit No. OPP00079CD
Correspondence (PWW)

Mr. Shaun Bennett, Facilities Manager
ODOT District 9
650 Eastern Avenue
Chillicothe, Ohio 45601

Mr. Bennett:

On June 24, 2009, I performed an inspection of ODOT's Route 23 rest area waste
water treatment plant located at 15881 US Route 23, Lucasville. The purpose of the
inspection was to determine your compliance status with NPDES permit 0PP00079*CD
and ORC section 6111. Mr. Bill Hoggard was present at the plant at that time.

No apparent maintenance or repair issues were observed at the time of the inspection.
A review of self-monitoring results did not reveal any violations of permit limits.

Attached is a copy of the checklist completed as a result of the inspection. If there are
any questions, please contact me at (740) 380-5447.

Sincerely,

0
Mike Yandrich
District Representative
Division of Surface Water

MY/dh
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NPDES
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING	 1

Permit No.	 NPDES No.	 I Date	 Inspection	 Faci
0PP00079CD JOH0099635	 I June 24, 2009

	 c

B. FACILITY DATA

Name and Location of Facility Inspected	 Entry Time	 Permit Effective Date
ODOT Rest Area 09-23	 12:30 PM	 August 1, 2009
15881 US 23	 Exit Time	 Permit Expiration Date
Lucasville, Ohio 45601	 1:00 PM	 I July 31, 2014

Name(s) and Title(s) of On-Site 	 Phone
Bill Hoggard, Operator II
Name, Address and Title of Re	 Official	 Phone Number
Shaun Bennett, Facilities ManaaE	 740-774-8857

C. AREAS EVALUATED DURING INSPECTION

S Permit	 S Flow Measurement
S Records/Reports 	 NA Laboratory
S Operations & Maintenance 	 S Effluent/Receiving Waters
S Facility Site Review	 S Sludge Storage/Disposal

N/A Collection System

(S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated)

NA Pretreatment
NA Compliance Schedules
S Self-Monitoring Program

Other

D. SUMMARY OF FINDINGS/COMMENTS (attach additional sheets if necessary)
	

.
See attached inspection letter. Facility appears to be well-run and maintained.

Mike	 EPA, Southeast 	 Date

; p	newer, Ohio EPA, Southeast District Office 	 Date


