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Ohio -j Environmental

Protection Agency
John R. Kasich, Governor
Mary Taylor, It. Governor
Scott J. Nally, Director

Re: Richland County
Village of Bellville
NPDES Permit

February 4, 2011

Mr. Mike Hoeflich, Superintendent
Bellville WWTP
142 Park Place
Bellville, Ohio 44813

Dear Mr. Hoeflich:

On January 27, 2011 an inspection was made of the Village of BelIville Wastewater
Treatment Plant located at 101 East Durbin Avenue. You were present to answer
questions and provide a tour of the facilities.

At the time of the inspection the condition of the treatment plant was unsatisfactory.
The clarifier tanks had a thick layer of film around the discharge troughs and excessive
floating solids were evident on the surface of both tanks. The post aeration tank had a
thick layer of sludge and scum present on the surface.

You stated that this condition has been ongoing for several weeks and is due to a lack
of biological activity within the treatment plant. It is your belief that the influent to the
treatment plant contains a biological impairing constituent. The Village has begun
extensive influent sampling in order to determine if this is the case. You also
mentioned that a consultant has found several issues with the current operational setup
of the RBC units. You expressed interest in getting these issues resolved in order to
improve the performance of the treatment plant.

A review of the discharge monitoring reports submitted to our office for the months of
March through December 2010, revealed numerous violations of the limits contained
in your NPDES permit. A printout of these violations has been included for your
review. Please be aware that the Bellville WWTP is in Significant Non-Compliance for
the period of June through December 2010. This condition requires our office to take
action to achieve compliance with the NPDES permit. We are requesting a meeting
with you, Mayor Banks, and Administrator Pscholka. Please contact our office within
14 days of receipt of this letter to schedule a meeting.
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If you have any further questions, please give call me at 419-373-3070.

Sincerely,

Walter Ariss
Environmental Specialist II
Division of Surface Water

Ill r

Enclosure

pc:	 DSW-NWDO File w/enclosure
Mayor and Council, Village of Bellville w/enclosure



Village of BelIville 1/27/2011 - VISUAL OBSERVATION - UNIT PROCESS
RATING CODES: S = Satisfactory; U = Unsatisfactory; M Marginal: IN = In Operation; OUT = Out of Operation

CONDITION OR APPEARANCE 	 RATING	 COMMENTS
Grounds	 S
Buildings	 S

-	 Potable Water Supply Protection	 -
Safety Features	 S
Bypasses	 OUT

Alternate Power Source	 IN	 Generator exercised during inspection
Maintenance of Collection Systems	 -

t	 Bar Screen	 OUT	 Backup to comminutor
.	 Disposal of Screenings	 S	 Landfill

Comnunutor	 IN	 New motor recentl y installed

Settling Tanks	 IN	 2 rectangular
Sludge Removal	 OUT	 Sludge pumped as necessary

c	 Effluent	 S
Scum removal	 OUT	 Scum buckets emptied as needed

Digesters	 IN	 2 aerobic
Temperature and pH	 S
Sludge Pumps	 OUT	 Sludge pumped as needed to digestors
Disposal of Sludge	 S	 Land applied
Sludge Blowers	 OUT	 Not aerating digesters due to foaming issues

Flow Meter and Recorder 	 IN
Records	 S0
Lab Controls	 S

C

Screw Pumps	 IN	 One in service, one backup
RBC Units	 IN	 Both units in service. Several sections of media on north RBC are loose.
Secondary Clarifiers 	 IN	 2 units, both have heavy scum and film in effluent trough, unsatisfactory
RBC Air Diffuscrs	 OUT	 Not aerating RBC channels

vi

I-c

Effluent	 M
Disinfection System	 OUT	 UV
Effective Dosage	 -

'	 Post Aeration Tank	 IN	 Heavy scum on surface of tank
Post Aeration Blowers 	 IN	 2 blowers in use, also supply air to RBC channels
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Permit No Reporting F

2P800057*JO March 2010
2P600057*JD March 2010
2PB00057JD March 2010
2PB00057JD March 2010
2PB00057*JD March 2010
2PB00057*JD I March 2010
2PB00057JD May 2010
2PB00057*JD May 2010
2PB00057*JD May 2010
2PB00057*JD May 2010
2PB00057JD May 2010
2PB00057*JD June 2010

2F'B00057JO IJune 2010
2PB00057*JD June 2010
2P600057JD June 2010
2PB00057*JD June 2010
2PB00057*JD July 2010
2FB00057*JO July 2010
2PB00057*JO July 2010
2P600057*JD July 2010
2P800057*JD July 2010
2PB00057JD July 2010
2PB00057*JD July 2010
2PB00057JD lJulv 2010

L2._ July 2010
JD July 2010
JD July 2010
JO July 2010
JO July 2010
JD July 2010
JD July 2010
JD July 2010
JD July 2010
JO July 2010

	

Village of Beilville WWTP NPDES permit limit violations March 	 2010
Reporting	 nted Violation

nod Station	 Code	 Parameter	 Limit Typ	 tue	 Date
	001	 00400	 pH	 ID Cone	 3/11/2010

	

- 001	 00400	 pH	 lDCone	 3/12/20 10

	

001	 00400	 1 tM-I	 ID Cone
00400

001
	

00400
001
	

00400
001
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001
001
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001
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001
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001
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001
	

00300	 Dissolved
001
	

00300	 Dissolved
001
001
001
001	 60082	 CBOD 5 day
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00300	 Dissolved Oxy
00300	 Dissolved Oxy!
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31616	 Fecal Coliform
001
	

80082	 CBOD 5 day
001
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001
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001
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001
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00300	 Dissolved Oxy
001	 00530	 Total Suspend'
001
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001
001
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JD August 2010	 001	 50062	 1 CBOD 5'
JD August2010	 001	 00300	 Dissolved
JD Auaust 2010	 co-,	 00300	 Dissolved

0	 001	 80082	 CBOD 5'
0	 001	 00300	 Dissolved

	

2010 001	 80082	 CBOD 5

	

2010 001	 00300	 Dissolved

	

2010 001	 00300	 Dissolved
'J D
	

2010 001	 00300	 Dissolved
'JD	 2010 001	 00300	 Dissolved
JD
	

2010 0011 00300	 1 Dissolved
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2P800057*JD ISeptember2010 1001
2PB00057*JD September2010 001
2PB00057*JD 

!September 
2010 001

2P600057*JD September 2010 001
2PB00057*J0 ISeDtember 2010 1 001

2PB00057*JD I October 2010	 001
2PB00057*JD October 2010	 001
2P600057*JD October 2010 	 001
2PB00057*JD October 2010	 001
2P600057JD October 2010 	 001
2PB00057*JD October 2010	 001

2P600057tJ0 I October 2010	 001
2PB00057JD October 2010 	 001
2P800057*JD October 2010 	 001
2P800057*JD October 2010 	 001
2P800057*J0 October 2010	 001
2PB00057*JD October 2010	 001
2PB00057*JD October 2010	 001
2PB00057*JD October 2010	 001
2PB00057JD October2010	 001
2P600057*JD October2010 	 001
2PB00057JD I October 2010 	 1001

B00057JD November 2010 001
B00057*JD November 2010 001
B00057*JD November 2010 001
B00057JD November 2010 001
B00057*JD November 2010 001
B00057*JD November 2010 001
B00057*JD November 2010 001
B00057*JD November 2010 001
B00057*JD November 2010 001
B00057*JD November 2010 001
B00057JD November 2010 001
B00057JD November 2010 001
B00057JD December 2010 001

B00057JDDecember2010 001
B00JD December 2010 00106 2
B057JD December 2010 1001
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4.8
	

9/1
00300	 Dissolved
	

ID Conc	 3.8
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10/25/2010
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10 Cone	 4.8
	

10/26/2010
80082	 CBOD 5
	

3ODConc 2	 20.	 11/1/2010
80082	 CBOD 5
	

30D Qty	 iL6
	

18.8161
00300	 Dissolved	 lDConc	 1.5
00300	 Dissolved
	

lDConc	 3.
00300	 Dissolved
	

lDConc	 3.2
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lDConc	 57
	

2.9
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1D Conc	 5.0
00300	 Dissolved
80082	 CBOD 5

36.1070	 11/22/201
21.	 11/22/201
22.5555	 12/1/201

80082	 CBOD 5
	

22.5	 12/1/201
80082	 CBOD 5
	

21.5198	 1211/201
80082	 CBOD 5
	

37.2652	 12/1/201
80082	 CBOD 5
	

Conc	 23.5	 12/8/201
80082	 CBOD 5
	

Conc


