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S

John R. Kasich, Governor
Mary Taylor, Lt. Governor
Scott J. Nally, Director

Re: Erie County
Darby Place
NPDES Permit

October 5, 2011

Mr. Tim McMullen
431 Kipton Nickle Plate Road
Lagrange, Ohio 44050

Dear Mr. McMullen:

On September 8 2011, an inspection was made of the sewerage facilities serving Darby
Place MHP. In general, both operation and maintenance of the plant appeared good.
At the time of my visit, all major treatment components were in operation and a clear
final effluent was observed in the contact tank. Due to low influent flow, no discharge
was taking place. The surface sand filters had solid deposition in both and needed to
be cleaned. 1 was pleased to see both chlorination and dechlorination tablets in the
tube feeders.

Monthly discharge monitoring reports are being received in a timely manner and
indicate periodic violations of your NPDES permit thus far this year. A copy of the
violations is enclosed to review with your operator in order to determine improved
compliance.

Also enclosed is my inspection report. If you have any questions, please call me at
(419) 373-3020 or email at rick.zuzik@epa.state.oh.us .

-	 RI rdATZ[izikMSE
Division of Surface Water
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PC:	 Eastwood Environmental
Erie County Health Department
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Northwest District Office 	 419 1352 8461
347 North Dunbrige Road	 419 1352 8468 (fax)
Bowling Green, OH 43402-9398 	 wwwepa.ohio.gov



Effect of effluent on Receiving Stream Name: . 	 •L'/ e-3.

OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
W\NTP'S LESS THAN 25,000 GPO 	 fl ( ç

	

NPDES Permit No. 	 r N 01 0
Facility Name	 tGrb y p lace 	 '\	 Expiration Date 

Facility Address I	 0 '7	 tLo	 'RL	 Date 	 Time /	 . am

City	 County	 I	 Township	 Vey) 1Ip)

Name and Address of Owner— 	 IL Iiu 161
Person Contacted	 1Ofl	 Owner PhonJ	 ) 77
Flow: Design At 000	 GPD	 Present 	 (metered - estimated)

Trib. Pop.	 C f/fr	 (actual - estimated) Weather at time of inspection: Temp	 JO	 C1&
OEPA Personnel	 Z(JZI't'	 District NWDO

1. Plant Effluent - Mark Severity No.	 -	 C- 4,J 	 #cp. -_

No.	 Severity	 No.	 Turbidity	 No.	 Odor	 No.	 Color

a. Plant has 	 excellent 	 fair_________ poor operation
b. Plant has 	 excellent	 ..-	 good 	fair 	 poor maintenance
c. Sand filters have _____ excellent 	good	 .-	 fair 	poor maintenance

d. Not operating at expected efficiency due to:

(1) hydraulic overload
(2) organic/ solids overload
(3) personnel inefficiency
(4) equipment failure
(5) wastes
(6)

	

Yes No	 (vi- 9/u)
----,Complia'nc'e-with NDES p

Disinfection: (Required May 1 thru Oct31.)
IN	 OUT

- Chlorination Tablets
Dechlorination Tablets
UN.

O/7	 Loj £Ik1

Parameters:

	

PëiiodicViolations  	 / 'T-1 C.ci.1
Chronic Violations

6	

Adequate plant safety 	

((Operation and Maintenance Service 	 Name

Frequency of Visits
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-&r 1- -	

.

Process	 # Units Unit	 -	 If Needed - Description and Comments

/	 Trash Trap	 Pumping Frequency:

Preliminary	 Grease. Trap	 Pumping Frequency:

Bar Screen

Comniinutor

Flow Equalization _—

Aeration	 Plant TimerY.N	 Cycle Time:

Equipment	
Z	 Motor/ Blower Unit 

Secondary	 Color:

Treatment	 / Aeration Tank
Adequate Aeration: Y	 -

/	 Clarifier

Final Settling	 j	 Sludge. Return
In	 Out

/	 Surface Skimmer	 -
In	 Out

Fixed Media Clarifier-

Tertiary	 Surface. Sand Filter
Treatment	 .	 2-	 11L12a-#d(	 C-Qct-.iô#1

Polishing Pond

Other

/ Contact Tank

Disinfection	 /	 Chlorine. Tube Feeder

Dechlorination Tube Feeder

Ultraviolet (UV)

Elapsed Pump Time
Flow Metering

Recorder. (continuous, total)

Raw Wastewater. (type)
Pumps

Sand. Filter Effluent Dosing,

Sludge	 Aerated Storage Tank
Handling

Sludge. Drying Bed

-	 MiipalPOTW
Sludge	 I ________________________

Disposal	 Landfill

Land Application.

Post Aeration
Advanced
Treatment	 Spray Irrigation

Other
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