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HARDY TOWNSHIP
LECKY & SON, INC.

NPDES 3PR00195

Mr. Harry Lecky
P.O. Box 150
Millersburg, OH 44654

Dear Mr. Lecky:

On April 8, 2008, this office conducted an inspection of the wastewater treatment plant
serving the above referenced facility. Present during the inspection were this writer and
Kraig Bucklew of the Holmes County Health Department.

At the time of the inspection, the treatment plant was producing what appeared to be a
satisfactory quality effluent. The aeration tank is being operated on a timer. The
clarifier was producing a clear effluent. There was a significant amount of scum and
solids behind the influent baffle in the clarifier. See attached photo.

The surface sand filter beds were in good condition with one bed containing some
solids. The contents of the chlorine contact tank were clear.

A review of your self-monitoring reports covering the period May 2007 through February
2008 revealed the following effluent violations:

Reporting	 Station	 Parameter	 Limit Type	 Limit	 Reported Violation
Period	 Value	 Date

July 2007	 001	 Fecal Coliform	 30D Cone	 1000	 10000.	 711/2007
July 2007	 001	 CBOD 5 day	 300 Cone	 10	 23,	 7/1/2007
July 2007	 001	 Nitrogen, Ammonia (NH3	 7D Qty	 0.0012 .00208	 7/15/2007
July 2007	 001	 Fecal Coliforrn	 7D Cone	 2000	 10000.	 7/15/2007
July 2007	 001	 COD 5 day	 7D Conc	 12	 23.	 7115/2007
July 2007	 001	 Dissolved Oxygen	 1D Cone	 6.0	 5.9	 7120/2007
August2007	 001	 Nitrogen, Ammonia (NH3	 30D Cone	 10	 4.4	 8/1/2007
August 2007	 001	 Nitrogen, Ammonia (NH3	 30D Qty	 0.008	 .01019	 8/112007
August 2007	 001	 Fecal Coliform	 300 Cone	 1000	 1100.	 8/112007
August 2007	 001	 Dissolved Oxygen	 ID Cone	 6.0	 5.9	 8/7/2007
August 2007	 001	 Nitrogen, Ammonia (NH3	 7D Conc	 1.5	 4.4	 8122/2007

August2007	 001	 Nitrogen, Ammonia (NH3	 7D Qty	 0.0012 .01019	 8/22/2007
October 2007	 001	 Nitrogen, Ammonia (NH3	 70 Qty	 00012 .00218	 10/22/2007
October 2007	 001	 pH	 10 Cone	 6.5	 5.9	 10126/2007

Printed on recyIed paper	 Ohio EPA is an Equal Opportunity Employer



Mr. Harry Lecky
Lecky & Son, Inc.
April 15, 2008
Page 2

Should you have any questions or comments regarding this letter, please contact this
office at (330) 963-1197.

Sincerely,

IL LaA-\- W
Dean W. Stall, P.E.
Environmental Engineer
Division of Surface Water

DWS/mt

cc:	 Kraig Bucklew, Holmes County Health Department

File: Semi-Public/Lecky & Son, Inc.



I

7

I - - .------.----
-	 .

,

Clarifier

Surface sand filter bed


