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Northeast District Office

2110 East Aurora Rd.
Twinsburg, Ohio 44057

August 14, 2008

TELE: (330) 963-1200 FAX: (330) 487-0769 	 Ted Strickland, Governor
www.epa.tate.oh.us	 Lee Fisher, Lieutenant Governor

Chris Korleski, Director

RE: STARK COUNTY
SUGAR CREEK TOWNSHIP
CAMP WANAKE
9463 MANCHESTER AVE.
NPDES #3PR00308

Mr. Philip White
Camp Wanake
9463 Manchester Ave.
Beach City, OH 44608

Dear Mr. White:

An inspection of the sewage treatment plant serving Camp Wanake was conducted by
this writer on August 13, 2008. On this date we met and discussed the operation of the
treatment system.

At the time of the inspection, the mixed liquor in the aeration tank had a good dark
brown color. The sludge blanket in the clarifier was within six inches of the water
surface elevation. Excessive chunks of solids were floating on the surface of the
clarifier. One surface sand filter bed was completely covered with excessive solids and
water was ponded in the filter bed. The wall between the two filter beds is cracked and
leaking. Solids were noted in the bottom of the chlorine contact tank. The tablet
dechlorinator did not contain any dechlorination tablets.

During the inspection, Mr. White began to waste solids from the system to lower the
sludge blanket. He also switched surface sand filter beds in order for the solids laden
filter bed to dry out so it can be cleaned.

The solids on the surface of the clarifier need to be returned to the aeration tank. The
sand filter bed wall must be repaired. The sludge blanket must be monitored more
closely. The chlorine contact tank needs to be cleaned, and tablets are to be kept in the
tablet boxes throughout the disinfection season (May through October).

A review of your monthly operating reports covering the period August 2007 through
June 2008 revealed the following effluent violations:

Reporting
Period
September 2007

March 2008

March 2008

March 2008

May 2008

Station	 Parameter	 Limit	
:r:1	

ViolatIon
Date

001	 Fecal Coliform	 30DConc	 1000	 1200,	 911/2007
001	 pH	 ID Cone	 6.5	 6.2	 316/2008
001	 pH	 1D Cone	 6.5	 6.4	 3/13/2008
001	 pH	 10 Conc	 6.5	 6.2	 3/27/2008
001	 Total Suspended Solids 	 30D Cone	 12	 15.	 5/1/2008
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Should you have any questions or comments regarding this letter, please contact this
office at (330) 963-1197.

Sincerely,

Dean W. Stoll, P.E.
Environmental Engineer
Division of Surface Water

DWS/rnt

cc:	 Todd Ascani, Stark County Health Department
Dave Samsa, Wastewater Services

File: Semi-Public/Camp Wanake
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Final clarifier - note solids on surface of tank.
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Surface send filter.


