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Chris Korleski, Director

October 2, 2009

Bill Freppon
4628 Boomer Road
Cincinnati, Ohio 45247

RE: Eastview Water Treatment Inc.
NPDES permit 1 PZ00060*CD
Compliance Evaluation Inspection

Dear Mr. Freppon:

On September 30, 2009, Ned Sarle and I inspected the wastewater treatment plant at
6057 State Route 128 in Whitewater Township. Attached is a copy of my inspection report,
notice of violation and summary of findings/comments.

All areas evaluated in the compliance review were rated satisfactory. The permit renewal
application was due on September 30, 2009. We understand that the forms are being
prepared and will be submitted soon. During our inspection, you requested information on
the location of the discharge pipe and signage requirements. I've attached these
documents for you.

No response is needed for this inspection report. If you have any questions regarding
this inspection or permit renewal requirements, please contact me at (937) 285-6101.

Sincerely,

Mary Osika
Environmental Specialist
Division of Surface Water

Enclosures

ec: Dennis Feichtner. NWI

Printed on Recyded Paper	 Ohio EPA is an Equal Opportunity Employer 	 Printed in-house
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Summary of Findings/Comments

Sludge handling/Storage Disposal

The records show that sludge has not been removed from this facility for several years.
Sludge wasting may improve effluent quality and lessen the maintenance on sand
filters. The operator should evaluate the need for periodic sludge wasting and removal.

Notice of Violation

One effluent limit violation was noted during the review period of 1/1/2009-9/1/2009.
Our office did receive a non-compliance notification regarding this permit limit
excursion. However, it was received from Hank Henke who is not the Operator of
Record. In the future we would like to receive the non-compliance notification from the
Operator of Record, who is listed as Dennis Feichtner. A copy of the non-compliance
notification should also be sent to the owner(s). We also require that a log book be
kept at the plant out of the weather that can be viewed by our inspectors. All work and
site visits should be logged in this log book by the operator and/or maintenance person
to record the date, time, and actions performed at the treatment plant. We suggest a
mail box be kept at the site if there is no other available shelter to keep the log book.
We did not discuss this during the inspection, but will follow up on this at the next
inspection.

Permit Renewal

The application for renewing the NPDES permit is now due. We understand this will be
submitted shortly. We discussed some new requirements in the permit such as a
signage requirement. Attached is the regulation concerning signage from the Ohio
Administrative Code. The actual language in the draft renewal permit will look like this:

Not later than 4 months from the effective date of this permit, the perm- ittee shall post a
permanent marker on the river bank at each outfall that is regulated under this NPDES
permit where a marker does not currently exist. This includes final outfalls, bypasses, and
combined sewer overflows. The marker shall consist at a minimum of the name of the
establishment to which the permit was issued, the Ohio EPA permit number, and the outfall
number and a contact telephone number. The information shall be printed in letters not less
than two inches in height. The marker shall be a minimum of 2 feet by 2 feet and shall be a
minimum of 3 feet above ground level. The sigh shall not be obstructed such that persons
in boats or persons swimming on the river or someone fishing or walking along the shore
cannot read the sign. Vegetation shall be periodically removed to keep the sign visible If
the outfall is normally submerged the sign shall indicate that When an existing marker is
rep/abed or reset, the new marker shall comply with the requirements of this section.

Attached is a copy of the approved plans for the treatment plant that shows the location
of the discharge point. If you would like an electronic scanned version of this hard copy
please call me and this can be emailed to you.



Name(s) and Titles of On-Site Re

Bill (Butch) Freppon, son of owner

Name, Title and Address of Respc

Bill Freppon
4628 Boomer Road
Cincinnati, Ohio 45247

Eastview Water Treatment Inc.
6057 State Route 128, Cleves, Ohio

of Entry Time	 Permit Effective Date

12:15 pm	 April 1,

Exit Time	 Permit Expiration Date

12:55 pm	 March 31, 2010

Phone Number(s)

(513) 353-3666

(513) 353-3666

Ohio Environmental Protection Agency

Permit Number
1 PZ000GO*CD

14PDES COMPLIANCEJSPECTION REPORT

Section A: National Data System I

Inspection Date
NPDES Number 	 (dd/mm/w)

0H0118165	 9/30/2009
	

State

Section B:.;Facility Data

Section C: Areas Evaluated During Inspection
;atifactory, M = Marginal, U = Unsatisfactory, NA = Not Apphca

S	 Flow Measurement

N	 Laboratory

S	 Effluent/Receiving Waters

N	 Sludge Storage/Disposal

S
	

Permit

N
	

Records/Reports

S
	

Operations & Maintenance

S
	

Facility Site Review

N
	

Collection System

N	 Pretreatment

N	 Compliance Schedules

S	 Self-monitoring Program

Other

Section ft Summary of Findings/Comments (Attach additional sheets if

attached sheet for summary of findings.

Name and Signature of Inspector(

Mary Osik t 	 £,2C__
oName and Si	 f Reviewer

Martvn Bun

Agency / Office / Telephone

Ohio EPA I Southwes

Agency / Office / Telephone

Ohio EPA I Southwest District Office 1(937) 285- 6034

Date

/0447
Date

ta/L/ot
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NPDES Compliance Inspection Report
Semi-Public Sewage Disposal Inspection Form

-	 Pretreatment

Type of Pretreatment: 	 Trash Trap
Does the Trash Trap need pumped:	 No
Maintenance of pretreatment components is: Good

Color of sludge:
Quality of Sludge:
Foam:
Odor:

Secondary ••Treatrnent 	 H
(Aeration)_____________________

Medium Brown
Heavy
None present
No objectionable odor present

Yes No I
Aeration is taking place	 _ fl Plant is
Blowers are operating 	 fl Blowen	 a
Skimmers are operating 	 Z fl Plant is
Diffusers are operating	 Z fl Grating
Sludge return is operating 	 R El
Maintenance of aerating equipment is. Excellent



1 PZ00060*CD Eastview Water Treatment Inc. Error! Reference source not found.

Clarity:
Condition of Weir:
Weir is level:
Effluent in weir:
Clarifier walls need scraped:

Jary Treatment
Settlinni

Solids Present
Clean
Yes
Clear
Unknown

Overall maintenance of settling components is: Good

TeiaryTreatrnent

Yes. No I
Surface sand Filters: Slow	 N fl Subsurface
Distribution box operating	 N fl Beds alternated
Are filters ponding/flooding	 fl N Beds raked
Sand filters overgrown	 fl N Chlorination pre
UV present	 fl N Dechlorination r

Overall maintenance of components is: Excellent

Sludge Handling/Storage Disposal 

Hauler name:	 Unknown
Disposal Site:	 MSD
Sludge wasted from: holding tank
How often is sludge wasted: 	 never
Sludge drying beds:	 No	 Sludge holding tank: 	 Yes

Overall maintenance of components is: Good

Records show that sludge has not been removed from the plant in the

Page 2



1PZ0006OCD EastviewW
a

ter Treatment Inc. Error! Reference source not found.

Discharge point is a:	 Stream
Name of discharge point: Great Miami River
Discharge is visible:	 unknown	 Quality of Effluent: Clear

Page 3



1PZ00060*CD Eastview Water Treatment Inc. Error! Reference sourc ,iot found.

NOTICE OF VIOLATION

EFFLUENT LIMIT VIOLATIONS
(Period of Review: 1/112009-91112009)

	70 = Weekly 300 = Monthly 10 = Daily Conc. = Concentration (mg/1)
	

Qty.= Quantity (Kg/Day)

Month
	

Parameter	 Frequency / Units
	

Limit	 Value reported

Aug. 13, 2009
	

Chlorine residual
	

1 day conc. mg/I
	

0.019	 0.16

Page 4
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3745-33-08	 Generic permit conditions.

(A) Each Ohio NPDES permit shall contain the following requirements:

(1) That all discharges authorized under the NPDES permit shall be consistent with the
terms and conditions of the permit. The discharge of any pollutants more frequently than
or at a level in excess of that identified and authorized by the permit shall constitute a
violation of the terms and conditions of the permit; and

(2) That facility expansions, production increases, or process modification which result in
new or increased discharges of pollutants must be reported by submission of a new
NPDES application or, if such discharge does not violate effluent limitations specified
in the NPDES permit, by submission to the director of notice of such new or increased
discharge of pollutants; and

(3) That the permittee shall submit to Ohio EPA monthly reports containing such
information as shall be specified by the director; and

(4) That the permittee shall submit an annual report containing such information as shall be
specified by the director; and

(5) That the permittee shall report in such manner as shall be specified by the director, any
discharge of pollutants in violation of permit terms and conditions; and

(6) That the point source is equipped with instrumentation to monitor and record data and
other information about the operation of the point source, if required by the director.
Reports of monitoring results obtained by the pennittee shall be submitted annually (or
on such a more frequent schedule as is required in the permit) to Ohio EPA. Monitoring
and recording of monitoring results shall be conducted in accordance with regulations
adopted or subsequently amended by the administrator, including paragraphs (e) and (j)
of 40 C.F.R. 122.41 (effective July 1, 2005) and 40 C.F.R. 122.48 (effective July 1,
2005); and

(7) That the permittee shall allow the director or his authorized representative to enter upon
the permittee's premises. The authorized representative shall have access to any records
required to be kept under the terms of the permit and may copy any such records. The
director or his authorized representative shall have access to any monitoring equipment
orwastewater treatment facilities operated by the permittee for the purpose of inspecting
such equipment or method required in the permit and shall have access to point sources
for the purposes of sampling the discharge; and

(8) That the permittee shall maintain in good working order and operate at optimum levels
in accordance with good engineering practices any wastewater treatment facilities or
control systems installed to achieve compliance with the terms and conditions of the
permit regardless of the quality of the effluent; and



3745-33-08	 2

(9) That the permittee shall provide adequately trained and qualified personnel as required
by Chapter 3 745-7 of the Administrative Code to operate such wastewater treatment
facilities; and

(10) That the permit may be modified, suspended, or revoked in whole or in part during its
term for cause including but not limited to:

(a) Violation of any terms or conditions of the permit;

(b) Obtaining a permit by misrepresentation or failure to disclose fully all relevant
facts; and

(c) A change in any condition that requires either a temporary or permanent reduction
or elimination of the permitted discharge; and

(11) That if a toxic effluent standard or prohibition (including a schedule of compliance) is
established under section 307(a) of the act for a toxic pollutant that is present in the
permittee's discharge and such standards or prohibition (including a schedule of
compliance) is more stringent than any limitation upon such pollutant in the NPDES
permit, the director shall modify the permit in accordance with the toxic effluent
standard and so notify the permittee; and

(12) That all permittees meeting the requirements of this paragraph post and maintain
permanent signs as follows:

(a) A sign shall be posted at each outfall under permit. Outfalls covered by this
provision include, but are not limited to, discharges of process wastewater, non-
contact cooling water, sewage or discharges from remediation sites, and bypass or
combined sewer overflow discharges. The director may waive this requirement for
outfalls discharging to municipal storm sewers if the outfall is not in close
proximity to a lake, reservoir, pond, river, stream, creek or other surface water of
the state. Signs are not required at in-plant sampling outfalls, or at outfalls that are
not accessible to the public by land or by recreational use of the water body:

(b) The sign shall include, at a minimum, the name of the permittee, the permit
number, and the outfall number identified in the permit The information shall be
printed in letters not less than two inches high;

(c) The sign shall be a minimum of two feet by two feet and the bottom of the sign
shall be a minimum of three feet above the ground; and

(d) The director may approve variations from these dimensions to increase the
legibility or information of the sign.
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3745-33-08

(B) No NPDES permit shall be issued for a semi-public disposal system whenever the sewage
system of a publicly owned treatment works is available and accessible in accordance with
section 6117.51 of the Revised Code.

(C) Notwithstanding the issuance or non-issuance of an NPDES permit to a semi-public disposal
system, whenever the sewage system of a publicly owned treatment works becomes available
and accessible, the permittee operating any semi-public disposal system shall abandon the
semi-public disposal system and connect it into the publicly owned treatment works.

(D) Notice by POTWs of new pollutants

(1) All publicly owned treatment works (POTWs) must provide adequate notice to the
director of the following:

(a) Any new introduction of pollutants into the POTW from an industrial discharger,
which new introduction of pollutants would be subject to treatment technology-
based limits under section 301 or 306 of the act if the indirect discharger were
directly discharging those pollutants to waters of the state; and

(b) Any substantial change in the volume or character of pollutants being introduced
into that POTW by a source introducing pollutants into the POTW at the time of
issuance of the permit.

(2) For purposes of paragraph (D)(1) of this rule, adequate notice shall include information
on:

(a) The quality and quantity of effluent introduced into the POTW; and

(b) Any anticipated impact of the change on the quality or quantity of effluent to be
discharged from the POTW.

(F) The director may require, as a permit condition or otherwise, electronic submittal of NPDES
applications, reports and monitoring data using information systems compatible with those of
Ohio EPA.

(F) Notification to public water supply operators.

(1) Permits for facilities designated by the director as major discharges, in the following
locations, shall require the permittee to notify the public water supply operator as soon
as practicable after a discharge begins that results from a spill, separate sewer overflow,
bypass, upset, or combined sewer overflow that reaches waters of the state:

(a) Discharges within three thousand feet of a public water supply intake located in a
lake; or



3745-33-08

(b) Discharges within ten stream miles upstream of a public water supply intake
located in a reservoir or any other surface water of the state.

(2) The director shall include in the permit a requirement for the permittee to have a
notification plan with the public water supply operator that defines specific notification
requirements and what constitutes notification "as soon as practicable." In the affected
permits, the director shall provide the telephone number and contact information related
to the public water supply operator.

(3) For publicly owned treatment works and other permittees that discharge only domestic
sewage, the only spills that need to be reported under paragraph (F) of this rule are those
that occur at the treatment works.

(G) The director may include in an Ohio NPDES permit any other terms or conditions he finds
reasonable and appropriate for the prevention and abatement of pollution.

[Comment: "C.F.R." refers to the federal "Code of Federal Regulations," which can generally be
found in public libraries and electronically online, and can be purchased from "U.S. Government
Printing, Superintendent of Documents, Mail Stop: SSOP, Washington, DC 20402-9328."]

Effective: 12/1/2006

R.C. 119.032 review date: 12/1/2011

Promulgated Under: R.C. 119.03
Statutory Authority: R.C. 6111.03
Rule Amplifies: R.C. 6111.03
Prior Effective Dates: 12/30/1973, 2/28/1990, 10131/1997, 12/30/2002
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