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State of Ohio Environmental Protection Agency

Southwest District Office
401 East Fifth Street 	 TELE: (937) 285-6357 FAX: (937) 285-6249 	 Ted Strickland Governor
Dayton, Ohio 45402-2911	 ,.epa.stateoh.us	 Lee Fisher, Lieutenant Governor

Chris Korteski, Director

December 1, 2008

Mr. George Markus, Municipal Manager
Municipality of New Lebanon
198 South Clayton Road
New Lebanon, Ohio 45345

Re: New Lebanon WWTP, Compliance Evaluation Inspection and Notice of Violation

Dear Mr. Markus:

On November 25, 2008, Mr. Ned Sane and I conducted a Compliance Evaluation
Inspection at this facility (NPDES Permit No. 0H0026697; OEPA Permit No.
IPB00021*HD) . Representing this facility was Mr. Matt Fraley and Mr. Scott Brock. A
copy of my inspection report is enclosed.

The inspection report contains one unsatisfactory and two marginal areas. The Records I
Reports section was rated unsatisfactory as a result of the failure to properly report the
sludge monitoring data in September of 2008 and a WWTP bypass event that occurred
recently. The Laboratory section was rated marginal as a result of the use of outdated
reference material and instances of QA/QC data not being recorded. The Compliance
Schedule was rated marginal as a result of the violations of the Director's Final Findings
and Orders.

The areas noted in the report summary will require a written response by January 2, 2009.
The response should include a description of the proposed actions and the dates for
completion of these actions.

It should be noted that during the course of the inspection is was discovered that the
Operations and Maintenance Manual for the wastewater treatment plant had not been
revised in quite some time and appeared to be outdated. This manual is an essential part
of ensuring the effective and efficient operation of the wastewater treatment plant.
Implementation of the Operation and Maintenance plan is referenced in Part II of discharge
permit 1PB0002I*21.

This plan should be reviewed periodically to ensure that it is current and representative of
the day to day operations and maintenance activities. During the inspection it was also

is Noted on Recy1ed Paper	 Ohio EPA is an Equal Opportunity Employer 	 Printed in-house



.	 .

Mr. George Markus
December 1, 2008
Page 2

discussed that the contract with Streamborn Environmental Services, Inc. to operate and
maintain the wastewater treatment plant would be expiring in the near future. Should the
operation and maintenance of this facility be performed by another entity, the up to date
Operation and Maintenance Manual may prove to be essential for a smooth transition.

If you have any questions regarding this matter please feel free to contact me at (937)285-
6107 or via email at Robe rt . Ostendorfera.state.oh.us .

Sincerely,

E,4- -̂!!
7

Bob Osteorf Jr.
Division of Surface Water
Permits Section

cc:	 Matt Fraley, WWTP Operator

Enclosures



State of Ohio Environmental Protection Agency
Southwest District Office

N PDES Compliance inspection Report
Section A:'. ational Data System Coding

Permit #	 NPDES#	 MonthlDaylVear Inspection Type Inspeci
B00021*HD	 0H0026697	 11/25/08	 C

-
Section B Facility Data	 .	 •:	 -

Name and Location of Facility Inspected 	 Entry Time	 Permit Effective Date

New Lebanon WWTP
9:40 a.m.	 October 1, 2005

__________
200 Hepner Avenue 	 .	 Exit Time	 PermitExpirationDate
New Lebanon, OH 45345 11:50 am.	 September 30, 2010

Name(s)andTitle(s)ofOn-SiteRepresentatives	 PhoneNumber(s)
Mr. Matt Fraley, Chief Operator 	 (513) 673-9127
Mr. Scott Brock, Sewer System Department Foreman 	 (937) 687-1341

Name,AddressandTitleofResponsibleOfficial 	 PhoneNumber
Mr. George Markus, Municipal Manager
Municipality of New Lebanon
198 South Clayton Road 	 (937) 687-1341
NewLebanon,OH45345

C: Areas Evaluated During Inspection	 -
M = Marginal, U = Unsatisfactory, N _= Not Evaluated)
LS Flow Measurement	 N I Pretreatment

M Laboratory	 M Compliance Schedule
S _Effluent/Receiving Waters _S _Self-Monitoring Program
S SIudçe Storaqe/Disposal 	 N Other

Permit

Operations&Maintenance
FacilitySiteReview
Collection System

on D:	 of Findinqs (Attach additional sheets if

The Municipality of New Lebanon will be required to respond to the comments in the following sections:

Compliance
Recordkeeping
Sludge Management
Laboratory

Ins	 Reviewer

Bob Ostendorf Jr. 	 / Date: /2-f-p7	 Marlyn Burt	 Date: I
Division of Surface Water	 Compliance & Enforcement Supervisor
Southwest District Office	 Division of Surface Water

Southwest District Office



Permit #: 1 PB00021 *HD•
NPDES #: 0H0026697

Sections E thru K: Complete on all inspections as appropriate
Y - Yes, N - No, NIA - Not Applicable, N/E - Not Evaluated

L'	 ....."Section .E:jfef!ation_.::
Inspection observations verify the permit

(a)Correct name and mailing address of permittee ..................Y
(b) Correct name and location of receiving waters .................... 	 Y
(c) Product(s) and production rates conform with permit

application (Industries) ................................................... 	 N/A
(d)Flows and loadings conform with NPDES permit .................. 	 Y
(e)Treatment processes are as described in permit application 	 Y
(f) New treatment process(es) added since last inspection 	 N
(g) Notification given to State of new, different or increased

discharges...................................................................N/A
(h)All discharges are permitted ............................................. 	 Y
(i) Number and location of discharge points are as described

inpermit.......................................................................

Comments/Status:
Bar Screen, (3) Static Screens, (6) Raw Wastewater Pumps, Aeration, Splitter Box, (2)
Clarifiers, Chlorine Contact Tank, Dechlorination Tank, Surface Aerator
(3) Return Sludge Pumps, (3) Aerobic Digesters, Thickened Sludge Holding Tank,
Gravity Belt Thickener

Section F: Compliance_._

(a)Any significant violations since the last inspection.....................Y
(b) Permittee is taking actions to resolve violations........................Y
(c) Permittee has a compliance schedule....................................Y
(d)Compliance schedule contained in	 Directors Findings and Orders, Effective

Date: September 3, 1997

•(e) Permittee is meeting compliance schedule..............................N

The Municipality of New Lebanon is found to be in violation of the reporting
requirements for outfall 581 as specified in discharge permit IPB00021*HD . During the
course of the inspection it was discovered that the Municipality of New Lebanon
inadvertently excluded the sewage sludge monitoring data from the September 2008
Electronic Discharge Monitoring Report (EDMR). The Municipality of New Lebanon
needs to resubmit this EDMR and include said monitoring data.
It was discovered during the course of the inspection that the line leading from the
secondary clarifier scum trough had became plugged and that during the course of
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Permit#: 1PB00021*HID
NPDES #: 0H0026697

Section.CornpIiance (cont.) 	 .-

correcting the situation, wastewater had been discharged directly onto the ground
adjacent to the clarifier. Evidence of this incident was still present on the ground
during the inspection. Please be aware that discharge permit IPB0002I*HD reads
as follows: Bypass means the intentional diversion of waste streams from any
portion of the treatment facility". Please refer to Part Ill Section 12 for the reporting
requirements concerning bypasses.

L.	 LSéCtion:G;Oàtion&Mathtenance._.

Treatment Works:

Treatment facility properly operated and maintained

(a) Standby power available.....generator N or dual feed D......	 Y
(b) Adequate alarm system available for power or equipment failures. N
(c) All treatment units in service other than backup units.............. 	 Y
(d) Wastewater Treatment Works classification (OAC 3745-7)....... 	 II
(e) Operator of Record holds unexpired license of class required by

prmit.........................................................................	 Y
Class: Ill

(f) Copy of certificate of Operator of Record displayed on-site..... 	 Y
(g) Minimum operator staffing requirements fulfilled (OAC 3745-7)... Y
(h) Routine and preventative maintenance scheduled/performed... 	 Y
(i) Any major equipment breakdown since last inspection............... N
U)
	

Operation and maintenance manual provided and maintained..... N
(k)
	

Any plant bypasses since last inspection................................. 	 Y
(I)
	

Regulatory agency notified of bypasses.................................. 	 N
On MORs E and/or Spill Hotline (1-800-282-9378) fl

(m)
	

Any hydraulic and/or organic overloads since last inspection........

Record Keeping:

(a) Log book provided ............................................................... 	 Y
(b) Format of log book (i.e. computer log, hard bound book)

The Log Book is in a spiral bound notebook which is inconsistent with the
requirements of OAC 3745-7-09. It was also discovered during the
inspection that there were instances in which the operator did not initial
the entry in the Log Book. I have included with this inspection a Copy of
OAC 3745-7-09.

(c) Log book(s) kept onsite (in an area protected from weather)
	

Y
(d) Log book contains the following:

I. Identification of treatment works
	

Y
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Permit #:1PB0002I*HD
NPDES #: 0H0026697

[jIT	 TIJ
II. Date/times of arrival/departure for Operator of Record and

	

any other operator required by OAC 3745-7.................. 	 Y
M. Daily record of operation and maintenance activities

(including preventative maintenance, repairs and request

	

for repairs)..............................................................	 V
IV. Laboratory results (unless documented on bench sheets)... Y
V. Identification of person making log entries.................... 	 V

(d)
	

Has the operator of record submitted written notification to the
permittee, Ohio EPA and (if applicable) any local environmental
agencies when a collection system overflow, treatment plant
bypass or effluent limit violation has occurred............................ Y

Collection System:

(a) Percent combined system: 	 0%
(b) Any collection system overflows since last inspection..................

(CSO El and/or SSO 0)
(c) Regulatory agency notified of overflows (SSOs).......................... N/A
(d) CSO O&M plan provided and implemented............................... N/A
(e) CSOs monitored and reported in accordance with permit............. N/A
(f) Portable pumps used to relieve system.................................... Y
(g) Lift station alarms provided and maintained.............................. Y
(h) Are lift stations equipped with permanent standby power

orequivalent....................................................................... 	 N
(i) Is there an inflow/infiltration problem (separate sewer system),

or were there any major repairs to collection system since
lastinspection...................................................................... Y

(j) Any complaints received since last inspection of basement flooding Y
(k) Are any portions of the sewer system at or near capacity............ N

There have been two instances of back-ups into basements since the last inspection.
The Municipality has an ongoing program to reline the collection system and is currently
implementing phase eight of the program.

Section H:Siudge Management

(a) Sludge management plan (SMP)
Submitted date:	 Approval #:	 Not submitted	 N/A E
(b) Sludge management plan current.............................................N/A
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Permit#: 1PB0002I*HD
NPDES #: 0H0026697

(c) Sludge adequately disposed...................................................Y
(Method: Land Application)

(d) If sludge is incinerated, where is ash disposed of 	 N/A
(e) Is sludge disposal contracted..................................................Y

(Name: Miller Bro's)
(f) Has amount of sludge generated changed significantly since

lastinspection......................................................................N
(g) Adequate sludge storage provided at plant..................................Y
(h) Land application sites monitored and inspected per SMP............N/A
(i) Records kept in accordance with State and Federal law...............Y
(j) Any complaints received in last year regarding sludge.................N
(k) Is sludge adequately processed (digestion, pathogen control).......Y

Comments/Status:
At the time of the inspection documentation could not be provided by the Municipality of
New Lebanon regarding the land application of sewage sludge in compliance with
agronomic rates. The Municipality of New Lebanon shall provide documentation to this
office regarding this matter.

•	 Secflonl.SelfMGnitoring Pjogram.:
Flow Measurement:
(a) Primary flow measuring device operated and maintained..............Y
Type of device: Ultrasonic & Parshall flume fl Ultrasonic & Weir M Weir
Calculated from influent D	 Other E1(Specify: 	 )

(b) Calibration frequency adequate ............................................Y
(Date of last calibration: 	 )

(c) Secondary instruments operated and maintained.........................Y
(d) Flow measurement equipment adequate to handle full range

offlows .............................................................................. 	 y
(e) Actual flow discharged is measured.........................................Y
(f) Flow measuring equipment inspection frequency

Daily	 Weekly Imonthly Pother

Sampling:

(a) Sampling location(s) are as specified by permit ..................... .Y
(b) Parameters and sampling frequency agree with permit.............Y
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Perm it#:IPB00021*HD
NPDES #: 0H0026697

.Section , i:Seif-MonitoringPro9ram(cont.) :•. -

(c)	 Permittee uses required sampling method .............................. 	 Y
(d)	 Sample collection procedures are adequate............................Y

(i) Samples refrigerated during compositing.......................Y
(ii) Proper preservation techniques used ............................. 	 Y
(iii) Containers and sample holding times prior to analysis

conform with 40 CFR 136.3........................................Y
(e)	 Monitoring records (i.e., flow, pH, DO) maintained for a minimum

of three years including all original strip chart recordings
(i.e, continuous monitoring instrumentation, calibration and
maintenance records)............................................................Y

(f)	 Adequate records maintained of sampling date, time, location, etc Y

Laboratory:

General
(a) EPA approved analytical testing procedures used (40 CFR 136.3).. N
(b) If alternate analytical procedures are used, proper approval

has been obtained................................................................N/A
(c) Analyses being performed more frequently than required by permit. Y
(d) If (c) is yes, are results in permittee's self-monitoring report..........Y
(e) Commercial laboratory used ................................................... V

Parameters analyzed by commercial lab: All permitted parameters except for
Carboneous Biochemical Oxygen Demand, Total Suspended Solids, pH, Dissolved
Oxygen, Total Residual Chlorine, and Ammonia.

Lab name: Belmont Park

Quality Control/Quality Assurance
(f) Quality assurance manual provided and maintained.....................N
(g) Satisfactory calibration and maintenance of instruments/equipment. N
(h) Adequate records maintained.................................................N
(i) Results of latest USEPA quality assurance performance sampling program:
D Satisfactory D Marginal EjUnsatisfactory
Date: Not Applicable

The Municipality of New Lebanon is currently referencing "Standards Methods for the
Examination of Water and Wastewater", 16 th  Edition, when perform analysis of the
wastewater. 40 CFR 136.3 lists the 18 1h ,  I9th 20th, and the online edition, as approved
for use in analyzing wastewater. The adequateness of certain analytical procedures
and /or equipment was found to be unsatisfactory. The following must be addressed:
recording of the temperature on the incubator, annual calibration of the balance,
recordina of results for ammonia standards.
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Permit#: 1PB0002I*HD

NPDES #: 0H0026697

IT	 ;••	 .'..._5ectionJ:Effluent/ReceivingWaterObservations

Outfall	 Outfall sign Oil sheen Grease Turbidity 	 Foam	 Solids	 Color	 Other
Number in place?

001	 N/A None	 None	 None	 None
Visible	 Visible	 Visible	 Acceptable Visible	 Clear	 N/A

._cti.on K.:It! media Observations _.

(a) Are there indications of sloppy housekeeping or poor maintenance
in work and storage areas or laboratories.................................N

(b) Do you notice staining or discoloration of soils, pavement or floors N
(c) Do you notice distressed (unhealthy, discolored, dead) vegetation N
(d) Do you see unidentified dark smoke or dust clouds coming from

sources other than smokestacks..............................................N
(e) Do you notice any unusual odors or strong chemical smells..........N
(f) Do you see any open or unmarked drums, unsecured liquids, or

damaged containment facilities................................................N

If any of the above are observed, ask the following questions:
(1) What is the cause of the condition?
(2) Is the observed condition or source a waste product?
(3) Where is the suspected contaminant normally disposed?
(4) Is this disposal permitted?
(5) How long has the condition existed and when did it begin?
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Permit #: I PB0002I*HD
	 fl

NPDES #: 0H0026697

EDMR Re portinq Violations

February 2008
February 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008

Sludge Solids, Percent
Sludge Solids, Percent
Nitrogen Kjeldahl, Total
Arsenic, Total In Sludge
Cadmium, Total In Sludge
Chromium, Total In Sludge
Copper, Total In Sludge
Lead, Total In Sludge
Nickel, Total In Sludge
Zinc, Total In Sludge
Selenium, Total In Sludge
Sludge Solids, Percent
Sludge Solids, Percent
Mercury, Total In Sludge
Molybdenum In Sludge
Ammonia (NH3) In Sludge

1/Month
1/Month
1/Year
1/Year
1/Year
1/Year
1/Year
1/Year
1/Year
1/Year
1/Year
1/Month
1/Month
1/Year
1/Year
1/Year

02/01/2008
02/01/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008
09101/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008
09/01/2008

I
	

0
I
	

0
1
	

0
1
	

0
1
	

0
I
	

0
1
	

0
I
	

0
I
	

0
1
	

0
1
	

0
1
	

0
I
	

0
I
	

0
1
	

0
1
	

0
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3745-7-09	 Recordkeeping requirements and responsibilities of a
certified operator.

(A) The owner and operator of record of a public water system, treatment works
or sewerage system shall maintain or cause to be maintained operation and
maintenance records for each public water system, water treatment plant
within a public water system, treatment works, or wastewater treatment
facility within a treatment works. Some of the formats in which the records
may be maintained include, but are not limited to, hard bound books with
consecutive page numbering, time cards, separate operation and
maintenance records, or well organized computer logs.

(1) The records shall be housed and maintained in such a manner as to be
protected from weather damage and guarantee the authenticity and
accuracy of the records contained within.

(2) The records shall be accessible onsite for twenty-four hour inspection by
agency or emergency response personnel.

(3) At a minimum, the following information shall be recorded:

(a) identification of the public water system, sewerage system, or
treatment works;

(b)Date and times of arrival and departure for the operator of record and
any other operator required by this chapter;

(C) Specific operation and maintenance activities that affect or have the
potential to affect the quality or quantity of sewage or water
conveyed, effluent or water produced;

(d) Results of tests performed and samples taken, unless documented
on a laboratory sheet;

(e)Performance of preventative maintenance and repairs or requests for
repair of the equipment that affect or have the potential to affect the
quality or quantity of sewage or water conveyed, effluent or water
produced; and

(f)Identification of the persons making entries.

(4) The records shall be kept up to date, contain a minimum of the previous 	 Nthree months of data at all times, and be maintained for at least three
years.



S	 S
3745-7-09
	

2

(B) A certified operator shall:

(1) Perform their duties in a responsible and professional manner consistent
with standard operating procedures and best management practices;

(2) Operate and maintain public water systems, sewerage systems,
treatment works, and appurtenances so as not to endanger the health or
safety of persons working in or around the facility, the public at large, or
the environment due to negligence or incompetence; and

(3) Report all instances of noncompliance with applicable regulations to the
operator of record or facility supervisor.

(C) The duties of an operator of record shall include, but not be limited to, those
outlined in paragraphs (B)(1) to (13)(3) of this rule and the following additional
duties and responsibilities:

(1) Responsible and effective on site management and supervision of the
technical operation of the public water system, treatment works, or
sewerage system;

(2) Immediately notifying the permittee or owner of a public water system,
sewerage system, or treatment works, and ensuring the agency and, if
applicable, the local regulatory agency, is notified of items that require
notification in accordance with sections 6109. or 6111. of the Revised
Code, the rules adopted thereunder, or the facility's NPDES permit; and

(D) in the event that there are issues related to paragraphs (A) to (C) of this rule
that are within the area of responsibility of, but beyond an operator of record
or a certified operator's ability to address, it shall be the operator's
responsibility to document any efforts to rectify the problem.

Effective: 12/21/2006

R.C. 119.032 review dates: 12/21/2011

Promulgated Under: 119.03
Statutory Authority: RC Sections 6111.46, 6109.04
Rule Amplifies: RC Sections 6111.46, 6109.04


