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State of Ohio Environmental Protection Agency

2110 East Aurora Rd.
Twinsburç, Ohio 44087

October 20, 2008

Northeast District Office

TELE: (330) 963-1200 FAX: (330) 487-0769	 Ted Strickland, Governor

www.epa.state oh us 	 Lee Fisher, Lieutenant Governor
Chris Korleski, Director

RE: ASHTABULA COUNTY
CONNEAUT TOWNSHIP
CITY OF CONNEAUT WWTP
NPDES PERMIT NO. 0H0024767
OHIO EPA PERMIT NO. 3P000002

Mr. Craig Pierce
Wastewater Superintendent
City of Conneaut WWTP
294 Main Street
Conneaut, Ohio 44030

Dear Mr. Pierce:

On September 17, 2008, an inspection was conducted at the above referenced facility
by the undersigned. The purpose of the inspection was to evaluate the facility's
compliance status with respect to the terms and conditions of the NPDES permit.

The on-site inspection determined that no issues exist with the operation of the
wastewater facility. However, a few issues exist with respect to the storm water
collection at the facility. Please see correspondence from Mr. Chris Moody with respect
to these issues. Since the facility has some areas of storm water collection concerns,
Parts IV, V, and VI will be added to the above NPDES permit.

A review of the self-monitoring reports received by Ohio EPA for the period of
November 1, 2007, through September 1, 2008, indicates only a few instances of
noncompliance as follows:

Limit Violations

Reporting	 Limit	 Reported Violation
Pod	 - St	 Type	 Limit	 Value	 Date

February 2008	 001	 Total Suspended Solids	 30D Cone 20	 43.1379	 2/1/2008

February 2008	 001	 Total Suspended Solids	 70 Cone	 30	 48.4285	 2/1/2008

February 2008	 001	 Total Suspended Solids	 300 Qty	 227	 662.418	 211/2008

February 2008	 001	 Total Suspended Solids	 70 Qty	 341	 904.135	 2/1/2008

February 2008	 001	 Total Suspended Solids	 7D Cone	 30	 40.	 2/8/2008

February 2008	 001	 Total Suspended Solids	 7D Qty	 341	 544.179	 218/2008

February 2008	 001	 Total Suspended Solids	 70 Cone	 30	 532857	 2/15/2008

February 2008	 001	 Total Suspended Solids 	 70 Oty	 341	 998.746	 2115/2008
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Frequency Violations

Reporting
Period
January 2008
March 2008
March 2008
March 2008
March 2008
March 2008
March 2008
March 2008
March 2008

.JahIhlJIc --	 --	 VUJICLUJFI

Station	 Parameter	 Frequency Expected Reported Date
601	 CBOD 5 day	 3/VVeek	 3	 2	 01/15/2008
601	 Nickel, Total Recovera	 1/Quarter	 1	 0	 03/0112008
601	 Zinc, Total Recoverabl 	 1/Quarter	 1	 0	 03/01/2008
601	 Cadmium, Total Recover 	 1/Quarter	 1	 0	 03/01/2008
601	 Lead, Total Recoverebi	 1/Quarter	 1	 0	 03/01/2008
601	 Chromium, Total Recove	 1/Quarter	 1	 0	 03/01/2008
601	 Chromium, Dissolved He 	 1/Quarter	 1	 0	 03/0112008
601	 Cyanide, Total	 1/Quarter	 1	 0	 03/01/2008
601	 Mercury, Total (Low Le	 1/Quarter	 1	 0	 03/01/2008

Based on the inspection findings and the overall compliance record of the facility, the
facility is considered to be in substantial compliance.

If there are any questions or comments regarding this notification, please contact this
office.

Respectfully,

--

Virgiia Wilson, P.E.
Geological Engineer
Division of Surface Water

VW/mt

File: Municipal/Conneaut, City of/P&C
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Digest	 Raw Primary Final	 cot OverHow
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118	 110	 7.6 1 	75	 71	 69	 69
123 112	 76	 74	 70	 69	 70
124 122	 76	 74	 70	 68	 70
125 120	 76	 74	 71	 69	 70	 29	 30

	
2

133 117	 75	 74	 70	 69	 70	 34	 34
	

2
128 116	 77	 73	 72	 69	 70	 36	 32

	
2

118 118	 76	 73	 71	 70	 70

115 121	 75	 74	 71	 68	 69
122 129	 7.16,	 73	 74	 68	 70
118 121	 75	 73	 70	 68	 70
124 108	 76	 72	 72	 69	 70	 23	 23

	
2

119	 11.2	 71	 7.3	 7.2	 7.0	 7.0	 29............27
	

2

	

3924 383.6H 234 227.9 219.0 211.2 216.2	 394
	

53
127 124	 75	 74	 71	 68	 70	 28	 29

	
4
	

0
138 138	 77	 75	 74	 7	 71	 42	 44

	
9
	

1
115 108	 74	 72	 68	 66	 69	 23	 22

	
2
	

0

City of Conneaut Wastewater Treatment Plant
Bob DeMarco Lab Supervisor
Monthly Operations Report

Temperature-	 P1-I Raw	 PH Final

Date	 Flow	 Bypassed	 Raw	 Final	 max. Mm	 MaxMm

October 24, 2008	 Page 1 of 5
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1206 Broad St. Ext.	 601 Raw Influent - Page 1 of 

Conneaut, Ohio 44030 Ashtabula

Conneaut, Ohio

	

1	 3	 3	 2	 2

	

999	 1	 1	 998	 998
	Water	 pH	 pH	 Resid	 CBOD

	

temp	 Max	 Min	 T.NFL	 5-Day

	

Centigrade	 S.U.	 S.U.	 mg/I	 mg/I

	

00010	 61941	 61942	 00530	 80082

Plant Operations

	

2	 2	 2

	

998	 998	 998
	Nickel	 Zinc	 Cadmium

	

TotRe	 TotRe	 TotRe

	

ug/t	 ug/I	 ug/I

	

01074	 01094	 01113

01
	

9.4	 7.5	 7.4	 78

02
	

9.6	 7.5	 7.3	 94

03
	

0.4	 7.4	 7.0	 86

04
	

10.0	 7.1	 7.1	 222

05
	

9.8	 7.2	 7.1	 58	 21

06
	

10.2	 7.4	 7.t	 66	 15

07
	

ILl	 7.3	 7.1	 60	 23

08
	

10.0	 7.3	 7.1	 48

09
	

9.4	 7.3	 7.2	 58

10
	

11.6	 7.3	 72	 92

11
	

11.3	 7.3	 7.1	 64

12
	

11.4	 7.3	 7.2	 86	 26

13
	

11.4	 73	 7.1	 64	 24

14
	

11.0	 7.3	 7.2	 70	 36

15
	

9.8	 7.3	 7.3	 56

16
	

9.4	 7.3	 7.2	 42

17
	

10.3	 7.3	 7.2	 46

18
	

10.8	 7.3	 7.2	 68

19
	

10.3	 7.2	 7.0	 48	 19

20
	

10.4	 7.1	 7.0	 74	 14	 AA	 40	 AA
21
	

10.6	 7.2	 7.0	 34	 18
22
	

10.1	 7.2	 7.1	 52

23
	

10.3	 7.4	 7.1	 54

24
	

10.6	 73	 7.1	 44
25
	

11.8	 7.4	 6.9	 58

26
	

9.9	 7.4	 7.0	 126	 23
27
	

10.9	 7.4	 7.2	 58	 29
28
	

11.3	 7.3	 7.2	 74	 27
29
	

10.6	 7.3	 7.2	 82
30
	

10.2	 7.4	 7.2	 60
31
	

11.2	 7.2	 7.2	 56

Sum
	

650.2	 453.0	 442.6	 4356	 550	 AA	 80	 AA

Avg
	

10.5	 7.3	 7.1	 70	 23	 AA	 40	 AA

Max
	

11.8	 7.5	 7.4	 222	 36	 AA	 40	 AA

Mm
	

94	 7.1	 6.9	 34	 14	 AA	 40	 AA

Outside Lab Analysis by Microbac Eric Lab Division

AA-Nickel <=	 10	 AA-Zinc <=	 10

	

AA-Cadmium < 3
	 Bob DeMarco, Lab Supervisor

10/24/2008
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Conneaut WasteWater Treatment Plant

1206 Broad St. Ext. 	 601 Raw Influent - Page 2 of 

Conneaut, Ohio 44030 Ashtabula

Conneaut, Ohio	 Plant Operations

	

2	 2	 2	 3	 2	 3
998	 998	 998	 1	 1	 1

Lead	 Chwm	 Copper	 Chrom	 Mercury	 Cyanide

	

TotRe	 TotRe	 TotRe	 DiseHex	 Tot	 Tot
ug/l	 ugIl	 ugIl	 ug/l	 ngfl	 mg/I

	

01114	 01118	 01119	 01220	 50092	 00720

01
02
03
04
05
06
07
08
09
10
11
12
13
14	 -
15
16
17
18
19	 -
20	 AA	 AA	 - 18	 AA	 26.1	 AA
21
22
23
24
25
26
27
28
29
30	 -
31

Sum	 AA	 AA	 18	 AA	 26.1	 AA

Avg	 -	 AA	 AA	 18	 AA	 - 26.1	 AA

Max	 AA	 AA	 18	 AA	 26.1	 AA

Mm	 - AA	 AA	 Is	 AA	 26.1	 AA

Outside Lab Analysis by Microbac Erie Lab Division

AA-Chmmtlex < 0.01	 AA-CyTot1 <= 0.01

AA-Mettuiy<= 0.5	 AA-Lead <=	 10

AA-ChmmTotRe <= 10	 AA-Copper<	 10

10/24/2008 Bob DeMarco, Lab Supervisor


