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June 1, 2010

Sharon Crist
1795 Brookdale Road
Lancaster, OH 43130

Dear Ms. Crist:

Attached is a report for a Reconnaissance Inspection that Kelly Thief and I from this
office performed May 18, 2010, at the wastewater treatment plant (WWTP) serving your
mobile home park. Please review the report carefully and let me know if you have
questions. I can be reached by telephone at 614-728-3850 or by e-mail at
jflrice(epa.state.oh.us .

Sincerely,

OP-11— "
Jan A. Rice
Environmental Specialist
Field Operations Unit
Division of Surface Water

C: Jeff Hickman, Operator

Jfnsm Brookdale MHP 5.18-10

Ted Strickland, Governor
Lee Fisher, Lieutenant Governor

- Chris Korleski, Director

Printed on Recycled Paper
	 Ohio EPA is an Equal Opportunity Employer



NPDES

A NATIONAL DATA SYSTEM CODING 
Inspection Report

Permit No.	 TNPDES No.Date	 Inspection Type Inspector Facility Type
4PV00121*AD	 1 0H0136298	 5/18/ 10	 R	 S	 2

B. FACILITY DATA

Name and Location of:Facilitylnsp.ected	 Entry:Time	 Permit, ttective Date

Brookdale MHP Wastewater Treatment Plant (WWTP) 	 1130 P.M.	 4/1/06

1795 BrookdaLe Rd. 	 Exit Time	 :Ferrnit•.Expiration Date
Lancaster, Ohio	 11:50 P.M.	 3/31/11

Name(s).and Title(s)-of On-Site Representative(s) •.. 	 Phone Nurnbers)
Sharon Crist (owner)	 740-654-4951

Name(s) Address and Title(s) of Operator Of Record	 Phone Number(s)

Robert and Kendra Flowers (Limited Class A Wastewater) operators	
740-654-4951

Sharon Crist (Limited Class A Wastewater) operator, owner 

Name, Address and Title of Responsible Official	 Phone Number

Sharon Grist (owner), 1795 Brookdale Road, Lancaster, Ohio 43130 	 740-654-4951

C.AREAS EVALUATED DURING INSPECTION (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated)

Permit
Records/Reports
Operations & Maintenance
Facility Site Review - unauthorized installation of a sludge dewatering/storage tank.
Collection System
Flow Measurement
Laboratory
Effluent/Receiving Waters - effluent limitation violations are listed in Attachment A". The permittee has continued
efforts to eliminate effluent limitation violations. Continued violations are unacceptable.
Sludge Storage/Disposal - a plastic tank for sludge dewatering/storage has been installed next to the WWTP
extended aeration tank. A photograph of the sludge storage tank is included in this report.
Pretreatment
Compliance Schedules
Self-Monitoring Program

D. SUMMARY OF FINDINGS/COMMENTS: Since the time of the last inspection on November 3, 2009 the
permittee has continued efforts to provide consistent wastewater discharge permit compliance. Aeration tank diffusers are
in the process of being replaced and the sludge wasting program has become better defined. Effluent limitations violations
that have occurred since the last inspection are listed in Attachment "A" of this report.

Liquid sludge is hauled by Boyds Bonded Septic Tank for disposal. When liquid sludge is hauled for disposal that sludge
volume must be recorded on monthly discharge monitoring reports submitted to Ohio EPA. Unreported data from past
hauling events must be, if not already done resubmitted on discharge monitoring reports through the e-DMR system. The
e-DMR system currently shows that no sludge has been removed from the WWTP. Biosolids contaminated sand removed
from the sand filters must be disposed in a landfill.
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N
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The permittee purchased a plastic tank for use as a liquid sludge holding tank. The tank is located adjacent to the WWTP
but lacks containment should a problem occur with the tank. Figure 1 in this report provides a photograph of the tank.
The permittee must develop and install a means to route contents of the tank back into the WWTP if the tank were to
develop a leak. A Permit to Install is not necessary from this office for this work but the permittee should notify this office
in writing upon work completion.

Jeff Hickman (tele. no.: 740-6534324 (ext. :2117)), is a Class II operator who is continuing to guide the Class "A" operators
for this WWTP until consistent permit compliance can be demonstrated. Kim May, the owner's son, has obtained a Class
"A" operator certification for this WWTP.

Jan Ric lnpector, Ohio EPA, Central District Office
	 Date

6z^&)
Erin Sherer, Reviewer, Ohio EPA, Central District Office

	 Date
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Attachment "A"
Brookdale MHP
Effluent Limitation Violations
1 11/11/09 - 4/30110

	

- ...-..	 ... at.

Reporting	 Reported	 Vloiatlofl
Permit No .	 Reporting perlod 5:.StatIon•	 Odde	 .prameter	 LimitType....... . Umlt . :..VàIüe

4PV00121*AD December 2009	 001	 00610	 Nitrogen, Ammonia (NH3 30D Cone .3.0	 20.2	 1211/2009
4PV00121*AD December 2009 	 001	 00610	 Nitrogen, Ammonia (NH3 30D Qty 	 0.09	 .49621	 12/1/2009
4PV00121*AD March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 300 Cone 	 3.0	 18.1	 311/2010
4PV00121*AD March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 300 Oty	 0.09	 .36104	 3/1/2010
4PV00121*AD March 2010	 001	 00300	 Dissolved Oxygen	 ID Cone	 6.0	 3.79	 3/12/2010

4PV00121*AD March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 70 Cone 	 4.5	 18.1	 3/22/2010
4PV00121*AD March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 7D Qty	 0.14	 .36104	 3/22/2010
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Figure 1. This is a photograph of the plastic tank used for liquid sludge storage at
the Brookdale MHP. The permittee must develop and install a means of containment for
the tank to prevent either sludge runoff or seepage into the ground if the tank leaked.
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