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October 14, 2010

Holly Royer
Village Admnistrator
4W. Main Street
Alexandria, OH 43001

Dear Ms. Royer:

Attached is a report for a Reconnaissance Inspection that Suzanne Matz and I from this
office performed September 30, 2010 at the Village of Alexandria Wastewater
Treatment Works (WIW). Please review the report carefully since there are several
items requiring attention.

If you have questions I can be reached by telephone at 614-728-3850 or by e-mail at
ian.riceepa.ohio.gov .

Sincerely,

2)5ct^ a^^
Jan A. Rice
Environmental Specialist
Compliance/Enforcement Group
Division of Surface Water
Central District Office
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Inspection Type
R

- Entry Time

9:00 AM.

Exit Time

10:15 AM.

Inspector Facility Type
S	 1

Date
10/1/05

Date

9130110

S	 NPDES
	

.
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

Permit No.	 NPDES No.	 Date
4PA00106 *BD
	

0H0136115	 10/1/10

B. FACILITY DATA

Name and Location of

Village of Alexandria Wastewater Treatment Works
S. side SR 37, 550 feet southeast of Granville Road & SR 37
Alexandria, Ohio 43001

C. AREAS EVALUATED DURING INSPECTION (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated)

Permit - at the time of this inspection a wastewater discharge permit renewal application had not yet been
submitted to Ohio EPA as required. The wastewater discharge permit expired 9/30/10. With this in mind, the
permittee is discharging wastewater illegally. The permittee must submit the renewal application as soon as
possible and take steps to prevent this situation from recurring in the future. The superintendent indicated that the
renewal application would soon be submitted to Ohio EPA.
Records/Reports
Operations & Maintenance
Facility Site Review
Collection System
Flow Measurement - influent flow into the wastewater treatment works (WTW) is monitored and reported but
effluent flow discharged from the WTW is not.
Laboratory
Effluent/Receiving Waters - as can be seen in Attachment "A" there have been no effluent limitation violations
since June, 2008.
Sludge Storage/Disposal- liquid sludge is hauled to the Village of Johnstown.WTW for disposal.
Pretreatment
Compliance Schedules - a final effluent flow meter was installed but it was not placed into service as is required in
the permit compliance schedule.
Self-Monitoring Program - as can be seen in Attachment "B" there have been no frequency monitoring violations
since August, 2007.

N/S
S
S
N

U

N

S

S/S
N

U

S
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Date
/0 1/57 /0

Date

D. SUMMARY OF FINDINGS!CO MENTS: The wastewater discharge per mi for this WTW contains a schedule
of compliance which reads as follows:

Part I, C - Schedule of Compliance

1. This entity shall take action described below as expeditiously as practicable, but no
later than the dates developed in accordance with the following schedule.

a. Within 3 Months from theeffective date of this NPDES permit modification, the
permittee shall submit to the Central District Office, a complete and approvable permit to
install (PT!) application and detailed plans for the installation of a final effluent flow
metering system. This system shall have totalizing, indicating and recording capabilities.
(Reporting Code 1799)

b. Within 9 Months from the effective date of this NPDES permit modification, the
permitee shall have completed the installation the final effluent flow meter and put it into
service. (Reporting Code 5599)

2 The permittee shall notify the Ohio EPA Central District Office, Division of Surface
Water, in writing, within 7 days of completing item lb.

A Permit to Install (PTI 624062) was received 914!07 and issued 9/21/07 for installation of an effluent flow meter. The
meter was installed but not placed into service. The permittee must advise this office in writing by October 22, 2010
regarding the date that effluent flow meter installation was completed and the reason that the effluent flow meter was not
placed into service. The permittee must also include a time-line that will be used for placing the effluent flow meter into
service.
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Attachment "A"
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Village of Alexandria
Effluent Limitation Violations
10/1/05 - 9/30110

-	 -.--
'Reported	 Violation

Pàrànietèr	 Limit Type . Limit 	 Vàlbe	 Date
Total Suspended Solids 7D Conc	 18	 21.	 10/2212007
CBOD 5 day	 70 Conc	 15	 20.	 10/2212007
Fecal Coliform	 30D Conc	 1000	 2500.	 8/112007
Fecal Coliform	 70 Conc	 2000	 2500.	 8/1/2007
Dissolved Oxygen	 1D Conc	 6.0	 5.9	 6/18/2008
Dissolved Oxygen	 10 Conc	 6.0	 3.	 6/20/2007
Dissolved Oxygen	 1D Conc	 6.0	 5.2	 6/27/2007
Total Suspended Solids 7D Conc	 18	 20.	 7/22/2007

Reporting
Permit No	 •. Period	 • COdE

4PA00106'BD October 2007
	

001
	

00530
4FA00106*BD October 2007
	

001
	

80082
4PA00106*BD August 2007	 001

	
31616

4PA00106*BlD August 2007 	 001
	

31616
4PA00106BD June 2008
	 001	 00300

4PA00106*AD June 2007 	 001
	

00300
4PA00106*AD June 2007 	 001

	
00300

4PA001066D July 2007
	

001
	

00530

.
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Attachment "B"

Village of Alexandria
Monitoring Frequency Violations

	

Reporting	 Reporting	 '	 i Sample	 Violation
Permit No	 ' .POñod	 Station	 •. Code	 Parameter.	 regUcncy Expected	 Reported	 Date

4PA00106BD August 2007	 001	 01330	 Odor, Severity 	 1/Day,	 1	 0	 08/28/2007
4PA00106*BD July 2007	 001	 00010	 Water Temperature 	 1/Day	 1	 0	 07102/2007
4PA00106*AD June 2007	 001	 00010	 Water Temperature 	 i/Day	 1	 0	 06121/2007
4PA00106*AD June	 2007	 001	 00083	 Color, Severity	 i/Day	 1	 0	 06/21/2007
4PA00106*AD June	 2007	 001	 01330	 Odor, Severity 	 1/Day	 1	 0	 06121/2007
4PA00106AD June	 2007	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 06/21/2007
4PA00106 tAD June 2007	 001	 00010	 Water Temperature	 1/Day	 1	 0	 06/20/2007
4PA00106AD June 2007	 001	 00083	 Color, Severity	 1/Day	 1	 0	 06/20/2007
4PA00106*AD June 2007	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 06/20/2007
4PA00106*AD June	 2007	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 06/20/2007
4PA00106*AD June 2007	 001	 00010	 Water Temperature 	 1/Day	 1	 0	 06/19/2007
4PA00106*AD June 2007	 001	 00083	 Color, Severity	 1/Day	 1	 0	 06/19/2007
4PA00106AD June 2007	 001	 01330	 Odor, Severity 	 1/Day	 1	 0	 06/19/2007
4PA00106*AD June	 2007	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 06/19/2007
4PA00106*AD June 2007	 001	 00010	 Water Temperature 	 1/Day	 1	 0	 06/18/2007
4PA00106*AD June	 2007	 001	 00083	 Color, Severity 	 1/Day	 1	 0	 06/18/2007
4PA00106*AD June 2007	 001	 01330	 Odor, Severity 	 1/Day	 1	 0	 06/18/2007
4PA00106*AD June	 2007	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 06/18/2007
4PA00106*AD June 2007	 001	 00010	 Water Temperature 	 I/Day	 1	 0	 06/17/2007
4PA00106AD June 2007	 001	 00083	 Color, Severity 	 1/Day	 1	 0	 06/17/2007
4PA00106*AD June 2007	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 06/17/2007
4PA00106*AD June	 2007	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 06/17/2007
4PA00106*AD June 2007	 001	 00010	 Water Temperature	 1/Day	 i	 0	 06/16/2007
4PA00106*AD June 2007	 001	 00083	 Color, Severity	 1/Day	 1	 0	 06/16/2007
4PA00106*AD June	 2007	 001	 01330	 Odor, Severity 	 1/Day	 i	 0	 06/16/2007
4PA00106*AD June	 2007	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 06/16/2007
4PA00106*AD June 2007	 001	 50050	 Flow Rate	 1/Day	 i	 0	 06/16/2007
4PA00106*AD June 2007 	 001	 00010	 Water Temperature 	 1/Day	 1	 0	 06/15/2007
4PA00106*AD June	 2007	 001	 00083	 Color, Severity	 1/Day	 i	 0	 0611512007
4PA00106*AD June	 2007	 001	 01330	 Odor, Severity 	 1/Day	 1	 0	 06/15/2007

Attachment "B"
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Attachment "B"

Village of Alexandria
Monitoring Frequency Violations

001

001
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001
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001

001
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001
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001

001
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001

001
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4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA00I 06*AD June 2007
4PA001 06AD June 2007
4PA001 06*AD June 2007
4PA00I 06*AD June 2007
4PA001 06*AD June 2007
4PA001 O6AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4FA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06AD June 2007
4PA001 06*AD June 2007
4PAOO1O6AD June 2007
4PA00106*AD June 2007
4PAOIJ1 06*AD June 2007
4PA001 06AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA001 06*AD June 2007
4PA00I 06*AD June 2007
4PA001 06*AD June 2007
4PA00I 06*AD June 2007

Attachment "B"

01350
50050
00010
00083
01330
01350
50050
00010
00083
01330
01350
50050
00010
00083
01330
01350
50050
00010
00083
01330
01350
50050
00010
00083
01330
01350
50050
00010
00083
01330

Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity

1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
if Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day

0611512007
06/1512007
06/14/2007
06/14/2007
06/14/2007
06/14/2007
06/14/2007
06/13/2007
06/13/2007
06/13/2007
06/13/2007
06/13/2007
06/12/2007
06/12/2007
06/12/2007
06/12/2007
06/12/2007
06/11/2007
06/11/2007
06/11/2007
06/11/2007
06/11/2007
06/10/2007
06/10/2007
06/10/2007
06/10/2007
06/10/2007
06/09/2007
06/09/2007
06/09/2007

.

.
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Attachment "B"

Village of Alexandria
Monitoring Frequency Violations

-	 -,- ------.,------ -	 ••• --	 -
	Reporting	 Reporting	 Sample

Permit No	 Penod&	 Station	 Code	 Parameter	 Freauencv
Violation

4PA00106*AD
4PA00106*AD
4PA00106tAD
4PA00106*AD
4PA001 06AD
4PA001 06*AD
4PA001 06*AD
4PA001 06*AD
4PA001 06AD
4PA001 O6AD
4PA001 06*AD
4PA001 06*AD
4PA00I 06AD
4PA001 06*AD
4PA001 06*AD
4PA001 06*AD
4PA001 06*AD
4P,A001 06*AD
4PA001 05*AD
4PA001 06*AD
4PA001 06*AD
4PA001 06*AD
4PA001 06AD
4PA00 1 06*AD
4PA001 06AD
4PA001 06*AD
4PA001 06*AD
4PA00I 06*AD
4PA001 06*AD
4PA00106*AD

01350
50050
00010
00083
01330
01350
50050
00010
00083
01330
01350
50050
00010
00083
01330
01350
50050
00010
60083
01330
01350
50050
00010
00083
01330
01350
50050
00010
00083
01330

Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity

1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day

06/09/2007
06/09/2007
06/08/2007
06/08/2007
06/08/2007
06/08/2007
06/08/2007
06/07/2007
06/07/2007
06/07/2007
06/07/2007
06/07/2007
06/06/2007
06/06/2007
06/06/2007
06/06/2007
06/06/2007
06/05/2007
06/05/2007
06/05/2007
06/05/2007
06/05/2007
06/04/2007
06/04/2007
06/04/2007
06/04/2007
06/04/2007
06/03/2007
06/03/2007
06/03/2007

.

.
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June 2007
June 2007
June	 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
June 2007
January 2009
January 2009
January 2009
January 2009

01350
50050
00010
00083
01330
01350
50050
00010
00083
00530
01330
01350
50050
80082
00400
00300
00530
80082
00400
00300

Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Odor, Severity
Turbidity, Severity
Flow Rate
Water Temperature
Color, Severity
Total Suspended Solids
Odor, Severity
Turbidity, Severity
Flow Rate
CBOD Sday
pH
Dissolved Oxygen
Total Suspended Solids
CBOD Sday
p1-4
Dissolved Oxygen

1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Day
1/Week
1/Day
1/Day
1/Day
1/Week
1/Week
1/Week
1/Week
1/Week
1/Week
1/Week

001
001
001
001
001
001
001
001
001
001
001
001
001
001
001
001
001
001
001
001

1
	

0
1
	

0
1
	

0
1
	

0
1
	

0
1
	

0
0
0
0
0

1
	 0

1
	

0
0
0
0

1
	

0
1
	

0
1
	

0
I
	

0
1
	

0

Attachment "B"

Village of Alexandria
Monitoring Frequency Violations

Reporting	 Reporting	 Sample
Permit No	 Pprind	 - ' Station	 Code	 Parameter	 Freuuéflcv ' Exôected	 Rer

4PA001 06*AD
4PA00106*AD
4PA00106*AD
4PA001 06*AD
4PA001 06AD
4PA001 06*AD
4PA001 06*AD
4PA001 06*AD
4PA001 06AD
4PA001 06*AD
4PA001 06*AD
4PA00I 06*AD
4PA001 06*AD
4PA001 06AD
4PA001 06AD
4PA001 06*AD
4PA001066D
4PA001 06*BD
4PA001 06*BD
4PA001 06*BD

Violation
ad	 bate

06/03/2007
06/03/2007
06/02/2007
06/02/2007
06/02/2007
06/02/2007
06/02/2007
06/01/20b7
06/01/2007
06101/2007
06/01/2007
06/01/2007
06/01/2007
06/01/2007
06/01/2007
06/01/2007
01/22/2009
01/22/2009
01/22/2009
01/22/2009

.
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