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June 30, 2010

Judy Edwards, Village Manager
Village of Johnstown
Post Office Box 457
599 South Main St.
Johnstown, OH 43031

Dear Ms. Edwards:

Enclosed is a report regarding a Compliance Evaluation Inspection that I performed at
the Village of Johnstown wastewater treatment plant (WWTP) on June 17, 2010. Mr.
Jack Liggett the utilities superintendent accompanied me during this inspection.

Attachment "A" lists violations of the effluent limitations contained in the village's
wastewater discharge permit. The number of violations has continued to decline since
the time that the upgraded plant was placed into service late in 2005. Mr. Liggett and
staff have been successful in their efforts to provide consistent wastewater discharge
permit compliance.

If there are questions regarding this report, I can be contacted by telephone at (614)
728-3850 or by e-mail at ian.rice(Wepa.state.oh.us .

Sincerely,

Jan A. Rice
Environmental Specialist
Field Operations Unit
Division of Surface Water
Ohio EPA Central District Office

c: Jack Liggett, Utilities Superintendent

JARJnsm	 Johnstown 6-17-10cElcovltr

Ted Strickland, Governor
Lee Fisher, Lieutenant Governor

Chris Korleski, Director
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NP DES
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

Permit No.
4PC00001tID

NPDES No.	 Date
0H0020506	 6/17/10

Inspection Type Inspector Facility Type
CEI	 S	 1 1

B. FACILITY DATA

Name and Location of Facility Inspected
Village of Johnstown Wastewater Treatment Plant (WWTP)
470 West Jersey Street
Johnstown, Ohio 43031

Entry Time
9:00 A.M.	 7/1/07

.Edt Time	 Permit.
10:45 AM.	 6/30/12

N'athó(t) and Title(s) of On-Site Representative(s)	 Phone!Number(s):
Jack Liggett, Utilities Superintendent 	 (c) 740-404-4315 -

Name(s) Address and Title(s) of Operator of Record 	 Phone Number(s)
Jack Liggett, Utilities Superintendent 	 (c) 740-404-4315
Village of Johnstown
P.O. Box 457
599 South Main Street
Johnstown, Ohio 43031

iNthe, Address and Title of Responsible Official 	 : .fhoné4Nuniber
Judy Edwards, Village Manager	 740-967-3177
Village of Johnstown
P.O. Box 457
599 South Main Street
Johnstown, Ohio 43031

C. AREAS EVALUATED DURING INSPECTION (S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated)

S	 Permit
S/S Records/Reports
S	 Operations & Maintenance
S	 Facility Site Review
S	 collection System
S Flow Measurement
S	 Laboratory

S/N Effluent/Receiving Waters
S/S Sludge Storage/Disposal

N	 Pretreatment
N	 Compliance Schedules
S	 Self-Monitoring Program
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EPA, Central

D. SUMMARY OF FINDINGS/COMMENTS: Since the time of the last inspection the perrnittee continued efforts to
resolve copper and zinc effluent limitation violations. This effort was successful as can be seen in Attachment 'A" of this
report which shows that the last violations for these parameters were in 2008.

Date

6-,30,10
Date

Sections E through K: Complete on all inspections as appropriate (N/A = Not Applicable N/E = Not Evaluated)

E. PERMIT VERIFICATION

F. COMPLIANCE SCHEDULESNIOLATIONS

cant violations since the last
	 *x.

is taking actions to resolve s
	 x

has compliance schedule
	 x

e schedule contained in -	 x
is meetina com p liance sche
	 x

Comments: ta. - effluent and sludge limitation violations are listed in Attachment A" of this report.
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ii OPERATION AND MAINTENANCE

Comments: th. - a tank truck is available to haul wastewater from lift stations not having permanent backup power.
i. - Ill removal work is continuing whenever funding is available. The permittee is performing quarterly sewer line

jetting in problem areas of the collection system.
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H. SLUDGE MANAGEMENT

a. Sludge Management Plan (SMP): the wastewater discharge permit authorizes sludge disposal by land
application or in a landfill. Part II, Item N in the permittdes wastewater discharge permit is applicable to sludge
management.

SELF-MONITORING PROGRAM

Part I - Flow.Measurement	 Yes. No N/A N/E
a. Primary flow measuring device properly operated & maintained. Type of device:

ultrasonic & parshall flume	 calculated from influent
weir	 Other
ultrasonic & weir	 Specify: Magmeters

x
b. Calibration frequency adequate (date of last calibration: mid 2009)	 X
c. Secondary instruments (totalizers, recorders etc.) properly operated and maintained 	 X	 - -
d. Flow measurement equipment adequate to handle expected ranges of flows 	 X - - -
e. Actual flow discharged is measured	 X - - -

f. Flow measuring equipment

	

	 Daily	 Weeklyinspection frequency: 
Monthly	 Other
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3, Laboratory - Quality Control/Quality Assurance
luality assurance manual provided and maintained
atisfactorv calibration and maintenance of instruments and

No NIA I N/E

X
X

i. Results of latest U.S. EPA quality assurance performance sampling program: N/A
Date: 	 Satisfactory

Marginal
Unsatisfactory

Comments: f. - the permittee must prepare a QA/QC plan for parameters analyzed at the WWTP laboratory. A
copy of the Ohio EPA General Lab Criteria checklist was provided to Mr. Liggett for his use to ensure that existing
lab procedures are in conformance with checklist requirements.

J. EFFLUENT/RECEIVING WATER OBSERVATIONS

Outfall #	 Oil Sheen	 Grease	 Turbidity	 Visible Foam Visible Float Solids	 Color	 Other

1	 None	 None	 None	 Slight	 I	 None	 Clear

Comments:

K. MULTIMEDIA OBSERVATIONS

	

No	 NIE
Are there indications
areas or laboratories
Do you notice stainin
Do you notice distres
Do you see unidentifi

see any open or

or poor maintenance in work and storage

or floors

ke or dustclouds coming from sources
or strong chemical smells
d drums, unsecured liquids, or damage

X
X
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Attachment "A"

Village of Johnstown
Effluent and Sludge Limitation Violations
6/1/05 - 4130/10

001
001
001
001
001
001
001
001
001 -
581

18
0.082
0.99
0.13
18
28
18
28
68.1
75

4PC00001*ID
4PC00001 *10
4PC0000I *10
4Pc00001 *10
4 PC 0000 1*10
4PC00001ID
4PC00001 *ID
4PC00001 *ID
4PC00001 *ID
4PC00001 ID

June 2008
June 2008
June 2008
June 2008
October 2008
October 2008
November 2008
November 2008
December 2008
December 2009

01119
01119
01094
01119
01119
01119
01119
01119
80082
78465

Copper, Total Recoverable
Copper, Total Recoverable
Zinc, Total Recoverable
Copper, Total Recoverable
Copper, Total Recoverable
Copper, Total Recoverable
Copper, Total Recoverable
Copper, Total Recoverable
CBOD Sday
Molybdenum In Sludge

300 Conc
SOD Qty
1 D Qty
iDQty
300 Conc
1D Conc
SOD Conc
10 Conc
7D Qty
10 Conc

24.5
.1275
1.29587
.22243
32.
32.
37.
37.
74,0424
103.

6/1/2008
6/1/2008
6/4/2008
6/4/2008

10/1/2008
10/8/2008
11/1/2008
11/3/2008

12/22/2008
12/1/2009
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