
Environmental
Protection Agency

Governor

Lt. Governor

Director

May 3, 2012	 RE: PORTAGE COUNTY
ROOTSTOWN WATER CO
COMMUNITY WATER SYSTEM
PWS ID #0H6703503
NOTICE OF VIOLATION
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Mr, Bill Madlem, Board President
Rootstown Water Company
P.O. Box 94
Rootstown, OH 44272

Dear Mr. Madiem:

This letter is notification that Rootstown Water Company is in violation of Ohio Administrative Code
(OAC) Rule 3745-83-01 (C)(1) for failure to maintain a minimum of 0.2 mg/L free chlorine residual
measured at representative points throughout the distribution system.

This violation of the OAC is based upon information reported on the March 2012 Monthly Operating
Report (MOR) for STU# 6757304. Results reported on this form documented six (6) days during the
month when the minimum chlorine residual in the distribution system was less than 0.2 mg/L free
chlorine residual. In addition, there were five (5) more days when the residual was very low, between
0.2 - 0.29 mg/i.

Steps must be taken to ensure that adequate free chlorine residual is available throughout the entire
distribution system at all times in accordance with the regulation. Please advise this office within
fifteen (15) days of the receipt of this letter as to the locations of the six low residuals, the possible
causes of the low residuals, and what steps will be taken to ensure that adequate residuals will be
maintained in the future.

If you have any questions, please contact me directly at (330) 963-1235.

Respectfully,

...
Llié Otten
Environmental Specialist
Division of Drinking and Ground Waters
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cc:	 Mr. Shaun Curley, Operator of Record
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