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Chris Korleski, Director

Re:	 Ashland County
Fin, Feather, Fur
NPDES Permit

December 31, 2008

Mr. Michael Goschinski
Fin, Feather, Fur
606 U.S. 250 East
Ashland, Ohio 44805

Dear Mr. Goschinski,

On December 23, 2008, an inspection was made of the wastewater treatment facilities serving the Fin
Feather Fur Outfitters located at 606 U.S. 250, Ashland County. All major treatment units were in
operation and appeared to be functioning normally.

At the time of the inspection the northern sand filter bed was ponded and frozen. Due to the extreme cold
on the days before the inspection, it was not surprising to find the filter bed somewhat frozen. Keeping the
beds clean helps them drain faster and more completely between doses, which can help prevent freezing
during the winter. It was also noted that the surface of the clarifier tank was also frozen. When this occurs,
efforts should be made to keep the ice broken up so that it does not damage the return or skimmer piping.

A review of your discharge monitoring reports submitted to our office for the period of July through
November 2008 revealed five violations of the limits contained in your NPDES permit.

A copy of our completed inspection report has been included for your review. If you have any questions
please call me at 419-373-3070.

Sincerely,

Walter Ariss
Environmental Specialist II
Division of Surface Water

Il b

Enclosure

Lonnie McGhee, McGhee's Technical Water Services Inc. w/enclosure

Printed on Recycled Paper 	 Ohio EPA is an Equal Opportunity Employer



Facility Name:	 AL r	 S

Process	 # Units Unit	 If Needed - Deso-ipbon and Comments
'Trash Trap	 Pumping Frequency: p

Preliminary	 Grease Trap	 Pumping Frequency:

Bar Screen
Comminutor

Flow Equalization 	
a&r'

Aeration	 Plant Timer	 Y - N	 cycle Time:
Equipment

Motor/ Blower Un it
ru,, t7,

color:	 r2ozorSecondary
Treatment	 Aeration Tank

Adequate Aeration: V	 -

Clarifier	 CA— Car'ic e /'-y ith

Final settlingS ludge Return	 In a!tut
Surface Skimmer	 In	 out
Fixed Media Clarifier

Tertiary	
Surface Sand Filter

_____ _________________________
Treatment	 Polishing Pond

Other

Chlorine Tube Feeder

Disinfection	 Deci-ilorination Tube Feeder

Ultraviolet (UV)

Flow Metering	
- Elapsed Pump Time

Recorder (continuous total)

Pumps Sand Filter Effluent Dosing

Sludge	 Aerated Storage Tank
Handling	 Sludge Drying Bed

-Municipal P01
Sludge	

W

Disposal	 Landfill

- Land Application

AdvancedPost Aeration

Treatment	 Spray lnigation

Other
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OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
•	 WWTPS LESS THAN 25,000 GPD	 t) /)

NPDES Permit No. O'V/C (2O14(C
Facility Name Jl, /2/Z.r- ,C1-	 Expiration Date_______________

Facility Address óLYth à'C4 rz)	 Date _______ Time	 am! pm

City ___County #444n..z, _ Township

Name and Address of Owner ,'%6- 	 /(
Person

3.

Flow. Design C COO GPD	 Present c-tV /1' 	 GPD (metered - estimated)

Trib. Pop. 	 - estimated) Weather at time of inspection'. Temp 2/74' ,-464ç

OEPA Personnel L/4r- ./r' ç	 District NWDO

I.	 Plant Effluent- Mark Severity No.

2.	 Effect of effluent on Receiving Stream Name: k .4i/^9/ ía_-nt.iz nSrr-/

a. Plant has 	 excellent acT goodfair _________ poor operation___________
b. Piant has __________ excellent ^-	 good ___________ fair ________ poor maintenance
c. Sand filters have _____ excellent 	 good )c	 fair _________ poor maintenance

d. Not operating at expected efficiency due to:

(1)hydraulic overload	 Disinfection: (Required May 1 thru Oct.31.)
(2)organic/ solids overload	 IN	 OUT
(3)Dersonnel inefficiency 	 Chlorination Tablets
(4)equipment failure 	 _____ Dechlorination Tablets
(5) wastes  	 U.V.
(6)

Yes No

. .>^_ Compliance with NPDES Permit
Y	 NParameters:

Periodic Violations c

Chronic Violations

5. Adequate plant safety

6. Operation and Maintenance Service 	 Name i/4.- [ _)T12CC

Frequency of Visits
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