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Mayor and Council
Village of New Waterford
P.O. Box 147
New Waterford, OH 44445

Ladies and Gentlemen:

On October 30, 2007, this writer conducted an inspection of New Waterford Wastewater
Treatment Plant, located at 47250 State Route 46, New Waterford, Ohio. Representing the
Village during the inspection was Trudi Ross, Earth Tech. The purpose of the inspection was to
review the water pollution control facilities and evaluate compliance with the facility's National
Pollutant Discharge Elimination System (NPDES) permit prior to drafting the renewal permit.
The following was observed at the time of the inspection:

1) The facility appeared well maintained and well operated. A review of the monthly
operating report data since June 2004 revealed only five violations of the NPDES permit
effluent discharge criteria.

2) At the time of the inspection, all treatment processes appeared satisfactory. The
aeration tank had good color and was utilizing fine bubble diffusers. The settling tanks
were producing a relatively clear effluent with some minor pin floc going over the weirs.
The effluent appeared satisfactory as it discharged to Bull Creek.

3) The solids handling facilities consisted of an aerated sludge holding tank and sludge
drying beds. The facility was in the process of removing the sludge cake from the
sludge drying beds and disposing of it at the landfill. The Village also has the ability to
haul liquid sludge to the city of Salem. The existing sludge holding tank has the capacity
of 16,000 gallons. Based on the Ohio EPA guidance "Recommended Standards for
Wastewater Facilities", the aerated sludge holding tank should be approximately 40,000
gallons. This unit must be evaluated for its adequacy for the wastewater treatment
plant's operations. The plant historically and currently passes sludge onto the chlorine
contact tank. This may be indicative of not wasting enough sludge from the system and
running at a very old sludge which causes problems with poor settling and your plant's
operations. The mixed liquor suspended solids concentration in the aeration tank should
be run at least weekly to prevent the build-up of sludge. The existing sludge holding
tank may not be big enough to handle the sludge needs of the wastewater treatment
plant.

4) It was noted during the inspection that occasionally the equalization basin will be by-
passed to the final clarifiers when the tank becomes full during heavy storm events.
When this occurs the final effluent must be sampled to verify compliance with the
NPDES permit. This must be done even if it is not one of the plant's normally scheduled
sampling days. The criteria outlined in Part III, 12, of your NPDES permit must be
followed.
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5) In the response the Village provided to the last inspection letter by this office dated
August 6, 2002, an Infiltration and Inflow study was to be completed by Howells and
Baird. Please provide an update to the rehabilitation work that was completed on the
Village sewers. This document does not appear to be in Agency files; was this study
done in accordance with U.S. EPA guidance, and was it submitted to Ohio EPA?

Inspection Photos:

CI	 V1

Floating sludge from the clarifiers has passed on to the chlorine contact tank.
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The draft permit will be available for your review shortly.

Should you have any comments or concerns regarding this letter, please feel free to contact me
at (330) 963-1193.

Respectfully,

I -

Joseph F. Trocchio
Environmental Engineer
Division of Surface Water

JET/mt

cc:	 Trudi Ross, Operator Specialist

ec:	 Ronald A. Bell, Ohio EPA, DSW, NEDO
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