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Mr. Ervin Shrock
AC Products Company
P.O. Box 518
Apple Creek, OH 44606

Dear Mr. Shrock:

On March 9, 2011, this writer met with you to conduct a compliance evaluation
inspection (CEI) of the treatment systems which serve the AC Products Company.

The sanitary sewer system was producing what appeared to be a satisfactory quality
effluent. The mixed liquor in the aeration tank was a light brown color. The tanks had
good air circulation with appropriate rollover noted. The weirs and clarifier were in good
condition. The dosing pumps were operating and the sand filters were in good condition.
Due to the winter season, the chlorination tank was not being used.

The industrial wastewater treatment plant appeared to be in good condition. The
system was producing a satisfactory quality effluent.

A review of your discharge monitoring reports covering the period May 2008 through
January 2011 revealed the following effluent violations:
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Overall, the results of the inspection were satisfactory. The renewal NPDES permit for
this facility will be public noticed in the near future. You will have 30 days from the date
of public notice to submit written comments to Ohio EPA regarding the draft permit.

Should you have any questions or comments regarding this letter, please feel free to
contact this office at (330) 963-1255.

Sincerely,

Todd Surrena
Engineering Geologist
Division of Surface Water

TMS/mt

File: Industrial/AC Products/Permit Compliance


