
OE
State of Ohio Environmental Protection Agency
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February 25, 2009

TELE: (330) 963-1200 FAX: (330) 487-0769 	 Ted Strickland, Governor
www.epa.etetenh.us	 Lee Fisher, Lieutenant Governor

Chris Korleski. Director

RE: BP WILLIAMSFIELD BULK PLANT
PERMIT NO: 31N00290
ASHTABULA COUNTY

Mr. Frank A. Marsek
HSE Coordinator, Consumer Marketing
BP Products North America, Inc
4850 East 49th Street
Cuyahoga Heights, OH 44125

Dear Mr. Marsek:

On January 27, 2009, an inspection of the above referenced facility's wastewater treatment
system was conducted. The facility was represented by Mr. Dave Bailes, Owner, from D.L.B.
Oil Company Inc. The purpose of the inspection was to evaluate the operation and maintenance
of the treatment system along the facility's compliance status with respect to the terms and
conditions of the above referenced National Pollutant Discharge Elimination System (NPDES)
permit.

During the inspection, the following items were noted/discussed:

The bulk plant consists of two 15,000 gallon underground storage tanks, five
10,000 gallon underground storage tanks, and one 4,000 gallon above ground
storage tank.
Petroleum product is delivered to the facility via large tanker trucks and then off
loaded into the tank farm.

3. BP owns the property. However, D.L.B. Oil Company Inc. operates the facility.
4. D.L.B. Oil Company Inc. loads smaller tanker trucks and delivers the product to

their customers.
The loading/unloading rack area consists of a cement pad with a canopy top. The
cement is graded so that any product spill or stormwater that hits the pad will be
routed to an 8,000 gallon oil/water separator and skimmer via an under drain
system within the pad.
The above ground storage tank has a cement dike around it. All dike water is
routed through the same 8,000 gallon oil water separator and skimmer. Following
the oil/water separator and skimmer, the dike water, along with any water or
released product from the loading/unloading rack pad, is then routed to an
evaporation pond.

7 The evaporation pond is lined and has a cap on the discharge line which must be
opened in order for any discharge to occur. The pond was frozen and covered
with snow. No discharge was occurring.

8. Mr. Bailes indicated that BP personnel perform the sampling at station
31N00290001. All collected samples are packed in a cooler with ice prior to being
transported.
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Test America performs the laboratory analysis.
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10. Review of the discharge monitoring reports appears to indicate that
reporting code "AN" is mistakenly being used instead of reporting code
"AA". Reporting code "AH' is to be used when a sample is not taken.
Reporting code "AA" is used when the quantitative analysis does not
detect the substance or detects it at a level below the minimum detection
level. Included with this letter is a copy of "A" codes to assist you in
submitting the facility's discharge monitoring reports.

11. Part IV. A. of the facility's permit requires that a Storm Water Pollution
Prevention Plan be prepared within six months of the effective date of the
permit. A copy of this plan shall be kept at the site and be available for
inspection at all times.

This office has recently reviewed your self-monitoring reports covering the period March 1, 2007
through January 31, 2009 for the referenced facility. Our review indicates violations of the terms
and conditions of your NPDES permit. The specific instance of noncompliance is as follows:

Reporting	 Limit	 Reported Violation
Station	 Code	 Parameter	 Type	 Limit	 Value	 Date

1D
001	 00400	 pH	 Conc	 9.0	 9.2	 5/1/2007

No frequency violations were noted.

Please be advised that such instances of noncompliance may be cause for enforcement actions
pursuant to the Ohio Revised Code, Chapter 6111.

Should you have any comments or questions concerning this letter, please feel free to call me at
(330) 963-1143.

Respectfully,

im4tv .*
Michael W. Stevens
Environmental Engineer
Division of Surface Water

MWS:ddw

Enclosure

Pc:	 Mr. Dave Bailes, D.L.B. Oil Company, Inc.


