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Dear Mr. Mellert:

On June 25, 2009, this office met with Mr. Eric Nowjack to conduct an inspection of the
Bradley Road facility. The purpose of the inspection was to evaluate compliance with
the terms and conditions of the National Pollutant Discharge Elimination System
(NPDES) permit.

The petroleum bulk storage terminal transports product to and from the facility via
pipeline. There are no loading racks or additive storage tanks- Product stored on site
includes gasoline, jet fuel and distillate. Each tank and manifold is contained within its
own dike area.

Treatment of uncontaminated storm water from the dike areas flows by gravity to one of
two systems for treatment. Each system consists of an oil water separator followed by
a retention pond. Effluent from the ponds combines together at an open ditch and
discharges to the Cuyahoga River. At the time of this inspection the facility and
treatment systems appeared to be well maintained and operated- No visible oil sheen
was observed at the outfall to the Cuyahoga River.

Based upon a previous inspection the dikes for the five distillate tanks, located on the
lower level, were separately piped directly to the Cuyahoga River. The discharge
valves located on the piping for each dike have been removed. A discharge from the
dike areas is no longer possible.

Review of the monthly discharge monitoring reports (DMR) received by the Ohio EPA
for the period November 2005 through May 2009, indicates general compliance with the
monitoring and reporting requirements of the NPDES permit. Frequency violations were
noted for all parameters except precipitation for June 2007. It is our understanding that
the permittee will confirm the accuracy of this information.
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Sample collection is conducted by facility personnel and sent off site to a commercial
contract laboratory. The laboratory performs all analyses required by the permit except
for pH which is determined at the time of sampling by facility personnel. Please be
advised, the pH meter must be calibrated before each use and the calibration records
must be maintained as part of the facility's Standard Operating Procedures.

If you should have any questions, please contact this office at (330) 963-1124.

Sincerely,

Sandra M. Cappotto
Environmental Scientist
Division of Surface Water
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