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State of Ohio Environmental Protection Agency

Northwest District Office
347 North Dunbridge Road 	 TELE: (419)352-8451 FAX:(419)352-8465

	 Ted Strickland, Governor
Bowling Green, OH 43402-9398 	 w,eaIeohus	 Lee Fisher, Lieutenant Governor

Chris Korleski, Director

Re: Erie County
Kelleys Island
Kelleys Island Seaway Marina
NPDES Permit

August 3, 2009

Mr. Jim Palladino, Owner
Kelleys Island Seaway Marina
P.O. Box 326
Kelleys Island, Ohio 43438

Dear Mr. Palladino:

On July 7, 2009, an inspection was made of the sewerage facilities serving Seaway
Marina. In general, both operation and maintenance appeared good. At the time of my
visit, the plant appeared lightly loaded, and a slightly turbid final effluent was observed
in the contact tank. Monthly discharge monitoring reports are being received in a timely
manner, and thus far in 2009, periodic violations of your NPDES permit have been
reported. A copy is enclosed to review with your operator.

My inspection report is enclosed. If you have any questions, please call me at (419)
373-3020 or email at rick.zuzikepa. state. oh. us

ly,

of Surface Water

/csl

pc: Erie County Health Department
Eastwood Environmental
DSW, NWDP file/white

PdntedonRecyctd paper	 Ohio EPA is an Equal Opportunity Employer



Effect of effluent on Receiving Stream Name: 	 1- -a
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OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
WWTPS LESS THAN 25,000 GPO

NPDES Permit No. PRfl1C) tç)c%

FadthyNama	 ILL Seac,ctt 	 Yn Qf \'(X	 Expiration Date	 5-31-I)
Facility Address 010_L_LaMJ,te_Dr._ oate 77 0 9 Time Jè4 r1Ipm

City Y39_JIQz c _htd_	 County trlC>	 TOWnship_________________

Name and Address of Owner_ Ccr&\ Cc,tlw) Inc. P1o, 6os7.1C1
Person	 Dwner Phone____________________

flDw	 _GPD	 Present._jjnZnctiin 	 GPO (metered - estimated)

Trib. Pop-gltprj 	 (actual - estimated) Weather at time of inspection: Temp 	 ° C/ecsr
OEPA Personnel	 District NWOO

Plant Effluent - Mark Severity No.	 ( I '	 ci-.i--1 ti)	 -

3.	 a. Plant has 	 excellent CT	 good 	 fair 	 poor operation
b,Plant has 	 excellent —	 good 	 fair 	 poor maintenance
C. Sand filters have _____excellent__ 	 good 	 fair 	 poor maintenance

d. Not operating at expected efficiency due to:
Disinfection: (Required May 1 thru Oct. 31)

IN	 OUT

--	 Chlorination Tablets
Dechlorination Tablets
Ultraviolet (U.V.)

(1) hydraulic overload
(2) organic/solids overload
(3)_,__personnel inefficiency
(4) equipment failure
(5) wastes
(B) VP4)I lttt,	 L,,tiQ-I_

Yes No	 6//o9/
4.  	 / Compliance with NPDES Permit 	

N	 Parameters :
Periodic Violations   

Chronic Violations

5.Adequate plant safety

Operation and Maintenance Service	 Name	 fiOC	 d9v

Frequency of Visits_______________
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Facility 	 H; T
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2PR00084*DD
2PR00084DD
2PR00084*DD
2PR00084*DD
2PR000B4DD

March 2009
March 2009
May 2009
May 2009
June 2009

00530
00530
00530
00530
00530

001
001
001
001
001

C) , -

Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids

300 Conc
1D Conc
lDConc
300 Conc
1D Conc
10 Conc

18
	

30.	 3/1312009
18
	

44.	 3/23/2009
12
	

12.5
	

5/1/2009
18
	

21.	 5/6/2009
18
	

19.	 6/3/2009	

.

0


