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July 17, 2008 RE: NELSON STUD WELDING

LORAIN COUNTY
PERMIT NO. 31500040

Mr. Scott E. Spreng

Manager, Human Resources and Safety
Nelson Stud Welding

7900 West Ridge Rd.

P.O. Box 4019

Elyria, OH 44036

Dear Mr. Spreng:

On June 17, 2008, an inspection of the above referenced facility’s wastewater treatment system
was conducted. The facility was represented by you. The purpose of the inspection was to
evaluate the operation and maintenance of the treatment systems along with the facility's
compliance status with respect to the terms and conditions of the above referenced National
Poliutant Discharge Elimination System (NPDES) permit.

During the inspection, the following items were noted:

1. The blowers were running and the plant was receiving gocd aeration.

2. The contents of the aeration tank were light brown. A medium brown color is
more typical of a properly operating plant. No foam was present in the tank.

3 The effluent was clear.

4, Both the skimmer and sludge return lines were functioning properly.

5 The surface sand filter beds had vegetation growing in them. These beds should
be maintained free of all vegetation. Per our phone conversation July 17, 2008,
you indicated the beds were weeded and were free of vegetation.

8. The flow meter was calibrated in January 2008.

7. Burnett Septic pumped out the settling tank in late April 2008.

8. An inspection letter dated September 21, 2006 indicated that the facility was
planning to install ultra violet disinfection in February/March 2007. This was
delayed due to capital expenditures being frozen as a result of a change in
ownership. The ultra violet disinfection system is currently anficipated to be
installed for next season. One quote has been received for this system. Your
intention is to get several more quotes.

9. Due to infiltration to the package plant, the facility intends to run a new line from
the manufacturing building to the package plant. This expenditure is anticipated
to be approved by the end of July 2008. Burnett Septic will be the contractor to
run the new line. Completion is anticipated by the end of August/September
2008.

10. Quest Consultants coliects the samples, performs the lab analysis, and
electronically submits the data to Ohio EPA's Surface Water information
Management System.

11. You were informed that a Web-based application for submitting the monthly
operating report is currently available. Web addresses are available below which
provide information on this topic along with training dates.
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This office has recently reviewed your self-monitcring reports covering the period June 1, 2007
through April 30, 2008 for the referenced facility. Our review indicates violations of the terms
and conditions of your NPDES permit. The specific instances of noncompliance are as follows:

Frequency Violations

vielation Reportmg EROTRIE RS B Sample s

Date - Station Code ™ Paramocter A Frequency Expected ﬁepm_‘i@}L
6/1/2007 001 80082 CBOD 5day 1/Quarter 1 0
6/1/2007 001 50060 Chlorine, Total Residu 1/Quarter 1 0
6/8/2007 001 00083 Color, Severity 1/Meek 1 0
6/8/2007 001 01330 Qdor, Severity 1AMWVeek 1 0
6/8/2007 001 01350 Turbidity, Severity 1MWVeek 1 0
6/22/2007 001 00083 Color, Severity 1/Week 1 0
6/22/2007 001 01330 Odor, Severity 1MWeek 1 0
6/22/2007 001 01350 Turbidity, Severity 1MWeek 1 0
71112007 001 00083 Color, Severity 1/Week 1 0
7/1/2007 001 01330 Qdor, Severity 1AWeek 1 0
71172007 001 01350 Turbidity, Severity 1/Week 1 0
7115/2007 001 00083 Color, Severity 1/MVeek 1 0
71152007 001 01330 QOdor, Severity 1/Week 1 0
7115/2007 001 01350 Turbidity, Severity 1/Week 1 0
8/1/2007 001 80082 CBOD 5 day 1/Quarter 1 0
8/1/2007 001 50060 Chlorine, Total Residue 1/Quarter 1 0
8/15/2007 001 00083 Color, Severity 1MWeek 1 0
8/15/2007 001 01330 Cdor, Severity 1/Week 1 0
8/15/2007 001 01350 Turbidity, Severity 1AWeek 1 0
9/8/2007 00t 00083 Color, Severity 1Week 1 o
9/8/2007 001 01330 Qdor, Severity 1Week 1 G
9/8/2007 001 01350 Turbidity, Severity 1/Week 1 &)
9/22/2007 001 00083 Color, Severity 1Week 1 0
9/22/2007 001 01330 Qdor, Severity 1/\Week 1 0
9122/2007 001 01350 Turbidity, Severity 1Week 1 0]
10/8/2007 001 00083 Color, Severity 1Meek 1 0]
10/8/2007 001 01330 Odor, Severity 1AWeek 1 0]
10/8/2007 001 01350 Turbidity, Severity 1Week 1 0]
10/22/2007 001 00083 Color, Severity 1AVeek 1 0
10/22/2007 001 01330 Odor, Severity 1/Week 1 0
10/22/2007 001 01350 Turbidity, Severity 1/Week 1 0
11/8/2007 001 00083 Color, Severity 1/Meek 1 C
11/8/2007 001 01330 Odor, Severity 1MWeek 1 o]
11/8/2007 001 01350 Turbidity, Severity 1Week 1 o
11/22/2007 001 00083 Color, Severity 1Meek 1 C
11/22/2007 001 01330 Odor, Severity 1/Week 1 0
11/22/2007 001 01350 Turbidity, Severity 1/Week 1 0
1/8/2008 001 00083 Color, Severity 1/Week 1 0
1/8/2008 001 01330 Odor, Severity 1MWeek 1 b
1/8/2008 001 01350 Turbidity, Severity 1MWeek 1 0
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Violation . .-Reporting ST . Sample oot .

. Date © - Station”  Code’ 7l Parameter ¥ - ° ' Frequgney: iiExpected ~Reported
1/22/2008 001 00083 Color, Severity 1/Week 1 c
1/22/2008 001 01330 Odor, Severity 1/Week 1 0
1/22/2008 001 01350 Turbidity, Severity 1AVeek 1 0
2/8/2008 001 00033 Color, Severity 1MWeek 1 0
2/8/2008 001 01330 Odor, Severity 1/ Week 1 0
2/8/2008 001 01350 Turbidity, Severity 1/Week 1 0
2/22/2008 001 00083 Color, Severity 1/Week 1 o
2/22/2008 001 01330 Odor, Severity 1\Week 1 0
2/2212008 001 01350 Turbidity, Severity 1/Week 1 0

No limit or code violations were noted. Additionally, no monthly operating report was
submitted for December 2007. This data should be submitted immediately.

Piease note that Ohio EPA has converted from the existing SWIiMware software to a Webh-
based reporting system, e-DMR. The new reporting system is enfirely Web based and
accessible via any internet connection. Ohio EPA Form 4500, commoniy known as MORs, will
now be called Discharge Monitoring Reports (DMRs or e-DMRs). User training is going to be
available in October of this year. Please consult the following Web site for updates regarding
the specific date:

http://www . epa.state.oh.us/dsw/swims/eDMR/eDMRtraining.html

If you need additional information pertaining to the SWiMware replacement e-DMR, consult the
following Web site.

http://www.epa.state.oh. us/dsw/swims/eDMR/eDMR._html

Please be advised that such instances of noncompliance may be cause for enforcement actions
pursuant to the Ohio Revised Code, Chapter 6111.

Should you have any comments or questions concerning this letter, please feel free to call me at
(330) 963-1143.

Respectfully,

Wichaed W Mover,

Michael W. Stevens
Environmental Engineer
Division of Surface Water

MWS/mt



