OhicEPA

State of Ohio Environmental Protection Agency

Northeast District Office

2110 East Aurora Rd.

Twinsburg, Ohio 44087

November 24, 2009

Mr. Joe W
President
Tradesma

esley

n International Inc.

9760 Shepard Rd.
Macedonia, Ohio 44056

Dear Mr. Wesley:

TELE: (330) 963-1200 FAX: (330) 487-0769

www.epa.state.oh.us

RE:

Ted Strickland, Governor

Lee Fisher, Lieutenant Governor

Chris Korleski, Director

TRADESMAN INTERNATIONAL
31G00021*HD
SUMMIT COUNTY

On November 17, 2009 this writer conducted an inspection of your facility to determine
the status of the construction of the sanitary sewer connection to available sewers. On
March 26, 2009 a Permit to Install (No. 699009) was issued to Tradesman International
approving this connection to the City of Twinsburg. At the time of the inspection the
connection has not been made and the sewage treatment plant is still operating. The
above referenced NPDES permit expired on June 30, 2007. Please be advised that
your company is operating without an effective NPDES Permit and is in violation of
federal and state regulations. In addition to violating federal and state law, Tradesman
International is in substantial non-compliance with the expired NPDES permit. A review
of your monthly compliance for the time period of July 2002 through September 2009
revealed the following violations:

Reperted  Vielation
Station  Parameter Limit Type  Limit Value Date -
601 Nitrogen, Ammonia {NH3 30D Conc 1.5 8.8 8/1/2003
601 Nitrogen, Ammonia {NH3 7D Conc 2.25 B.8 8/22/2003
601 Fecal Coliform 30D Conc 1000 2690. 8/1/2003
601 Fecal Coliform 7D Conc 2000 2690. 8/22/2003
601 Dissalved Oxygen 1D Conc 5.0 4.7 1/29/2004
601 Nitregen, Ammonia (NH3 30D Conc 3.0 53.25 11/1/2003
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 53.25 11/22/2003
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 6.7 10/1/2003
601 Nitrogen, Ammonia (NH3 7D Conc 2.25 6.7 10/22/2003
601 Total Suspended Solids 30D Conc 12 26. 3172004
0o pH 1D Conc 6.5 55 10/21/2004
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 12.4 10/1/2004
601 Nitrogen, Ammonia (NH3 7D Cone 225 12.4 10/15/2004
601 pH 1D Conc 6.5 54 10/21/2004
(9]0 pH 1D Conc 6.5 6.2 8/19/2004
601 Nitrogen, Ammonia (NH3 30D Conc 30 10.65 14172005
601 Nitrogen, Ammonia (NH3 7D Cong 40 10.65 1/8/2005
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 9.85 6/1/2004
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_ _ S Reported ~ Violation
Station  Parameter Limit Type . Limit Value ‘Date

601 Nitrogen, Ammonia (NH3 7D Conc 225 9.85 6/22/2004
601 Dissolved Oxygen 1D Conc 5.0 1.5 6/24/2004
601 Total Suspended Solids 30D Conc 12 42. 4/1/2004
601t Total Suspended Solids 7D Conc 18 42. 412212004
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 8.1 12/1/2004
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 8.1 12/15/2004
601 Fecal Coliform 30D Conc 1000 1220. 5/1/2004
601 Total Suspended Solids 30D Cone 12 14. 8/1/2005
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 20.25 2/1/2005
601 Nitrogen, Ammonia (NH3 7D Conc 40 20.25 2/15/2005
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 12. 3112007
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 12. 3/8/2007
601 Nitrogen, Ammania (NH3 30D Qty 0.1 .39502 3/1/2007
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 .39502 3/8/2007
601 Dissolved Oxygen 1D Conc 5.0 3.1 3/9/2007
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 12.2 2/1/2003
601 Nitrogen, Ammonia {NH3 7D Conc 4.0 12.2 2/1/2003
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 19.5 2/1/2007
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 19.5 2/8/2007
601 Nitrogen, Ammonia (NH3 300 Qty 0.1 17419 2/1/2007
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 A7419 2/8/2007
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 423 4/1/2006
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 4.23 4/15/2006
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 9.1 1/1/2007
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 9.1 1/8/2007
601 Nitrogen, Ammonia (NH3 30D Qty 0.11 1519 1/1/2007
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 1519 1/8/2007
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 02 10/1/2006
601 Nitrogen, Ammonia (NH3 7D Conc 2.25 9.2 10/15/2006
601 Nitrogen, Ammonia (NH3 30D Qty 0.06 17411 10/1/2006
601t Nitrogen, Ammonia (NH3 7D Qty 0.08 A7411 10/15/2006
601 Dissolved Oxygen 1D Conc 50 4. 8/17/20086
601 Total Suspended Solids 30D Conc 12 22. 7/1/2006
601 Total Suspended Solids 7D Conc 18 22 7/8/2006
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 8.55 12/1/2006
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 8.55 12/8/2006
601 Nitrogen, Ammonia {NH3 30D Qty 0.1 .13818 12/1/2006
601 Nitrogen, Ammcnia {NH3 30D Qty 0.06 12413 10/1/2008
601 Nitrogen, Ammonia {NH3 7D Qty 0.08 12413 10/15/2008
001 pH 1D Conc 6.5 6.2 4/17/2008
601 Total Suspended Solids 30D Conc 12 18. 41112008
601 Total Suspended Solids 30D Qty 0.45 6268 4/1/2008
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 14.25 4/1/2008
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 14.25 4/15/2008
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o B K S Reported  Violation'
Station  Parameter = = Limit Type - Limit Value - Date
801 Nitrogen, Ammonia (NH3 30D Qty 0.11 49621 4/1/2008
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 49621 4/15/2008
601 pH 1D Conc 6.5 5.8 4/17/2008
601 Total Suspended Solids 30D Conc 12 15. 8/1/2007
601 Total Suspended Solids 30D Qty 0.45 .82835 8/1/2007
601 Total Suspended Solids 7D Qty 0.68 82835 8122/2007
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 1.82 8/1/2007
601 Nitrogen, Ammonia (NH3 30D Qty 0.06 .08946 8/1/2007
601 Nitrogen, Ammonia (NH3 7D Qty 0.08 .08946 8/22/2007
001 pH 1D Conc 6.5 6.4 5/15/2008
601 Total Suspended Solids 30D Conc 12 196. 5/1/2008
601 Total Suspended Solids 7D Conc 18 198. 5/15/2008
601 Nitrocgen, Ammaonia {NH3 300 Conc 1.5 11.55 5/1/2008
601 Nitroegen, Ammonia {(NH3 7D Conc 225 11.565 5/15/2008
601 Total Suspended Solids 300 Conc 12 30 6/1/2008
601 Total Suspended Solids 7D Conc 18 30. 6/22/2008
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 1.87 6/1/2008
601 Total Suspended Solids 30D Gty 0.45 52574 11/1/2008
601 Nitrogen, Ammonia (NH3 30D Qty 0.11 27864 11/1/2008
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 27864 11/22/2008
601 CBOD 5 day 30D Qty 0.39 57832 11/1/2008
601 CBOD 5 day 7D Qty 0.57 57832 11/22/2008
601 Total Suspended Solids 30D Conc 12 21. 3/1/2008
801 Total Suspended Solids 7D Conc 18 21. 3/15/2008
601 Total Suspended Solids 30D Qty 0.45 7257 3/1/2008
601 Total Suspended Solids 7D Qty 0.68 7257 3/15/2008
601 Nitrogen, Ammonia {NH3 30D Conc 3.0 225 31112008
601 Nitrogen, Ammonia (NH3 70 Conc 4.0 225 3/15/2008
601 Nitrogen, Ammonia (NH3 300 Qty 0.1 J7753 3/1/2008
601 Nitrogen, Ammonia (NH3 70 Qty 0.15 77753 3/15/2008
001 pH 1D Conc 6.5 54 9/18/2008
601 Total Suspended Solids 30D Qty 0.45 556484 9/1/2008
801 Nitrogen, Ammonia (NH3 30D Cone 1.5 21.25 9/1/2008
601 Nitrogen, Ammonia (NH3 7D Conc 225 21.25 9/15/2008
601 Nitrogen, Ammonia (NH3 30D Qty 0.086 1.47817 9/1/2008
601 Nitregen, Ammonia (NH3 7D Qty c.08 1.47817 9/15/2008
601 pH 1D Conc 6.5 58 9/18/2008
601 Total Suspended Solids 30D Conc 12 52. 8/1/2008
601 Total Suspended Solids 7D Conc 18 52. 8/15/2008
601 Total Suspended Solids 30D Qty 0.45 3.04382 8/1/2008
601 Total Suspended Solids 70 Qty 0.68 3.04382 8/15/2008
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 237 10/1/2007
601 Nitrogen, Ammonia (NH3 70 Conc 2.25 2.37 10/15/2007

601 Nitrogen, Ammonia (NH3 30D Gty 0.086 08594 10/1/2007
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- , : .. . Reported - Violation.
Station - Parameter ' ' LimitType - - Limit - Value . Date
601 Nitrogen, Ammonia (NH3 70 Qty 0.08 .08594 10/15/2007
601 Dissolved Oxygen 1D Conc 5.0 2.7 10/18/2007
601 Total Suspended Solids 300 Conc 12 19. 6/1/2007
601 Total Suspended Solids 70 Conc 18 19. 6/22/2007
601 Total Suspended Solids 300 Qty 0.45 1.03845 6/1/2007
601 Total Suspended Sclids 7D Qty 0.68 1.03845 6/22/2007
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 9.3 6/1/2007
601 Nitrogen, Ammonia (NH3 7D Conc 2.25 9.3 6/22/2007
601 Nitrogen, Ammonia (NH3 30D Qty 0.06 5083 6/1/2007
601 Nitrogen, Ammonia (NH3 7D Qty 0.08 5083 6/22/12007
601 Nitrogen, Ammania (NH3 30D Conc 3.0 37.75 2/1/2008
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 37.75 2/22/2008
601 Nitrogen, Ammonia (NH3 30D Qty 0.11 56725 21172008
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 .56725 2/22/2008
601 Total Suspended Solids 30D Conc 12 84. 1/1/2009
601 Total Suspended Solids 70 Conc 18 84. 1/15/2009
601 Total Suspended Solids 30D Qty 0.45 4.82633 1/1/2009
601 Total Suspended Solids 7D Qty 0.68 4.82833 1/15/2009
601 Nitrogen, Ammonia (NH3 30D Qty 0.11 12813 1/1/2008
601 CBOD 5 day 30D Qty 0.39 .39645 1/1/2009
001 pH 1D Conc 6.5 52 9/29/2009
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 51 9/1/2009
601 Nitrogen, Ammonia (NH3 30D Qty 0.06 08291 9/1/2009
601 pH 1D Conc 6.5 52 9/29/2009
601 Dissolved Oxygen 1D Conc 50 3.9 9/29/2009
001 pH 1D Canc 6.5 5.6 5/19/2009
601 Nitrogen, Ammenia (NH3 30D Conc 1.5 4.4 5M1/2009
601 Nitrogen, Ammonia (NH3 70 Conc - 2.25 4.4 5/15/2009
601 pH 1D Conc 6.5 57 5/19/2009
601 Dissolved Oxygen 1D Conc 5.0 3.3 5/19/2009
001 pH 1D Conc 6.5 5.8 3/17/2009
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 4.83 3/1/2009
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 483 311512008
601 Nitrogen, Ammonia (NH3 300 Quy 0.11 1664 3/1/2009
601 Nitrogen, Ammonia (NH3 70 Qty 0.15 .1664 3/15/2009
601 pH 1D Conc 6.5 5.5 3/17/2009
001 pH 1D Conc 6.5 6.2 712112009
601 Nitrogen, Ammonia (NH3 30D Cenc 1.5 20.75 7/1/2009
601 Nitrogen, Ammeonia {(NH3 7D Conc 2.25 20.75 7/15/2009
601 Nitrogen, Ammonia {NH3 30D Qty 0.06 23051 7/1/2009
601 Nitrogen, Ammonia (NH3 70 Qty 0.08 23051 7/15/2009
601 pH 1D Conc 6.5 54 7/21/2009
801 Dissolved Oxygen 1D Conc 5.0 2.1 7/21/20089

001 pH 1D Conc 6.5 6. 10/27/2009
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. B : ' Reported.  Violation
Station  Parameter LimitType = Limit Value “Date

601 Total Suspended Salids 30D Cone 12 13. 10/1/2009
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 2.07 10/1/2009
601 Fecal Coliform 30D Conc 1000 2720. 10/1/2008
601 Fecal Coliform 7D Congc 2000 2720. 10/22/2009
601 pH 1D Cone 6.5 B. 10/27/2009
001 pH 1D Conc 6.5 57 8/25/2009
601 Nitrogen, Ammonia (NH3 30D Conc 1.5 9.7 8/1/2002
601 Nitrogen, Ammonia (NH3 7D Conc 225 9.7 8/22/2009
601 Nitrogen, Ammonia (NH3 30D Qty 0.06 13562 8/1/2009
601 Nitrogen, Ammonia (NH3 7D Qty 0.08 13562 8/22/2009
601 pH 10 Cong 6.5 53 8/25/2009
601 Dissolved Oxygen 1D Congc 5.0 3.1 8/25/2009
601 Total Suspended Solids 30D Conc 12 14. 12/1/2008
601 Total Suspended Solids 30D Qty 0.45 275172 12/1/2008
601 Total Suspended Solids 7D Qty 0.68 2.75172 12/22/2008
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 205 12/1/2008
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 205 12/22/2008
601 Nitrogen, Ammonia (NH3 30D Qty 0.1 4.0293 12/1/2008
601 Nitrogen, Ammonia (NH3 7D Qty 0.15 4.0293 12/22/2008
601 CBOD 5 day 300 Qty 0.39 1.31689 12/1/2008
601 CBOD b day 7D Qty 0.57 1.31689 1212212008
601 pH 1D Conc 6.5 6.1 12/23/2008
001 pH 10 Conc 6.5 2/5/2008
001 pH 1D Conc 6.5 2/11/2009
001 pH 1D Conc 6.5 211872009
001 pH 1D Conc 6.5 ) 2/25/2009
601 Total Suspended Solids 30D Qiy 0.45 82658 2/1/2009
601 Total Suspended Solids 7D Qty 0.68 .92658 2/15/2009
601 Nitrogen, Ammonia (NH3 30D Conc 3.0 7.05 2/1/2009
601 Nitrogen, Ammonia (NH3 7D Conc 4.0 7.05 2/15/2009
601 Nitrogen, Ammonia {NH3 30D Qty 0.1 1.6331 2/1/2009
601 Nitrogen, Ammonia (NH3 70 Qty 0.15 1.6331 2/15/2009
801 CBOD 5 day 30D Qty 0.39 1.5057 2/1/2009
601 CBOD 5 day 7D Qity 0.57 1.5057 2/15/2009
601 pH 1D Conc 6.5 6.2 2/17/2009
601 Nitrogen, Ammonia (NH3 300D Conc 3.0 4.98 4/1/2009
601 Nitrogen, Ammonia (NH3 7D Conc 40 498 4/15/2009
601 Nitrogen, Ammonia (NH3 300 Qty 0.1 1965 4/1/2009
801 Nitrogen, Ammonia (NH3 7D Qty 0.15 1965 4/15/2009
601 pH 1D Conc 6.5 6.2 4/21/2009
001 pH 1D Conc 6.5 55 6/16/2009
801 pH 1D Conc 8.5 55 6/16/2009
601 Dissolved Oxygen 1D Conc 5.0 1.8 6/16/2009
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The connection to the sanitary sewer and the proper abandonment of the sewage
treatment plant must be made no later than January 29, 2010. If this is not
accomplished then this office will have no choice but to initiate an enforcement action to
seek civil and monetary penalties in accordance with Ohio Revised Code 6111.99.

If you should have any questions concerning this letter, feel free to contact this writer at
(330) 963-1136.

Sincerely,

s b R

Philip P. Rhodes, P.E.
Environmental Specialist I
Division of Surface Water

PPR/mt

File: Industrial Permit/Compliance



