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Re:	 Notice of Violation
Fulton County
Pleasant View
NPDES PermitSeptember 8, 2010

Mr. Ziad Musallam, P.E.
Fulton County Sanitary Engineer
152 South Fulton Street, Suite 240
Wauseon, Ohio 43567

Dear Mr. Musallam:

On August 31, 2010, an operation and maintenance inspection was made of the wastewater
treatment facilities serving the Pleasant View Subdivision. Mr. Rick Meiring was present and
provided operation and maintenance information. The Pleasant View Subdivision is located at
3214 Circle Drive, Delta. The discharge observed at Bad Creek was clear with no noticeable
odor.

A review of the discharge monitoring reports (DMRs) from August 2009 to August 2010 shows
that there have been numerous NPDES permit effluent limit violations. The specific instances of
noncompliance are attached on a separate sheet. It is noted that most of the violations of
dissolved oxygen (DO) are believed to be caused by the final polishing pond.

In review of the Pleasant View NPDES permit Part I, C - Schedule of Compliance, the facility is
in violation of conditions in the permit. The Schedule of Compliance contains the following
items; detail plans for plant and sewer improvements were to be submitted by April 1, 2009, and
construction of the improvements were to have commenced by January 1, 2010. To date no
information has been submitted in regards to the plant upgrades. The treatment works is to
attain operational level and meet final effluent limits by January 1, 2011. Please respond in
writing within 60 days of receipt of this letter with the plans to come into compliance with the
conditions of the NPDES permit.

If you have any questions or comments please contact me at (419) 373-3053.

Sincerely,

Ryan Gierhart
Division of Surface Water

/cs
Enclosures
pc wlenc.:	 Fulton county commissioners

Rick Melting
cNWDOtSWtilë

Northwest District Office	 419 1352 8461
347 North Ounbridge Road	 419 1352 8468 (fax)
Bowling Green, OH 43402-9398	 www.epa.ohio.gov
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State of Ohio Environmental Protection Agency
Northwest District Office

NPDES Compliance Inspection Report
Semi-Public Sewage Disposal Inspection Form

L AJJ-	q- - ?cvO	 7/3//c
RyGierhart	 Date	 Elizabeth A. Wick, RE,	 Date
Environmental Specialist II	 Water Quality Engineer
Division of Surface Water 	 Division of Surface Water
Northwest District Office 	 Northwest District Office
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Type of Pretreatment: 	 Trash Trap
Does the Trash Trap need pumped: 	 No
Maintenance of pretreatment components is: Good

Quality of Sludge: Medium
Foam:	 None present
Odor:	 No objectionable odor present

Plant is septic
are 00€
	

Blowers are on a
ws are o
	

Plant is flooded
s are op
	

Gratinci is oreser
return is

Maintenance of aerating equipment is.. Good

Clarity:	 Clear
Condition of Weir:	 Clean
Weir is level: 	 Yes
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Effluent in weir: 	 Clear
Clarifier walls need scraped:	 No

Overall maintenance of settling components is: Good

Surface sand Filters: S
	

Subsurface
Distribution box operal
	

Beds alternated
Are filters ponding/floo
	

Beds raked
Sand filters overgrown
	

Chlorination pre
UV present
	

Dechlorination r

Overall maintenance of components is: Good

Hauler name: Lyons Septic
Disposal Site: Delta WWTP
Sludge wasted from: Holding tank
How often is sludge wasted: As needed
Sludge drying beds: 	 No	 Sludge holding tank:	 Yes

Overall maintenance of components is: Good

Discharge point is a:
	

Stream
Name of discharge point: Bad Creek
Discharge is visible:
	

Yes
	

Quality of Effluent: Clear
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