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Ted Strickland, Governor
Lee Fisher, Lt. Governor
Chris Korieski, Director

Re:	 Notice of Violation
Fulton County
Swanton Meadows MHP
NPDES Permit

October 15, 2010

Ms. Sandy Shields
Regional Manager
MC Equities
990 Beach Ave,- Suite #14
Vancouver, BC
V67 2N9
Canada

Dear Ms. Shields:

On October 6, 2010, an operation and maintenance inspection was made of the wastewater
treatment facility serving Swanton Meadows Mobile Home Park. The facility is located at 10487
C.R. 4, Fulton Township, Fulton County. Mr. Steve Howe, Ake laboratories and Mr. Allen
Slusher, park maintenance, were present to provide operation information concerning operation
and maintenance of the treatment plant. Our observations and recommendations can be found
on the enclosed inspection report.

It is noted that the current operator, Steve Howe is visiting the plant once per week. This is in
violation of Ohio Administrative Code (OAC) Chapter 3745-7-04. The operator certification rul€
at OAC 3745-7-04 states that the certified operator of record needs to be physically present at
the class I facility 3 days per week for a minimum of 1.5 hours per week. A certified class I
operator needs to be at the facility for the above noted time to meet the requirements of OAC
3745-7-04. Failure to meet the requirements may lead to escalated enforcement action by our
agency.

A review of the discharge monitoring reports (DMRs) from August 2009 to October 2010 shows
that there have been numerous NPDES permit effluent limit violations. The specific instances of
non-compliance are attached on a separate sheet. Further review of your self-monitoring reports
for the previous six months, ending in September 2010, indicates that you are in significant non-
compliance (SNC) with effluent limitations contained in your NPDES permit. The specific
instances of SNC are attached on a separate sheet.

Please inform this office in writing as to the reasons for the above referenced violations, as well
as a description of the actions taken or proposed to prevent any further violations. Your
response should include the dates, either actual or proposed, for completion of the actions.

Northwest District Office 	 4191352 8461
347 North Ounbridge Road	 419 1352 8468 (fax)
Bowling Green, OH 43402-9398 	 www.epa.ohio.gov
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If you have any questions or comments please contact me at (419) 373-3053.

Sincerely,

Ryan Gierhart
Division of Surface Water

Ics

Enclosures

pc wi: Mr. Steve Howe, Ake Laboratory, Inc.
Ms. Lisa Connley, Swanton Meadows MHP
Fulton County Health Department
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Facilities in Significant Non-Compliance **
	

Period: Apr-ID Sep-10

Fulton	 2PY00022	 Swanton Meadows MHP
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State of Ohio Environmental Protection Agency
Northwest District Office

NPDES Compliance Inspection Report
Semi-Public Sewage Disposal Inspection Form

&c!	 ___

L i'1tt	 Ja-13.Jc/°	 /
Ryn Gierhart	 .	 Date	 Elizabeth A. Wick, P. 	 Date
Environmental Specialist II 	 Water Quality Engineer
Division of Surface Water 	 Division of Surface Water
Northwest District Office	 Northwest District Office
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Type of Pretreatment:	 Trash Trap
Does the Trash Trap need pumped: 	 N/E
Maintenance of pretreatment components is: Good

trap is pu	 every
	

P is responsible	 has own

Quality of Sludge: Medium
Foam:	 Light (dark)
Odor:	 No objectionable odor present

is
	

lace	 Plant is
are on a timer

are
are

Maintenance of aerating equipment is.. Good

Clarity:	 Clear
Condition of Weir: 	 Clean
Weir is level: 	 Yes
Effluent in weir:	 Clear
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Clarifier walls need scraped:	 Unknown

Overall maintenance of settling components is: Good

d Filters: Slow
box operatinq	 Beds alternated

Beds raked.
filters	 Chlorination pre

resent

Overall maintenance of components is: Good

Hauler name:	 Ricks Septic
Disposal Site:	 N/E
Sludge wasted from:	 Sludge holding tank
How often is sludge wasted: 	 N/E
Sludge drying beds:	 No	 Sludge holding tank: 	 Yes

Overall maintenance of components is: Good

Discharge point is a: 	 Stream
Name of discharge point: Al Creek
Discharge is visible: 	 N/E
	

Quality of Effluent: Clear
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