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RE:	 SKYVIEW ACRES
SUNSET DRIVE
COMPLIANCE EVALUATION NSPECTION
NPDES PERMIT NO. 3PG00123
YELLOW CREEK TOWNSHIP
COLUMBIANA COUNTY

Mr. Troy Graft, P.E.
Chief Engineer
Columbiana County Engineer
105 South Market Street
Lisbon, OH 44432

Dear Mr. Graft:

On May 17, 2011, this writer conducted a compliance evaluation inspection of the Columbiana
County Skyview Acres WVVTP located at the above referenced address. The County was
represented by Mr. Chuck Webber.

The following is a summary of the inspection-

1 ) At the time the wastewater treatment plant appeared to be operating satisfactorily. All
units appeared operational. The influent baffle to the settling tank had some minor
solids behind it. One half of the sand filter was clean; the other had some minor solids
and was ponding. The chlorine contact tank had both chemicals for chlorination and
dechlorination.

2) Staffing levels at the various County run wastewater treatment plants is a concern. Mr.
Webber indicated that there are roughly 4 licensed operators (one of which is used as
maintenance staff) and a maintenance worker. The staffing classifications and
requirements are outlined in OAC 3745-07. The County must provide an Operator of
Record form to the Columbus Office for each wastewater treatment plant. In order to be
eligible to sign the monthly operating reports they must comply with the following from
the rule:

The operator of record shall, at a minimum, be physically present at the treatment works
and fulfill the time requirements in the following table and perform technical operation as
assigned by the permittee of the treatment works.

-Minimum staffing requirements for the operator of record -
System classification	 Staffing requirement
Class A	 2 days per week for a minimum of 1 hour per week
Class I	 3 days per week for a minimum of 1.5 hours per week
Class II	 5 days a week for a minimum of 20 hours per week
Class Ill and IV	 5 days a week for a minimum of 40 hours per week
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Please provide a written response as to your compliance with this rule at the current
staffing levels. Please keep in mind that this is for operation only. Most of you staff is
also expected to perform maintenance, sampling, laboratory analysis, reporting and
supervision. Based on the above, Mr. Daniels would be full time at the Elkton plant. and
Mr. Webber could cover Guilford Lake and Beaver Local. That would leave one operator
to handle approximately 7 plants. Recent correspondence from the County indicates
this is being addressed by the hiring of additional staff. Hopefully this will correct the
violations at the plants.

3) A review of the effluent data from June 2009 through April 2011 has been attached to
this correspondence. Flow data had indicated excessive infiltration. The plant has
experienced peak flows of 72,000 gpd. The design flow of this treatment plant is 20,000
gpd. The county must start a program immediately to remove clean water connections
from the collection system. The county must respond in writing with date specific goals
and milestones to accomplish the reduction of Infiltration and Inflow.

Please respond in writing to the above deficiencies by July 27, 2011.

Should you have any comments or questions, feel free to contact me at (330) 963-1193.

Respectfully,

Joseph E. Trocchio, P.E.
Environmental Engineer
Division of Surface Water

JET/mt

cc:	 Lori J. Barnes, Columbiana County Health Dept,
Bert Dawson, FE., Columbiana County Engineer
Chuck Weber, Columbiana County Engineers
Troy Graft, FE., P.S., Columbiana County Engineers
Columbiana County Commissioners
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Columbiana County Skyview Acres WWTP inspection photos:

I he excess sand with solids must be removed and clean sand installed.
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Columbiana Co. Skyview Acers WWTP Effluent Violations: June 09 - April 11
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