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On November 2, 2009, Andrew Gall conducted an NPDES permit compliance inspection of the
wastewater treatment facilities serving the City of Bellevue. Mr. Eric MacMichael was present
and provided information on plant operations and maintenance. The inspection included a tour
of the facility and completion of the enclosed compliance inspection form. At the time of the
visit, the plant appeared to be operating correctly and a clear final effluent was being discharged
to Snyder's Ditch. Samples were taken by Ohio EPA water quality staff for use in screening
bioassays as part of a toxics evaluation that will be used during the renewal of the MNTP's
NPDES permit renewal in 2012. The results of the bioassay were forwarded to Mr. MacMichael
via email.

In the past year several operational changes have been made, including changing the aeration
tank flow pattern from contact stabilization to plug flow and switching to sodium' aluminate from
alum for chemical phosphorus treatment. As a result of these changes compliance with the
ammonia and phosphorus permit limits has improved greatly since our last inspection.
Catching up on preventative maintenance continues to be a priority at the plant. The equipment
for one of the grit chambers was replaced this year. The number two intermediate tank was
off line for approximately 3 months due to a gear box failure. While it was down the concrete
was repaired and painted and new stairs were installed. The tank is back online and it was
indicated that the other intermediate tanks will be taken offhine to complete much needed
maintenance. The main lift station had electrical problems in early 2009 that have since been
corrected. In addition the automatic bar screen was rehabbed in April, 2009.

During this pest disinfection season there were three instances where the final effluent fecal
coliform results were too numerous to count. Mr. MacMichael has been unable to determine
any specific cause of the violations and indicated that the Ultraviolet (UV) system was operating
when the violations occurred. During the past several inspections it has been noted that the UV
system requires a significant amount of operator attention and maintenance in order to stay
operational. This may indicate that the UV system is nearing the end of its useful life and the
city may want to begin planning for its eventual replacement.

In March, the city experienced a period of heavy rain that resulted in the sanitary sewer system
becoming surcharged, resulting in an SSO. Ohio EPA was notified of the event as required in
the NPDES permit. Mr. MacMichael indicated that some sewers in the city have been televised.
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We urge the city to continue televising and repairing areas of the collection system that have
inflow and infiltration problems in order to prevent future SSO events from occurring.

Overall we remain pleased to see all the work done by Mr. MacMichael and his staff to improve
the maintenance and operation of the plant and to address plant problems and limit violations as
they occur. Our completed inspection report and a copy of violations since our last inspection is
enclosed for your review. If you have any questions, please feel free to contact Mr. Andrew Gall
at (419) 373-3003 or via email at and rew.qal1(äepa state. oh. us

Yours truly,

*11b^ IJ-_-
Elizabeth A. Wick, P.E.
District Engineer
Division of Surface Water

Enclosures

AG/lb

PC:	 Eric MacMichael, Superintendent, Bellevue WPCF w/enclosures
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Permit #: 2PD00037
NPDES #: OH 0020672	

offem
State of Ohio Environmental Protection Agency

Northwest District Office

NPDES ComDliance Inwection Reooi
Sec

Permit #	 NPDES#	 nthlDaylYear Inspection Type Inspector Facility
2PD00037	 0H0020872

	
09/29/2008	 C	 S	 I

-aci!itu. 
NameandLocationof Facility inspected 	 EntryTime	 PermitEffectiveDate
City of Bellevue WPCF 	 1:15 PM	 711/2007500 Great Lakes Pkwy.
Bellevue, OH 44811	 ExitTime	 PermitExpirationDate

	3:45 PM	 1131/2012

Name(s)andTitle(s)of On-SiteRepresentatives 	 PhoneNumber(s)
Eric MacMichael, Superintendent 	 (419) 483-7514

Name,AddressandTitleof ResponsibleOfficial	 PhoneNumber
Mr. Jeff Crosby, Safety Service Director 	 (419)484-8400
City of Bellevue
3000 Seneca Industrial Pkwy.
Bellevue, OH 44811

Permit
Records/Reports
Operations&Maintenance
FacilitySiteReview
Collection System

Flow Measurement
Laboratory
Effluent/ReceivingWaters _-
Sludqe Storaae/Disøosal

Pretreatment
ComplianceS
Self-Monitorin
Other

L
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Permit # : 2PD00037
NPDES #: 0H0020672

Sections E thru K: Complete on all inspections as appropriate
Y - Yes, N - No, N/A - Not Applicable, N/E - Not Evaluated

ed
	

pjm	 cation

Inspection observations verify the permit

(a) Correct name and mailing address of permittee ..................Y
(b) Correct name and location of receiving waters....................Y
(c) Product(s) and production rates conform with permit

application (Industries) ................................................... 	 N/A
(d) Flows and loadings conform with NPDES permit..................Y
(e) Treatment processes are as described in permit application..,	 Y
(f) New treatment process(es) added since last inspection 	 N
(g) Notification given to State of new, different or increased

discharges...................................................................	 Y
(h) All discharges are permitted ............................................. 	 Y
(i) Number and location of discharge points are as described

inpermit.......................................................................

- Flow pattern modified to plug flow from contact stabilization
- Sodium Aluminate now used for phosphorus treatment
- Signs have been placed at the outfall

Ell

(a) Any significant violations since the last inspection.....................Y
(b) Permittee is taking actions to resolve violations........................Y
(C) Permittee has a compliance schedule....................................Y
(d) Compliance schedule contained in 	

F 
NPDES Permit	 .	 I

(e) Permittee is meeting compliance schedule .............................. 	 V

Comments/Status:
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Permit #: 2PD00037
NPDES #: 0H0020672

(a) NH3, Phosphorus, ph violations in late 2008 and early 2009, appear to have
been resolved by flow modifications and chemical change. Fecal coliform
violations, ongoing maintenance required to keep UV system operating.

Section G:	 :•	 :

Treatment Works:

Treatment facility properly operated and maintained

(a) Standby power available.....generator M or dual feed U......	 Y
(b) Adequate alarm system available for power or equipment failures. Y
(c) All treatment units in service other than backup units.............. 	 N
(d) Wastewater Treatment Works classification (OAC 3745-7)....... 	 Ill
(e) Operator of Record holds unexpired license of class required by

permit......................................................................... 	 Y
Class: Ill

(f) Copy of certificate of Operator of Record displayed on-site.....	 Y
(g) Minimum operator staffing requirements fulfilled (OAC 3745-7)... Y
(h) Routine and preventative maintenance scheduled/performed... 	 Y
(i) Any major equipment breakdown since last inspection............... Y
(I)
	

Operation and maintenance manual provided and maintained..... Y
(k)
	

Any plant bypasses since last inspection................................. 	 N
(1)
	

Regulatory agency notified of bypasses.................................. 	 N/A
On MORs Lii and/or Spill Hotline (1-800-282-9378) El

(m)
	

Any hydraulic and/or organic overloads since last inspection........ N

Record Keeping:

(a) Log book provided...............................................................Y
(b) Format of log book (i.e. computer log, hard bound book)

Operators log book kept in operations room
Log book is summarized monthly on a computer log kept by
superintendent

(C)	 Log book(s) kept onsite (in an area protected from weather)...... 	 Y
(d)	 Log book contains the following:

I. Identification of treatment works................................. 	 Y
LI. Date/times of arrival/departure for Operator of Record and

any other operator required by OAC 3745-7.................. 	 Y
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Permit #: 2PD00037

	 P-J
NPDES #: 0H0020672

III. Daily record of operation and maintenance activities
(including preventative maintenance, repairs and request

	

forrepairs)..............................................................	 Y
IV. Laboratory results (unless documented on bench sheets)... N
V. Identification of person making log entries....................	 V

(d)
	

Has the operator of record submitted written notification to the
permittee, Ohio EPA and (if applicable) any local environmental
agencies when a collection system overflow, treatment plant
bypass or effluent limit violation has occurred............................ V

Collection System:

(a) Percent combined system: 0%
(b) Any collection system overflows since last inspection.................. IN

(CSO Lii and/or SSO N)
(c) Regulatory agency notified of overflows (SSOs)......................... V
(d) CSO O&M plan provided and implemented............................... N/A
(e) CSOs monitored and reported in accordance with permit............. N/A
(f) Portable pumps used to relieve system.................................... N
(g) Lift station alarms provided and maintained.............................. V
(h) Are lift stations equipped with permanent standby power

orequivalent.......................................................................
(i) Is there an inflow/infiltration problem (separate sewer system),

or were there any major repairs to collection system since
last inspection...................................................................... V

(j) Any complaints received since last inspection of basement flooding V
(k) Are any portions of the sewer system at or near capacity............ N
Comments/Status:

Treatment Works:
B. Alarms on main lift station, return pumps, high flow and power failure
G. Plant staffed 7 days/week (7am - 3PM), Down one operator
I. Intermediate tank down for maintenance and repairs, main lift station bar screen and
electrical system repaired
J. O&M manual last updated in 1993, should be reviewed and updated as needed

Collection System:
A. Ill problems in system, televising and repairs ongoing
G. Alarms now installed at Atwood, Elm. Street and Main Lift Station, plans in place to
install alarms on remaining lift station over the next few years
J. Delmoy St. lateral problems with home owner check valves, complaints not the result
of city system.
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Permit #: 2PD00037 
0
	

17_^
NPDES #: 0H0020672

Ll	 121

(a) Sludge management plan (SMP)
Submitted date:	 Approval #:	 Not submitted El N/A

(b) Sludge management plan current ............................................. y
(c) Sludge adequately disposed...................................................Y

(Method: Land Application, Landfill, Composting)
(d) If sludge is incinerated, where is ash disposed of N/A
(e) Is sludge disposal contracted .................................................. V

(Name:Mapleview Farms does land application)
(f) Has amount of sludge generated changed significantly since

lastinspection......................................................................N
(g) Adequate sludge storage provided at plant..................................Y
(h) Land application sites monitored and inspected per SMP ............ V
(i) Records kept in accordance with State and Federal law...............Y
(j) Any complaints received in last year regarding sludge.................N
(k) Is sludge adequately processed (digestion, pathogen control) ....... V

Using belt press to gravity thicken sludge to help reduce hauling frequency.
Working to begin using the composting system on a regular basis.
Primary/Final Sludge is landfilled
Activated Sludqe is land aDDlied or comDosted

:	 .Séctiofl.
Flow Measurement:
(a) Primary flow measuring device operated and maintained..............Y
Type of device: Ultrasonic & Parshall flume Z Ultrasonic & Weir LJ Weir El
Calculated from influent Z	 Other LIl(Specify:	 )

(b) Calibration frequency adequate ............................................
(Date of last calibration: 10/16/2009)

(C)	 Secondary instruments operated and maintained.........................
(d) Flow measurement equipment adequate to handle full range

offlows..............................................................................
(e) Actual flow discharged is measured.........................................
(f) Flow measuring equipment inspection frequency

Daily DWeekly Elmonthly Ljother

Y

ril

V
N
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Permit #: 2PD00037
NPDES #: 0H0020672

Comments/Status:

B. Mag meter on WAS pumps still on list of things to be installed in winter 2009-
2010.
City electrician has ability to calibrate flow measuring devices, recommend that
outside company calibrate at least once a permit cycle.

Sampling:

(a)	 Sampling location(s) are as specified by permit......................Y
(b)	 Parameters and sampling frequency agree with permit.............Y
(c)	 Permittee uses required sampling method..............................Y
(d)	 Sample collection procedures are adequate............................Y

(i) Samples refrigerated during compositing.......................Y
(ii) Proper preservation techniques used ............................ 	 V
(iii) Containers and sample holding times prior to analysis

conform with 40 CFR 136.3........................................Y
(e)	 Monitoring records (i.e., flow, pH, DO) maintained for a minimum

of three years including all original strip chart recordings
(i.e, continuous monitoring instrumentation, calibration and
maintenance records) ............................................................ V

(f)	 Adequate records maintained of sampling date, time, location, etc V

Laboratory:

Genera!
(a) EPA approved analytical testing procedures used (40 CFR 136.3).. Y
(b) If alternate analytical procedures are used, proper approval

has been obtained................................................................N/A
(c) Analyses being performed more frequently than required by permit. V
(d) If (c) is yes, are results in permittee's self-monitoring report..........Y
(e) Commercial laboratory used...................................................Y

Parameters analyzed by commercial lab: Mercury, Metals, Sludge, Oil and
Grease, Toxicity

Lab name: Jones and Henry and Alloway and Environmental Science
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Permit #: 2PD00037
NPDES #: 0H0020672

Quality Control/Quality Assurance
(f) Quality assurance manual provided and maintained.....................Y
(g) Satisfactory calibration and maintenance of instruments/equipment. Y
(h) Adequate records maintained.................................................Y
(i) Results of latest USEPA quality assurance performance sampling
program: Z Satisfactory E) Marginal LiUnsatisfactory
Date: 6/1/2008

Comments/Status:

-	 Section J Effluent/Receiving Water Observations

OtfeU	 OFF sheen Grease Turbidity Visible Foam	 Visible Floating Color	 Other
Number    	 Solids
001	 None	 None	 None	 Very slight	 None	 Clear

Comments/Status:

ti MultidQbserva ion

(a) Are there indications of sloppy housekeeping or poor maintenance
in work and storage areas or laboratories.................................N

(b) Do you notice staining or discoloration of soils, pavement or floors.. N
(c) Do you notice distressed (unhealthy, discolored, dead) vegetation.. N
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Permft #: 2P000037
NPDES #: 0H0020672

(d) Do you see unidentified dark smoke or dust clouds coming from
sources other than smokestacks..............................................N

(e) Do you notice any unusual odors or strong chemical smells..........N
(f) Do you see any open or unmarked drums, unsecured liquids, or

damaged containment facilities................................................N

If any of the above are observed, ask the following questions:
(1) What is the cause of the condition?
(2) Is the observed condition or source a waste product?
(3) Where is the suspected contaminant normally disposed?
(4) Is this disposal permitted?
(5) How long has the condition existed and when did it begin?
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Form Approved

F. GU	 - VISUAL OBSERVATION - UNITOCESS 	 Oo, I 58-RO035

RATING CODES: S Satisfactory; U Unsatisfactory; M Marginal; IN = In Operation; OUT Out of Operation

CONDITION OR APPEARANCE	 RATING COMMENTS
Grounds	 S
Buildings	 S

- Potable Water Supply Protection 	 S	 _______________________
Safety Features	 S	 Metal Safety Chains Installed, Metal grating installed over valves

Bypasses	 -

Stormwater Overflows	 -
Alternate Power Source	 -	 S	 Generator, Run once/week and load tested once/quarter

Maintenance of Collection Systems	 S	 Ill reduction through smoke testing and installing manhole dishes

Pump Station	 In	 I pump in Main Lift station down for maintenance

Ventilation	 S
' Bar Screen	 In

Disposal of Screenings / Grit	 S	 Landfill

Grit Chamber	 In	 I Chamber online, I Chamber broken, plan to refurbish 2" chamber next year

Septage Receiving Station	 In	 Station in use by several haulers, must call ahead /2 hr. before arriving

Alum Feed System	 In	 Switched to sodium aluminate

Settling Tanks	 in
Scum Removal	 -
Sludge Removal

Effluent	 S

Digesters	 In	 4 aerobic, using belt press to gravity thicken sludge to 60%4% solids

Temperature and pH	 -

-	 Gas Production	 -

Heating Equipment 	 -
Sludge Pumps	 In	 4 Moyrio sludge pumps

Sludge Belt Filter Press	 In	 Ashbrook Belt Filter Press

Disposal of Sludge	 S	 Mapleview Farms - Land Applies Liquid

In-Vessel Compost Bins	 In	 Bins were filled, working on developing a rotation

Flow Meter and Recorder 	 In	 Influent Flow Meter

Records	 S	 Operators Log Book

Lab Controls	 S	 New pH meter and new Ammonia probe

Chemical Treatment	 In	 Sodium Aluminate

Nitrification Towers 	 In	 2 Filters online

Aeration Tanks	 In	 4 tanks, operating in plug flow mode

Intermediate Clarifiers	 In	 2 tanks online, low foam, low scum, 1 tank off line for maintenance

Filtrate Clarifier	 In	 Used when sludge press is operated
E	 Final Clarifiers	 In	 2 in operation

C -

Effluent	 S	 Clean, No Foam, No Odor

Disinfection System	 In	 (LIV)— System overhauled last winter, bulbs cleaned every 2 weeks

Effective Dosage	 -

Contact Time	 -

:	 Contact Tank	 -

EPA Form 7500-5 (4-72) Page 5
NWDO 3/93
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September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
September 2008
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October 2008
October 2008
October 2008
October 2008
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November 2008
November 2008
November 2008
November 2008
November 2008
November 2008
November 2008
November 2008
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00610
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00610
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00610
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61942
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Nitrogen, Ammonia (NH3
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pH, Minimum
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Phosphorus, Total (P)
Phosphorus, Total (P)
Phosphorus, Total (P)
pH, Minimum
Phosphorus, Total (P)
Phosphorus, Total (P)
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
Chronic Toxicity, Ceri

300 Cone 1.5
70 Cone 2.2
7D Qty 20
30D Cone 1.0
30D Cone to.
ID Cone 6.5
ID Cone 6.5
ID. Cone 6.5
ID Cone 6.5
70 Cone 2.2
1 D Conc 6.5
ID Conc 6.5
ID Cone 6.5
1D Cone 6.5
300 Cone 1.5
ID Cone 6.5
10 Cone 6.5
ID Cone 6.5
ID Conc 6.5
70 Cone 2.2
ID Cone 6.5
ID Cone 6.5
ID Cone 6.5
10. Cone 6.5
ID Conc 6.5
300. Cone 1.0.
ID Conc 6.5
ID Cone 6.5.
ID Cone 6.5
1 D Cone 6.5
10 Cone 6.5
10 Cone 6.5
10 Cone 6.5
70 Cone 1.5
ID Cone 6.5
30D Cone 1.0
70 Cone 1.5
30D Cone 1.0
70 Cone 1.5
ID Cone 6.5
70 Cone 1.5
7D Qty 13.6
300 Cone 1.5
70 Cone 2.2
300 Cone 1.0

3.22308
6.325
23.0203
1.5
4.7
6.1
6.4
6.4
6,3
3.26557
6.3
6.3
6.3
6.3
1.98692
6.
6.2
6.1
6.1
2.66667
6.3
6.2
6.3
6.3
6.3
1.0875
6.2
6.2
6.2
6.1
6.3
6.3
6.4
1.56
6.3
1.116
2.1
1.05
1.6
6.1
2.1
23.4798
2.04167
4.23333
5.6 r

9/1/2008
9/1/2008
9/1/2008
9/1/2008
9/1/2008
9/2/2008
9/3/2008
9/5/2008
9/7/2008
9/8/2008
9/8/2008
9/9/2008

9/10/2008
9/29/2008
10/1/2008
10/2/2008
10/5/2008
10/6/2008
10/7/2008
10/8/2008

10/12/2008
10/15/2008
10/24/2008
10/30/2008
10/31/2008
11/1/2008
11/1/2008
11/3/2008
11/4/2008
11/6/2008
11/8/2008

11/11/2008
11/13/2008
11/22/2008
11/29/2008

12/1/2008
12/22/2008

1/15/2009
3/7/2009
3/8/2009
3/8/2009
6/1/2009
6/1/2009
9/1/2009

.

n



2PD00037*JD October 2008	 001	 00610	 Nitrogen, Ammonia (NH3 3/Week	 3	 2	 10/22/2008
2PD00037*JD October 2008	 001	 80082	 CBOD.. 5 day	 3/Week	 3	 2	 1012212008
2PD00037*JD October 2008	 601	 00530	 Total Suspended Solids	 3/Week	 3	 2	 1012212008
2PD00037*JD October 2008	 601	 80082	 CBOD 5 day	 3/Week	 3	 2	 1012212008
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2PD00037*JD May 2009	 001	 31616	 Fecal Colifomi
2PD00037*JD June 2009	 001	 31616	 Fecal Cofiform
2PD00037*JD June 2009	 001	 31616	 Fecal Coliform
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AK	 5/6/2009
AK	 6/3/2009
AK	 6/22/2009


