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Mayor and Council
Village of Greenwich
P.O. Box 13645
Greenwich, Ohio 44837

Dear Mayor and Council:

On April 22, 2009, Ohio EPA representatives Andrew Gall and Dan Gill conducted a National
Pollutant Discharge Elimination System (NPDES) permit compliance inspection of the
wastewater treatment plant (WWTP) serving the Village of Greenwich. Mr. Mike King was
present and provided information on plant operations and maintenance. The inspection included
a tour of the facility and a review of the plant records and questions related to the
implementation of the Village's CSO Long Term Control Plan. An inspection letter
summarizing the Collection System inspection was sent under separate cover by Mr. Gill on May
15, 2009.

The Village operates a 0.20 MOD continuous discharge 3-cell lagoon system. During the visit,
there was a discharge to the southwest branch of the Vermilion River. The effluent was slightly
green in color and odorless. No samples were taken to verify compliance with permit limits.
Discharge monitoring reports have been submitted as required by your NPDES permit. Mr. King
indicated that he does the daily sampling as required by the permit and that the Village has a
contract with MASI Labs for the remainder of the parameters. A review of the discharge data
submitted since our last inspection indicates that there have not been any effluent limit
violations.

During the inspection it was determined that the Village is in violation of the outfall signage
requirements contained in Part II, Item L of the NPDES permit. The signs were required to have
been placed at each outfall (effluent & CSO) within 4 months of the effective date of the permit.
These signs should be installed as soon as possible.

Mr. King currently serves as the Village's Class I state certified WWTP operator. During the
inspection Mr. King indicated that he is considering retiring within the next year. The Village
needs to begin planning now for how the certified operator requirements contained in Part II,
Item A of the NPDES permit will be met once Mr. King retires.
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We will await your written response indicating what steps the Village will take to address the
above noted violations and concerns as well as the violations outlined in Mr. Gill's, May 15,
2009 letter. Please submit a copy of your response to this letter within 21 days of the date on this
letter to Mr. Gall's attention at: Ohio EPA, Northwest District Office, 347 N. Dunbridge Road,
Bowling Green, Ohio 43402.

Should you have any questions, comments, or concerns, please contact Mr. Gall at (419) 373-
3003 or via email at andrew.gall(lepa.state.oh.us

Yours truly,

Elizabeth A. Wick, P.E.
District Engineer
Division of Surface Water

fib

Enclosure

PC:	 Dan Gill, DSW-CO w/enclosure
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