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Re:	 Seneca County
Village of Republic
Community Water System
PWS ID # 7400812
STU ID # 7458092

December 18, 2007

Rodney Conger, Village Administrator
Village of Republic
219 Washington Street
P.O' Box 219
Republic, Ohio 44867

Dear Mr. Conger:
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Subject: Notice of Violation for Failure to Respond to a.Significañt Deficiency

This letter is notification that the Village of Republic-has. not compliedwith requirements issued
during this Agency's last survey performed on September 6, 2007, in violation of Ohio
Administrative Code, Rule 3745-81-60. The Village of Republic was notified in correspondence
dated October 4, 2007 of the requirement to respond in writing within 45 days, with a schedule
for corrective actions to address the following:

The Recommended Standards for Water Works," also known as "Ten States
Standards" (TSS) require design standards for gaseous chlorine equipment and
gaseous chlorine rooms. Many of the above standards are not met by the
existing gaseous .chlorine room and equipment used in the Village of Republic
gaseous chlorine room. In addition, the location of the gaseous chlorine room
does not meet the definition of a low population area due to the fact that it is
located in the middle of a public park.

Due to the threat to the safety of the Village employees and to the general public
who use the park, plan approval must be submitted meeting the requirements in
OAC Chapter 3745-91, only for the removal of the gaseous chlorine from the
system and replacing it with a different form of chlorine disinfection.

If the project will cost Jess than $5000.00, drawings completed by a professional
engineer will not be required. However, drawings documenting the current
system and 'a drawing documenting what will be installed must be submitted with
the plan submittal. Include details for the chlorine feed pump and back-up and
any associated feed lines and ëquipmént.

Printed on RecycJed Paper	 Ohio EPA is an Equal Opportunity Employer



.

	

.

Mr. Rodney Conger
December 18, 2007
Page Two

2. OAC Rule 3745-1-09(A) specifies that the owner and operator of a public water
system must maintain operation and maintenance records for the public water
system. The records must include at a minimum, "(a) Identification of the public
water system, sewerage system, or treatment works; (b) Date and times of arrival
and departure for the operator of record and any other operator required by this
chapter; (c) Specific operation and maintenance activities that affect or have the
potential to affect the quality or quantity of sewage or water conveyed, effluent or
water produced; (d) Results of tests performed and samples taken, unless
documented on a laboratory sheet; (e) Performance of preventative maintenance
and repairs or requests for repair of the equipment that affect or have the
potential to affect the quality or quantity of sewage or water conveyed, effluent or
water produced; and (f) Identification of the persons making entries.

Operation and maintenance records must be maintained by the Public Water
System. OAC Rule 3745-7-09(A) states that, 'Some formats in which the
records can be maintained include.., hard bound books with consecutive page
numbering, time cards, separate operation and maintenance records, or well
organized computer logs." Partial logs were already being maintained.
However, the logs must meet the above requirements.

3. OAC Rule 3745-81-24(C)(2) states that, each public water system required to
monitor for Total Trihalomethanes and Haloacetic Acids, Five (TTHMs and
HAA5) shall develop and implement a sample monitoring plan. The public water
system shall maintain the plan and make it available for inspection by the director
and the general public.. .The public water system shall modify the plan as
required by the director. The plan must include at least the specific locations and
schedules for collecting samples for TTHMs and HAA5. Failure to monitor
according to the monitoring plan is a monitoring violation.

Submit a copy of the facility Disinfectants I Disinfection Byproducts Sample
Monitoring Plan to Ohio EPA, along with the written response to this letter. A
template for the Plan was provided at the time of the survey.

4. OAC Rule 3745-9-05(T) states that, "A vent shall be provided on all well caps... A
well vent shall be self-draining, screened with a noncorroding mesh screen of
fifteen to thirty mesh, pointed downward at or above the top of the casing or
pitless unit. A vent shall terminate not less than twelve inches above ground
surface..."
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Two of the three wells have appropriate vents in the seals. Provide a vent on the
third well that meets the specifications in OAC Rule 3745-9-05(T).

5.	 OAC Rule 3745-83-01 (C)(1) states that, "noncommunity public water systems
serving a population of at least one thousand people and all community public
water systems shall maintain a minimum chlorine residual of at least two-tenths
milligram per liter free chlorine, or one milligram per liter combined chlorine
measured at representative points throughout the distribution system.

Chlorine monitoring is completed at the plant tap and in the distribution daily as
reported in the monthly reports. However, ensure that the chlorine residual
samples taken in the distribution system are taken at multiple locations that are
representative of the entire system.

The water system must respond in writing within 15 days from the date of this letter with
the required information. Failure to comply may result in further enforcement action.

If you have any questions, please contact me at 419-373-3101 or via Email at
ben. srnithe Pa. state. oh. us.

Sincerely,

Ben Smith
Environmental Specialist 2
Division of Drinking and Ground Waters
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PC:	 Darin Brown, Village Superintendent
Seneca County Health Department
DDAGW, CO, attn: Dave Evans
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