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Subject: Robinson Station - 2010 Compliance Reports incompleteness Written Warning
From: Bud Keim <bkeim©canton health. org >
Date: Wed, 06 Jul 201116:23:00 -0400
To: Judith Box <judith.box@dom.com >
CC: Sam S Mathew csam.s.rnathew@dom.com >, Terri Dzienis ctdzieniscanton health. org>

Judi,

Canton is issuing a written Warning as a followup to my remarks during the 06/16/2011 Full
Compliance Evaluation (FCE) Inspection. Canton has discovered that Robinson's 2010
Deviation Reports to be inconsistent and/or not complete on a quarter to quarter basis; and
thus, the Title V 2010 Annual Certification is not accurate in reporting 2010 deviation
compliance status. More attention is needed in the preparation of these Responsible Official
reports following Title V Permit and OAC rule 3745-77-07 requirements.

Please review, revise and resubmit the technically incomplete and missing
Excursion/Deviation Reports entries and dates of documented (or non-documented)
compliance status reports submitted to Canton LAA, including the missing data items in the
Robinson 2010 Annual Certification. (Refer to the Robinson 2009 Cert. for completeness.)
The 2010 Cent is not accurate and technically incomplete for the requirements of OAC rule
3745-77-07(C)(4) and (5), and neither were did the 2010 2ND & 3rd Quarter Deviation and
2010 2ND Half SA reports provide the updated status of any corrective actions and
compliance completion dates.

Please also note that the Title V Annual Compliance Certification (which would include
revisions) is recommended to be sent Certified Mail to the Administrator, Region S and via
Air Services to CCHD, APCD.

Let me know if there are any questions concerning these requested compliance reports
revisions.

Bud Keim
P & C Engineer
330-489-3385

On 6/14/201111:11 AM, Judith Box wrote:

Hi Bud, please find attached the TV certification that was submitted to the IJSEPA. I also
included the UPS tracking number and a separate file that shows delivery.

Thanks, Judi



Robinson Station -2010 compliance Reports Incompleteness Wr...

Judith Box, PE
Dominion Gas Environmental Services
330-664-2579

330-800-8476 (cell)

CONFIDENTIALITY NOTICE: This electronic message contains information which may be
legally confidential and/or privileged and does not in any case represent a firm ENERGY
COMMODITY bid or offer relating thereto which binds the sender without an additional
express written confirmation to that effect. The information is intended solely for the
individual or entity named above and access by anyone else is unauthorized. If you are
not the intended recipient, any disclosure, copying, distribution, or use of the contents
of this information is prohibited and may be unlawful. If you have received this
electronic transmission in error, please reply immediately to the sender that you have
received the message in error, and delete it. Thank you.



Notes from Robinson Station FCE Inspection on 06162011:

A. Requested information:
1. 2010 estimated total annual Z025 Fugitive VOCs & HAPs for entire facility," including

copy of Tables for components and calculations per TVPTO section A.2.a. (see also
comment B.1. below.)

2. An ITT is requested to conduct 40 CFR Part 60, Appendix A, compliance stack
emissions testing for TVPTO EU P006 Turbine #2, "Solar ..., in conjunction with
Renewal of Title V permit. This EU has not been tested. (comment B.2. below refers)

3. Certificate of Analysis (COA) sample dated 04/28/09 reported acceptable Total Sulfur at
2.3 ppm(wt) & 0.00023 weight %. (See B.3. below)

4. Robinson is to provide certification demonstration that they meet the definition of
"pipeline quality natural gas" as specified in section 40 CFR Part 60.331(u). (See 8.4.
below.)

5. Dominion letter dated 11/30/09 provided EOG Robinson Compressor Station Regulation
Applicability Determination for NSPS 40 CFR Part 60 Subpart GG and Subpart KKKK for
the P005 turbine based upon this EU not being modified or reconstructed since the initial
construction, nor after the provision dates of 02/18/05 and 10/03177.

B. Comments & additional requests:
1. Your Renewal TV Application is to be corrected for a new EU P825 to replace this

initial TV permitted Z025 EU and, to also include the Z024 IC Engine Bldg. transition
vents, total of four (4).
a. Robinson may propose an alternative to the current Z025 TVPTO A.2.a. T&Cs in

writing. If approved by OEPA, the updated EU P825 will be adjusted to the
alternative language proposed.

2. Canton has been informed that the P006 exhaust stack will need to be modified for
compliant sample ports in order to meet U.S. EPA Title S permit RM-1 testing
requirements.
a. Request that Robinson submit their compliance milestone plan/schedule to begin
installation of compliant RM-1 stack ports, exhaust stack modification completion
date, ITT submittal draft date, proposed test and report dates.

3. Robinson is requested to provide the COA for 2010 and 2011, similar to the 2009
COA.

4. TV PTI 15-01693, sections 1.d)(3) through (4) and d)(1) through (3) provide
alternatives for sulfur monitoring & reporting. Robinson may elect, as the permit
states, provide the demonstration in writing for Ohio EPA approval. If approved in
writing, the Renewal TVPTO may be updated with a Minor Mod, and the these T&Cs
may be modified or deleted, if not applicable.

5. P005 unit recently completed construction (or "reconstruction") with the addition of a
new SoLoNOx burner, followed by a reconstruction of its exhaust stack to meet
USEPA RM-1 requirements. Robinson is requested to provide documentation as to
why this would not be considered a "reconstruction" of P005 EU and subject to the
GG and KKKK NSPS Subparts.

6. 2010 Compliance Reports require revisions as reported in Canton Email of 07/06/11.

C. Title V review Notes
1. Any new Facility Profile and/or Renewal TV PTO P0106255, A0039190 Application

updates are requested for the issuance of Robinson Draft Permit. See the two Mike
Ahern "Answer Place" guidance documents dealing with (1) Responsible Official
guidance info & (2) AIR Services Facility Profile reminders.
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