
State of Ohio Environmental Protection Agency

Northeast District Office

2110 East Aurora Rd.

Twinsburg, Ohio 44087

January 28, 2010

TELE: (330) 963-1200 FAX: (330) 487-0769 	 Ted Strickland, Governor

www epa state oft us	 Lee Fisher, Lieutenant Governor

Chris Korleskt, Director

RE: GENEVA TRAILER PARK
PERMIT NO. 3PV00117
ASHTABULA COUNTY
GENEVA TOWNSHIP

CERTIFIED MAIL
Mr. Rudolf Herzog, Owner
Geneva Trailer Park
P.O. Box 887
Ashtabula, Oh 44005

Dear Mr. Herzog:

On December 29, 2009, an inspection of the above referenced facility's wastewater
treatment system was conducted. No one was present during the inspection. The
purpose of the inspection was to evaluate the operation and maintenance of the
treatment system along with the facility's compliance status with respect to the terms
and conditions of the above referenced National Pollutant Discharge Elimination System
(NPDES) permit.

During the inspection, the following items were noted:

1 The plant design of the wastewater treatment system is 12,500 gpd.
2 The blowers were running and the plant was receiving good aeration.
3 The contents of the aeration tank were medium brown in color and no foam

was present.
4 One surface sand filter bed was in operation. The bed was draining properly

and appeared to be well maintained.
5. The discharge point could not be observed due to a recent snow event.
6. The discharge line from the trash trap was broken and was pumping

untreated wastewater onto the ground and draining back into the trash trap.
See Figure 1. This problem needs to be corrected immediately.

7 The facility's NPDES permit expired on February 28, 2009. The permittee was
required to submit application forms 1, 2E, 2S, and an Antidegradation
addendum no later than 180 days prior to the expiration date. An application
fee of $200.00 dollars made payable to 'Treasurer of the State of Ohio" was
also required to be submitted. To date, this office has no record of receiving
this information. Previous correspondence from this office dated April 6, 2009
was also sent to you requesting submittal of these application forms and fee.
(Copy enclosed).

0 Ponted on rcycIed nape,	 Ohio EPA is an Equal Opportunity Employer
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This office has recently reviewed your self-monitoring reports covering the period June
1, 2007 through December 31, 2009 for the referenced facility. Our review indicates
violations of the terms and conditions of your NPDES permit. The specific instances of
non-compliance are as follows:

Limit Violations

Reporting	 Umit	 Reported	 Violation
Station Code	 Parameter	 Type	 Limit	 Value	 Date
001	 31616	 Fecal Coliform	 30D Cone	 1000	 6000.	 6/1/2007
001	 31616	 Fecal Coliform	 7D Cone	 2000	 6000.	 6/l/2007
001	 00300	 Dissolved Oxygen 	 1D cone	 6.0	 5,	 6/5/2007
001	 31616	 Fecal Coliform	 30D Conic	 1000	 1400.	 7/1/2007
001	 00300	 Dissolved Oxygen	 1 D Cone	 6.0	 5.5	 7/312007
001	 00300	 Dissolved Oxygen	 1D conc	 6.0	 5.4	 8/1/2007
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Cone	 1,0	 6.01	 9/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 1.5	 6.01	 9/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Qty	 0.04	 .22748	 9/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Qty	 0.06	 .22748	 9/1/2007
001	 31616	 Fecal Coliform	 30D Cone	 1000	 2500.	 9/1/2007
001	 31616	 Fecal Coliform	 7D Cone	 2000	 2500.	 9/1/2007
001	 00300	 Dissolved Oxygen 	 1 D cone	 6.0	 5.9	 9/4/2007
001	 00300	 Dissolved Oxygen 	 1D Cone	 6.0	 5.8	 10/2/2007
001	 00530	 Total Suspended Solids	 30D Cone	 12	 16.	 12/1/2007
001	 00530	 Total Suspended Solids	 30D Qty	 0.45	 .6056	 12/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Conc	 3.0	 7.82	 12/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 4.5	 7.82	 12/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Qty	 0.11	 .29599	 12/1/2007
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Qty	 0.17	 .29599	 12/112007
001	 00530	 Total Suspended Solids	 30D Qty	 0.45	 .4542	 2/1/2008
001	 50060	 Chlorine, Total Residu 	 ID Cone	 0.019	 .14	 5)13/2008
001	 00300	 Dissolved Oxygen	 ID Cone	 6.0	 5.5	 7/1/2008
001	 00530	 Total Suspended Solids	 30D Cone	 12	 44.	 8/1/2008
001	 00530	 Total Suspended Solids 	 7D Cone	 18	 44.	 8/1/2008
001	 00530	 Total Suspended Solids 	 30D Qty	 0.45	 1.6654	 8/1/2008
001	 00530	 Total Suspended Solids 	 7D Qty	 0.68	 1.6654	 8/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Cone	 1.0	 3.6	 8/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 1.5	 3.6	 8/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Qty	 0.04	 .13626	 8/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Qty	 0.06	 .13626	 8/112008
001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 4.1	 8/5/2008
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Cone	 1.0	 4.51	 9/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 1.5	 4.51	 9)1)2008
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Qty	 0.04	 .1707	 9/1/2008
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Reporting	 Limit	 Reported	 Violation
Station Code	 Parameter	 Type	 Limit	 Value	 Date
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Qty	 006	 1707	 9/1/2008
001	 00300	 Dissolved Oxygen	 1 D Conc	 6.0	 3.6	 9/2/2008
001	 31616	 Fecal Coliform	 30D Cone	 1000	 1200.	 10/1/2008
001	 00530	 Total Suspended Solids	 30D Conc	 12	 22.	 12/1/2008
001	 00530	 Total Suspended Solids	 7D Cone	 18	 22,	 12/1/2008
001	 00530	 Total Suspended Solids	 30D Qty	 0.45	 .8327	 12/1/2008
001	 00530	 Total Suspended Solids	 7D Qty	 0,68	 .8327	 12/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Cone	 10	 13.8	 12/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 4.5	 13.8	 12/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Qty	 0.11	 .52233	 1211/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Qty	 017	 .52233	 12/1/2008
001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 4.2	 12/1/2008
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Cone	 10	 25.5	 111/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 4.5	 25.5	 1/1/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Qty	 0.11	 .96518	 1/1/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Qty	 0,17	 .96518	 1/1/2009
001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 2,	 1/6/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Cone	 3.0	 21.1	 2/1/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 4.5	 211	 2/1/2009
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Qty	 0.11	 .79864	 2/1/2009
001	 00610	 Nitrogen, Ammonia (NI-13) 	 7D Qty	 0.17	 .79864	 2/1/2009
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Cone	 10	 15.6	 3/1/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 4.5	 15.6	 3/1/2009
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Qty	 0.11	 .59046	 3/1/2009
001	 00610	 Nitrogen, Ammonia (NH3)	 7D Qty	 0.17	 .59046	 3/1/2009
001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 2.3	 412/2009
001	 31616	 Fecal Coliform	 30D Cone	 1000	 75800.	 5/1/2009
001	 31616	 Fecal Coliform	 7D Cone	 2000	 75800,	 5/1/2009
001	 00300	 Dissolved Oxygen	 ID Cone	 6.0	 15	 5/6/2009
001	 31616	 Fecal Coliform	 30D Cone	 1000	 12000,	 6/1/2009
001	 31616	 Fecal Coliform	 7D Cone	 2000	 12000,	 6/8/2009
001	 00300	 Dissolved Oxygen	 ID Cone	 6.0	 5,	 6/10/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Cone	 1.0	 1.33	 7/1/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Qty	 0.04	 .05034	 7/1/2009
001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 21	 7/7/2009
001	 31616	 Fecal Coliform	 30D Cone	 1000	 1100.	 8/1/2009
001	 00300	 Dissolved Oxygen	 1 D Cone	 6.0	 5.5	 8/5/2009
001	 00610	 Nitrogen, Ammonia (NH3) 	 30D Conic	 3.0	 216	 11/112009
001	 00610	 Nitrogen, Ammonia (NH3) 	 7D Cone	 4.5	 23.6	 11/1/2009
001	 00610	 Nitrogen, Ammonia (NH3)	 30D Qty	 0.11	 .89326	 11/1/2009
001	 00610	 Nitrogen, Ammonia (NH3)	 7D Qty	 0.17	 .89326	 11/1/2009
001	 80082	 CBOD 5 day	 30D Cone	 10	 26.	 11/1/2009
001	 80082	 CBOD 5 day	 7D Cone	 15	 26.	 11/1/2009
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Reporting	 Limit	 Reported	 Violation
Station Code	 Parameter	 Type	 Limit	 Value	 Date
001	 80082	 CBOD 6 day	 30D Qty	 0.38	 .9841	 11/1/2009
001	 80082	 CBOD 6 day	 7D Qty	 0.57	 .9841	 1111/2009
001	 00300	 Dissolved Oxygen	 1D Conc	 6.0	 2.5	 11/4/2009

Frequency violations continue to occur monthly. The current permit should be
reviewed so that all parameters are reported at the proper frequency.

Please notify this office in writing within 14 days receipt of this letter your
intentions to resolve items 6 and 7. The letter shall include a completion date for
each item. A follow-up inspection will be conducted subsequent to the
completion date.

Please be advised that such instances of non-compliance may be cause for
enforcement actions pursuant to the Ohio Revised Code, Chapter 6111.

Should you have any comments or questions concerning this letter, please feel free to
call me at (330) 963-1143.

Respectfully,

Michael W. Stevens
Environmental Engineer
Division of Surface Water

MWS/mt
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