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November 8, 2010	 RE: DFC MOBILE HOME PARK
NPDES PERMIT NO, 3PV00081
LENOX TOWNSHIP, ASHTABULA COUNTY
COMPLIANCE EVALUATION INSPECTION

CERTIFIED MAIL
Ms. Lois Adkins, Owner
DFC Mobile Home Park
1600 Lennox New Lyme Road
Jefferson, OH 44047

Dear Ms. Adkins:

On November 3, 2010, a site inspection was conducted at the above referenced facility
at 1600 Lenox-New Lyme Road, Lenox Township, Ashtabula County. The inspection
was conducted by John Schmidt of this office, and Tim Adkins represented DEC Mobile
Home Park. We also met and discussed the inspection and compliance of the facility.
The purpose of the inspection was to evaluate the facility's compliance status with
respect to the terms and conditions of the facility's National Pollutant Discharge
Elimination System (NPDES) permit in conjunction with the renewal of said permit. The
last compliance inspection was conducted on September 9, 2009.

The collection system consists of a gravity system from the mobile home park. The
treatment system consists of a trash trap, 12,000 gallon equalization basin, 9,000 gallon
extended aeration plant with clarification, dosing tank, surface sand filtration, chlorine
disinfection, and dechlorination. Sludge management of sludge removal from the
aeration system and trash trap when needed to another POTW. The facility discharges
to an unnamed tributary of Mill Creek adjacent to the southwest side of the facility. No
backup power is provided to the facility, but the facility is provided with alarms.

Observations
Following are observations made during the inspection.

1. The design flow of the extended aeration plant is 9,000 gallons per day. The
plant operates continuously and was operating at the time of the inspection.

2. The plant is operated by Todd Sort on behalf of DEC MHP. DFC collects samples
and analyzes for water temperature and pH, and Lisa Eagel of Geauga County
Department of Water Resources performs remaining laboratory analyses. You
collect the data from both Mr. Bort and Ms. Fagel and electronically submit the
data to the electronic discharge monitoring report (eDMR) system on behalf of
your facility.
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3. The trash trap and excess sludge from the aeration system is removed annually
and hauled to another WWTP.

4. The overall condition of the treatment plant during this inspection was
satisfactory. The extended aeration plant blowers were cycled and found to be
operable.

5. The content of the aeration tank had a good color and mixing. Sludge returns
were a medium brown color with minimal foaming. The surface of the clarifier
was clear, and the skimmer appeared to be operating as designed. Effluent
channels were reasonably clean.

6. The dosing tank pumps were cycled and found in operable condition.

7. Rapid sand filters were clean and operable. New sand was in the process of
being installed at the time of the inspection. Mr. Adkins noted that in addition to
the sand, the underlying piping was repaired. While cycling the dosing pumps,
the effluent discharged to the sand filter during the inspection was noted as clear
and free of color and turbidity.

8. The chlorination and dechlorination tanks were not examined due to the
conclusion of the disinfection season. The post-disinfection aeration system was
also operating properly. It is noted that the disinfection season concluded on
October 31.

9. The final outfall was not observed due to a lack of flow.

NPDES Permit Com pliance Review
The DFC Mobile Home Park operates under NPDES permit 3PV00081*CD. A review of
the electronic discharge self-monitoring reports (eDMRs) received by Ohio EPA for the
period September 1, 2009 through November 1, 2010 indicates the following apparent
noncompliance of the terms and conditions of your NPDES permit.

Effluent Limit Violations
The following effluent limit violations were noted.
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Ohio EPA notes that written explanation for the September 25, 2009, July 1, 2010, and
August 1, 2010 events were provided in correspondence dated November 17, 2009 and
October 27, 2010, respectively. Ohio EPA notes that the remaining violations have
placed DFC MHP in significant noncompliance for nitrogen ammonia as noted in my
August 5, 2010 letter. A written explanation as to why remaining exceedence events
occurred must be provided, along with measures to ensure that they are not repeated.
During the inspection, you noted that some repair work was occurring to the collection
system that resulted in the plant being placed out of service as a possible explanation.
A written response to these events must be provided.

If you feel some of Ohio EPA's reporting records are in error, you may wish to reenter
this information through the eDMR system. eDMR support staff can assist you with any
questions you may have in making revisions to older reports. Emailing questions to
James. Robedsepa.state.oh.us is the quickest way to get a response if you have a
specific question with the eDMR program or how to make corrections to what is
reported in the eDMR program.

Reporting Violations
No reporting code violations were reported for the time period reviewed, however the
following reporting frequency violation was noted:

001	 01330	 Odor, Severity	 1/Day	 1	 0	 10/3012009

Ohio EPA notes that an explanation was provided to Ohio EPA in a letter dated
November 17, 2009, and no additional information is required at this time.

Compliance Schedule Violations
The following compliance schedule violations were noted:

11/29/06	 12/31/11	 7/2/07	 Completed	 11599	 Report	 Inflow and Infiltration Report
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Ohio EPA notes that you have been advised of this requirement in letters dated
December 1, 2008, October 13, 2009, August 5, 2010, and October 18, 2010. Please
provide a report on the study of excess infiltration and inflow into your collection system
along with a schedule to make improvements to minimize this condition.

Other Violations

Failure to Designate an Operator of Record - Pursuant to Part II, Item A of your NPDES
permit, the wastewater treatment works must be under the supervision of a Class I
State Certified Operator as required by OAC 3745-7-02. Although you indicated during
the inspection that Todd Bort is your operator of record and that Tim Adkins plans to
take the examination to become a Class A operator, no official designation has been
received by Ohio EPA Central Office. Your treatment plant must have an officially
designated operator of record. DFC MHP may enter into a contract for the technical
services of an appropriately certified operator to inspect, monitor, and supervise the
operation thereof provided that a renewable contract, describing the duties and
responsibilities of said certified operator, is submitted to and approved by Ohio EPA.
To-date, Ohio EPA has not received a contract with an appropriately certified operator.
The operator of record designation form may be found at

bflpI/epa ohio gov/portals/35/opcert/Operator of Record Notification Form .pdf. I have
attached a copy of the operator of record form to complete and return to Ohio EPA
Central Office.

Comments
Ohio EPA offers the following comments:

1. Retrieval of Older eDMR Data: During our site visit you indicated that you would
like to access electronically previous data submitted through the eDMR system.
Some past reports are retrievable through the eDMR system. To bring up older
reports you must utilize the search panel on the eDMR submission page. Ohio
EPA created the search panel due to user input as they did not like seeing all of
their past reports on the screen every time they logged in as it was confusing.
So, by default eDMR only shows the past two months reports automatically,
anything older you can access but you must first adjust the search criteria to pop
them up......you can click create new report, click the plus sign next to search
panel, change the begin date from 2010 to the desired year, leave all other
search fields blank, and hit go, all of the reports between that year and 2010 will
pop up and it will be there... eDMR has all of the reports back to October 2007
that DFC can access. If you need reports prior to October 2007, please contact
James Roberts at James. Robertsepa. state. oh. us and he can create them and
add them in your account.
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2. NPDES Permit Renewal Status: Ohio EPA reminds DFC MHP that its current
NPDES permit will expire on December 31, 2011; therefore its NPDES renewal
application is due to Ohio EPA no later than June 30, 2011

Based upon the inspection findings and the overall compliance record of the facility, the
DEC MHP remains in significant noncompliance with the terms and conditions of its
NPDES permit due to the suspended solids violations in July and August. Ohio EPA will
continue to monitor your eDMR data to see when you are no longer in significant
noncompliance.

Please inform this office, in writing, within 30 days of the date of this letter as to the
actions we discussed that have been or will be taken to correct the above
noncompliance or explanations if you believe the noncompliance issues noted are in
error. Your response to this letter should include the dates that the actions have been or
will be completed. Please be advised that past or present issues of noncompliance can
continue as subjects of future enforcement actions by Ohio EPA.

If you have any questions or comments regarding this notification, please feel free to
contact me at (330) 963-1175.

Respectively,

/ John M. Schmidt P.E., R.S.
/ Environmental Engineer

Division of Surface Water

JMS/mt

File: SP/Ashtabula/Lenox Twp./DFC Mobile Home Park


