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Northeast District Office

TELE: (330) 963-1200 FAX: (330) 487-0769
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Ted Strickland, Governor
Lee Fisher, Lieutenant Governor

Chris Korleski, Director
July 23, 2009

Mr. Daniel Inks, Administrative Manager
I & I Properties, Inc., Rustic Pines MHP
9 Corporation Center
Broadview Heights, OH 44147

Dear Mr. Inks:

RE: GEAUGA COUNTY
THOMPSON TOWNSHIP
RUSTIC PINES MHP
PRE-PERMIT RENEWAL INSPECTION

This letter is to convey my findings based on a physical inspection of the referenced wastewater
treatment and disposal system. I also reviewed the database for reported plant performance. I conducted
this physical inspection on July 22, 2009.

The aeration tank had a septic odor suggesting inadequate Oxygen levels. The sludge return lines from
the clarifier were flowing: the north return was running full and clear, and the south return was slow with
apparently septic sludge. The final settling tank was a dark color, and there was a great deal of
flocculated sludge rising to the surface, suggesting old septic sludge. I suggest that you take action to
obtain a device called a sludge judge to precisely measure sludge levels in the clarifier to aid in managing
the sludge hauling program. The plant shows signs of old sludge that may need to be wasted.

The slow sand filters had no weed growth, and they were raked level with no signs of a sludge deposit on
the surface or leaking. The tablet chlorinator is in need of improvements to achieve chlorine limits in the
receiving stream.

In addition to the physical inspection of the plant, I have reviewed the database for Discharge Monitoring
Reports submitted over the period June 1, 2008 to June 1, 2009 (enclosed). The database reveals that
discharges of chlorine, total suspended solids, nitrogen ammonia, and carbonaceous biological oxygen
demand at concentrations above permitted levels occur frequently; these violations are subject to
possible fines of up to $25,000 for each day.

The chlorine violations appear to have occurred only in 2008 suggesting a suitable change in
equipment/procedures before this year.

Should you have any questions or comments regarding this letter, please contact me directly at (330)
963-1260.

RØffully,

Dougla	 iestand
Envire'mentaI Engineer
Division of Surface Water

DH/mt

enclosure

cc:	 Dave Page, Geauga County Health Department

Printed or' recycled p acer	 Ohio EPA is an Equal Opportunity Employer
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