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May 3, 2011 RE: CHARM COUNTRYVIEW INN
OHIO EPA PERMIT 3PR0O0397
CLARK TOWNSHIP, HOLMES COUNTY
COMPLIANCE EVALUATION INSPECTION

Mr. Paul Miller, Owner
Charm Country View Inn
P.O. Box 100

Charm, OH 44617

Dear Mr. Miller:

On April 27, 2011, a site inspection was conducted at the above referenced facility at
3334 State Route 557, Clark Township, Holmes County. The inspection was conducted
by John Schmidt and John Kwolek of this office and Kraig Bucklew of the Holmes
County Health Department. Nobody represented Charm Country View Inn during the
inspection. The purpose of the inspection was to evaluate the facility's compliance
status with respect to the terms and conditions of the facility's National Pollutant
Discharge Elimination System (NPDES) permit. The last compliance inspections were
conducted on February 16, 2010 and April 13, 2010.

The system consists of a 750 gallon trash trap, 2,363 gallon flow equalization tank,
3,000 gpd extended aeration system with clarifier, 570 gallon lift station/dosing
chamber, surface sand filtration, chlorine disinfection, dechlorination, and post-
disinfection aeration. Sludge management consists of sludge removal from a 2,960
gallon aerated sludge holding tank when needed to another POTW. The facility
discharges to an unnamed tributary of the South fork of Sugar Creek north of the facility.
No backup power is provided to the facility and the facility is provided with alarms.

Observations
The following observations were made during the inspection.

1. The design flow of the extended aeration plant is 3,000 galions per day. The
extended aeration plant operates continuously, with the sand filter operating on a
float system in the dosing tank. The plant was not discharging at the time of the
inspection.

2. Dean’s Backflow Service is listed as the contract operator of record for this
facility.

3. Log books and the operation and maintenance manual are maintained at the site
and were available for inspection.
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4.

The overall condition of the treatment plant during this inspection was marginal
with the plant marginally maintained. Collected trash was containerized for
disposal at a solid waste landfill.

The aeration blowers were cycled and the north blower was found in operating
condition, but the south blower was found not in operating condition. This was
noted during the last inspection.

The content of the aeration tank had a dark brown color and good mixing.
Sludge returns were a light brown color with minimal foaming. The alarms were
tested and found in operating condition.

The surface of the clarifier had evidence of floating sludge on the surface of the
clarifier and siudge bulking indicating a need to waste sludge from the system.
Effluent channels and weirs could use some cleaning as noted in the May 2010
inspection. Weirs should be cleaned weekly to bi-weekly. The sludge return lines
were operating properly at the time of the inspection. The skimmer was operating
at the time of the inspection.

The dosing pumps discharge to the filters when enough water accumulates to
pump. The pumps were tested and found operable.

Surface sand filters were in marginal condition. The north filter was flooded and
not draining properly, and contained a significant accumulation of sludge. The
south filter was level and raked, but close observation found that sludge was
mixed in with the sand, requiring cleaning or replacement. From the condition of
the sand filters, the source of the plugged flow must be investigated and
repaired. It is likely that the sand in these filters must be replaced. The effluent
discharged to the sand filter during the inspection was turbid, indicating a clarifier
overloaded with sludge.

10.Given the amount of sludge in the clarifiers, Ohio EPA recommends that you

apply for a permit-to-install to provide an aerated sludge holding tank for storage
of excess sludge from the system.

11.Chiorination and dechlorination systems were examined and found stocked with

the appropriate chemicals. The tank contents were clear.

12.The final discharge to the unnamed tributary to the South fork of Sugar Run north

of the plant was observed as not discharging, suggesting that the sand filters are
plugged. Amish children were observed as playing in the ditch receiving the
discharge from this facility.
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13.Sludge was found dumped along the north fence to the wastewater treatment
facility, which is not acceptable. Any materials removed from the sand filters must
be placed into dumpsters for off-site disposal.

14. Samples are collected by Dean’s Backflow Service. Dean’s Backflow Service
personnel perform on-site analysis of pH and DO and perform observations of
flow, color, odor, and turbidity on days they are at the plant. Nobody collects
required daily observations of flow, color, odor, and turbidity on days when
Dean’s Backflow Service is not at the plant.

15.0hio EPA records reflect that Cosh Laboratories performs laboratory analysis of
collected samples.

16.Kevin Dean submits the data to Ohio EPA’s electronic discharge monitoring
report (e-DMR) system on behalf of Paul Miller through through Ohio EPA’s
Web-based application.

NPDES Permit Compliance Review

Paul Miiller operates the Charm Country View Inn wastewater plant under Permit
3PR00397*BD. A review of the electronic discharge self-monitoring reports (eDMRs)
received by Ohio EPA for the period April 1, 2010 through April 1, 2011 indicates
apparent noncompliance of the terms and conditions of your NPDES permit as identified
below:

Limit Violations
The following limit violations were noted for the reporting period reviewed:

Reporting ' Limit Reported Violation

Station Code __ Parameter - Type Limit Value Date

001 00530 Total Suspended Solids 30D Conc 12 22. 21112010
001 00530 Total Suspended Solids 30D Qty 0.14 17695 21112010
o1 00530 Total Suspended Solids 7D Conc 18 22. 2/8/2010
o001 50060 Chlorine, Total Residual 1D Conc 0.019 J 5/4/2010
001 50060 Chlorine, Total Residual 1D Ceonc 0.019 12 6/1/2010
001 50060 Chlorine, Total Residual 10 Cone 0.019 4 6/15/2010
001 50060 Chlorine, Total Residual 10 Conc 0.019 .07 716/2010
001 50060 Chlorine, Total Residual 1D Conc 0.019 i 7120/2010
0ot 00530 Total Suspended Solids 30D Conc 12 17. 10/1/2010
001 00530 Total Suspended Solids 30D Qty 0.14 15443 10/1/2010
001 31616 Fecal Coliform 30D Conc 1000 2900. 10/1/2010

001 31616 Fecal Coliform 7D Conc 2000 2900. 10/8/2010
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Ohio EPA notes that the chlorine residual violations placed Charm Country View Inn in
significant noncompliance, and Ohio EPA notified you of this on September 21, 2010. A
response to the chlorine violations was provided to Ohio EPA on October 12, 2010.
Remaining effluent limit violations must be explained in writing, along with measures to
ensure that it is not repeated.

Reporting Violations
The following reporting code violations were noted for the reporting period reviewed:

Reporting : o Limit " Reported Violation

Station  Code  Parameter L Type Limit — Value Date N
001 31616 Fecal Coliform AK 9/9/2010

The reporting code violation must be explained in writing, along with measures to
ensure that it is not repeated.

The following reporting frequency violations were noted for the reporting period
reviewed:

Reporting Sample Violation

Station Code Parameter Frequency Expected Reported Date

001 00083 Color, Severity 1/Day 1 G 04/02/2010
001 01330 Odor, Severity 1/Day 1 0 04/02/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/02/2010
001 00083 Color, Severity 1/Day 1 0 04/03/2010
001 01330 Cdor, Severity 1/Day 1 0 04/03/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/03/2010
001 00083 Color, Severity 1/Bay 1 0 04/04/2010
001 01330 Cdor, Severity 1/Day 1 0 04/04/2010
001 01350 Turbidity, Severity 1/Day 1 G 04/04/2010
001 00083 Color, Severity 1/Day 1 0 04/05/2010
001 01330 Odor, Severity 1/Day 1 0 04/05/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/05/2010
001 00083 Color, Severity 1/Day 1 0 04/07/2010
001 01330 Odor, Severity 1/Day 1 0 04/07/2010
001 01350 Turbidity, Severity i/Day 1 0 04/07/2010
001 00083 Color, Severity 1/Day 1 0] 04/09/2010
001 01330 Odor, Severity 1/Day 1 0 04/09/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/09/2010
001 00083 Color, Severity 1/Day 1 0 04/10/2010
001 01330 Odor, Severity 1/Day 1 0 04/10/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/10/2010
001 00083 Color, Severity 1/Day 1 0 04/11/2010
001 01330 Odor, Severity 1/Day 1 0 04/11/2010
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Station  Code Parameter Frequency Expected. - Reported Daie

001 1350 Turbidity, Severity 1/Day 1 0 04/11/2010
001 00083 Color, Severity 1/Day 1 0 04/12/2010
001 01330 Odor, Severity 1/Day 1 0 041122010
001 01350 Turbidity, Severity 1/Day 1 0 04/12/2010
001 00083 Color, Severity 1/Day 1 0 04/14/2010
001 01330 Odor, Severity 1/Day 1 0 04/14/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/14/2010
001 00083 Color, Severity 1/Day 1 0 04/16/2010
001 01330 Odor, Severity 1/Day 1 0 04/16/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/16/2010
001 00083 Color, Severity 1/Day 1 0 04/17/2010
001 01330 Odor, Severity 1/Day 1 0 04/17/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/17/2010
001 (0083 Color, Severity 1/Day 1 0 04/18/2010
001 01330 Odor, Severity 1/Day 1 0 04/18/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/18/2010
001 00083 Color, Severity 1/Day 1 0 04/19/2010
001 01330 Odor, Severity 1/Day 1 0 04/19/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/19/2010
001 00083 Color, Severity 1/Day 1 0 04/21/2010
001 01330 Odor, Severity 1/Day 1 o 04/21/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/21/2010
001 00083 Color, Severity 1/Day 1 C 04/23/2010
001 01330 Odor, Severity 1/Day 1 o 04/23/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/23/2010
001 00083 Color, Severity 1/Day 1 0 0412472010
001 01330 Odor, Severity 1/Day 1 o 04/24/2010
001 61350 Turbidity, Severity 1/Day 1 0 04/24/2010
o001 00083 Color, Severity 1/Day 1 0 04/25/2010
001 01330 Odor, Severity 1/Day 1 0 04/25/2010
GO1 01350 Turbidity, Severity 1/Day 1 0 04/25/2010
001 00083 Color, Severity 1/Day 1 0 04/26/2010
oo 01330 Odor, Severity 1/Day 1 0 04/26/2010
001 01350 Turbidity, Severity 1/Day 1 0 04/26/2010
001 00083 Color, Severity 1/Day 1 0 04/28/2010
001 01330 Odor, Severity 1/Day 1 0 04/28/2010
8]0y 01350 Turbidity, Severity 1/Bay 1 0 04/28/2010
001 00083 Color, Severity 1/Day 1 0 04/30/2010
001 01330 Odor, Severity 1/Day 1 0 04/30/2010
001 01380 Turbidity, Severity 1/Day 1 0 04/30/2010
001 00083 Color, Severity 1/Day 1 0 05/01/2010
001 01330 Odor, Severity 1/Day 1 0 05/01/201C
001 01350 Turbidity, Severity 1/Day 1 0 05/01/2010
001 00083 Color, Severity 1/Day 1 G 05/02/12010



Mr. Paul Miller

Charm Country View Inn

May 3, 2011
Page 6
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Station  Code Parameter Frequency - Expected. Reposted Date -
001 01330 Odor, Severity 1/Day 1 0 05/02/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/02/2010
001 00083 Color, Severity 1/Day 1 0] 05/03/2010
001 01330 Odor, Severity 1/Day 1 0 05/03/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/03712010
001 00083 Color, Severity 1/Day 1 0 05/05/2010
001 01330 Odor, Severity 1/Day 1 0 05/05/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/05/2010
001 60083 Color, Severity 1/Day 1 0 05/07/2010
001 01330 Odor, Severity 1/Day 1 0 05/07/2010
001 01350 Turbidity, Severity 1/Day 1 4] 05/Q07/2010
001 00083 Color, Severity 1/Day 1 0 05/08/2010
001 01330 Odor, Severity 1/Day 1 0 05/08/2010
001 01350 Turbidity, Severity 1/Day 1 ¢ 05/08/2010
001 00083 Color, Severity 1/Day 1 0 05/09/2010
001 01330 Odor, Severity 1/Day 1 0 05/09/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/09/2010
001 00083 Color, Severity 1/Day 1 0] 05/10/2010
001 01330 Odor, Severity 1/Day 1 0 05/10/2010
oo 01350 Turbidity, Severity 1/Day 1 0 05/10/2010
001 00083 Color, Severity 1/Day 1 0 05/12/2010
oo 01330 Odor, Severity 1/Day 1 0 05/12/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/12/2010
001 00083 Color, Severity 1/Day 1 0 05/14/2010
001 01330 Odor, Severity 1/Day 1 0 05/14/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/14/2010
001 00083 Color, Severity 1/Day 1 0 05/15/2010
001 01330 Odor, Severity 1/Day 1 0 05/15/2010
Co1 01350 Turbidity, Severity 1/Day 1 0 05/15/2010
001 00083 Color, Severity 1/Day 1 0 05/16/2010
001 01330 Odor, Severity 1/Day 1 0 05/16/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/186/2010
001 00083 Color, Severity 1/Day 1 0 05/17/2010
001 01330 Odor, Severity 1/Day 1 0 05/17/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/17/2010
o 00083 Color, Severity 1/Day 1 0 05/19/2010
001 01330 Qdor, Severity 1/Day 1 0 05/18/2010
co1 01350 Turbidity, Severity 1/Day 1 0 05/19/2010
001 00083 Color, Severity 1/Day 1 0] 05/21/2010
001 01330 Odor, Severity 1/Day 1 4] 05/21/2010
oo 01350 Turbidity, Severity 1/Day 1 0 05/21/2010
001 00083 Color, Severity 1/Day 1 0] 05/22/2010
001 01330 Odor, Severity 1/Day 1 G 05/22/2010
001 01350 Turbidity, Severity 1/Day 1 C 05/22/2010
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_Station . Code - Parameter - - Frequency Expected. Reported . Date. .
001 00083 Color, Severity 1/Day 1 0 05/23/2010
001 01330 Odor, Severity 1/Day 1 0 05/23/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/23/2010
001 00083 Color, Severity 1/Day 1 0 05/24/2010
001 01330 Odor, Severity 1/Day 1 0 05/24/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/24/2010
001 00083 Color, Severity 1/Day 1 0 05/26/2010
001 01330 Cdor, Severity 1/Day 1 0 05/26/2010
001 01350 Turbidity, Severity 1/Day 1 V] 05/26/2010
001 00083 Color, Severity 1/Day 1 0 05/28/2010
001 01330 Odor, Severity 1/Day 1 0 05/28/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/28/2010
001 00083 Color, Severity 1/Day 1 o 05/29/2010
001 01330 Odeor, Severity 1/Day 1 0 05/29/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/29/2010
o1 00083 Color, Severity 1/Day 1 0 05/30/201C
oe1 01330 Qdor, Severity 1/Day 1 0 05/30/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/30/2010
001 00083 Color, Severity 1/Day 1 0 05/31/2010
001 01330 Odor, Severity 1/Day 1 0 05/31/2010
001 01350 Turbidity, Severity 1/Day 1 0 05/31/2010
oo 00083 Color, Severity 1/Day 1 0 06/02/2010
001 01330 Odor, Severity 1/Day 1 0 06/02/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/02/2010
001 00083 Color, Severity 1/Day 1 0 06/04/2010
001 01330 Odor, Severity 1/Day 1 o 06/04/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/04/2010
001 00083 Color, Severity 1/Day 1 0 06/05/2010
001 01330 Odor, Severity 1/Day 1 0 06/05/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/05/2010
001 00083 Color, Severity 1/Day 1 0 06/06/2010
001 01330 Odor, Severity 1/Day 1 0 06/06/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/06/2010
001 00083 Color, Severity 1/Day 1 0 06/07/2010
001 01330 Odor, Severity 1/Day 1 0 06/07/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/07/2010
001 00083 Color, Severity 1/Day 1 0 06/09/2010
o1 01330 Odor, Severity 1/Day 1 0 08/09/2010
o0 01350 Turbidity, Severity 1/Day 1 0 06/09/201C
oo 00083 Color, Severity 1/Day 1 0 06/11/2010
001 01330 Odor, Severity 1/Day 1 0 08/11/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/11/2010
001 00083 Color, Severity 1/Day 1 0 06/12/2010
001 01330 OCdor, Severity 1/Day 1 0 06/12/2010
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S Reporting S  Sample _ ~Violation

_Station: . Code . - Parameter. - Frequency Expected Reported - Date
001 01350 Turbidity, Severity 1/Day 1 0 06/12/2010
001 00083 Color, Severity 1/Day 1 0 06/13/2010
001 01330 Odor, Severity 1/Day 1 0 06/13/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/13/2010
001 00083 Color, Severity 1/Day 1 0 06/14/2010
001 01330 Odor, Severity 1/Day 1 0 06/14/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/14/2010
001 00083 Color, Severity 1/Day 1 0 06/16/2010
001 01330 Odor, Severity 1/Day 1 0 06/16/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/16/2010
001 00083 Color, Severity 1/Day 1 0 06/18/2010
001 01330 Odor, Severity 1/Day 1 0 06/18/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/18/2010
001 00083 Color, Severity 1/Day 1 0 06/19/2010
001 01330 Odor, Severity 1/Day 1 0 06/19/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/19/2010
oo 00083 Color, Severity 1/Day 1 0 06/20/2010
0,03 01330 Odor, Severity 1/Day 1 0 06/20/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/20/2010
001 00083 Color, Severity 1/Day 1 0 06/21/2010
001 01330 Odor, Severity 1/Day 1 0 06/21/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/21/2010
001 00083 Color, Severity 1/Day 1 0 06/23/2010
001 01330 Odor, Severity 1/Day 1 0 06/23/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/23/2010
oo 00083 Color, Severity 1/Day 1 0 06/25/2010
001 01330 Odor, Severity 1/Day 1 0 06/25/2010
001 01350 Turhidity, Severity 1/Day 1 0 06/25/2010
001 00083 Color, Severity 1/Day 1 0 06/26/2010
001 01330 Odor, Severity 1/Day 1 0 06/26/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/26/2010
001 00083 Color, Severity 1/Day 1 0 06/27/2010
001 01330 Odor, Severity t/Day 1 0 06/27/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/27/2010
001 00083 Color, Severity 1/Day 1 0 06/28/2010
001 01330 Odor, Severity 1/Day 1 0 06/28/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/28/2010
001 00083 Color, Severity 1/Day 1 0 06/30/2010
001 01330 Odor, Severity 1/Day 1 0 08/30/2010
001 01350 Turbidity, Severity 1/Day 1 0 06/30/2010
001 00083 Color, Severity 1/Day 1 0 07/02/2010
o001 01330 Odor, Severity 1/Day 1 0 07/02/2010
o001 01350 Turbidity, Severity 1/Day 1 ¢ 07102/2010
oo 00083 Color, Severity 1/Day 1 0 07/03/2010
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e Reporting Sample Violation

;- Station - Code Parameter . Frequency Expected. . Reported . Date
0o1 01330 Odor, Severity 1/Day 1 0 07/03/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/03/2010
001 00083 Color, Severity 1/Day 1 0 07/04/2010
001 01330 Odor, Severity 1/Day 1 0 07/04/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/04/2010
001 00083 Color, Severity 1/Day 1 0 07/05/2010
oo 01330 Odor, Severity t/Day 1 0 C7/05/2010
0o 01350 Turbidity, Severity 1/Day 1 0 07/05/2010
001 00083 Color, Severity 1/Day 1 0 07/07/2010
001 01330 Odor, Severity 1/Day 1 0 C7/07/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/07/2010
001 00083 Color, Severity 1/Day 1 0 07/09/2010
001 01330 Odor, Severity 1/Day 1 0 07/9/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/09/2010
001 00083 Color, Severity 1/Day 1 0 07/10/2010
001 01330 Odor, Severity 1/Day 1 0 07/10/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/10/2010
001 00083 Color, Severity 1/Day 1 0 07/11/2010
oo 01330 Odor, Severity 1/Day 1 0 07/11/2010
001 01350 Turbidity, Severity 1/Day 1 0 a711/2010
001 00083 Color, Severity 1/Day 1 0 07/12/2010
001 01330 Odor, Severity 1/Day 1 0 071272010
001 01350 Turbidity, Severity 1/Day 1 0 07/12/2010
001 00083 Color, Severity 1/Day 1 0 07/14/2010
001 01330 Odor, Severity 1/Day 1 G 07/14/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/14/2010
001 00083 Color, Severity 1/Day 1 0 07/16/2010
001 01330 Odor, Severity 1/Day 1 ¢ 07/16/2010
001 01350 Turbidity, Severity 1/Day 1 0 07162010
001 00083 Color, Severity i/Day 1 0 07M17/2010
001 01330 Odor, Severity 1/Day 1 0 07/17/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/17/2010
001 00083 Cotlor, Severity 1/Day 1 0 07/18/2010
001 01330 Cdor, Severity 1/Day 1 0 07/18/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/18/2010
001 00083 Color, Severity 1/Day 1 0 071912010
001 01330 Odor, Severity 1/Day 1 0 07/19/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/15/2010
001 00083 Color, Severity 1/Day 1 0 07/21/2010
001 01330 Odor, Severity 1/Day 1 0 07/21/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/21/2010
001 00083 Color, Severity 1/Day 1 0 07/23/2010
001 01330 Odor, Severity 1/Day 1 0 07/23/2010
001 01350 Turbidity, Severity 1/Day 1 0 0712372010
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Station - Code. - Parameter. Frequency - Expected Reperted  Date -
o001 00083 Color, Severity 1/Day 1 0 07/2472010
001 01330 Odor, Severity 1/Day 1 0 07/24/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/24/2010
001 00083 Color, Severity 1/Day 1 0 07/25/2010
oo 01330 Odor, Severity 1/Day 1 0 07/25/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/25/2010
o 00083 Color, Severity 1/Day 1 0 07/26/2010
001 01330 Odor, Severity 1/Day 1 0 07/26/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/26/2010
001 00083 Color, Severity 1/Day 1 0 07/28/2010
001 01330 Odor, Severity 1/Day 1 0 07/28/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/28/2010
001 00083 Color, Severity 1/Day 1 0 07/30/2010
001 01330 Qdor, Severity 1/Bay 1 0 07/30/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/30/2010
001 00083 Color, Severity 1/Day 1 G 07/31/2010
001 01330 Odor, Severity 1/Day 1 0 07/31/2010
001 01350 Turbidity, Severity 1/Day 1 0 07/31/2010
001 00083 Color, Severity 1/Day 1 0 08/01/2010
001 01330 Odor, Severity 1/Day 1 0 08/01/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/01/2010
001 31648 E. coli 1/Month 1 0 08/01/201C
001 00083 Color, Severity t/Day 1 0 08/02/2010
001 01330 Odor, Severity 1/Day 1 0 08/02/2010
001 01350 Turbidity, Severity t/Day 1 0 08/02/2010
001 00083 Color, Severity 1/Day 1 0 08/04/2010
001 01330 Cdor, Severity 1/Day 1 0 08/04/2010
001 1350 Turbidity, Severity 1/Day 1 g 08/04/2010
001 00083 Color, Severity t/Day 1 0 08/06/2010
001 01330 Odor, Severity 1/Day 1 0 08/06/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/06/2010
001 00083 Color, Severity 1/Day 1 0 08/07/2010
001 01330 Odor, Severity 1/Day 1 0 08/07/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/07/2010
001 00083 Color, Severity 1/Day 1 0 08/08/2010
001 1330 QOdor, Severity 1/Day 1 0 08/08/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/08/2010
0013 00083 Color, Severity 1/Day 1 0 08/098/2010
001 01330 Odor, Severity 1/Day 1 0] 08/09/2010
001 01350 Turbidity, Severity 1/Day 1 ¢ 08/09/2010
001 00083 Color, Severity 1/Day 1 0 08/11/2010
0014 01330 Odor, Severity 1/Day 1 0 08/11/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/11/2010
001 00083 Color, Severity 1/Day 1 0 08/13/2010
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. Reporting . Sample . - Violation

. Station . _Code Parameter Frequancy Expected. . Reported - Date
001 01330 Odor, Severity 1/Day 1 0 08/13/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/13/2010
001 00083 Color, Severity 1/Day 1 0 08/14/2010
001 01330 Odor, Severity 1/Day 1 0 08/14/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/14/2010
001 00083 Color, Severity 1/Day 1 0 08/15/2010
001 01330 Odor, Severity 1/Day 1 0 08/15/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/15/2010
001 00083 Color, Severity 1/Day 1 0 08/16/2010
001 01330 Odor, Severity 1/Day 1 0 08/16/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/16/2010
001 00083 Color, Severity 1/Day 1 0 08/18/2010
001 01330 Odor, Severity 1/Day 1 0 08/18/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/18/2010
001 00083 Color, Severity 1/Day 1 0 08/20/2010
001 01330 Odor, Severity 1/Day 1 0 08/20/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/20/2010
001 00083 Color, Severity 1/Day 1 0 08/21/2010
001 01330 Odor, Severity 1/Day 1 0 08/21/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/21/2010
001 00083 Color, Severity 1/Day 1 0 08/22/2010
001 01330 Odor, Severity 1/Day 1 0 08/22/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/22/2010
001 00083 Color, Severity 1/Day 1 0 08/23/2010
001 01330 Odar, Severity 1/Day 1 0 08/23/2010
0 01350 Turbidity, Severity 1/Day 1 0 08/23/2010
001 00083 Color, Severity 1/Day 1 0 08/25/2010
001 01330 Odor, Severity 1/Day 1 0 08/25/2G10
001 01350 Turbidity, Severity 1/Day 1 0 0812572010
001 00083 Color, Severity 1/Day 1 0 08/27/2010
001 01330 Odor, Severity 1/Day 1 0 08/27/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/27/2010
001 00083 Color, Severity 1/Day 1 0 08/28/2010
001 01330 Cdor, Severity 1/Day 1 0 08/28/2010
oo 01350 Turbidity, Severity 1/Day 1 0 08/28/2010
001 00083 Color, Severity 1/Day 1 0 08/29/2010
001 01330 Odor, Severity 1/Day 1 0 08/29/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/25/2010
001 00083 Color, Severity 1/Day 1 0 08/30/2010
0ot 01330 Odor, Severity 1/Day 1 0 08/30/2010
001 01350 Turbidity, Severity 1/Day 1 0 08/30/2010
001 00083 Color, Severity 1/Day 1 0 09/01/2010
001 01330 Odor, Severity 1/Day 1 0 09/01/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/01/2010
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© " Reporting = Sample g s S Violation

* Station - Code . Parameter - Frequency. - Expected . Reported - Date .
001 00083 Color, Severity 1/Day 1 ¢ 09/03/2010
001 01330 Odor, Severity 1/Day 1 0 09/03/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/03/2010
oo1 00083 Color, Severity 1/Day 1 0 09/04/2010
001 01330 Odor, Severity 1/Day 1 0 09/04/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/04/2010
001 00083 Color, Severity 1/Day 1 0 09/05/2010
001 01330 Odor, Severity 1/Day 1 0 09/05/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/05/2010
001 00083 Color, Severity 1/Day 1 0 09/06/2010
001 01330 Odor, Severity 1/Day 1 0 09/06/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/06/2010
oo 00083 Color, Severity 1/Day 1 0 09/08/2010
001 (1330 Odor, Severity 1/Day 1 0 09/08/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/08/2010
001 00083 Color, Severity 1/Day 1 0 09/10/2010
001 01330 Odor, Severity 1/Day 1 0 08/10/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/10/2010
001 00083 Color, Severity 1/Day 1 0 09/11/2010
001 01330 Odaor, Severity 1/Day 1 0 09/11/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/11/2010
001 00083 Color, Severity 1/Day 1 0 09/12/2010
001 01330 Odor, Severity 1/Day 1 0 09/12/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/12/2010
001 00083 Caolor, Severity 1/Day 1 0 09/13/2010
001 01330 Odor, Severity 1/Day 1 0 09/13/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/13/2010
001 00083 Color, Severity 1/Day 1 0 09/15/2010
001 01330 Cdor, Severity 1/Day 1 0 09/15/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/15/2010
001 00083 Color, Severity 1/Day 1 0 09/17/2010
001 01330 Odor, Severity 1/Day 1 0 09/17/2010
001 061350 Turbidity, Severity 1/Day 1 0 09/17/2010
001 00083 Color, Severity 1/Day 1 0 009/19/2010
001 (1330 Odor, Severity 1/Day 1 0 09/19/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/19/2010
001 00083 Color, Severity 1/Day 1 0 09/20/2010
001 01330 Odor, Severity 1/Day 1 0 09/20/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/20/2010
001 00083 Color, Severity 1/Day 1 0 09/22/2010
001 01330 Qdor, Severity 1/Day 1 0 09/22/2010
001 01350 Turbidity, Severity 1/Day 1 0 098/22/2010
oo 00083 Color, Severity 1/Day 1 0 09/24/2010
001 01330 Odor, Severity 1/Day 1 0 09/24/2010
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Station - Code . . Parameter e Frequency - Expected  Reported Date... -
001 01350 Turbidity, Severity 1/Day 1 -0 09/24/2010
001 00083 Color, Severity 1/Day 1 0 09/25/2010
001 01330 Odor, Severity 1/Day 1 0 09/25/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/25/2010
001 00083 Color, Severity 1/Day 1 0 09/26/2010
001 01330 Odor, Severity 1/Day 1 0 09/26/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/26/2010
001 00083 Color, Severity 1/Day 1 0 09/27/2010
001 01330 Odor, Severity 1/Day 1 0 09/27/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/27/2010
001 00083 Color, Severity 1/Day 1 0 09/29/2010
001 01330 Odor, Severity 1/Day 1 0 09/29/2010
001 01350 Turbidity, Severity 1/Day 1 0 09/29/2010
001 00083 Color, Severity 1/Day 1 0 10/01/2010
001 01330 Odor, Severity 1/Day 1 0 10/01/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/01/2010
001 31648 E. coli 1/Month 1 0 10/01/2010
001 00083 Color, Severity 1/Day i 0 10/02/2010
001 01330 Odor, Severity 1/Day 1 0 10/02/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/02/2016
001 00083 Color, Severity 1/Day 1 0 10/03/2010
001 01330 Odor, Severity 1/Day 1 0 10/03/2010
oo 01350 Turbidity, Severity 1/Day 1 0 10/03/2010
001 0c083 Color, Severity 1/Day 1 0 10/04/2010
001 01330 Odor, Severity 1/Day 1 0 10/04/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/04/2010
001 00083 Color, Severity 1/Day 1 0 10/06/2010
001 01330 Odor, Severity 1/Day 1 0 10/06/2010
0G1 01350 Turbidity, Severity 1/Day 1 0 10/06/2010
001 00083 Color, Severity 1/Day 1 0 10/08/2010
001 01330 Odor, Severity . 1/Day 1 0 10/08/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/08/2010
001 00083 Color, Severity 1/Day 1 0 10/09/2010
001 01330 Odor, Severity 1/Day 1 0 10/09/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/09/2010
001 00083 . Color, Severity 1/Day 1 0 10/10/2010
001 01330 Odor, Severity 1/Day 1 0 10/10/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/10/2010
001 00083 Color, Severity 1/Day 1 0 10/11/2010
001 01330 Odor, Severity 1/Day 1 0 10/11/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/11/2010
001 00083 Color, Severity 1/Day 1 0 10M13/2010
001 01330 Odor, Severity 1/Day 1 0 101372010
0y 01350 Turbidity, Severity 1/Day 1 0 10/13/2010
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Station Code - Parameter . Frequency Expected Reported Date
001 00083 Color, Severity 1/Day 1 0 10/15/2010
001 01330 Odor, Severity 1/Day 1 0 10/15/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/15/2010
001 00083 Color, Severity 1/Day 1 0 10/16/2010
001 01330 Odor, Severity 1/Day 1 0 10/16/2010
001 01350 Turbidity, Severity 1/Day 1i 0 10/16/2010
001 00083 Color, Severity 1/Day 1 0 1011712010
001 01330 Odor, Severity 1/Day 1 0 10/17/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/17/2010
001 00083 Color, Severity 1/Day 1 0 10/18/2010
001 01330 Odor, Severity 1/Day 1 0 10/18/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/18/2010
001 00083 Color, Severity 1/Day 1 0 10/20/2010
001 01330 QOdor, Severity 1/Day 1 0 10/20/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/20/2010
001 00083 Color, Severity 1/Day 1 0 10/22/2010
001 01330 Odor, Severity 1/Day 1 0 10/22/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/22/2010
001 00083 Color, Severity 1/Day 1 0 10/23/2010
001 01330 Odor, Severity 1/Day 1 0 10/23/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/23/2010
oo 00083 Color, Severity 1/Day 1 0 10/2412010
001 01330 Odor, Severity 1/Day 1 0 10/24/2010
oo 01350 Turbidity, Severity 1/Day 1 0 10/24/2010
001 00083 Caolor, Severity 1/Day 1 0 10/25/2010
Q01 01330 Odor, Severity 1/Day 1 0 10/25/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/25/2010
001 00083 Color, Severity 1/Day 1 0 10/27/2010
001 01330 Odor, Severity 1/Day 1 0 10/27/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/27/2010
001 00083 Color, Severity 1/Day 1 0 10/2972010
001 01330 Qdor, Severity 1/Day 1 0 10/29/2010
001 01350 Turkidity, Severity 1/Day 1 0 10/29/2010
001 00083 Color, Severity 1/Day 1 0 10/30/2010
001 01330 Odor, Severity 1/Day 1 0 10/30/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/30/2010
001 00083 Color, Severity 1/Day 1 0 10/31/2010
001 01330 Odor, Severity 1/Day 1 0 10/31/2010
001 01350 Turbidity, Severity 1/Day 1 0 10/31/2010
001 00083 Color, Severity 1/Day 1 0 11/01/2010
001 01330 Odor, Severity 1/Day 1 0 11/01/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/01/2010
001 00083 Color, Severity 1/Day 1 0 11/03/2010
001 01330 Odor, Severity 1/Day 1 0 11/03/2010
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: Reporting - Sample Violgtion

- Station  Code - Parameter Frequency Expected Reported Date
001 01350 Turbidity, Severity 1/Day 1 0 11/03/2010
001 00083 Color, Severity 1/Day 1 0 11/05/2010
001 01330 Odor, Severity 1/Day 1 0 11/05/2010
0o 01350 Turbidity, Severity 1/Day 1 0 11/05/2010
001 00083 Color, Severity 1/Day 1 0 11/06/2010
001 01330 Odor, Severity 1/Day 1 0 11/06/2010
oo 01350 Turbidity, Severity 1/Day 1 0 11/06/2010
001 00083 Color, Severity 1/Day 1 0 114/07/2010
001 01330 Odor, Severity 1/Day 1 0 11/07/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/07/2010
001 00083 Color, Severity 1/Day 1 0 11/08/2010
001 01330 Odor, Severity 1/Day 1 0 11/08/2010
001 01350 Turbidity, Severity 1/Day 1 t] 11/08/2010
001 00083 Color, Severity 1/Day 1 0 11/10/2010
001 01330 Qdor, Severity 1/Day 1 0 11/10/2010
001 01350 Turbidity, Severity 1/Day 1 0 1110/2010
001 00083 Color, Severity 1/Day 1 0 11/12/2010
001 01330 Odor, Severity 1/Day 1 0 11/12/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/12/2010
001 00083 Color, Severity 1/Day 1 0} 11/13/2010
001 01330 Odor, Severity 1/Day 1 0 11/13/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/13/2010
001 00083 Color, Severity 1/Day 1 0 11/14/2010
001 01330 Odor, Severity 1/Day 1 0 11/14/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/14/2010
001 00083 Color, Severity 1/Day 1 0 11/15/2010
001 01330 Odor, Severity 1/Day 1 0 11/15/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/15/2010
001 00083 Color, Severity 1/Day 1 0 11417/2010
001 01330 Odor, Severity 1/Day 1 0 11M17/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/17/2010
001 00083 Color, Severity 1/Day 1 0 1119/2010
001 01330 Odor, Severity 1/Day 1 0 11/19/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/18/2010
001 00083 Color, Severity 1/Day 1 0 11/20/2010
001 01330 Odor, Severity 1/Day 1 0 11/20/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/20/2010
001 00083 Color, Severity 1/Day 1 0 11/21/2010
001 01330 Odor, Severity 1/Day 1 0 11/21/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/21/2010
001 00083 Color, Severity 1/Day 1 G 112312010
001 01330 Odor, Severity 1/Day 1 o 11/23/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/23/2010
001 00083 Color, Severity 1/Day 1 0 11/25/2010
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Station Code. . . - Parameter - - Freguency - Expected Reported Date
001 01330 Odor, Severity 1/Day 1 0 11/25/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/25/2010
001 00083 Color, Severity 1/Day 1 ¢ 11/26/2010
001 01330 Odor, Severity 1/Day 1 &) 11/26/2010
001 01350 Turbidity, Severity 1/Day 1 G 11/26/2010
001 00083 Color, Severity 1/Day 1 0 11/27/2010
001 01330 Odor, Severity 1/Day 1 G 11/27/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/27/2010
001 00083 Color, Severity 1/Day 1 0 11/28/2010
001 01330 Odor, Severity 1/Day 1 0 11/28/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/28/2010
001 00083 Color, Severity 1/Day 1 0 11/29/2010
001 01330 Odor, Severity 1/Day 1 0 11/29/2010
001 01350 Turbidity, Severity 1/Day 1 0 11/29/2010
001 00083 Color, Severity 1/Day 1 0 12/01/2010
001 01330 Odor, Severity 1/Day 1 0 12/01/2010
001 01350 Turbidily, Severity 1/Day 1 0 12/01/2010
001 00083 Color, Severity 1/Day 1 0 12/03/2010
001 01330 Odor, Severity 1/Day 1 0 12/03/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/03/2010
001 00083 Color, Severity 1/Day 1 0 12/04/2010
001 01330 Odor, Severity 1/Day 1 0 12/04/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/04/2010
001 00083 Calor, Severity 1/Day 1 0 12/05/2010
001 01330 Odor, Severity 1/Day 1 0 12/05/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/05/2010
o001 00083 Color, Severity 1/Day 1 0 12/06/2010
001 1330 Odor, Severity 1/Day 1 0 12/06/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/06/2010
001 00083 Color, Severity 1/Day 1 0 12/08/2010
001 01330 Odor, Severity 1/Day 1 0 12/08/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/08/2010
001 00083 Color, Severity 1/Day 1 0 12/10/2010
001 01330 Odor, Severity 1/Day 1 0 12/10/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/10/2010
001 00083 Color, Severity 1/Day 1 0 121172010
001 01330 Odor, Severity 1/Day 1 0 1211172010
001 01350 Turbidity, Severity 1/Day 1 0 12/11/2010
001 00083 Color, Severity 1/Day 1 0 12/12/2010
001 01330 Odor, Severity 1/Day 1 0 12/12/2010
001 01350 Turbidity, Severity 1/Day 1 ¢ 1211272010
001 00083 Color, Severity 1/Day 1 0 12/13/2010
001 01330 Odor, Severity 1/Day 1 G 12/13/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/13/2010
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Station  Code Parametsr Frequency Expected Reporied Date

oo1 00083 Color, Severity 1/Day 1 0 12/156/2010
001 01330 Odor, Severity 1/Day 1 o 12/15/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/15/2010
001 00083 Color, Severity 1/Day 1 0 12/17/2010
001 01330 Odor, Severity 1/Day 1 0 1211712010
001 01350 Turbidity, Severity 1/Day 1 0 1211712010
001 00083 Color, Severity 1/Day 1 0 12/18/2010
001 01330 Odor, Severity 1/Day 1 0 12/18/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/18/2010
001 00083 Color, Severity 1/Day 1 0 12/19/2010
001 01330 Odor, Severity 1/Day 1 0 121192010
001 01350 Turbidity, Severity 1/Day 1 0 121192010
001 00083 Color, Severity 1/Day 1 0 12/20/2010
001 01330 Odor, Severity 1/Day 1 0 12/20/2010
oo 01350 Turbidity, Severity 1/Day 1 0 12/20/2010
001 00083 Color, Severity 1/Day 1 0 12/22f2010
001 01330 Odor, Severity 1/Day 1 0 12/22/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/22/2010
001 00083 Color, Severity 1/Day 1 0 12/24/2010
001 01330 Odor, Severity 1/Day 1 0 12/24/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/24/2010
001 00083 Color, Severity 1/Day 1 0 12/25/2010
001 01330 Odor, Severity 1/Day 1 0 12/25/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/25/2010
001 00083 Color, Severity 1/Day 1 0 121262010
001 01330 Odor, Severity 1/Day 1 0 12i26/2010
001 01350 Turbidity, Severity t/Day 1 0 12/26/2010
001 00083 Color, Severity 1/Day 1 0 12/27/2010
001 01330 Odor, Severity 1/Day 1 0 1212772010
001 01350 Turbidity, Severity 1/Day 1 0 12/27/2010
001 0coa3 Color, Severity 1/Day 1 0 12/29/2010
001 01330 Cdor, Severity 1/Day 1 0] 1272972010
001 01350 Turbidity, Severity 1/Day 1 0 12/28/2010
001 {0083 Color, Séverity 1/Day 1 0 12/31/2010
001 01330 Qdor, Severity 1/Day 1 C 12/31/2010
001 01350 Turbidity, Severity 1/Day 1 0 12/31/2010
001 00083 Color, Severity 1/Day 1 0 01/01/2011
001 01330 Odor, Severity 1/Day 1 0 01/01/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/01/2011
001 00083 Color, Severity 1/Day 1 0 01/02/2011
001 01330 Odor, Severity 1/Day 1 0 01/02/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/02/2011
001 00083 Color, Severity 1/Day 1 0 01/03/2011
001 01330 Odor, Severity 1/Day 1 0 01/03/2011
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. Station . Code Parameter: Frequency Expected Reported Date  «
001 01350 Turbidity, Severity 1/Day 1 0 01/03/2011
001 00083 Color, Severity 1/Day 1 0 01/05/2011
001 01330 OCdor, Severity 1/Day 1 0 01/05/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/05/2011
001 00083 Color, Severity 1/Day 1 0 01/07/2011
001 01330 Odor, Severity 1/Day 1 0 01/07/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/07/2011
0o 00083 Color, Severity 1/Day 1 0 01/08/2011
001 01330 Odor, Severity 1/Day 1 0 01/08/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/08/2011
001 00083 Color, Severity 1/Day 1 0 01/09/2011
001 01330 Odor, Severity 1/Day 1 0 01/09/2011
001 01350 Turbidity, Severity 1/Day 1 0 G1/09/2011
001 00083 Color, Severity 1/Day 1 0 01/10/2011
001 01330 Odor, Severity 1/Day 1 0 01/10/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/10/2011
001 00083 Color, Severity 1/Day 1 0 01/12/2011
001 01330 Odor, Severity 1/Day 1 0 01/12/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/12/2011
001 00083 Color, Severity 1/Day 1 0 01/13/2011
001 G1330 Qdor, Severity 1/Day 1 0 01/13/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/13/2011
oo 00083 Color, Severity 1/Day 1 0 01/15/2011
001 01330 Odor, Severity 1/Day 1 0 01/15/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/15/2011
001 00083 Color, Severity 1/Day 1 0 01/168/2011
001 01330 Odor, Severity 1/Day 1 C 01/16/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/16/2011
oo 00083 Color, Severity 1/Day 1 0 01/17/2011
oo 01330 Odor, Severity 1/Day 1 0 01/17/2011
oo 01350 Turbidity, Severity 1/Day 1 0 01/17/2011
o 00083 Color, Severity 1/Day 1 0 01/19/2011
001 01330 Odor, Severity 1/Day 1 0 01/18/20114
001 01350 Turbidity, Severity 1/Day 1 0 01/19/2011
001 00083 Color, Severity 1/Day 1 0 0172172011
001 01330 Odor, Severity 1/Day 1 0 01/21/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/21/2011
001 00083 Color, Severity 1/Day 1 0 01/22/2011
001 01330 Odor, Severity 1/Day 1 0 01/22/2011
ot 01350 Turbidity, Severity 1/Day 1 0 01/22/2011
001 00083 Color, Severity 1/Day 1 0 01/23/2011
001 01330 Odor, Severity 1/Day 1 0 01/23/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/23/2011
001 00083 Color, Severity 1/Day 1 0 01/24/2011
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... Repotting - R ' Sample . Violation

[ Station . Code. - Parameter - S . Frequency Expected Reported Date =
001 01330 Odor, Severity 1/Day 1 0 01/24/2011
001 01350 Turbidity, Severity 1/Day 1 C 01/24/2011
001 00083 Color, Severity 1/Day 1 0 01/26/2011
001 01330 Odor, Severity 1/Day 1 0 01/26/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/26/2011
001 00083 Color, Severity 1/Day 1 o 01/28/2011
001 01330 Odor, Severity 1/Day 1 0 01/2872011
001 01350 Turbidity, Severity ‘ 1/Day 1 0 01/28/2011
001 00083 Color, Severity 1/Day 1 0 01/29/2011
001 01330 Qdor, Severity 1/Day 1 0 01/29/2011
001 01350 Turbidity, Severity 1/Day 1 0] 01/29/2011
001 00083 Color, Severity 1/Day 1 0 01/30/2011
001 01330 Odor, Severity 1/Day 1 0 01/30/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/30/2011
001 00083 Color, Severity 1/Day 1 0 01/31/2011
001 01330 Odor, Severity 1/Day 1 0 01/31/2011
001 01350 Turbidity, Severity 1/Day 1 0 01/31/2011
001 00083 Coloer, Severity 1/Day 1 0 02/02/2011
001 01330 QOdor, Severity 1/Day 1 0 02/02/2011
co1 01350 Turbidity, Severity 1/Day 1 0 02/02/2011
001 00083 Colar, Severity 1/Day 1 0 02/04/2011
001 01330 Odor, Severity 1/Day 1 0 02/04/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/04/2011
001 00083 Color, Severity 1/Day 1 0 02/05/2011
001 01330 Cdor, Severity 1/Day 1 0] 02/05/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/05/2011
001 00083 Color, Severity 1/Day 1 0 02/06/2011
001 01330 Odor, Severity 1/Day 1 0 02/06/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/06/2011
001 00083 Color, Severity 1/Day 1 0 02/0772011
oo 01330 Odor, Severity 1/Day 1 o 02/07/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/07/2011
001 00083 Color, Severity 1/Day 1 0 02/09/2011
oo1 01330 Odor, Severity 1/Day 1 0 02/09/2011
001 01350 Turbidity, Severity 1/Day 1 C 02/09/2011
o1 00083 Color, Severity 1/Day 1 0] 02/11/2011
001 01330 Odor, Severity 1/Day 1 0 02/11/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/11/2011
001 00083 Color, Severity 1/Day 1 0 02/12/2011
o 01330 Odor, Severity 1/Day 1 0 021212011
001 01350 Turbidity, Severity 1/Day 1 0 02/12/2011
001 00083 Color, Severity 1/Day 1 0 02/13/2011
001 01330 Qdor, Severity 1/Day 1 0 02/13/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/13/2011
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Reporting .. R Sample Violation .
Station  Code “Parameter- . - - Frequengy Expected Reported Date
001 00083 Color, Severity 1/Day 1 0 02/14/2011
0o 01330 Odor, Severity 1/Day 1 0 02/14/2011
001 01350 Turbidity, Severity 1/Day 1 0] 02/14/2011
001 00083 Color, Severity 1/Day 1 0 02/16/2011
001 01330 Odor, Severity 1/Day 1 0 02/16/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/16/2011
001 00083 Color, Severity 1/Day 1 0 02/18/2011
001 01330 Odor, Severity 1/Day 1 0 02/18/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/18/2011
001 00083 Color, Severity 1/Day 1 0 0271912011
001 01330 Odor, Severity 1/Day 1 0 02/19/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/19/2011
001 00083 Color, Severity 1/Day 1 0 02/20/2011
001 01330 Cdor, Severity 1/Day 1 0 02/20/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/20/2011
001 00083 Color, Severity 1/Day 1 0 02/21/2011
0o 01330 Odor, Severity 1/Day 1 C 02/21/2011
001 M350 Turbidity, Severity 1/Day 1 o 02/24/2011
Go1 00083 Color, Severity 1/Day 1 0 02/23/2011
001 01330 Odor, Severity 1/Day 1 0 02/23/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/23/2011
001 00083 Color, Severity 1/Day 1 0 02/25/2011
001 01330 Odor, Severity 1/Day 1 0 02/25/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/25/2011
001 00083 Color, Severity 1/Day 1 0 02/26/2011
001 01330 Odor, Severity 1/Day 1 0 02/26/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/26/2011
001 00083 Color, Severity 1/Day 1 0 02/27/2011
001 01330 Odor, Severity 1/Day 1 0 02/27/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/27/2011
001 00083 Color, Severity t/Day 1 0 02/28/2011
001 01330 Odor, Severity 1/Day 1 0 02/28/2011
001 01350 Turbidity, Severity 1/Day 1 0 02/28/2011
001 00083 Color, Severity 1/Day 1 0. 03/02/2011
001 01330 Odor, Severity 1/Day 1 0 03/02/2011
co1 01350 Turbidity, Severity 1/Day 1 0 03/02/2011
001 00083 Color, Severity 1/Day 1 0 03/04/2011
001 01330 Odor, Severity 1/Day 1 0 03/04/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/04/2011
om 00083 Color, Severity 1/Day 1 0 03/05/2011
001 01330 Odor, Severity 1/Day 1 0 03/05/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/05/2011
001 00083 Color, Severity 1/Day 1 0 03/06/2011
001 01330 Odor, Severity 1/Day 1 0 03/06/2011
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Reporting = Sample Violation

_Statlen.  Code FParameter. Frequency Expected Reported Date _
001 01350 Turbidity, Severity 1/Day 1 0 03/06/2011
001 00083 Color, Severity 1/Day 1 0 03/07/2011
001 01330 Odor, Severity 1/Day 1 0 03/07/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/07/2011
001 00083 Color, Severity 1/Day 1 0 03/09/2011
001 01330 Qdor, Severity 1/Day i 0 03/09/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/09/2011
001 00083 Color, Severity 1/Day 1 0 03/11/2011
001 01330 Odor, Severity 1/Day 1 0 03M11/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/11/20114
001 00083 Color, Severity 1/Day 1 0 03/12/2011
001 01330 Odor, Severity ~1/Day 1 0 0311272011
001 01350 Turbidity, Severity 1/Day 1 0 0371272011
oo 00083 Color, Severity 1/Day 1 0 03/13/2011
001 01330 Odor, Severity 1/Day 1 0 03/13/2011
oo 01350 Turbidity, Severity 1/Day 1 0 03/13/2011
001 00083 Color, Severity 1/Day 1 0 0311572011
00+t 330 Odar, Severity 1/Day 1 0 03M15/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/15/2011
001 00083 Color, Severity 1/Day 1 0 03116/2011
001 01330 Odor, Severity 1/Day 1 0 03/16/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/16/2011
0061 00083 Color, Severity 1/Day 1 G 03/18/2011
o0 01330 QOdor, Severity 1/Day 1 ¥ 03/18/2011
001 01350 Turbidity, Severity 1/Day 1 C 03/18/2011
001 00083 Color, Severity 1/Day 1 ¢ 03/19/2011
001 01330 Odor, Severity 1/Day 1 0 03/19/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/19/2011
001 00083 Color, Severity 1/Day 1 0 03/20/2011
001 01330 Cdor, Severity 1/Day 1 0 03/20/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/20/2011
001 00083 Color, Severity 1/Day 1 0 03/23/2011
001 01330 Odor, Severity 1/Day 1 0 03/23/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/23/2011
001 00083 Color, Severity 1/Day 1 0 03/25/2011
001 01330 Odor, Severity 1/Day 1 0 03/25/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/25/2011
001 00083 Color, Severity 1/Day 1 0 03/26/2011
001 01330 Odor, Severity 1/Day 1 0 03/26/2011
001 01350 Turbidity, Severity 1/Day 1 G 03/26/2011
001 00083 Color, Severity 1/Day 1 ¢ 0372712011
001 01330 Odor, Severity 1/Day 1 0 03/27/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/27/2011
001 00083 Color, Severity 1/Day 1 0 03/28/2011
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~ Reporting R Sample Violation
Station. Code - ... Parameter . - = Frequency Expscted Reported Date
001 01330 Odor, Severity 1/Day 1 0 03/28/2011
001 01350 Turbidity, Severity 1/Day 1 0 03/28/2011
001 {0083 Color, Severity 1/Day 1 0 03/30/2011
001 01330 Odor, Severity 1/Day 1 0 03/30/2011
001 01350 Turbidity, Severity 1/Day 1 0 037302011

Ohio EPA notes that failure to take required readings for color, odor, and turbidity was
noted during the February and May 2010 compliance inspections. These daily
readings must be taken as required by your NPDES permit. Please provide a
written explanation as to why these required readings have not been taken, along with
measures to ensure that they are not repeated. Failure to report in accordance with the
NPDES Permit constitutes violations of Ohio Revised Code (ORC) 6111.07. Monthiy
compliance reports must be completed per the frequencies identified in the NPDES
Permit.  Failure to report in accordance with the NPDES Permit is subject to
enforcement action by Ohio EPA.

If you feel some of Ohio EPA’s reporting records are in error, you may wish to reenter
this information through the eDMR system or mail your data to Ohio EPA DSW central
office and request that the data be entered on your behalf. Ohio EPA’s eDMR support
staff may also be available to assist you in this matter. Emailing questions to
James.Roberts@epa.state.oh.us is the quickest way to get a response if you have a
specific question with the eDMR program or how to make corrections to what is
reported in the eDMR program.

Compliance Schedule Violations
The following compliance schedule violations were noted for the reporting period
reviewed.

Permit Permit

Effective  Expiration Schedule Completion Event  Scheduie

Date Date Due Date Date Code Type Schedule Milestone
8/1/2010 713112015 17172011 895988  Other Status Report (E Coli)
8/1/2010 7/31/2015  5/1/2011 95989  Other Submit PTI (E Coli)
8/1/2010 7/31/2015  8/M1/2011 85999  Other Achieve Final Effluent Limits

According to Part IC of your permit, you were required to submit a status report on the
ability of your plant to meet the new E. Coli standards that you have been monitoring for
since August 2010. Based upon the data that has been collected, it appears that your
plant will require upgrades to meet the new E. Coli effluent requirements, and a permit-
to-install (PTI) for plant improvements was required by May 1, 2011. These bacteria
violations may be related to inadequate sludge handling facilities.
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Other NPDES Permit Violations

Ohio EPA notes that Part II, Item | of your NPDES permit requires you to submit a
report no later than January 31 summarizing the sewage sludge disposal, use,
storage, or treatment activities during the previous calendar year. Ohioc EPA’s files
reflect that Charm Corporation last provided a sludge report in 2008. Please submit the
report as prescribed by your NPDES permit.

Based on the above information, you are considered to be in noncompliance with the
terms and conditions of its NPDES permit for your Charm Country View inn facility. The
above items must be addressed.

Please inform this office, in writing, within 30 days of the date of this letter as to
the actions that have been or will be taken to correct the above noncompliance or
explanations if you believe the noncompliance issues noted are in error. Your
response to this letter should include the dates that the actions have been or will
be completed. Please be advised that past or present issues of noncompliance
can continue as subjects of future enforcement actions by Ohio EPA.

If you have any questions or comments regarding this inspection, please feel free to
contact me at (330) 963-1175.

Respectively,

John M. Schmidt P.E., R.S.

Environmental Engineer

Division of Surface Water

JMS/mt

att:  Operator of Record Notification Form, rev 02/2008

pc:  Kraig Bucklew, Holmes County Health Department
Kevin Dean, Dean’s Backflow Service w/encl

File: Semipublic/Holmes/Clark Twp/Charm Country View Inn (3PR00397)
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Flooded North Sand Filter

South Sand Filter with Sludge



