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December 30, 2009 RE: LAKE COUNTY
MADISON TOWNSHIP
YOGI'S PLACE
NPDES PERMIT NO. 3PR00201
APPLICATION NO. OH0126021

NOTICE OF VIOLATION

Mr. Jim Tylec
7924 North Ridge Road
Madison, OH 44057

Dear Mr. Tylec:

On December 7, 2009, this writer conducted a compliance evaluation inspection of the
wastewater treatment plant (WWTP) that serves the above referenced facility. The
purpose of the inspection was to evaluate the WWTP’s operation and maintenance
condition, and to evaluate the facility's compliance with National Pollutant Discharge
Elimination System (NPDES) permit effluent limits.

At the time of inspection, the plant was producing an effluent free of oil & grease, solids
or debris. The following observations were made:

1. The aeration tank content was brown. The skimmer return line was in operation.
The return sludge line was clear, returning little activated sludge to the aeration
tank.

2. The settling tank content was turbid. Some sludge was behind the baffle and
should be removed.

3. The west filter bed was not in use. The east filter bed was in use and had some
vegetation on its surface. Any sludge, vegetation and solids laden sand on the
surface of the bed must be removed. Assurances must be made that 18 inches
of Ohio EPA approved filter sand exists in the beds. Approved filter sand has an
effective size of 0.4 - 1.0 mm and a uniformity coefficient that does not exceed
3.0. The sand must be raked and evenly distributed across the surface area of
the filter beds.

A review of the Monthly Operating Reports covering August 2008 through November
2009 revealed the following effluent limitation violations:

Reporting Reported  Violation
Station  Code Parameter Limit Type  Limit Value - Date -
001 00400 pH 1D Conc 6.5 5.1 8/7/2008
001 00400 pH 1D Conc 65 5.5 8/14/2008
Q01 00400 pH 1D Conc 6.5 6.2 8/21/2008
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Reporting o . . Reported  Violation’
Station Code Parameter * Limit Type Eimit - Value Date . .
001 00400 pH 1B Conc 6.5 6.3 8/28/2008
001 00400 pH 1B Conc 6.5 6.1 9/2/2008
C0o1 00400 pH 1D Conc 6.5 6.2 9/9/2008
o 00610 Nitrogen, Ammonia (NH3) 30D Conc 1.0 2.38 10/1/2008
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 1.5 2.38 10/1/2008
001t 00400 pH 1D Conc 6.5 5.1 10/2/2008
001 00400 pH 1D Conc 6.5 49 10/9/2008
001 00400 pH 1D Conc 6.5 59 10/16/2008
001 00400 pH 1D Conc 6.5 6.4 10/23/2008
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 30 12.6 11/1/2008
001 00400 pH 10 Conc 6.5 6.1 11/4/2008
001 00400 pH 1D Congc 6.5 6.3 11/11/2008
001 00810 Nitrogen, Ammonia (NH3) 7D Conc 4.5 12.6 11/15/2008
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 3.0 371 1/1/2009
001 00610 Nitrogen, Ammenia (NH3) 30D Qty 0.02 .03735 1/1/2009
001 00400 pH 1D Conc 6.5 6.4 17172009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 4.5 371 1/22/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Qty 0.02 .03735 1/22/2009
001 00610 Nitrogen, Ammenia (NH3) 30D Conc 30 4298 2/1/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Qty 0.02 .04327 2/1/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Cone 45 42.98 2/15/2008
oo 00610 Nitregen, Ammonia (NH3) 7D Qty 0.02 .04327 2/15/2008
001 00530 Total Suspended Solids 30D Conc 12 25, 3/1/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 3.0 3542 3/1/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Qty 0.02 .03566 31172009
001 00530 Total Suspended Solids 7D Conc 18 25, 372212009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 4.5 35.42 3/22/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Qty 0.02 .03566 3/22/2009
001 00610 Nitrogen, Ammonia (NH3} 30D Conc 3.0 29.4 4/1/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 4.5 294 4/1/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Qty 0.02 .0296 4112009
001 00610 Nitrogen, Ammonia (NH3} 7D Qty 0.02 .0296 4/1/2009
001 80082 CBOD 5 day 30D Conc 10 45 4/1/2009
0ot 80082 CBOD 5 day 7D Conc 15 45, 4/1/2009
001 00610 Nitrogen, Ammonia (NH3} 30D Conc 1.0 25.06 5172009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 1.5 25.06 5/1/2009
001 00810 Nitrogen, Ammonia (NH3}) 30D Qty .01 .02523 5112009
001 00810 Nitrogen, Ammonia (NH3) 7D Qty 0.01 .02523 5/1/2009
001 00400 pH 1D Cong 6.5 6.1 5/5/2009
001 00400 pH 1D Conc 8.5 57 5/12/2009
001 00400 pH 1D Conc 6.5 59 5/19/2009
001 00400 pH 1D Conc 6.5 6.4 5/22/2009
001 00810 Nitrogen, Ammonia (NH3) 30D Conc 1.0 8.96 6/1/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 1.5 8.96 6/22/2009
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Reporting - _ Reported - Violation

Station Code Parameter . Limit Type ~ Limit Value Date -
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 1.0 11.62 71112009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 1.5 11.62 7/1/2009
o001 00610 Nitrogen, Ammonia (NH3} 30D Qty 0.01 0117 7/1/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Qty 0.01 0117 7/1/2009
001 00400 pH 1D Conc 6.5 6.4 71472009
001 00400 pH 1D Conc 6.5 6.2 7/21/2009
001 00400 pH 1D Conc 6.5 8. 7/28/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 1.0 3.92 8/1/2009
001 00400 pH 1D Conc 8.5 5.1 8/6/2009
001 00610 Nitrogen, Ammoenia (NH3) 7D Conc 1.5 3.92 8/8/2009
GO1 00400 pH 1D Conc 8.5 55 8/13/2009
001 00400 pH 1D Cong 6.5 5. 8/20/2009
001 00400 pH 1D Conc 6.5 58 8/27/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 1.0 8.26 9/1/2009
001 00400 pH 1D Conc 6.5 48 9/1/2009
001 00400 pH 1D Conc 8.5 5. 9/8/2009
001 00610 Nitrogen, Ammonia (NH3) 7D Conc 1.5 8.26 9/15/2009
001 00400 pH 1D Conc 6.5 4.5 9/15/2009
001 00400 pH 1D Conc 6.5 5.2 9/22/2008
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 1.0 12.04 10/1/2009
001 00810 Nitrogen, Ammonia (NH3) 30D Qty 0.01 01212 10/1/2009
001 00400 pH 1D Conc 6.5 4.7 10/6/2009
001 00400 pH 1D Conc 8.5 5. 10/13/2009
ool 00610 Nitrogen, Ammonia (NH3} 7D Conc 1.5 12.04 10/15/2009
001 00610 Nitrogen, Ammonia (NH3) 70 Qty 0.01 01212 10/15/2009
001 00400 pH 1D Conc 8.5 55 10/20/2009
001 00400 pH 1D Conc 6.5 52 10/27/2009
001 00610 Nitrogen, Ammonia (NH3) 30D Conc 3.0 2716 11/1/2009
001 00610 Nitrogen, Ammeonia {NH3) 30D Qty 0.02 02734 11/1/2009
001 00400 pH 1D Conc 6.5 4.7 11/3/2009
001 Q0400 pH 1D Cone 6.5 55 11/10/2009
Q01 00610 Nitrogen, Ammonia (NH3) 7D Conc 4.5 27.16 11/22/2009
001 00610 Nitrogen, Ammonia (NH3} 7D Qty 0.02 02734 11/22/2009

Be advised that failure to comply with the effluent limitations or to satisfy the monitoring
or reporting requirements of your NPDES permit may be cause for enforcement
pursuant to the Ohio Revised Code Chapter 6111.

Also, the existing NPDES permit for the tavern expired on September 30, 2008.
Pursuant to Ohio Administrative Code (OAC) 3745-33-03, an application for the renewal
of an NPDES permit must be submitted to this agency 180 days prior to the expiration
date of the existing NPDES permit. An NPDES permit application fee and an
Antidegradation Addendum must accompany the application. This office has yet to
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receive the application, addendum and fee. You are currently in violation of OAC 3745-
33-03. Please immediately submit to this office an NPDES permit application
(Forms 1,2E and 2S), an Antidegradation Addendum and the $200 NPDES permit
application fee (check made payable to Treasurer, State of Ohio). The required
forms are enclosed for your convenience.

Please inform this office, in writing, within ten days of receipt of this notification as to the
reasons for the above referenced violations, as well as a description of the actions
taken or proposed to prevent any further violations. Your response should include the
dates, either actual or proposed, for completion of the actions.

Should you have any questions regarding this letter, please contact the undersigned at
(330) 963-1183.

Sincerely,

Marie Underwood, P.E.
Environmental Engineer
Division of Surface Water

MU/mt



