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EnvironmentalOhio  Protection Agency

John R. Kasich, Governor
Mary Taylor, U. Governor
Scott). Nally, Director

March 7, 2011

Mr. Gary Spanner
5800 Griffiths Lane
Powell, OH 43065

Re: 4PY00006 I 0H0121355
Countryside MHP
Reconnaissance Inspection

Dear Mr. Spanner:

On February 22, 2011, a Reconnaissance Inspection was conducted for the
Countryside MHP wastewater treatment plant (WWTP). Present for the inspection were
Bob Gomez, the operator of record, Mike Sadler, an operator, Walter Burke, the
manager, and myself of the Ohio EPA, Central District Office, Division of Surface Water.
The purpose of the inspection was to evaluate compliance with the terms and conditions
of the National Pollutant Discharge Elimination System (NPDES) permit. There have
effluent violations and no response to the previous inspection report dated June
14, 2010. Therefore, this report also serves as a Notice of Violation of your
wastewater discharge permit for this facility.

Attached is the Reconnaissance Inspection Report. There are a few items which require
a written response. Please respond in writing within 30 days of the receipt of this
letter.

If you have any questions or comments concerning the enclosed inspection report,
please contact me at (614) 728-3846.

Sincerely,

Cole Miller
Environmental Specialist
Field Operations Unit
Division of Surface Water
Central District Office

CM/nscn Countryside Recon 2-22-11

Central District Office
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NPDES Compliance Inspection Report
SECTION A: NATIONAL DATASYSTEM CODING

	

Permit #	 NPDES#	 Month/DaylYear 	 Inspection Type	 Inspector	 Facility Type

	

4PY00006	 0H0121355	 2122/11	 R	 M

SECTION B: FACILITY DATA	 -
Name and Location of Facility Inspected	 Entry Time	 Permit Effective Date

Mr. Gary Spanner dba Countryside MHP WWTP 	 10:30 AM	 9/1/07
P.O Box 42	 Exit Time	 Permit Expiration Date
Amlin, Ohio 43002	 11:00 AM	 8131/12
Name(s) and Title(s) of On-Site Representatives 	 Phone Number(s)
Bob Gomez, Operator of Record	 (513) 755-8050
Walter Burke, MHP Manager 	 (614) 209-6308
Mike Sadler, Operator
Name and Title of Responsible Official	 Phone Number
Gary Spanner, Owner 	 (614) 764-2222
5800 Griffiths Lane
Powel, Ohio 43065

SECTION C: AREAS EVALUATED DURING INSPECTION

Key: S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated
S Permit
S Records/Reports
M* Operations & Maintenance Two of the three sand filters were ponded. The flows from the splitter box

were different.
S j Facility Site Review
M Collection System	 The peak flow rate in 2010 was twice the designed flow rate.
S Flow Measurement
N Laboratory
S Effluent/ Receiving Waters
S Sludge Storage/Disposal
N Pretreatment
N Compliance Schedule
S Self-Monitoring Program

-	 Signatures

'	 37W (L LL
Cole Miller, Inspector	 Date	 Erin Sherer, Reviewer 	 Date
Compliance & Enforcement 	 Compliance & Enforcement Supervisor
Division of Surface Water	 Division of Surface Water
Central District Office	 Central District Office



Summary of Findings and Comments
Countryside MHP

General
The sewage treatment plant serving the Countryside MHP consists of a trash trap, flow
equalization, two parallel 9000 GPD treatment trains which include two 4500 gallon
aeration tanks and a dual hoppered clarifier. From the clarifiers, wastewater flows to a
dosing tank where it is pumped to one of three sand filter beds. Effluent from the sand
filters will flow through ultraviolet disinfection before discharging into a storm sewer
which leads to Hayden Run. A sludge holding tank is provided for wasting and
improving plant functions.

1. At the time of the inspection, the following general observations were made with
the operation and maintenance of the plant:

a. Two of the sand bed filters were ponded. The third sand filter will be
placed into service once it is dried and raked. New sand will be added to
the beds soon. Please inform this office when the sand filters are
operational.

b. The splitter box to the aerators produced different flows. This should be
fixed to provide similar treatment to each treatment train. Please inform
this office when the flows from the splitter box are the same.

c. Dissolved oxygen and pH are tested on-site.

2. The attached table contains a list of NPDES permit violations for the time period
between May 2010 and February 2011. The second table summarizes flow
between January 2010, and February 1, 2011. The peak flow was over twice the
design rate. The facility will likely benefit from inflow and infiltration work.

The most recent Reconnaissance Inspection was done by Jan Rice on May 25,
2010. In his June 14, 2010, report, an update regarding progress with evaluating
the collection system in order to locate and remove inflow and infiltration sources
was requested. To date, this office has not received a response. Please
respond, in writing, what progress has been made towards eliminating
inflow and infiltration.

3. The effluent from the ultra violet tank looked clear. The outfall was not
investigated.	 .-..



Countryside Effluent Violations Since May 2010

	

Limit	 Reported	 Violation
Reporting Period	 Parameter	 Type	 Limit	 Value	 Date

May 2010	 Dissolved Oxygen	 ID Conc 6.0	 4.9	 5/18/2010

June 2010	 Dissolved Oxygen	 1D Cor'ic	 6.0	 3.6	 6/8/2010

June 2010	 Dissolved Oxygen	 1D Conc 6.0	 4.9	 6/15/2010

30D
December 2010	 Nitrogen, Ammonia (NH3 Conc 	 3.0	 3.5	 12/1/2010

Countryside Flows since Jan. 1, 2010

	

Flow (mgd)	 Date

Highest flow	 0.041	 12/1/2010
Second highest flow	 0.034	 6/312010

Average	 0.011 ___________


