
OItEfl
State of Ohio Environmental Protection Agency

District Office

347 North Dunbridge Rd. 	 TELE:(41e)352.8461 FAX (419)352-6468	 Ted Strickland, Governor

Bowling Green, OH 43402-9398	
obo,9ov	 Lee Fisher, Lieutenant Governor

Chris Korleski, Director

Re: Wood County
Country Manor Estates
NPDES Permit

June 29, 2010

Mr. Jerry Greiner, Executive Director
Northwestern Water and Sewer District
12560 Middleton Pike
Bowling Green, Ohio 43402

Dear Mr. Greiner:

On June 18, 2010, I conducted an inspection of the wastewater treatment plant (WWTP) that
serves the Country Manor Estates Subdivision. Mr. Simon Gundy and Mr. Bill Wachter were
present at the inspection.

Country Manor Estates is a 20,000 gallon per day package treatment plant with ultraviolet
disinfection that services approximately 50 homes in the Country Manor subdivision. This
WWTP discharges to the Hull Prairie Road ditch. At the time of the inspection, all treatment
components were in operation. The aeration tanks had good roll and color. The effluent from
the clarifier was clear. Flow is determined by a flow time lapse meter on the pump station. The
UV disinfection was in operation.

A review of the monthly operating reports submitted for this WWTP covering the months of
December 2008, through May 2010, shows that this facility continues to have trouble maintaining
compliance with the effluent limitations listed in the National Pollutant Discharge Elimination
System permit. Please inform this office, in writing, within 10 days of the receipt of this letter, as
to the description of the actions taken or proposed to prevent further violation. Your response
should include the dates, either actual or proposed, for completion of the actions. If these
violations continue to occur, it may be necessary to initiate enforcement action to achieve
compliance. The specific instances of noncompliance are enclosed.

If you have any questions, please contact me at 419-373-3016 or by e-mail at
Patricia. tebbeepa. state. Ch. us

ricia A. Tebbe, P.E.
Division of Surface Water

Ill r
Enclosures

PC: Dan Wickard, NWWSD, with enc
Simon Gundy, NWWSD, with enc
Bill Wachter, NWWSD, with enc
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Ohio EPA, Northwest District Office

NPDES COMPLIANCE INSPECTION REPORT

Section A: National Data System Coding

Permit#	 NPDES	 Yr/Mo/Day	 Inspection Type	 Inspector	 FacType

2PG00096	 01-10079227	 10/06/18	 C	 S

Section B: Facility Data

Country Manor Estates WWTP
	

June 1, 200
Hull Prairie Road
Bowling Green, OH
	

Exit Time	 Permit Expirati'

May 31, 2012

vnone NumDer(s}

Simon Gundy, NWWSD
Bill Wachter, NWWSD
	

419-354-9090

Name, Address and Tide of Responsible Official 	 Phone Number

Jerry Greiner, Executive Director

	

12560 Middleton Pike
	

419-354-9090
P0 Box 348
Bowling Green, OH 43402

Section C: Areas Evaluated During Inspection
IS = Satisfactory, M = Marginal. U = Unsatisfactory, N = Not Evaluated)

S Permit	 M Flow Measurement	 N Pretreatment
IT- Records/Reports	 N Laboratory	 N Compliance Schedules
_ Operations & Maintenance	 ..a.... Effluent/Receiving Waters	 S Self-Monitoring Program

S Facility Site Review	 ..ft... Sludge Storage/Disposal 	 - Other
N Collection System

	

Section D:
	

it

Flow Measurement by time lapse meter on pump

A. Wick, P.EReviewer 	 Date
6 A0	 Ohio EPA, Northwest District Office



Country Manor Estates	 Form Approved

F. GAE - VISUAL OBSERVATION - UNIT•OCESS 	 ONM 158-R0035

RATING CODES: S = Satisfactory; U = Unsatisfactory; M = Marginal; IN In Operation; OUT = Out of Operation

CONDITION OR APPEARANCE	 RATING COMMENTS
Grounds	 S
Buildings	 S
Potable Water Supply Protection 	 _______________
Safety Features	 S	 Locked building

Bypasses

Storrnwater Overflows

Alternate Power Source	 S

Maintenance of Collection Systems

Pump Station	 In	 telemetered

Ventilation

Bar Screen
Disposal of Screenings

Comminutor

Grit Chamber

Disposal of Grit

Trash Trap	 In	 Pumped 2 to 3 times per year

Settling Tanks

Scum Removal

Sludge Removal

.g Effluent
I..

Digesters

Temperature and pH

Gas Production
Heating Equipment

a	 Sludge Pumps
Drying Beds

Vacuum Filter
Disposal of Sludge	 S	 Hauled to HG, removed from clarifier

Flow Meter and Recorder 	 M	 Time lapse meter on pump station

Records

,	 Lab Controls

C	 Chemical Treatment

t	 Aeration	 In	 Good color and roll

Clarifiers	 In

t '	 Skimmer	 In	 Used with operator is present

Et	 Sludge Returns	 In	 Two returns, good return

U

Effluent	 S	 Aerated in final weir, discharge to Hull Franc Ditch

Disinfection System 	 UV

Effective Dosage

t	 Contact Time

.!	 Contact Tank
Dechlorination



30 Days Cone
1 Days Cone

30 Days Cone

7 Days Cone
30 Days Cone
30 Days Qty

	

12 mg/I	 15mg/I

	

6.5 su	 6.4 su

	

12 mg/I	 16.5 mg/I

	

18 mg/I	 38.5 mg/I

	

12 mg/I	 38.5 mg/I
0.91 kg/day	 1.31 kg/day

1 Days Cone	 6.5 su	 6.1 su

.	 .

date

December 2008
week 1
month
month
week 1

July 2009
07/15109

August 2009
month

08/04/09
08/04/09
08/25/09
08/25/09

October 2009
month

10/27/09

November 20009
month

December 2009
week 1
month
month

January 2010
01/12/10

February 2010
month

week 1
month

week 1

March 2010
week 1
month
month
week 1

Country Manor Estates
December 1, 2008 through May 31, 2010

NPDES Violations

station viotype parameter	 Imt type
	 limit	 rpt value

001	 Limit	 Ammonia	 7 Days Cone	 6.0 mg/I	 22.4 mg/I
001	 Limit	 Ammonia	 30 Days Cone	 4.0 mg/I	 22.4 mg/I
001	 Limit	 Ammonia	 30 Days Qty	 0.3 kg/day	 0.9 kg/day
001	 Limit	 Ammonia	 7 Days Qty	 0.45 kg/day	 .93 kg/day

001	 Limit	 Dissolved Oxygen	 1 Days Cone	 6.0 mg/I	 5.5 mg/I

001	 Limit	 Ammonia	 30 Days Cone	 1.5 mg/I	 2 mg/I
001	 Limit	 pH	 1 Days Cone	 6.5 su	 8.3 su
001	 Limit	 Dissolved Oxygen	 1 Days Cone	 6.0 mg/I	 5.3 mg/I
001	 Limit	 Dissolved Oxygen	 1 Days Cone	 6.0 mg/I	 5.8 mg/I
001	 Limit	 pH	 1 Days Cone	 6.5 su	 6.3 su

001	 Limit	 Suspended Solids
001	 Limit	 pH

001	 Limit	 Suspended Solids

001	 Limit	 Suspended Solids
001	 Limit	 Suspended Solids
001	 Limit	 Suspended Solids

001	 Limit	 pH

001	 Limit	 Suspended Solids 	 30 Days Cone	 12 mg/I	 38 mg/I
001	 Limit	 Suspended Solids 	 7 Days Cone	 18 mg/I	 38mg/I
001	 Limit	 Suspended Solids 	 30 Days Qty 	 0.91 kg/day	 1.44 kg/day
001	 Limit	 Suspended Solids 	 7 Days Qty	 1.36 kg/day	 1.44 kg/day

001	 Limit	 Suspended Solids 	 7 Days Cone	 18 mg/I	 25 mg/I
001	 Limit	 Suspended Solids 	 30 Days Cone	 12 mg/I	 25 mg/I
001	 Limit	 Suspended Solids 	 30 Days Oty	 0.91 kg/day	 2.46 kg/day
001	 Limit	 Suspended Solids 	 7 Days Qty	 1.36 kg/day	 2.46 kg/day



Suspended Solids
Suspended Solids
Suspended Solids
Suspended Solids
CBOD 5day
CBOD 5day

30 Days Conc
7 Days Conc
30 Days Qty
7 Days Qty
30 Days Conc
30 Days Oty

001
	

Limit
001
	

Limit
001
	

Limit
001
	

Limit
001
	

Limit
001
	

Limit

May 2010
month
week 1
month
week 1
month
month

12 mg/I

12 mg/I
18 mg/I

0.91 kg/day
1.36 kg/day
10 mg/I

0.76 kg/day

14mg/I

20.5 mg/I
20.5 mg/I

1.47 kg/day
1.47 kg/day

10.8 mg/I
0.78 kg/day

fl

Country Manor Estates
December 1, 2008 through May 31, 2010

NPDES Violations

April 2010
month	 001	 Limit	 Suspended Solids	 30 Days Conc


