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RE: STARK COUNTY
LAWRENCE TOWNSHIP
FORTY CORNERS MHP
NPDES #3PV00097

NOTICE OF VIOLATION

CERTIFIED MAIL
Mr. David Cook
Owner, Forty Corners MHP
1826 South Main Street
Akron, OH 44301

Dear Mr. Cook:

On March 30, 2011 a compliance evaluation inspection (CEI) was conducted by this writer
of the wastewater treatment system serving the above referenced facility. Present during
the inspection was Andy Markolivick, Forty Corners MHP.

At the time of the inspection, the mixed liquor in the aeration tank had a good brown color
and the rapid sand filters appeared to be operating satisfactorily. According to Mr.
Markolivick, Millers septic hauling had pumped out the trash trap, sludge holding tank and
clarifier earlier in the week. The system was producing a clear effluent.

A review of your Discharge Monitoring Reports (DMR5) covering the period November 2008
through February 2011 revealed the following effluent violations:

Limit Violations

Repelling	 Reporting	 limit	 Reported Violation
Period	 Station Code	 Parameter	 Type	 Limit value	 Data
November 2008	 301	 00530	 Total Suspended Solids	 7D Conc	 18	 21.	 11/22/2008
January 2009	 301	 00530	 Total Suspended Solids	 300 cone 12	 13.6666	 1/1/2009
January 2009	 001	 00530	 Total Suspended Solids	 70 Conc	 18	 21,	 1/22/2009
February 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Cone	 4.5	 4.8	 2/1/2009
February 2009	 001	 80062	 CBOD 5 day	 300 cone 10	 11.	 2/112009
February 2009	 001	 80082	 CBOD 5 day	 7D Cone	 15	 21.	 2/1/2009
April 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 cone 3.0	 3.915	 4/1/2009
April 2009	 001	 80082	 CBOD 5 day	 300 Cone 10	 10.5	 411/2009
April 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Cone	 4.5	 5.55	 4/15/2009
April 2009	 001	 80082	 C600 5 day	 7D Cone	 15	 20.	 4/22/2009
May 2009	 001	 00610	 Nitrogen! Ammonia (NH3 	 30D Cone 1.0	 6.285	 5/1/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Cone	 1.5	 1.57	 5/1/2009
May 2009	 001	 00610	 Nitrogen! Ammonia (NH3 	 300 Qty	 0.11	 .22002	 511/2009
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Reporting	 Reporting	 Limit	 Reported ViolationPeriod	 Station Code	 Parameter	 Type	 limit Value	 Data
May 2009	 001	 80082	 CBOD 5 day	 30D Cone 10	 14.5	 5/1/2009
May 2009	 001	 50060	 Chlorine! Total Residu	 1 D Cone	 0.019	 .08	 5/4/2009
May 2009	 001	 80082	 CBOD 5 day	 7D Conc	 15	 19,	 5/8/2009
May 2009	 001	 50060	 Chlorine, Total Residu	 ID Cone	 0.019	 .09	 5/11/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 11.	 5115/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Qty	 0.17	 .33308	 5/15/2009
May 2009	 001	 80082	 CBOD 5 day	 7D Cone	 15	 25.	 5/22/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Conc	 1.0	 17.	 6/1/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Cone	 1.5	 19.	 6/1/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Qty	 0.11	 1.00681	 6/1/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Oty	 017	 2.01362	 6/1/2009
June 2009	 001	 80082	 CBOD 5 day	 30D Conc 10	 10.75	 6/1/2009
June 2009	 001	 50060	 Chlorine, Total Residu	 1D Cone	 0.019	 .06	 61912009
June 2009	 001	 00530	 Total Suspended Solids	 7D Cone	 18	 20,	 6/22/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Cone	 1.5	 15.	 6/22/2009
July 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Cone	 1.0	 15.5	 7/112009
July 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Cone	 1.5	 11	 7/1/2009
July 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Qty	 0.11	 1.0844	 7/1/2009
July 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Qty	 0.17	 .73808	 7/112009
July 2009	 001	 00610	 Nitrogen, Ammonia (Nl-13 	 70 Cone	 1.5	 18.	 7/1512009
July 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Qty	 0.17	 1.43073	 7/15/2009
July 2009	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .1	 7/15/2009
July 2009	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 7116/2009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Cone	 1.0	 5.235	 8/1/2009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Qty	 0,11	 .53885	 8/1/2009
August 2009	 001	 00530	 Total Suspended Solids	 70 Cone	 18	 33,	 818/2009
August 2009	 001	 00530	 Total Suspended Solids 	 70 Qty	 2.0	 3,49734	 8/8/2009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Cone	 1.5	 7.56	 8/8/2009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Qty	 0.17	 .81181	 8/812009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Cone	 1.5	 2.81	 8/1512009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Qty	 0.17	 .2659	 8/15/2009
August 2009	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 8/20/2009
September 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Cone 1.0	 4.805	 9/1/2009
September 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Cone	 1.5	 2.67	 9/112009
September 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Qty	 0.11	 .28088	 9/1/2009
September 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Cone	 1.5	 6.94	 9/15/2009
September 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Qty	 0.17	 .42029	 9/15/2009
October 2009	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 10/19/2009
October 2009	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 08	 10/23/2009
November 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Cone 3.0	 4.1825	 1111/2009
November 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Cone	 4.5	 8.	 11/15/2009
February 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Cone 3.0	 5.8815	 211/2010
February 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Cone	 4.5	 11.2	 2/15/2010
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Reporting	 Reporting	 Limit	 Reported Violation
Period	 Station Code	 Parameter	 Type	 Limit Value	 Date

March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Cone 3.0	 7.895	 311/2010

March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Cone	 4.5	 9,49	 3/1/2010

March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Qty	 0.34	 .64534	 3/1/2010

March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Qty	 0.51	 .71839	 311/2010

March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 7D Cone	 4.5	 63	 3115/2010

March 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 70 Qty	 0.51	 .57229	 3115/2010

April 2010	 001	 00530	 Total Suspended Solids 	 7D Cone	 18	 19.	 4/15/2010

May 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Cone 1.0	 3.212	 5/1/2010

May 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Qty	 0.11	 .27017	 511/2010

May 2010	 001	 50060	 Chlorine, Total Residu	 1 D Cone	 0.019	 .44	 5/6/2010

May 2010	 001	 50060	 Chlorine, Total Residu	 1D Cone	 0.019	 .41	 5/7/2010

May 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .44	 5/1112010

May 2010	 001	 50060	 Chlorine, Total Residu	
to 

Cone	 0.019	 .41	 5/1312010

May 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 5.8	 5/15/2010

May 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Qty	 0.17	 .50492	 5/15/2010

June 2010	 001	 00530	 Total Suspended Solids 	 30D Cone	 12	 13.	 6/1/2010

June 2010	 001	 00530	 Total Suspended Solids	 7D Cone	 18	 33,	 6/1/2010

June 2010	 001	 00530	 Total Suspended Solids	 300 Qty	 1.36	 1.59159	 611/2010

June 2010	 001	 00530	 Total Suspended Solids	 70 Qty	 2.0	 3.49734	 6/112010

June 2010	 001	 00610	 Nitrogen. Ammonia (NH3 	 300 Cone 1.0	 1.8035	 6/1/2010

June 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Qty	 0.11	 .15297	 611/2010

June 2010	 001	 80082	 CBOD 5 day	 70 Cone	 15	 23.	 61112010

June 2010	 001	 80082	 CBOD 5 day	 70 Qty	 1.7	 2,43754	 6/1/2010

June 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .07	 61112010

June 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .07	 6/4/2010

June 2010	 001	 00530	 Total Suspended Solids 	 70 Qty	 2.0	 246025	 6/8/2010

June 2010	 001	 80082	 CBOD 5 day	 70 Oty	 1.7	 1.70325	 6/8/2010

June 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 6/8/2010

June 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 3.11	 6/15/2010

June 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Qty	 017	 .21188	 6/15/2010

July 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Cone	 1.0	 7.705	 7/112010

July 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 6.24	 7/112010

July 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Oty	 0.11	 .51457	 7/1/2010

July 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Qty	 0.17	 .54322	 7/1/2010

July 2010	 001	 31616	 Fecal Coliform	 300 Cone	 1000	 3200.	 7/112010

July 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 9.17	 7/1512010

July 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Qty	 0.17	 .48592	 7/15/2010

July 2010	 001	 31616	 Fecal Coliform	 70 Cone	 2000	 3200.	 7/15/2010

August 2010	 001	 00530	 Total Suspended Solids	 300 Cone 12	 29.25	 8/1/2010

August 2010	 001	 00530	 Total Suspended Solids	 70 Cone	 18	 84.	 8/1/2010

August 2010	 001	 00530	 Total Suspended Solids	 300 Qty	 1.36	 1.39004	 8/1/2010

August 2010	 001	 00530	 Total Suspended Solids	 70 Qty	 2.0	 3.81528	 811/2010

August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Cone	 1.0	 24.5	 8/1/2010
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Reporting	 Reporting	 Limit	 Reported Violation
Period	 station Code	 "meter	 Type	 Limit Value	 Date
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 30.4	 8/112010
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Qty	 0.11	 1,14799	 8/1/2010
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Qty	 0.17	 1.38077	 8/1/2010
August 2010	 001	 80082	 0800 5 day	 300 Cone 10	 1975	 8/1/2010
August 2010	 001	 80082	 0800 5 day	 70 Cone	 15	 20.	 8/1/2010
August 2010	 001	 50060	 Chlorine, Total Residu	 10 Conc	 0.019	 .05	 8/4/2010
August 2010	 001	 50060	 Chlorine, Total Residu	 10 Conic	 0.019	 .05	 815/2010
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 16.6	 8/15/2010
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 71) City	 0.17	 .91521	 8/1512010
August 2010	 001	 80082	 CBOD 5 day	 70 Conc	 15	 47.	 8/22/2010
August 2010	 001	 80082	 CBOD 5 day	 70 Qty	 1.7	 2.13474	 8/22/2010
August 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 8/2312010
August 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 8/25/2010
September 2010	 001	 00530	 Total Suspended Solids 	 300 Conic	 12	 20.25	 9/1/2010
September 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Cone 1,0	 5.651	 9/1/2010
September 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 11.7	 9/1/2010
September 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Qty	 0.11	 .39856	 9/1/2010
September 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Qty	 0.17	 1.19566	 9/1/2010
September 2010	 001	 31616	 Fecal Coliform	 300 Cone 1000	 9400.	 9/112010
September 2010	 001	 00530	 Total Suspended Solids 	 70 Cor p	18	 54.	 9/8/2010
September 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 7D Cone	 1.5	 4.81	 9/8/2010
September 2010	 001	 80062	 CBOD 5 day	 70 Cone	 15	 19.	 9/8/2010
September 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .06	 9/14/2010
September 2010	 001	 31616	 Fecal Coliform	 70 Cone	 2000	 9400,	 9/22/2010
September 2010	 001	 50060	 Chlorine, Total Residu	 10 Cone	 0.019	 .05	 9/27/2010
October 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 300 Conc	 1.0	 2,157	 10/1/2010
October 2010	 001	 31616	 Fecal Coliferm	 300 Cone	 1000	 1024.	 10/1/2010
October 2010	 001	 50060	 Chlorine, Total Residu	 1D Cone	 0.019	 .05	 101112010
October 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 70 Cone	 1.5	 3.74	 10/8/2010
October 2010	 001	 50060	 Chlorine, Total Residu	 ID Cone	 0.019	 .06	 10/20/2010
February 2011	 001	 00530	 Total Suspended Solids	 300 Cone	 12	 17.75	 2/1/2011
February 2011	 001	 80082	 CBOD 5 day	 300 Cone 10	 12.25	 2/1/2011
February 2011	 001	 00530	 Total Suspended Solids	 70 Cone	 18	 54,	 218/2011
February 2011	 001	 80082	 CBOD 5 day	 70 Cone	 15	 29.	 2/8/2011

This sewage treatment system has experienced an excessive number of NPDES permit
violations. The operation of this sewage treatment system must improve.

Your National Pollutant Discharge Elimination System (NPDES) permit referenced above
has expired. To date, our office does not have on file a renewal application. The NPDES
permit is required for a discharge of treated wastewater to 'waters of the state'. Pursuant to
Ohio Revised Code (ORC) Section 6111.04:
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"No person shall cause pollution or place or cause to be placed any sewage, industrial
waste, or other wastes in a location where they cause pollution of any waters of the state...
except in such cases where the director of environmental protection has issued a valid and
unexpired permit..."

Furthermore, the Ohio Administrative Code (OAC) 3745-33-04 states that "no person may
discharge any pollutant..., without applying for and obtaining an Ohio NPDES permit..."

The completed NPDES permit renewal application with the application fee was due 180
days prior to permit expiration. Failure to submit a completed application prior to expiration
of the permit results in an unauthorized discharge of pollutants subject to enforcement
action pursuant to ORC 6111.

NPDES permit General Form 1 and the appropriate supporting application forms (2A, 2C,
2E, 2F, 2S) may be obtained from our office or downloaded from our Web page at:

http://www.epa.state.oh.us/dsw/permits/npdesform.aspx

An Antidegradation Addendum must also accompany the application.

The aforementioned forms are to be submitted to our office with the $200 application fee,
checks made payable to 'Treasurer, State of Ohio'.

Ohio EPA has reviewed your compliance as it relates to the expired NPDES permit and
your facility is in significant non-compliance. This matter is being referred to our Legal
Section for an enforcement action. A staff attorney will contact you in the near future

Should you have any questions or comments regarding this letter, please contact this office
at (330) 963-1255.

Respectively,

Todd Surrena
Engineering Geologist
Division of Surface Water

TS/mt

cc:	 Eric Wolfe, Cook Companies
Todd Ascani, Stark County Health Department

File: Semi-Public/Forty Corners MHP
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