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NOTICE 0,EVIQLATION
Mr. David L. Cook, Statutory Agent
DB Development, LLC
10 Northwest Avenue #100
Talimadge, OH 44278

Dear Mr. Cook:

On June 16, 2011, a Compliance Evaluation Inspection (CEI) was conducted at the
wastewater treatment plant serving Alexander's Mobile Home Park. According to our
files, the system consists of a trash trap and a 7500 gallon extended aeration tank. It is
understood the effluent runs through a 6" perforated clay pipe laid in crushed rock, from
where it leaches down to the lower part of the area on the west side of the property.

During the recent inspection, the wastewater treatment plant was running, but appeared
to be septic. The color of the mixed liquor in the aeration tank was black and odorous,
rather than the appropriate chocolate brown color with musty odor. The plant is in
extremely poor operation and maintenance condition.

Review of the Discharge Monitoring Reports submitted for your plant from June 2009 to
June 2011 revealed the following effluent violations:

12
0.34
10
0.28
18
0.51
15
0.43
3.0
0.09
10
4.5
0.13

December 2009
December 2009
December 2009
December 2009
December 2009
December 2009
December 2009
December 2009
March 2010
March 2010
March 2010
March 2010
March 2010

Total Suspended Solids
Total Suspended Solids
C000 Sday
CBOD 5day
Total Suspended Solids
Total Suspended Solids
OBOD 5 day
CBOD 5day
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
CBOD Sday
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3

300 conic
300 Oty
300 Conic
300 Qty
7D Conc
7D Qty
7D Conc
7D Oty
300 Conc
300 Qty
300 Conc
70 Conic
7D Oty

37.
.6302
43.
.7324
37,
.6302
43
.7324
21.3
.36279
11.
21.3
.36279

12/1/2009
12/1/2009
12/112009
12/1/2009
12/22/2009
12/22/2009
12/22/2009
12/22/2009
3/1/2010
3/1/2010
3/1/2010
3/22/2010
3/22/2010

Northeast District Office	 3301963 1200
2110 East Aurora Roac	 330 1487 0769 (fax)
Twinshura. OE 44087 . 1924	 w.epa.ohio.gov



Mr. David L. Cook
Alexander's Mobile Home Park
June 22, 2011
Page 2

12
1.0
0.03
1000
10
1.5
0.04
2000
15
12
1.0
0.03
10
0.28
1.5
0.04
15
3.0
0.09
4.5
0.13

June 2010
June 2010
June 2010
June 2010
June 2010
June 2010
June 2010
June 2010
June 2010
August 2010
August 2010
August 2010
August 2010
August 2010
August 2010
August 2010
August 2010
December 2010
December 2010
December 2010
December 2010

Total Suspended Solids
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
Fecal Coliform
C800 5day
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
Fecal Coliform
CBOD Sday
Total Suspended Solids
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
CBOD 5day
CBOD 5 day
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
CBOD Sday
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3
Nitrogen, Ammonia (NH3

300 Conc
300 Conc
300 Qty
30D Conc
300 Conc
7D Conc
7D Oty
7D Conc
70 Conc
300 Conc
30D Conc
300 Qty
300 Conc
300 Qty
7D Conc
7D Qty
70 Conc
300 Conc
300 Qty
70 Conc
70 Qty

14.
20.7
.35257
4100.
16.
20.7
.35257
4100.
16,
18.
16.1
.27422
24.
.40878
16.1
.27422
24.
13.3
.22653
13.3
.22653

6/1/2010
6/1/2010
6/1/2010
6/1/2010
6/1/2010
6/15/2010
6/15/2010
6/15/2010
6/15/2010
8/1/2010
8/1/2010
8/1/2010
8/1/2010
8/1/2010
8/22/2010
8/22/2010
8/22/2010
12/1/2010
12/1/2010
12/15/2010
12/1512010

Please be advised that the above mentioned instances of noncompliance are subject to
enforcement pursuant to ORC 6111. As your NPDES permit only requires quarterly
monitoring, the violations may be lessened if your Certified Operator were to sample
more often and average the results.

Also, you are in non-compliance with the Compliance Schedule in your NPDES permit,
which was effective on March 1, 2009. Your compliance schedule states that detail
plans for a sanitary sewer connection or a wastewater treatment plant upgrade (if sewer
not available) should be submitted to Ohio EPA's Northeast District Office as soon as
possible, but no later than 3 months from the effective date of the NPDES permit.

In May 2009, this office learned that your mobile home park is located in the City of
Akron Facilities Planning Area. On page 3-2-10 of the Facilities Plan, it states, "Failing
systems of existing commercial, and institutional establishments, in need of repair or
replacement, will be required to connect to the existing sanitary sewer that is served by
an existing FOTW (Publicly Owned Treatment Works), even if a sewer extension is
required." Therefore, this office then explained to you that the MHP does not have the
option of upgrading the wastewater treatment plant. Connection to the sanitary sewer is
your only option.
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You are directed to schedule a meeting with this office. At this meeting, please be
prepared to submit a proposed schedule of sewer connection/plant abandonment.
Failure to meet with us by July 1, 2011, will result in escalated enforcement action from
this office. If enforcement is initiated, you will be ordered to connect to sanitary sewers
and possibly pay a monetary civil penalty.

If you have any questions concerning this letter, and to schedule our meeting, please
contact this office at (330) 963-1151.

Sincerely,

Q4
Jennifer S. Bennage
Environmental Engineer
Division of Surface Water

J SB/mt

cc: Bob Hasenyager, Summit County Health Dept.
Deborah Davis, Springfield Township Trustees
David Cook, DB Development LLC


