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wwwepa.slete.oh.us 	 Lee Fisher, Lieutenant Governor

Chris Korleski, Director
RE: CANTON NORTHWEST WATER PLANT

31Y0001 OtDD
STARK COUNTY

2110 East Aurora Rd.
Twinsburg, Ohio 44087

August 7, 2007

Mr. JD Williams
Superintendent
Canton Water Plant
2664 Harrisburg Road N.E.
Canton, OH 44705

Dear Mr. Williams:

On August 2, 2007, this writer conducted a compliance evaluation inspection of your Canton Northwest
WTP located on Guilford Road. Tyler Converse, City of Canton accompanied me during the inspection.
The discharge from the lagoons was visually clear. A review of your compliance history as identified by
our SWIMS tracking system for the time period of November 2005 through June 2007 indicates the
following violations of the limits contained in the National Pollutant Discharge Elimination System
(NPDES) permit:

Numeric Violations

Parameter
Iron, Suspended (Fe)
Chlorine, Total Residual
Chlorine, Total Residual
Chlorine, Total Residual
Iron, Suspended (Fe)
Iron, Suspended (Fe)
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Total Suspended Solids
Iron, Suspended (Fe)
Iron, Suspended (Fe)
Iron, Suspended (Fe)
Iron, Suspended (Fe)
Manganese, Suspended
Chlorine, Total Residual
Chlorine, Total Residual
Iron, Suspended (Fe)
Iron, Suspended (Fe)
Iron, Suspended (Fe)
Manganese, Suspended

Limit
1000
0.038
0.016
0.038
1000
0.41
45
18.4
45
30
18.4
12.3
2000
1000
0.82
0.41
0.41
0.038
0.016
1000
0.82
0.41
0.41

Reported
Valuee
1060.
.06
.01703
.05
1075.
.44852
124.
70.401
108.
116.
30.6585
50.5297
3100.
1744.5
1.76003
1.04565
.42425
.1
.05678
1370.
.86866
.83507
.54012

Violation Date
3/1/2004
1/5/2004
1/5/2004
1/1212004
5/1/2004
5/1/2004
6/7/2004
6/7/2004
6/21/2004
6/1/2004
6/21/2004
6/1/2004
9/29/2004
9/1/2004
9/2912004
9/1/2004
9/1/2004
9/29/2004
9/29/2004
12/1/2004
12120/2004
12/1/2004
12/1/2004

Limit

30D Conc
1D Conc
lDQty
ID Conc
30D Conc
30D Qty
ID Conc
1D Qty
ID Conc
30D Conc
lDQty
30D Qty
ID Conc
30D Conic
ID Qty
30D Qty
30D Qty
ID Conc
1D Qty
30D Conc
lDQty
30D Qty
30D Qty

Printed on recncied Daper	 Ohio EPA is an Equal Opportunity Employer



Mr. JD Williams
Canton Northwest Water Plant
August 7, 2007
Page 2

Limit	 Reported
Parameter	 Type	 Lhnit	 Value	 Violation Date
Iron, Suspended (Fe) 	 30D Conc 1000	 1063.33	 1111/2004
Iron, Suspended (Fe)	 300 Qty	 0.41	 .60371	 11/1/2004
Manganese, Suspended	 30D Conc 1000	 1236.66	 11/1/2004
Manganese, Suspended	 30DQty	 0.41	 .70212	 1111/2004
Chlorine, Total Residual	 10 Cone	 0.038	 .05	 11/15/2004
Chlorine, Total Residual	 1D Qty	 0.016	 .02839	 1111512004
Iron, Suspended (Fe) 	 ID Qty	 0.82	 1.03671	 1/3/2005
Iron, Suspended (Fe)	 30D Conc 1000	 1214.66	 111/2005
Iron, Suspended (Fe) 	 30D Qty	 0.41	 .59387	 1/112005
Manganese Suspended	 30D Qty	 0.41	 .46461	 1/1/2005
Iron, Suspended (Fe)	 ID Qty	 0.82	 .83459	 2/712005
Iron, Suspended (Fe)	 30D Cone 1000	 1320.	 2/1/2005
Iron, Suspended (Fe) 	 30D Qty	 0.41	 .74943	 2/1/2005
Manganese, Suspended	 30D Cone 1000	 1062.5	 2/1/2005
Manganese, Suspended 	 300 Qty	 0.41	 .60323	 2/1/2005
Chlorine, Total Residual	 ID Conc	 0.038	 .07	 4/4/2005
Chlorine, Total Residual	 1 D Qty	 0.016	 .03974	 4/4/2005
Chlorine, Total Residual 	 1D Conc	 0.038	 .08	 4118/2005
Chlorine, Total Residual 	 10 Qty	 0.016	 .02271	 4/18/2005
Iron, Suspended (Fe)	 ID Conc 2000	 2210.	 317/2005
Iron, Suspended (Fe)	 30DConc 1000	 1900,	 3/1/2005
Iron, Suspended (Fe)	 1 D Qty	 0.82	 .90272	 3/21/2005
Iron, Suspended (Fe)	 300 Qty	 0.41	 .76504	 3/1/2005
Manganese, Suspended 	 300 Conc 1000	 1735.	 3/112005
Manganese, Suspended 	 ID Qty	 0.82	 1.01627	 3/21/2005
Manganese, Suspended	 300 Qty	 0.41	 .74659	 3/1/2005
Chlorine, Total Residual 	 10 Conc	 0.038	 .07	 317/2005
Chlorine, Total Residual 	 1D Qty	 0.016	 .01987	 3/7/2005
Manganese Suspended	 ID Qty	 0.82	 .8573	 8/1/2005

Frequency Vioaltions

Violation	 Reporting	 Sample
Date	 Station Code	 Parameter	 Frequency Expected Reported
10/30/2006 001	 50050	 Flow Rate	 1/Day	 1	 0
11/1/2006	 001	 01054	 Manganese, Suspended (	 1/2Weeks	 1	 0
11/15/2006 001	 01054	 Manganese, Suspended ( 	 112Weeks	 1	 0
1/18/2007	 001	 50050	 Flow Rate	 1/Day	 1	 0
5/1512007	 001	 00530	 Total Suspended Solids	 1/2Weeks	 1	 0
5/15/2007	 001	 00400	 pH	 1/2Weeks	 1	 0
5/15/2007	 001	 01044	 Iron, Suspended (Fe)	 1/2 Weeks	 1	 0
5/15/2007	 001	 01054	 Manganese, Suspended ( 	 1/2Weeks	 1	 0
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Please be advised that your NPDES permit requires that you notify this office in writing within 5
days of learning of a violation. This requirement can be found in Part Ill, Section 12 of your
NPDES permit. Our records do not contain any of these notifications. If you should have any
questions concerning any of the above, feel free to contact this writer at (330) 963-1136.

Sincerely,
I

Philip P. Rhodes, P.E.
Environmental Engineer
Division of Surface Water

PPRImt

File:	 Industrial Permit! Compliance


