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To Whom It May Concern:

On December 6, 2007, Aaron Wolfe and I conducted a compliance evaluation
inspection of the Le-Ax Water District Water Treatment Plant (WTP). Lonny McCulloch
accompanied us during the inspection and represented the Le-Ax Water District. The
purpose of the inspection was to determine if the wastewater treatment system was
meeting the terms and conditions set forth in the NPDES Permit.

The following observations were made during the inspection.

We have received your self-monitoring reports covering the period of January 2006
to present for the discharge from the referenced facility. Our review indicates
violations of the conditions of your NPDES permit. The specific instances of
noncompliance and/or deficiencies are as follows:

Please be advised that failure to comply with the effluent limitations or to satisfy the
monitoring or reporting requirements of your NPDES permit may be cause for
enforcement action pursuant to the Ohio Revised Code Chapter 6111.
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Please inform this office, in writing, within thirty (30) days of receipt of this
notification as to-the reasons for the above referenced violations, as well as a
description of the actions taken or proposed to prevent any further violations. Your
response should include the dates, either actual or proposed, for completion of the
actions.

A copy of my inspection report is enclosed. If you have any questions or concerns, feel
free to contact me at (740) 380-5226.

Sincerely,

Patrick Hudnall
Division of Surface Water

	
.

PH/dh

Enclosure

C:	 Lonny McCulloch, Operator, Le-Ax Water District WTP
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NPDES
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

Permit No. 	 N&....NPDES 	Date -4	 -	
- lhspectin

0IZ00023CD	 OH01 20782	 I December 6, 2007	 1 C
Inspector	 Facility Type
S	 1

B. FACILITY DATA

Name and Location of Fad	 ;EntryTime	 Permit EUect Date.
Le-Ax Water District	 9:00 a.m.	 June 1, 2003
6000 Industrial Drive	 Exit Time

	
érmit E*iñ
	

Date
Athens, Ohio 45701 	 9:45 a.m.	 May 31, 2008

C. AREAS EVALUATED DURING INSPECTION

S Permit	 S Flow Measurement
	

N/A Pretreatment
S Records/Reports . 	 S Laboratory

	
N/A Compliance Schedules

S Operations & Maintenance	 N Effluent/Receiving Waters
	

S Self-Monitoring Program
.S Facility Site Review	 N Sludge Storage/Disposal

	
Other

N/A Collection System

	

Its	---	 ........._. .a	 flR___l II	 I I___kT___. flu	 .,_ r-_._,.__.__.= dII
...

1(..IUFy, 1%4 Marginal,lkU, U = Unsatisfactory, P1 = PlOt VdIUt_.U)

D. SUMMARY OF FINDINGS/COMMENTS (attach additional sheets if necessary)

See attached inspection letter.

Hudnall, Inspector, Ohio EPA, Southeast District Office	 Dat//

Date


