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June 12, 2008

Mr. Michael Fedor, Geheral Manager
Coshocton Ethanol, LLC
18137 county Road 271
Coshocton, Ohio 43812

Re: Coshocton County
Coshocton Ethanol
Compliance Sampling Inspection
Correspondence (IWW)

S
	 Dear Mr. Fedor:

On April 16-17, 2008, Ohio EPA conducted a Compliance Sampling Inspection at the
Coshocton Ethanol facility in Coshocton County. The purpose of the inspection was to
determine compliance with terms and conditions of National Pollutant Discharge Elimination
System (NPDES) permit number OlN00260*AD and evaluate the treatment systems
performance.

The following list summarizes violations which have been reported through Monthly
Operating Reports (MORs) since February 1, 2008:

Station - Reporting Code Parameter 	 Limit Type Limit.-, Reported Value Violation Date

001	 00515	 Residue, Total Dissolved ID Cone	 1500 1566.	 2/27/2008

005	 00400	 pH	 ID Cone	 6.5	 6.1	 3/19/2008

007	 00400	 pH	 lDCone	 6.5	 6.35	 3/19/2008

001	 L00011	 Water Temperature 	 1D Cone	 70	 72,	 4/23/2008

We have received correspondence detailing the listed violations and corrective measures
being taken to ensure permit compliance. Attached is the Ohio EPA Field data collected
from óutf all 001 along with the Compliance inspection report. All the parameters tested were
in compliance with the permit. The assistance and cooperation received during the
inspection was appreciated. If you have any questions, please feel free to contact me at
(740) 380-5272.

Sincerely,

Aaron Pennington
District Representative
Division of Surface Water

AP/dh

Enclosures

C:	 David Kadri, Coshocton Ethanol LLC (w/enclosure)
Printed on Rcyc1od Piper 	 Ohio EPA is an Equal Opportunity Employer



NPDES
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

B. FACILITY DATA

Name and L'óat!onóf Facility inspected	 EfltryTinie: PêrmitEfféctive Date
Coshocton Ethanol LLC 	 -9:30 A.M.	 10/01/2007
18137 County Road 271	 Exit Time	 I Permit Expiration Date
Coshocton, Ohio 43812	 -10:30 A.M.	 9/30/2012

.
	

Name(s) and Title(s) of On-Site Reprsentative(s) 	 Phone Number(s)
David Kadri (740) 623-3066
Nanie, Addriiañd Title of Responsible Official J& Phi5ne Number
Michael Fedor, General Manager

C. AREAS EVALUATED DURING INSPECTION

- S Permit	 S Flow Measurement
S Records/Reports	 N Laboratory
S Operations & Maintenance	 S Effluent/Receiving Waters
S Facility Site Review. 	 N Sludge Storage/Disposal

N/A Collection System

(S = Satisfactory, M = Marginal, U Unsatisfactory, N = Not Evaluated)

N Pretreatment
N Compliance Schedules
S Self-Monitoring Program

Other

D. SUMMARY OF FINDINGS/COMMENTS (attach additional sheets if necessary)

Please see attaehed cover letter.

c-•

Aaron PrrnThton, Inspector, 01 EPA, Southeast District Office	 Date

c/iz1s
Timothy M. Campbell, 	 Ohio EPA, Southeast District Office	 Date

-c,i



Sections E through K: Complete on all inspections as appropriate (N/A = Not Applicable N/E = Not Evaluated)

E. PERMIT VERIFICATION

F. COMPLIANCE SCHEDULES/VIOLATIONS
JI

a•u
•iiu
••r
•r

a.'	 Any significant violations since the last inspectii
b. Permittee is taking actions to resolve violations
c. Permittee has compliance schedule
d. Compliance schedule contained in:
e. Permittee is meetinci comDliance schedule

Comments: 1 See attached cover letter

G. OPERATION AND MAINTENANCE

iTFe-a-fm—e—nt - EFcilliF,RFo -p-e-riT,OFe-r-afe-d -in-d - Miiiifa-li Fed	 e INo /A [N/E

a. Standby power available: Generator Dual Feed	 - x -
b. Adequate alarm system available for power or equipment failures	 x -
C,	 All treatment units in service other than backup units 	 x - -
d. Sufficient operating staff provided: # of shifts Days/Week 	 x -
e. Operator holds unexpired license of class required by permit Class:	 x -
I.	 Routine and preventive maintenance schedule/performed on time	 -	 x -
g. Any major equipment breakdown since last inspection 	 -	 x -
h. Operation and maintenance manual provided and maintained	 -	 x
I.	 Any plant bypasses since last inspection 	 - x -
j. Regulatory agency notified of bypasses: on MORS . 800 Number	 - x -
k. Any hydraulic and/or organic overloads experienced since last inspection	 - x	 -

U.S. EPA NPDES No. OH01 35330
Ohio NPDES No. OIN00260AD 	 Page 2 of 5	 .
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H. SELF-MONITORING PROGRAM

Part 1 - Flow Measuremint	 -	 (es No N/A N/E
a. Primary flow measuring device properly operated & maintained. Type of device:	 - X -

ultrasonic & parshall flume 	 calculated from influent
weir 	 Other
ultrasonic & weir	 X	 Specify: visual

b. Calibration frequency adequate 	 x
C.	 Secondary instruments (totalizers, recorders etc.) properly operated and maintained 	 x
d. Flow measurement equipment adequate to handle expected ranges of flows 	 -	 x
e. Actual flow discharged is measured 	 x	 - -
f. Flow measuring equipment inspection frequency: 	 Daily 	 Weekly,

Monthly	 X NA

U.S. EPA NPDES No. OF-fOl 35330
Ohio NPDES No. 01N00260*AD	 -	 Page 3 of 5



Part 3, Labóràtory - Quality Control/Quality Aisu ncC :. 	 .	 Yes No N/A NIE
f. Quality assurance manual provided and maintained	 x
g. Satisfactory calibration and maintenance of instruments and equipment 	 x
h. Adequate records maintained

	
x	 -

I.	 Results of latest J.S. EPA quality assurance performance sampling program:
Date:	 Not applicable 	 Satisfactory

Marginal
Unsatisfactory

1. EFFLUENT/RECEIVING WATER OBSERVATIONS

Outfall # Oil Sheen 	 Grease Turbidity	 Visible Foam Visible Float Solids Color.	 Other

obi	 none	 none	 clear	 none	 none	 clear
002	 No discharge
003	 No discharge
004	 Na discharge
005	 No discharge
006	 No discharge

007	 ga	
sample none	 clear	 none	 none	 clear

S

U.S. EPA NPDES No OH01 35330
Page 4Ohio NPDES No. 01N00260*AD	 .	 -	 pf



Complete as appropriate for sampling inspections
Do not attach this page when completing reports for evaluation inspections

J. SAMPLING PROCEDURES (FOR CSI'S)

X Grab samples obtained
- Composite obtained
- Compositing frequency: 	 Preservation:
- Flow proportioned sample obtained
- Automatic sampler used
- Sample split with permittee
X Chain of custody employed
- Sample obtained from facility sampling device
- Sample refrigerated during compositing: 	 Yes 	 No
X Sample representative of volume and nature of discharge:

.

U.S. EPA NPDES No. 0H0135330
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TABLE I

OHIO EPA FIELD DATA

FACILITY: Coshocton Ethanol

DATE SAMPLED: April 16, 2008

Station Date	 Time	 Parameter	 Units	 Value	 Permit Limits

001	 4/16	 0935
	

pH	 S.U.	 8.71
	

6.5-9.0

Temperature
	

68.6
	

70
Dissolved oxygen mg/1
	

8.50
Conductivity	 umhos/cm

	 1505

01



.

TABLE II

COMPLIANCE SAMPLING DATA

FACILITY: Coshocton Ethanol

DATE SAMPLED: April 16, 2008

OHIO EPA	 ENTITY	 PERMIT LIMITS

(KGID)	 (KG/D)	 (KGID)
STATION 1* PARAMETER UNITS CONC. LOAD. CONC. LOAD. CONC. LOAD.

001	 G	 Susp. solids mg/i 6	 0.98	 -	 -	 70	 92.2
•	 Diss. Solids mg/i 1230 201.1 	 -	 -	 1500	 1976.4
• COD	 mg/I 11	 -	 -	 -.	 -	 -
• Oil & Grease mg/1 <2.0	 -	 -	 -	 10 max. -
G	 Iron, tot.	 ug/1	 481	 0.008	 -	 -	 5000	 6.6

Flow, tot.	 MGD	 0.0432

*SAMPLE TYPE: G=grab; C=composite

LI


