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Mayor and Council
Village of Warsaw WWTP
40232 Township Road 41
Warsaw, Ohio 43844

Dear Mayor and Council:,

On April 28, 2010, Ohio EPAconducted a Compliance Evaluation Inspection at the
Village of Warsaw wastewater treatment facility in Coshocton County. The purpose of
the inspection was to determine compliance with terms and conditions of National
Pollutant Discharge Elimination System (NPDES) permit numbers 0PB00048*HD.

Upon the site inspection, the facility appears to be operating in compliance.

Self monitoring data from Jan 2008 through April 2010 indicated the following reported
violations (please note that e-mail correspondence and a review of the data have
suggested that all but two were simply errors in reporting):

Station 	 L(rnit.Type L!mlt 
• •r?	

Vi!.t	 -
DateCode

001	 50060	 TRC	 1 D Cone	 0.038	 1.	 6/22/2008	 Reporting error

001	 00530	 TSS	 30D Qty	 19.3	 463913	 11/112008	 0 Reporting error

001	 00530	 TSS	 70 Qty	 29.0	 1846.97	 11/22/2008 0 Reporting error

001	 00400	 pH	 10 Cone	 9.0	 18.	 2/7/2009	 Reporting error
001	 00400	 pH	 1 D Cone	 9.0	 10.	 2/1212009	 Reporting error

001	 00400	 pH	 10 Cone	 9.0	 12.	 2/18/2009	 Reporting error

001	 00400	 pH	 lDConc	 6.5	 6.3	 5/17/2009	 Reported violation

001	 00400	 pH	 1 D Conc	 6.5	 6.	 5/18/2009	 Reported Violation

001	 00400	 p1-f	 ID Cone	 6.5	 6.	 612812009	 e-mail correction

001	 00400	 pH	 1 D Cone	 6.5	 6.	 5/2912009	 e-mail correction

001	 00400	 pH	 1D Cone	 6.5	 6.3	 8/30/2009 , e-mail correction

001	 80082	 1 CBOD 5 day I 70 Qty	 25.7	 30.9764	 2/22/2010	 0 Reporting error
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The assistance and cooperation received during the inspection was appreciated. If you
have any quesjis, p1eJe1 free to contact me at (740) 380-5272.

Sincerely,

Aaron Pennington
District Representative
Division of Surface Water

AP/dh

Enclosures

.
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NPDES
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

Permit No.	 NPDES No.	 Date	 Jj
	

Inspector	 Facil
OPB00084*HD	 0H0050750	 April 28, 2010	 I C	 S	 I

B. FACILITY DATA

Name & Location of Facility Inspected	 Entry Time	 Permit Effective Date
Village of Warsaw WWTP	 -10:00 A.M..	 May 1, 2009
40232 Twp Rd 41	 Exit Time	 Permit Expiration Date
Warsaw, OH 43844	 -11:55 A.M.	 April 30, 2014

Name(s) & Title(s) of On-Site Representative(s) 	 Phone Number(s)
Ed Robinette, Operator	 740 824-3757
Name, Address, & Title of ResbnsibIe Official. 	 Phone Number
Mayor and Council
40232 Twp Rd 41
Warsaw, OH 43844

C. AREAS EVALUATED DURING INSPECTION

S Permit	 S Flow Measurement
S Records/Reports 	 S Laboratory
S Operations & Maintenance 	 S Effluent/Receiving Waters
S	 Facility Site Review	 S Sludge Storage/Disposal
S Collection System

(S = Satisfactory: M Marginal; U = Unsatisfactory; N = Not Evaluated; NIA = Not Applicable)

D. SUMMARY OF FINDINGSICOMMENTS (attach additional sheets if necessary)

/;2attZhed co^r letter.

Inspecto7Dhio EPA, Southeast District Office 	 Date

;
Timothy M. Can)pbII, Reviewer, Ohio EPA, Southeast District Office 	 Date

NA Pretreatment
NA Compliance Schedules
S Self-Monitoring Program

Other



Sections E through K: Complete on all inspections as appropriate (NIA = Not Applicable: N/E Not Evaluated)

E.	 PERMIT VERIFICATION

F. COMPLIANCE SCHEDULES/VIOLATIONS

a. Any significant violations since the last inspection
b. Permittee is taking actions to resolve violations
c. Permittee has compliance schedule
d. Compliance schedule contained in:
e. Perniittee is meetin q comDliance schedule

aaKaM
mmm
mmm
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G. OPERATION AND MAINTENANCE

U.S. EPA NPOES No, 0H0050750
Ohio NPDES No. 0PB00084*HD
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.

Record Keeping	 YES NO N/A WE

a. Log book provided	 x

b. Log book kept on-site	 x

c. Log book contains the following:
1. Identification of treatment works 	 x

2. Date/time of arrivalldeparture of ORC 	 x

3. Daily record of operation and maintenance activities 	 x

4. Laboratory results (unless documented on bench sheets) 

5. Identification of person making Log entries	 x
d. Is the ORG submitting written notification to Ohio EPA and permittee when a

collection system overflow, treatment plant bypass or effluent limit violation has 	 X
occurred.	 I 

H. SLUDGE MANAGEMENT

.	 YES NO NIA NIE

a. Sludge adequately disposed. 
b. If sludge is incinerated, where is ash disposed of? 
c. Is sludge disposal contracted? Name: 
d. Has amount of sludge generated changed significantly since last inspection 	 X	 -

e Adequate sludge storage provided at facility 	 x

f. Land application sites monitored and inspected per state rules 
g. Records kept in accordance with state rules 	 X

Ii. Any complaints received in last year regarding sludge 	 X	 -

i. Is sludge adequately processed (digestion, dewatering, pathogen control) in
accordance with Ohio EPA rules
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SELF-MONITORING PROGRAM

Part I - Flow Measurement	 YES NO N/A WE
a, Primary flow measuring device properly operated & maintained, Type of device:

Ultrasonic & parshall flume: 	 Calculated from influent:
Weir:	 Other:	 RX	 X
Ultrasonic & weir	 specify:	 Runtime meters influent

pumps	 I
b. Calibration frequency adequate. Date of last calibration: 	 X
c. Secondary instruments (totalizers, recorders, etc.) properly operated and

maintained
d. Flow measurement equipment adequate to handle expected ranges of flows	 x
e. Actual flow discharged is measured 	 x
f. Flow measuring equipment inspection frequency:

Daily:	 X Monthly:	 X
Weekly: _Other: 

Part 3— Laboratory, General 	 YES NO N/A Nil
a. Written Standard Operating Procedures (SOPs) for all analysis performed on-

site
b. EPA approved analytical testing procedures used (40 CFR 136.3)
c. If alternate analytical procedures are used, proper approval has been obtained
d. Analyses being performed more frequently than required by permit	 X
e. If (c) is yes, are results reported in permittee's self-monitoring report 
f. Commercial laboratory used:

Parameters analyzed by commercial lab: Metals, phosp. 	 X
Lab _name:_TCCI
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Part 3— Laboratory, Quality Control/Quality Assurance
a. Quality assurance manual provided and maintained
b. Satisfactory calibration and maintenance of instruments and equipment
c. Adequate records maintained
d. Results of latest U.S. EPA quality assurance performance sampling program:

Date:	 Satisfactory Marginal Unsatisfactory

YES NO N/A N/E
x

x
x

NOT Applicable

Comments:

J.	 EFFLUENT/RECEIVING WATER OBSERVATIONS

	

Outfall # Oil Sheen Grease Turbidity Visible Foam Visible Float Solids Color 	 Other
001	 none	 none	 none	 none	 none	 clear

.

r

U.S. EPA NPDES No. 0H0050750 	 Page 5
Ohio NPDES No. 0PB00084*HD


