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Re: Jefferson County
Richmond Mill, Inc. Site Il
Compliance Evaluation Inspection
Correspondence (IWW)

Mr. Michael Carapellotti
Richmond Mill, Inc.
P.O. Box 85
Richmond, Ohio 43944
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Dear Mr. Carapellotti:

On February 6, 2007, Ohio EPA conducted a Compliance Evaluation Inspection at the
Richmond Mill, Inc. Fly Ash Disposal Facility. The purpose of the inspection was to
determine compliance with terms and conditions of National Pollutant Discharge
Elimination System (NPDES) permit number OIN001 13*ED. During the inspection, the
facility appeared to be operating in compliance.

The following list summarizes violations which have been reported since January 1,
2003:

Statiot	 ingCde Paraitè	 .Limit.Ty,e Limit.. Reported Value 'ioltion Date.
004	 01055	 Manganese, Total (Mn) 1 D Cone 1840 7150.	 3/912004

.
	

004	 01055	 Manganese, Total (Mn) 1 0 Cone 1840 8600.	 3/30/2004
004	 00530	 Total Suspended Solids 1 D Cone 100 830.,	 2/13/2007
004	 00530	 Total Suspended Solids 10 Cone 100 820.	 2/2712007
004	 00530	 Total Suspended Solids 30D Cone 30	 825.	 2/1/2007
004	 00530	 Total Suspended Solids ID Cone 100 921.	 1/912007
004	 00530	 Total Suspended Solids 1D Cone 100 922.	 1130/2007
004	 00530	 Total Suspended Solids 300 Cone 30	 921.5	 111/2007

004	 00530	 Total Suspended Solids 10 Cone 100 960. 	 2/14/2006
004	 00530	 Total Suspended Solids 10 Cone 100 1001.	 2/28/2006
004	 00530	 Total Suspended Solids 30D Cone 30 	 980.5	 2/1/2006
004	 00530	 Total Suspended Solids 1D Cone 100 319.	 7/11/2006
004	 00530	 Total Suspended Solids 1 D Cone 100 326.	 7/25/2006
004	 00530	 Total Suspended Solids 30D Cone 30 	 322.5	 7/1/2006
004	 00530	 Total Suspended Solids 1D Cone 100 985.	 5/9/2006
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Station Reporting Code Parameter 	 Limit Type Limit Reported Value Violation Date

004	 00530	 Total Suspended Solids 1 D Cone 100 1885. 	 5/30/2006

004	 00530	 Total Suspended Solids 300 Cone 30 	 1435.	 5/1/2006
004	 00530	 Total Suspended Solids 1 D Cone 100 336. 	 9/11/2006
004	 00530	 Total Suspended Solids 10 Cone 100 345. 	 9/25/2006
004	 00530	 Total Suspended Solids 300 Conc 30	 3405	 9/1/2006
004	 00530	 Total Suspended Solids 1 D Cone 100 338. 	 11/14/2006
004	 00530	 Total Suspended Solids 1 D Cone 100 266. 	 11/28/2006
004	 00530	 Total Suspended Solids 30D Cone 30	 302.	 11/1/2006
004	 100530	 Total Suspended Solids 10 Cone 100 2300.	 4/10/2007
004	 00530	 Total Suspended Solids 10 Cone 100 2230.	 4/24/2007
004	 00530	 Total Suspended Solids 300 Cone 30	 2265.	 4/1/2007
004	 00530	 Total Suspended Solids 10 Cone 100 2240. 	 7/1012007
004	 00530	 Total Suspended Solids 10 Conc 100 2240. 	 7/31/2007
004	 00530	 Total Suspended Solids 30D Cone 30	 2240.	 7/1/2007

The above violations were reported for outfall 004 as indicated in the table. The permit
OlNOOl 1 3*ED requires the Owner to report noncompliance as directed by Part 111.1 2.E
of the permit which shall contain information listed in Part 111.12.13 and Part 111.12.C. We
ask that you examine the listed violations and determine a course of action to prevent
future exceedences.

Outfalls 002 and 003 have been reported without flow and were also noted as not
discharging during the inspection.

In reviewing submitted data, we noticed large swings in reported data for instance the
following:

Total Suspended Solids	 mg/I	 3/13/2007	 1
Total Suspended Solids	 mg/I	 3/27/2007
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Total Suspended Solids	 mg/I	 4/10/2007	 2300
Total Suspended Solids	 mg/I	 4/24/2007

	 2230
Total Suspended Solids	 mg/1	 6/12/2007	 1
Total Suspended Solids	 mg/1	 6/26/2007
Total Suspended Solids	 mg/I	 7/10/2007	 2240
Total Suspended Solids	 mg/I	 7/31/2007	 2240
Total Suspended Solids	 mg/I	 8/14/2007

	
5

Total Suspended Solids	 mg/I	 8/28/2007

Additionally, we noticed that reported data may be being submitted mixing up units as is
exhibited by the following: (where 0.2ug/l 0.0002 mg/I =200ng/L)
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Mercury, Total Recoverable
Mercury, Total Recoverable
Mercury, Total Recoverable
Mercury, Total Recoverable
Mercury, Total Recoverable
Mercury, Total Recoverable
Mercury, Total Recoverable

ug
	

6/14/2005
	

0.0002
ugh
	

12/13/2005
	

0.2
ug/l
	

12/27/2005
	

0.2
ug/l
	

6/13/2006
	

AA
ug/l
	

6/27/2006
	

AA
ug
	

12/12/2006
	

0.0002
ugh
	

12/26/2006
	

0.0002

.

When using the code AA indicating that the parameter was not detected or it was
detected below the minimum detection level, the detection limit should be reported in
the additional remarks section of the monthly operating report. I have attached a copy
of a list of Monthly Operating Report codes such as the AA code for your use.

We would like to receive a response to these observations along with your course of
action to prevent future limit violations at 004 within 30 days.

A copy of our inspection report is enclosed. The assistance and cooperation received
during the inspection was appreciated. If you have any questions or would like to
discuss these comments, please feel free to contact me at (740) 380-5272.

Sincerel/I

Aaron Pennington
District Representative
Division of Surface Water

AMP/dh

Enclosure

C:	 Paul Carapellotti, V.P., Anthony Mining Company, Inc.
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NPDES
Compliance Inspection Report

A. NATIONAL DATA SYSTEM CODING

Permit No.	 NPDES No.	 Date	 Inspection Type Inspector Facility Type
0lN00113'ED	 0H0090867	 February 6, 2008	 C	 is	 2

B. FACILITY DATA

Name and Location of F	 Inspected
Richmond Mill, Inc. Site II
16479 State Route 152
Knoxville, OH 43964

Name(s) and Title(s) of On-Site Representative(s)
Paul Carapellotti, V.P.
Marvin Sperlazza, Foreman
Name, Address and Title of Responsible Official
Michael Carapellotti,
P.O. Box 85
Richmond, OH 43944

Entry Time	 Permit Effective Date
— 1:45 A.M	 August 1, 2006
Exit Time	 Permit Expiration Date
-3:30 P.M.	 July 31, 2011

Phone Number(s)
740-266-8100
740 544-5715
Phone Number
740-266-8100

C. AREAS EVALUATED DURING INSPECTION 	 -

S Permit	 N Flow Measurement
S Records/Reports	 N Laboratory
S Operations & Maintenance	 N Effluent/Receiving Waters -.
S Facility Site Review	 N Sludge Storage/Disposal
N Collection System

(S Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated)

D. SUMMARY OF FINDINGS/COMMENTS(attach additional sheets it necessary)

PleaeeAfched Cover Letter,

ipectr, Ohio EPA, Southeast District Office

C.
Timothy M. CampbØ, Reliiewer, Ohio EPA, Southeast District Office

Date

'2j L (p
Date
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Sections E through K: Complete on all inspections as appropriate (N/A = Not Applicable N/E = Not Evaluated)

E. PERMIT VERIFICATION

F. COMPLIANCE SCHEDIJLESNIOLATIONS

a. Any significant violations since the last inspection

b. Permittee is taking actions to resolve violations

c. Perrnittee has compliance schedule

d. Compliance schedule contained in:

e. Permittee is meeting compliance schedule

mmmm

--WI-

E

1 TSS violations which may be attributable to reporting error and/or a loss of settling pond volume, etc.

G. OPERATION AND MAINTENANCE

Treatment Facility Properly Operated and Maintained 	 Yes No NIA WE
a. Standby power available: Generator Dual Feed 	 x
b. Adequate alarm system available for power or equipment failures 	 x
C.	 All treatment units in service other than backup units 	 x
d. Sufficient operating staff provided: 1 shifts 5 Days/Week S employees	 x
e. Operator holds unexpired license of class required by permit Class: 	 - x -
f. Routine and preventive maintenance schedule/performed on time	 x
g. Any major equipment breakdown since last inspection 	 x
h. Operation and maintenance manual provided and maintained 	 x
t,	 Any plant bypasses since last inspection 	 X
j. Regulatory agency notified of bypasses: on MORS	 800 Number
k. Any hydraulic and/or organic overloads experienced since last inspection 	 - - - x

U.S. EPA NPDES No. 0H0090867
Ohio NPDES No. 01N00113*ED	 Page 2 of 3
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SELF-MONITORING PROGRAM

Part I - Flow Measurement	 Yes No N/A NIE
a. Primary flow measuring device properly operated & maintained. Type of device:

ultrasonic & parshall flume 	 calculated from influent
weir	 X	 Other
ultrasonic & weir 	 Specify: By Visual Observation

b. Calibration frequency. adequate (date of last calibration: ) 	 X
C.	 Secondary instruments (totalizers, recorders etc.) properly operated and maintained	 x
d. Flow measurement equipment adequate to handle expected ranges of flows	 x
e. Actual 110w discharged is measured 	 X -
f. Flow measuring equipment inspection frequency: 	 Daily 	 Weekly

Monthly 	 Other

J. EFFLUENT/RECEIVING WATER OBSERVATIONS

Outfall #	 Oil Sheen	 Grease	 Turbidity	 Visible Foam	 Visible Float Solids 	 Color	 Other

002	 No discharge

003	 No discharge

004	 none	 none	 none	 none

Ohio NPDES No. OIN001 1 3*ED	 Page 3 of 3
U.S. EPA NPDES No. 0H0090867
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5. MOR Data Substitution Codes

AA - Below Detectable Limit: Use this code when the quantitative analysis for a substance is done
according to an approved analytical method and does not detect the substance or detects it at a level
below, the minimum detection level. When this code is used, the detection limit should be reported in the
additional remarks section of the monthly operating report.

AB - Analytical Data Lost: Use this code when the analytical data for a sample has been lost. This
applies only to recorded data (e.g., paper records, data disks, etc). This code is not to be used when a
sample is lost. In such a case, the sample would be considered not to have been taken. The circumstances

.	 causing the use of this code should be explained in the additional remarks section of the monthly
operating report.

AC - Plant Not Operating: Use this code when the wastewater treatment plant is not in operation and
there is no discharge to waters of the state, thereby precluding the collection of samples. The
circumstances causing the use of this code should be explained in the additional remarks section of the
monthly operating report. (See procedures under AB code to enter the comments).

AD - Automatic Analyzer Out of Service: Use this code when an automatic analyzer, which is normally
used to analyze samples at the treatment works, is inoperative. The circumstances causing the use of this
code should be explained in the additional remarks section of the monthly operating report. (See
procedures under AB code to enter the comments).

AE - Analytical Data Not Valid: Use this code if the analytical data for a given sample is for some
reason not valid. The reason that the data is not valid should be stated in the additional remarks section
of the monthly operating report. (See procedures under AB code to enter the comments).

AF - High Stream Water Inundates Sample Site: Use this code when the designated sampling site is
inaccessible because of the high level of water in a stream. This code should be used for all parameters
required to be sampled at the site on the day that it was submerged.

AG - Trace: This code should not be used Use the 'c4A" code when this condition applies.

All - Sample Not Taken, Explanation in Remark Section: Use this code when a required sample is
not taken for a reason other than one covered by another "A" code. An explanation as to why the sample
was not taken must be given in the additional remarks section of the monthly operating report.

AJ - Above Range of Automatic Analyzer: Use this code when the concentration . of a substance is
above the level that an automatic analyzer is capable of measuring. This code should only be used for
parameters that are normally analyzed by an automatic analyzer. The upper limit of the automatic
analyzer should be reported in the additional remarks section of the monthly operating report. (See
procedures under AB code to enter the comments).
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AK - Biological Sample Too Numerous to Count: Use this code when the number of bacterial colonies
for each dilution tested exceeds the acceptable number of colonies given by the analytical method used.
(Appropriate dilutions should be used to obtain an acceptable count of bacterial colonies)

AL - No Discharge For the Month: Use this code when there was no discharge for the month for a
sampling station. This code also applies to sludge stations, use this code when no sludge is used or
disposed for the month for the station. The AL code should be placed on the first day, first column of the
form. No additional comments are required.

AN - Sample Not Taken, Plant Not Normally Staffed (Saturdays, Sundays, and Holidays): Use this
code to indicate when samples are not collected on days that the treatment plant is not normally staffed..
The use of this code is limited to Saturdays, Sundays, and officially recognized municipal holidays if the
treatment plant is not normally staffed on those days.


