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CERTIFIED-MA IL

Subject: Notice of Violation for Failure to Respond to a Significant Deficiency

Dear Rev. Compton:

This letter is notification that the Apostolic Pentecostal Church PWS has not complied with
requirements issued during this Agency's last survey performed on April 2, 2008, in violation of
rule 3745-81-60 of the Ohio Administrative Code. Apostolic Pentecostal Church was notified in
correspondence dated April 30, 2008, to respond in writing within 45 days of receipt of your letter,
with time frames for the following requirements:

REQUIREMENT(S)

Detail Plans - OAC Chapter 3745-91 requires submission and approval of detail plans
prior to the construction or installation of a PWS or for any substantial change to the PWS.
Detail plans have never been approved for this PWS. Detail plans were also requested
during previous surveys. Because the Church is operating with a water treatment plant
that has not been approved by this office, you are in violation of OAC Chapter 3745-91.

Detail plans will need to be submitted for the well and water treatment equipment. Please
submit detail plans and water supply data sheet (on the reverse side of the detail plans
instructions), along with the appropriate review fee, to this office within 45 days of receipt
of this letter.

Water Source Designation - Section 3745-81-76 of the OAC requires the Director of the
Ohio EPA to complete final water source designation for all public water sources. During
previous surveys, the well was evaluated for compliance with current standards to
determine water source designation. We stated that detail plans would need to be
submitted for your well in order that a water source designation could be made. Since we
are still awaiting detail plans, this designation has not been made. Designation will be
made as part of the detail plan review process.

Operations -You have a water conditioner as part of your PWS. Because we have never
had plan approval, we do not know about its purpose or operation. During the survey, I
noticed that the discharge line from the conditioner extends into the sewage discharge
line. The discharge cannot extend into the sewer line; an air gap separation is needed.
According to Ohio EPA's Backflow, Prevention and Cross Connection Control guidance
document, the air gap separation distance between the flood rim of the drain and the
softener's discharge line should be at least twice the pipe diameter of the discharge line.
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This will prevent contaminated water from back-siphoning into the public water system
should a vacuum occur.

Sample Siting Plan - CAC Chapter 3745-81-21(A) requires public water systems to
prepare a written coliform bacteria sample siting plan. The Church is in violation of this
rule because we do not have a sample siting plan on file for the Church. A sample siting
plan was requested during previous surveys, as well.

Please complete the plan and mail a completed copy to this office within 45 days of receipt
of this letter. The plan should be updated as information or conditions change. Please
maintain the plan on site for subsequent inspections.

We also asked you to consider the following recommendations-

RECOMMENDATION(S)

Raw Water Ta p - We recommend that a sample tap be installed upstream of the pressure
tank so that a raw water sample representative of the well can be obtained. If a routine
sample result should be reported as total coliform positive, and some or all of the required
repeat sample results are also positive, this raw water sample will assist in determining if
the bacteria is coming from the well. In addition, the new Groundwater Rule, which will
affect most PWSs and will become effective December 1, 2009, will require that when a
total coliform positive result is received from the distribution system, a sample must be
collected from the well. This sample tap should be located before the pressure tank, at a
location that is easily accessible and where the sample bottle can easily be filled up. The
tap should be smooth-nosed (not the type used for a hose) and produce a smooth,
pencil-thin flow of reasonable velocity.

SWAP - The 1996 Amendments to the Safe Drinking Water Act require Ohio EPA to
conduct source water assessments for all public water systems. The assessment of your
water system will assist you in identifying the potential threats to your water supply, and
help you develop protective strategies for your water supply. These reports contain
checklists of protective strategies for contaminant sources identified within the report.
The reports also identify the susceptibility of your sources to contamination. A SWAP
report was issued to your PWS on March 28, 2005, and identified the susceptibility of your
source to contamination as low.

A copy of this report was made for you during the survey. Please review your report and
complete the checklists of protective strategies. Return the checklist to this office within
45 days of this letter date. Specific questions that you may have about the SWAP report
can be answered by contacting Kathy Metropulos at (330) 963-1149.

Operations - During the survey, I noticed two cartridge filters located downstream of the
pressure tank. Please note that filters such as these may harbor bacteria if not properly
maintained. Please check the manufacturer's directions for proper maintenance and
cleaning procedures.
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The water system must respond in writing within 15 days from the date of this letter with
the required information. Failure to comply may result in further enforcement action.

If you have any questions, please contact me at (330) 963-1194.

Sincerely,

Th, 
$ecS4

Beth Madis
Environmental Specialist
Division of Drinking and Ground Waters

BRM/ams

cc:	 Ohio EPA, Central Office, DDAGW I OFAS
Wayne County Health Department


