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SS & G Financial Services, Inc., Receiver
Attn: Robert Greenwald
Vintage Village Estates
321125 Solon Road
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Dear Mr. Greenwald:

RE: TRUMBULL COUNTY
LIBERTY TOWNSHIP
VINTAGE VILLAGE ESTATES
NPDES PERMIT NO, 0H0107425
OHIO EPA PERMIT NO. 3PV00059

Lepaglamovi M__

On January 25, 2012, Ohio EPA conducted an inspection of the wastewater treatment plant
serving the above-referenced facility. Mr. Scott Mascioli, the contracted plant operator,
accompanied Ohio EPA during the inspection. The inspection was performed to evaluate the
facility's operation and maintenance of its treatment works, as well as determine the facility's
overall compliance with its National Pollutant Discharge Elimination System (NPDES) permit.

The wet-stream treatment components consist of a flow equalization basin, 40,000 gpd
extended aeration activated sludge treatment process, final settling tank, slow surface sand
filtration, chlorine disinfection, dechlorination, and post-aeration. Sludge handling consists of an
aerated sludge holding tank. Treated effluent is discharged to an unnamed tributary of Squaw
Creek.

During the inspection, the following observations and/or deficiencies were noted:

The overall operation and maintenance of the treatment plant is marginal.

2. The treatment plant is still subjected to high amounts of inflow and infiltration (I/I). The I/I
is the result of a leaky collection system, and results in regular hydraulic upsets at the
plant during heavy rain events or snow melts.

3. Several of the grates over the equalization tanks were quite corroded, and had been
replaced with sheets of oriented strand board, instead of new, sturdy grating.

4. Several areas on the walls of the aeration tank have corroded through. Mr. Mascioli
explained that the walls have been patched up multiple times, but that the corrosion
problems continue.

5
	

The mixed liquor in the aeration tanks had a good, chocolate brown color, indicative of a
healthy bacterial population.

6.	 Foaming was observed in the aeration tanks.
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required in the NPDES permit. Since approximately the end of March 2010, the flow has
been reported as either the design average daily flow of 40,000 gpd, or an A substitution
code. Flow must be reported on a continuous basis. Mr. Mascioli in as to whether
flow could be estimated via the bucket and stopwatch method. This method does not
suffice since the NPDES permit specifically requires continuous flow monitoring. Failure
to record and report flow as required is a violation of the NPDES permit.

9. Several of the sand filter beds were plugged by a thick layer of sludge, which is being
carried over from the clarifiers. One filter bed had recently overflowed its walls, and was
completely full. Water was being pumped from it to another empty filter bed.
Maintenance people were observed cleaning the sludge from the beds. Maintaining the
operation of both clarifiers will reduce the amount of sludge that is transferred to the
sand filters. Maintaining clean sand filters will help reduce the number of unauthorized
bypass events during peak hydraulic loading. At the least, it will help minimize the
amount of water that does overflow the filter beds when the plant is being heavily loaded
with Ill water. Please note that bypassing the sand filters is a violation of the terms and
conditions of the NPDES permit.

10. The bypass pipes in the sand filters have been capped, as was required in previous
correspondence from this office. However, cracks in the overflow pipes were observed,
which can still lead to unauthorized bypasses of the sand filters. These pipes should be
removed altogether.

A review of the facility's electronic Discharge Monitoring Reports (eDMRs) received by Ohio
EPA for the period January 2009 - December 2011 indicated continued violations of the terms
and conditions of the NPDES permit. The specific instances of noncompliance have been
included as separate appendices.

As is evidenced by the eDMR data, the facility continues to violate the terms and conditions of
its NPDES permit. In addition to these permit violations, the facility's NPDES permit has been
expired since February 28, 2011. As required by Ohio Administrative Code 3745-33-03, in
order to continue discharging treated wastewater under an expired permit, a permit renewal
application must be submitted 180 days prior to the expiration date of the permit. To date, this
office has not received a permit renewal application.

As you are aware, the Trumbull County Sanitary Engineer's Office has completed construction
of a public sewer that runs across the front of the property along State Route 193. The sewer
has been available since approximately May 7, 2010. Part II, M of the facility's NPDES permit
requires that a facility abandon its treatment works and tie into a public sewer whenever the
sewer becomes available. Additionally, the Trumbull County Health Department has sent two
separate notices, one on May 28, 2010, and one on September 9, 2011, mandating a sewer tie-
in. To date, the facility has not yet connected to this sewer. Failure to tie in to the sewer is a
violation of the above-referenced portion of the NPDES permit.

Per your letter to this office, dated December 12, 2011, we understand that you are in the
process of obtaining authorization to auction off the property. You explained that the buyer
would be made aware of the requirements for the sewer connection. However, Ohio EPA can
no longer allow the nuisance conditions at the site to continue. Due to the long-documented
history of noncompliance at the site, the continual violations of the NPDES permit, and failure to
connect to the public sewer, this matter will be referred to our legal section for appropriate
enforcement action.
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Should you have any questions or comments regarding this letter, please contact this office at
(330) 963-1200.

Respecifully,

Jt4'

Tomás Parry
Environmental Engineer
Division of Surface Water

TP/cs

Attachments: Appendix A
Appendix B
Appendix C
Photos

cc:	 Rex Fee, Trumbull County Sanitary Engineer's Office
Scott Mascioli
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Appendix A

RportJng
	

Reporting	 Limit Reported Violior
Period	 -- Station Code	 Parameter	 Type	 Jnit"value
January 2011	 001	 00530	 Total Suspended Solids 	 1D Conc	 16	 20.	 1/12/2011
January2011	 001	 00530	 Total Suspended Solids 	 lDConc	 18	 27.	 1/27/2011
January2011	 001	 00530	 Total Suspended Solids 	 ID Qty	 2.7	 3.028	 1112/2011
January 2011	 001	 00530	 Total Suspended Solids 	 30D Qty	 1.8	 2.4224	 1/1/2011
February 2009	 001	 00530	 Total Suspended Solids	 ID Qty	 2.7	 4.74639 2/11/2009
February 2009	 001	 80082	 CBOD 5day	 lDConc	 15	 23,	 2/11/2009
February 2011	 001	 00530	 Total Suspended Solids	 1D Qty	 1 2.7	 6.5102	 2/14/2011
February 2011	 001	 80082	 CBOD 5 day	 ID Conc	 15	 25.	 2/9/2011
February 2011	 001	 80082	 CBOD 5 day	 1D Qty	 2.3	 3.785	 2/9/2011
February 2011	 001	 80082	 CBOD 5 day	 30D Qty	 1.5	 1.93792 2/1/2011
October 2009	 001	 50060	 Chlorine, Total Residu 	 1D Conc	 0.019	 .1	 10112/2009
April 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 ID Qty	 2.0	 2.07418	 4/1/2009
April 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 ID Qty	 2.0	 3.028	 4/15/2009
January 2009	 001	 00530	 Total Suspended Solids 	 300 Cone 12	 26.25	 1/1/2009
January 2009	 001	 80082	 CBOD 5 day	 ID Conc	 15	 26.	 1/7/2009
May 2009	 001	 00530	 Total Suspended Solids	 10 Conc	 18	 68.	 5/22/2009
May 2009	 001	 00530	 Total Suspended Solids 	 300 Conc 12	 33.75	 5/1/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Qty	 0.45	 1.24034 5/6/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 ID Qty	 0.45	 1148637 5/22/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Qty	 0.3	 1.27388 5/1/2009
August 2010	 001	 50060	 Chlorine, Total Residu	 1D Conc	 0.019	 .1	 8/2612010
January 2010	 001	 00610	 Nitrogen. Ammonia (NH3	 300 Conc 8.7	 18.265	 1/1/2010
January 2010	 001	 00610	 Nitrogen. Ammonia (NH3	 ID Qty	 2.0	 3.93526	 1/4/2010
February 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Qty	 1.3	 2.53805 2/1/2010
February 2010	 001	 80082	 CBOD 5 day	 ID Cone	 15	 52.	 211212010
May 2010	 001	 50060	 Chlorine, Total Residu	 10 Conc	 0.019	 .06	 5/6/2010
May 2010	 001	 50060	 Chlorine, Total Residu 	 lDConc	 0.019	 .08	 5/13/2010
November 2010 	 001	 00530	 Total Suspended Solids 	 10 Conc	 18	 24.	 11/29/2010
November 2010 	 001	 00610	 Nitrogen. Ammonia (NH3 	 1D Cone	 13	 16.4	 11/29/2010
November 2010	 001	 00610	 Nitrogen. Ammonia (NH3	 ID Qty	 2.0	 2.48296 11129/2010
May 2011	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Conc	 3.0	 18.5	 5/6/2011
July 2011	 001	 00610	 Nitrogen, Ammonia (NH3	 lDConc	 3.0	 5.3	 7/5/2011
June 2011	 001	 00300	 Dissolved Oxygen	 1DConc	 6.0	 5.3	 6/20/2011
April 2011	 001	 00530	 Total Suspended Solids	 10 Qty	 2.7	 13.9288	 4/8/2011
April 2011	 001	 80082	 CBOD 5 day	 300 Qty	 1.5	 1.90259 4/112011
January2009	 001	 80082	 CBOD Sday	 3000ty	 1.5	 1.56103	 1/1/2009
February 2009	 001	 00530	 Total Suspended Solids 	 30D Cone 12	 23.	 2/112009
February 2009	 001	 80082	 CBOD 5day	 300 Conc 10	 13.125	 2/112009
February 2009	 001	 80082	 CBOD 5 day	 1D Qty	 2.3	 2.87282 2/1112009
May 2009	 001	 80082	 CBOD 5 day	 30D Conc 10	 12.925	 5/1/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Qty	 0.45	 1.09492 5113/2009
May 2009	 001	 80082	 CBOD 5day	 lDConc	 15	 27.	 5/2212009
June 2009	 001	 80082	 CBOD 5 day	 300 Conc 10	 10.82	 6/112009
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January 2011	 001
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January 2011	 001
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April 2011	 001
April 2011	 001
May 2011	 001
	

00610
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80082
May 2011	 001
	

00530
July 2011	

1 
001

February 2009	 1 001

Nitrogen, Ammonia (NH3	 1D Conc	 3.0
Nitrogen, Ammonia (NH3	 ID Oly	 0.45
CBOD 5day	 lDConc	 15
Nitrogen. Ammonia (NH3	 ID Conc	 3.0
Total Suspended Solids 	 1 D Cone	 18
Total Suspended Solids 	 ID Conc	 18
Total Suspended Solids 	 1D Qty_ 2.7
Total Suspended Solids 	 ID Qty	 2.7
Nitrogen, Ammonia (NH3	 30D Cone 8.7
Dissolved Oxygen	 1 D Cone	 6.0
Chlorine, Total Residu	 1D Cone	 0.019
Nitrogen, Ammonia (NH3	 1D Conc	 13
Nitrogen, Ammonia (NH3	 300 Qty	 1.3
CBOD 5 day	 300 Cone 10
Nitrogen, Ammonia (NH3 	 30D Conc 8.7
Nitrogen, Ammonia (NH3	 30D Qly	 1.3
CBOD 5 day	 30D Cone 10
Nitrogen. Ammonia (NH3	 30D Cone 2.0
Total Suspended Solids 	 30D Qty	 1.8
Total Suspended Solids 	 ID Cone	 18
Nitrogen, Ammonia (NH3	 30D Qty	 1.3
Total Suspended Solids 	 ID Qty	 2.7
Nitrogen, Ammonia (NH3	 300 Cone 2.0
Nitrogen, Ammonia (NH3	 30D Qty	 0.3
Nitrogen. Ammonia (NH3	 ID Cone	 3.0
Nitrogen. Ammonia (NH3	 ID Cone	 3.0
Nitrogen, Ammonia (NH3	 30D Cone 2.0
Nitrogen, Ammonia (NH3	 ID Qty	 0.45
Nitrogen, Ammonia (NH3	 1D Conc	 3.0
Total Suspended Solids	 30D Qty	 1.8
Nitrogen, Ammonia (NH3	 300 Qty	 1.3
CBOD 5 day	 300 Cone 10
Chlorine, Total Residu	 1D Conc	 0.019
Nitrogen, Ammonia (NH3	 1D Conc	 3.0
Nitrogen. Ammonia (NH3 	 1D QLy	 0.45
Nitrogen, Ammonia (NH3	 30D Conc 8.7
Total Suspended Solids	 1D Qty	 2.7
Nitrogen, Ammonia (NH3	 10 Qty	 2.0
Total Suspended Solids 	 ID QLy	 2.7
Total Suspended Solids 	 30D Cone 12
Total Suspended Solids	 30D My	 1.8
CBOD 5day	 lDConc	 15
Nitrogen, Ammonia (NH3	 300 Cone 2.0
CBOD 5 day	 10 Cone 15
Total Suspended Solids 	 ID Conc_ 18
Total Suspended Solids 	 10 Cone	 18
Nitroaen. Ammonia (NH3	 10 Cone	 13

2.11657	 6/18/2009
23.	 6/18/2009
3.06	 6/29/2009
31.	 2/12/2010
26.	 2/18/2010
4.33004 2/18/2010
13.7395 2/26/2010
13.58	 3/112010
3.9	 5/10/2010
.05	 5/25/2010
25.9	 1127/2011
1.33686	 2/1/2011
12.8	 2/1/2011
10.6466	 3/1/2011
1.77214	 4/1/2011
13.7	 5/112011
2.84	 711/2011
3.75377	 1/1/2009
42.	 2/4/2009
3.71838	 4/1/2009
4.36032 5/13/2009
16.69	 611/2009
1.29665 6/1/2009
19.2	 6/4/2009
21.2	 6/1112009
2.485	 9/1/2009
.45147	 9/18/2009
8.31	 10/19/2009
11.0569	 2/1/2010
1.58463	 3/1/2010
11.375	 3/1/2010
.08	 5/8/2010
6.71	 6/16/2010
.62225	 8/3/2010
18.4	 1/1/2011
4.0878	 1/27/2011
3.92126	 1/27/2011
3.3308	 3/18/2011
39.3333	 4/1/2011
5.95507	 4/1/2011
26.	 4/6/2011
6.97667	 5/112011
26.	 5/6/2011
22,	 5/23/2011
30.	 7/12/2011
14.9	 2/25/2009
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March 2009	 001	 00610	 Nitrogen. Ammonia (NH3	 30D Cone 8.7	 11.3175 3/1/2009
March 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 1D Conc	 13	 13.1	 311312009
April 2009	 001	 80082	 CBOD 5day	 1D Qty	 2.3	 5.1476	 4/23/2009
May 2009	 001	 50060	 Chlorine, Total Residu 	 1 D Conc_ 0.019	 06	 5/4/2009
May 2009	 001	 00610	 Nitrogen, Ammonia (NI-{3 	 lOConc	 3.0	 11.3	 5/612009
May 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Conc	 3.0	 4.52	 5/13/2009
October 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 ID Qty	 0.45	 1.54121	 10119/2009
February 2010	 001	 00530	 Total Suspended Solids 	 30D Cone 12	 42.25	 2/1/2010
February 2010 	 001	 00530	 Total Suspended Solids 	 lDConc	 18	 110.	 2/2612010
February 2010	 001	 80082	 CBOD 5day	 lDConc	 15	 50.	 2/26/2010
March 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 ID Qty	 2.0	 2.5193	 3/19/2010
July 2010	 001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 4.9	 7/26/2010
November 2010	 001	 00530	 Total Suspended Solids 	 ID Qty	 2.7	 3.6336	 11/29/2010
March 2011	 001	 00610	 Nitrogen. Ammonia (NH3 	 ID Qty	 2.0	 2.3467	 3/18/2011
March 2011	 001	 00530	 Total Suspended Solids 	 10 Cone	 18	 19.	 3/24/2011
jMay 2011	 001	 31616	 Fecal Coliform	 300 Conc 1000	 1200.	 5/112011
January 2009	 001	 00530	 Total Suspended Solids 	 1D Conc	 18	 22.	 1/21/2009
March 2009	 001	 00610	 Nitrogen. Ammonia (NH3	 ID Conc	 13	 14.1	 3/18/2009
April 2009	 001	 00610	 Nitrogen. Ammonia (NH3	 10 Conc	 13	 20.	 4/15/2009
May 2009	 001	 00530	 Total Suspended Solids	 30D Qty	 1.8	 3.48315 511/2009
May 2009	 001	 31616	 Fecal Colifomi . 	 30D Conc 1000	 10000.	 5/1/2009
jMay 2009	 001	 31616	 Fecal Coliform	 1D Conc	 2000	 10000.	 5/28/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 ID Qty	 0.45	 1.38077 6/4/2009
June 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 1D Qty	 0.45	 1.28387 6/11/2009
February 2010	 001	 00530	 Total Suspended Solids	 ID Qty	 2.7	 24.7576 2/12/2010
February 2010	 001	 80082	 CR00 5 day	 10 Qty	 2.3	 6.24525 2/26/2010
April 2010	 001	 00610	 Nitrogen. Ammonia (NH3	 10 Conc	 13	 21.1	 4/812010
February2011 	 001	 00530	 Total Suspended Solids 	 10 Conc	 18	 48.	 2/9/2011
March 2011	 001	 00530	 Total Suspended Solids 	 30D Conc 12	 12.6	 3/1/2011
March 2011	 001	 00530	 Total Suspended Solids	 30D Qty	 1.8	 1.90764 3/1/2011
March 2011	 001	 80082	 CBOD 5 day	

230DConc15

	 22.	 3/18/2011
March 2011	 001	 00610	 Nitrogen, Ammonia (NH3	 13	 13.8	 3/31/2011
March 2011	 001	 00610	 Nitrogen, Ammonia (NH3	 2.0	 2.08932	 3/31/2011
April 2011	 001	 00610	 Nitrogn, Ammonia (NH3	 8.7	 11.705	 4/112011
April 2011	 001	 00530	 Total Suspended Solids 	 10 Cone	 18	 92.	 4/8/2011
May 2011	 001	 00530	 Total Suspended Solids 	 300 Cone 12	 18.5	 51112011
July 2011	 001	 80082	 CBOD Sday	 lOConc	 15	 20.	 7112/2011
August 2011	 001	 31616	 Fecal Coliform	 ID Conc	 2000	 2600.	 8/1812011
October 2011	 001	 31616	 Fecal Coliform	 ID Cone	 2000	 13000.	 10/12/2011
January 2009	 001	 00530	 Total Suspended Solids 	 ID Conc	 18	 68.	 1/7/2009
February 2009	 001	 00530	 Total Suspended Solids 	 1D Conc	 18	 38.	 2/11/2009
April2009	 001	 00610	 Nitrogen, Ammonia (NH3	 ID Cone	 13	 13.7	 4/1/2009
April 2009	 001	 00530	 Total Suspended Solids	 1D Cone	 18	 34.	 4/23/2009
April 2009	 001	 00530	 Total Suspended Solids	 ID Qty	 2.7	 5.1476	 4/23/2009
April 2009	 001	 00610	 Nitrogen. Ammonia (NH3	 10 Qtv	 2.0	 8.69036 4/29/2009
May 2009	 001	 00610	 Nitrogen. Ammonia (NH3	 300 Cone 2.0	 12.9733 5/1/2009
May 2009	 001	 00530	 Total Suspended Solids	 10 Cone	 18	 33.	 5/6/2009
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May 2009	 001	 00530	 Total Suspended Solids	 ID Qty	 2.7	 3.62225 5/6/2009
May 2009	 001	 00530	 Total Suspended Solids	 •1y_. 2.7	 4.37546 512212009
June 2009	 001	 00530	 Total Suspended Solids 	 ID Conc	 18	 22.	 6/18/2009
July 2009	 001	 50060	 Chlorine, Total Residu 	 10 Conç ... 0.019	 .06	 7/28/2009
January 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 300 Qty	 1.3	 2.19099 1/1/2010
January 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 10 Conc	 13	 28.1	 1/4/2010
February2Ol0	 001	 80082	 CBOD 5day_	 1D Qty	 2.3	 41.5290 2/12/2010
March 2010	 001	 00610	 Nitrogen. Ammonia (NH3 	 1D Conc	 13	 20.8	 3/19/2010
May 2010	 001	 00610	 Nitrogen. Ammonia (NH3 	 30D Conc 2.0	 8.31	 5/1/2010
May 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 lDConc	 3.0	 13.5	 5/25/2010
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Conc 2.0	 3.12	 8/1/2010
August 2010	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Qty	 0.3	 .47237	 8/1/2010
September 2010	 001	 00530	 Total Suspended Solids 	 1 D Conc	 18	 19.	 9/30/2010
September 2010	 001	 00530	 Total Suspended Solids 	 ID Qty	 2.7	 2.8766	 9/30/2010
February 2011	 001	 00530	 Total Suspended Solids 	 300 Qty	 1.8	 5.6775	 2/1/2011
February 2011	 001	 00610	 Nitrogen, Ammonia (NH3300 Conc 8.7	 8.83	 2/1/2011
February 2011	 001	 00530	 Total Suspended Solids	 1 D Conc	 18	 56.	 2/2/2011
February 2011	 001	 00530	 Total Suspended Solids	 ID Conc	 18	 43.	 2/1412011
March 2011	 001_	 00610	 Nitrogen, Ammonia (NH3	 300 Qty	 1.3	 1.61191	 3/1/2011
Apri l 2011	 001	 00610	 Nitrogen, Ammonia (NH3	 ID Qty	 2.0	 2.24072 4/8/2011
January 2009	 001	 80082	 CBOD 5 day	 30D Conc 10	 12.2	 1/1/2009
January2009	 001	 80082	 CBOD 5day	 lDQty	 2.3	 4.82209 117/2009
March 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Cone	 13	 14.9	 3/25/2009
April 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Conc	 13	 57.4	 4/29/2009
May 2009	 001	 50060	 - Chlorine, Total Residu	 1D Conc	 0.019	 .07	 5118/2009
September 2009 001	 00610	 Nitrogen. Ammonia (NH3 	 1D Conc	 3.0	 4.97	 9118/2009
October 2009	 001	 00610	 Nitrogen. Ammonia (NH3 	 30D Conc 2.0	 5.13	 1011/2009
February 2010	 001	 80082	 CBOD 5 day	 300 Cone 10	 28.375	 2/112010
February 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 10 Qty	 2.0	 4.58647 2/5/2010
February 2010	 001	 80082	 CBOD 5 day	 10 Qty	 2.3	 3.15101	 2/5/2010
March 2010	 001	 80082	 CBOD 5 day	 ID Conc	 15	 16.	 3/19/2010
April 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Conc 8.7	 13.48	 4/1/2010
June 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Coric 2.0	 6.71	 6/1/2010
June 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Qty	 0.3	 1.01589 6/1/2010
August 2010	 001	 00610	 Nitrogen. Ammonia (NH3 	 1D Conc	 3.0	 4.11	 8/3/2010 -
August 2010	 001	 50060	 Chlorine, Total Residu 	 1D Cone	 0.019 -	 .12	 8/9/2010
January2011	 001	 00530	 Total Suspended Solids 	 30D Conc 12	 16.	 1/1/2011
February 2011	 001	 00530	 Total Suspended Solids 	 1D Qty	 2.7	 8.4784	 2/212011
February 2011	 001	 00530	 Total Suspended Solids	 ID Qty	 2.7	 7.2672	 2/9/2011
March 2011	 001	 00530	 Total Suspended Solids 	 10 Cone	 18	 22.	 3/18/2011
March 2011	 001	 00530	 Total Suspended Solids 	 10 Qty	 2.7	 2.8766	 3/24/2011
May 2011	 001	 00300	 Dissolved Oxygen	 1D Cone	 6.0	 5.7	 5/9/2011
August 2011	 001	 50060	 Chlorine, Total Residu	 1D Cone	 0.019	 .1	 8/1/2011
January 2009	 001	 00530	 Total Suspended Solids 	 1D Qty	 2.7	 12.6116	 117/2009
April 2009	 001	 00610	 Nitrogen, Ammonia (NH3	 30D Cone 8.7	 24.56	 411/2009
April 2009	 001	 80082	 CBOD 5 day	 ID Cone	 15	 34.	 4/23/2009
May 2009	 001	 00610	 Nitrogen. Ammonia (NH3	 10 Cone	 3.0	 23.1	 5122/2009
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June 2009	 001	 50060	 Chlorine, Total Residu	 10 Conc	 0.019	 .1	 6/1/2009
October 2009	 001	 00610	 Nitrogen, Ammonia (NH3 	 30D Qty_ 0.3	 .96989	 10/1/2009
February 2010	 001	 80082	 CBOD 5 day	 300 Qty_	 1.5	 13.0227 2/1/2010
May 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 lDConc	 3.0	 3.12	 5/4/2010
June 2010	 001	 00610	 Nitrogen, Ammonia (NH3	 IDQty	 0.45	 1.01589 6/16/2010
January 2011 	 001	 00610	 Nitrogen, Ammonia (NH3	 30D_ 1.3	 2.78576	 1/1/2011
February 2011	 001	 00530	 Total Suspended Solids 	 30D Coric 12	 37.5	 2/1/2011
March 2011	 001	 00610	 Nitrogen, Ammonia (NH3	 lDConc	 13	 15.5	 3/18/2011
March 2011	 001	 80082	 CBOD 5day	 ID Qty	 2.3	 3.3308	 3/18/2011
April 20 1 1 	 80082	 CBOD Sday	 30DConc 10	 12.5666 4/1/2011
A pril 2011	 001	 00610	 Nitrogen, Ammonia (NH3 	 lDConc	 13	 14.8	 4/8/2011
April2011	 001	 80082	 CBOD 5 day	 1D Qty	 2.3	 3.9364	 4/8/2011
M ay 2011	 001	 00530	 Total Suspended Solids 	 10 Conc	 18	 38.	 5/6/2011
October 2011	 1 001	 31616	 FecatColiform	 30DConc 1000	 13000,	 10/1/2011

Appendix B

Reporting	 Reporting	 Limit	 Reported Violation
Permit No	 Period	 I Station Code	 Parameter	 Type 	Value	 Date

September
3PV00059*DD 2011	 ..._J00T	 00&l	 -Flow-R ate  	 AD	 9/112011
3PV00059*DD October 2011	 001	 5D0L 1 Flow Rate 	 AD	 1011/2011
3PV00059*DD November 2011 	 50050	 LFlow R ale 	 AD	 11/1/2011
3PV00059*DD Decenibr 2011 I 001	 -100-%	 [ Flow Rate  	 AD	 1211/2011

Appendix C

Reporting
	 Reporting	 Sample	 Violation

Freguet
	 Date

001
	 Flow Rate	 1/Day	 01/24/2009

March	 001	 01350
	 Turbidity, Severity 	 1/Day	 I	 03/12/2009

001	 50050	 Flow Rate	 1/Day	 1	 03/14/2009
001	 50060
	 Chlorine, Total Residu	 1/Day	 05/14/2009

June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 06/02/2009
June	 2009	 001	 50060

	 Chlorine. Total Residu	 I	 06/05/2009
June	 2009	 001	 Chlorine, Total Residu	 1	 06/12/2009
June	 2009	 001	 Chlorine, Total Residu	 1	 1	 06/26/2009
July	 2009	 001	 00083	 Color, Severity 	 1	 07/01/2009
July	 2009	 001	 00083

	 Color, Severity	 07/02/2009
July 2009
	 001	 01330	 Odor, Severity	 07/03/2009

July	 2009
	 001
	 01350	 Turbidity, Severity	 1	 07/03/2009

July	2009	 001	 50060
	 Chlorine. Total Residu	 1	 1	 07/21/2009
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August 2009	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 08/08/2009
September 2009 001	 01330	 Odor, Severity	 1/Day	 1	 0	 09109/2009
October 2009	 001	 00010	 Water Temperature 	 1/Day	 - 1	 0	 10/0212009
January 2010	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 01/22/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/07/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/09/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 - 1	 0	 05119/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/2412010
July 2010	 001	 00010	 Water Temperature	 1/Day	 1	 0	 0711612010
July 2010	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 07/01/2010
July	 2010	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 07116/2010
July	 2010	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 07/30/2010
July 2010	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 07/15/2010
July	 2010	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/01/2010
July	 2010	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/27/2010
September 2010 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 09/10/2010
May	 2011	 001	 50060	 Chlorine. Total Residu	 1/Day	 1	 0	 05/05/2011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/11/2011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/15/2011
July	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/15/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/09/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08116/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/29/2011
September 2011	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 09/08/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/04/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 0910712011
September 2011	 001	 50050	 Flow Rate	 May	 1	 0	 09117/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/3012011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/0312011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/12/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/14/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/15/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/02/2011
November 2011	 901	 50050	 Flow Rate	 1/Day	 1 	 0	 11/05/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/07/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/0312011
December 2011 - 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/18/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/3012011
March 2009	 001	 00083	 Color, Severity 	 1/Day	 1	 0	 03/12/2009
March 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 03/27/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/09/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/1712009
July 2009	 001	 00010	 Water Temperature	 1/Day	 1	 0	 07/01/2009
July	 2009	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 07/01/2009
July 2009	 001	 00010	 Water Temperature	 1/Day	 1	 0	 07/02/2009
July 2009	 001	 00010	 Water Temperature	 1/Day	 1	 0	 07/0312009
July 2009	 001	 50060	 Chlorine. Total Residu	 1/Day	 1	 0	 07/17/2009
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July 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 07127/2009
July	 2009	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 07/30/2009
August 2009	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 08/15/2009
September 2009 001	 00610	 Nitrogen, Ammonia (NH3 1I2Weeks	 1	 0	 09/01/2009
September 2009 001	 00010	 Water Temperature	 1/Day	 1	 0	 09/10/2009
September 2009	 001	 01330	 Odor. Severity	 1/Day	 1	 0	 09/10/2009
May	 2010	 001	 50050	 Flow Rate	 11Day	 1	 0	 05/04/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/05/2010
June 2010	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 06/08/2010
July	 2010	 001	 00083	 Color, Severity 	 1/Day	 1	 0	 07/02/2010
July 2010	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 07/29/2010
July	 2010	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 07/3012010
February 2011	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 02/15/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/25/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05128/2011
June 2011	 001	 00530	 Total Suspended Solids	 1)Week	 1	 0	 06/01/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/05/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 - 06/10/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/19/2011
July	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/09/2011
July	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/21/2011
July 2011	 001	 00530	 Total Suspended Solids	 11Week	 1	 0	 07/22/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/22/2011
August 2011	 001	 50050	 Flow Rate	 11Day	 1	 0	 08/22/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/27/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09103/2011
September 2011 001	 80082	 CBOD 5day	 liWeek	 1	 0	 09/08/2011
September 2011	 001	 50050	 Flow Rate	 1/Day -	 1	 0	 09/1612011
September 2011	 001	 50050	 Flow Rate	 May	 1	 0	 09/21/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09125/2011
September2011	 001	 50050	 Flow Rate	 May	 1	 0	 09/27/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/02/2011
October 2011	 001	 50050	 Flow Rate	 11Day	 1	 0	 10/04/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/1712011
October 2011	 001	 50050	 Flow Rate	 _____ 1	 0	 10120/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/04/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/16/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/18/2011
November 2011	 001	 50050	 Flow Rate	 May	 1	 0	 11128/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/30/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/06/2011
December 2011	 001	 50050	 Flow Rate	 11Day	 1	 0	 12/20/2011
December 2011	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 12/2212011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/26/2011
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01/01/2009
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01125/2009
May	 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/08/2009
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May	 2009	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 05/15/2009
May	 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/20/2009
May	 2009	 001	 00300	 Dissolved Oxygen	 1/Week	 1	 0	 05/22/2009
June 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06119/2009
July 2009	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 07/01/2009
MY 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 07101/2009
July	 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 - 1	 0	 07116/2009
October 2009	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 10/0112009
October 2009	 001	 01330	 Odor, Severity	 1/Day - 1	 0	 10115/2009
October 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/31/2009
May	 2010	 001	 31616	 Fecal Coliform	 1/Month	 1	 0	 05/01/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/03/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/20/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/29/2010
June 2010	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 06/01/2010
June 2010	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 06/01/2010
July 2010	 001	 00083	 Color, Severity	 May	 1	 0	 07101/2010
July 2010	 001	 50060	 Chlorine, Total Residu	 May	 1	 0	 07/09/2010

jMay	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/03/2011
May	 2011	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 05/08/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/12/2011
June 2011	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 06/01/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/0212011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/0312011
June 2011	 001	 00610	 Nitrogen, Ammonia (NH3 1/2Weeks	 1	 0	 06/15/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/20/2011
June 2011	 001	 50050	 Flow Rate	 May	 1	 0	 06/23/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/25/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/26/2011
June 2011	 001	 50050	 Flow Rate	 May	 1	 0	 06/3012011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/13/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/2012011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/26/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/1212011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/08/2011
September 2011	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 09/22/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/06/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/14/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/24/2011
November 2011 001	 50050	 Flow Rate	 May	 1	 0	 11/25/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/27/2011
December 2011	 001	 50050	 Flow Rate	 May	 1	 0	 12/05/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/08/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/22/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/25/2011
March 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 1 03101/2009
March 2009	 001	 01330	 Odor, Severity	 May	 11	 0	 1 03/1212009
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March 2009	 001	 50050	 Flow Rate	 1/Day	 - 1	 0	 - 03/13/2009
March 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 03131/2009
May	 2009	 001	 80082	 CBOD 5 day	 IM/eek	 1	 0	 05115/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 py - 1	 0	 05115/2009
May 2009	 001	 00400	 pH	 1Week	 1	 0	 05/22/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day - 1	 0	 05/26/2009
May	 2009	 001	 50060	 Chlorine. Total Residu	 1/Day	 1	 0	 05/29/2009
June 2009	 001	 50060	 Chlorine, Total Residu	 - 1	 0	 06/23/2009
July 2009	 001	 00610	 Nitrogen, Ammonia (NH3 1/2Weeks 	 1	 0	 07/01/2009
July 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/15/2009
July 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 07/22/2009
August 2009	 001	 00610	 Nitrogen, Ammonia (NH3 1/2Weeks 	 1	 0	 08/15/2009
September 2009 	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 09109/2009
October 2009	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 10/01/2009
October 2009	 001	 00083	 Color, Severity	 1/Day	 1	 0	 10/02/2009
October 2009	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 10/02/2009
April 2010	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 04122/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/06/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/11/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/17/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/28/2010
May	 2010	 001	 50050	 Flow Rate	 110ay	 1	 0	 05/30/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 0513112010
June 2010	 001	 00610	 Nitrogen, Ammonia (NH3 1/2Weeks	 1	 0	 06/01/2010
June	 2010	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/30/2010
July	 2010	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 07/0212010
July	 2010	 001	 50060	 Chlorine, Total Residu	 1/Day	 1 1	 0	 07/0212010
July	 2010	 001	 00083	 Color, Severity 	 1/Day	 1	 0	 07/3012010
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/13/2011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/22/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/21/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06129/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/02/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/0712011
July 2011	 001	 50050	 Flow Rate	 _____ 1	 0	 07/18/2011
July	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/29/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08104/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/10/2011
August 2011	 001	 50050	 Flow Rate	 jy	 1	 0	 08/18/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/20/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08123/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/26/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 I	 0 	 08/3012011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/3112011
September 2011	 001	 50050	 Flow Rate	 May	 1	 0	 09/05/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09109/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/11/2011
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September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09114/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09123/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/29/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/0512011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/07/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/08/2011
October 2011	 001	 50050	 Flow Rate	 - 1/Day - 1	 0	 10/09/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/03/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/10/2011
December 2011	 001	 00610	 Nitrogen, Ammonia (NH3 1/2Weeks 	 1	 0	 12101/2011
December 2011 001	 80082	 CBOD 5day	 Meek	 1	 0	 12/0112011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12113/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/16/2011
December 2011	 001	 50050	 Flow Rate	 1/Day_	 1	 0	 12127/2011
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01/1012009
March 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 03108/2009
jMay	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05106/2009
May	 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/31/2009
June 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/03/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/11/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/24/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/25/2009
July	 2009	 001	 01330	 Odor, Severity	 - 1/Day	 1	 0	 07/02/2009
July	 2009	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 07102/2009
July 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/30/2009
August 2009	 001	 01330	 Odor. Severity	 1/Day	 1	 0	 08/11/2009
October 2009	 001	 00010	 Water Temperature 	 1/Day	 1	 0	 10/01/2009
October 2009	 001	 00083	 Color. Severity 	 1/Day	 1	 0	 10/01/2009
January 2010	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 01122/2010
April 2010	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 04/22/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/02/2010
May	 2010	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 05/15/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/15/2010
May	 2010	 001	 80082	 CBOD 5day	 ldWeek	 1	 0	 05/15/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/18/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/26/2010
July 2010	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 07/1512010
July	 2010	 001	 00083	 Color, Severity 	 1 /Day 	 1	 0	 07/1612010
July 2010	 001	 00010	 Water Temperature	 1/Day	 1	 0	 07/30/2010
Januy 2011	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 01/15/2011
January 2011	 001	 80082	 CBOD 5day	 1/Week	 I	 0	 01/15/2011
February 2011	 001	 00610	 Nitrogen. Ammonia (NH3 1/Weeks 	 1	 0	 02/15/2011
April 2011	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 04/01/2011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/04/2011
May	 2011	 001	 80082	 CBOD 5day	 1/Week	 1	 0	 05/0812011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/08/2011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/1712011
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May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/27/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/29/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/0412011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/12/2011
June	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 1 0	 06/17/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 - 1	 0	 0710312011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/06/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07110/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 - 07/14/2011
July 2011	 001	 50050	 Flow Rate	 11Day	 1	 0	 07/17/2011
MY 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/23/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/24/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/05/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/13/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/14/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/15/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/24/2011
September 2011 	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/19/2011
September 2011 	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/24/2011
September 2011 	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/26/2011
September 2011	 001	 50050	 Flow Rate	 May	 1	 0	 09/2812011
October 2011	 001	 50050	 Flow Rate	 May	 1	 0	 10/18/2011
October 2011	 001	 50050	 Flow Rate	 May	 1	 0	 10121/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/23/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/08/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/19/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/26/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/0712011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/19/2011
December 2011	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 12/22/2011
December 2011	 001	 50050	 Flow Rate	 May	 1	 0	 12/23/2011
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01118/2009
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01/30/2009
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 0113112009
March 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 03/06/2009
March 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 03/21/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/0112009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/19/2009
July	 2009	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 07/01/2009
July 2009	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 07/01/2009
July	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/14/2009
July 2009	 001	 00010	 Water Temperature 	 1/Day	 1	 0	 07/3012009
August 2009	 001	 01350	 Turbidity, Severity	 1/Day	 1	 0	 08/11/2009
September 2009 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 09101/2009
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/08/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 1 05/10/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05112/2010
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May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/2312010
June 2010	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 06/2512010
July 2010	 001	 00010	 Water Temperature	 1/Day	 1	 0	 07/02/2010
July 2010	 001	 00610	 Nitrogen, Ammonia (NH3 1/2Weeks	 1	 0	 07115/2010
August 2010	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 08122/2010
February 2011	 001	 00530	 Total Suspended Solids	 1/Week - 1	 0	 02/15/2011
May	 2011	 001	 50060	 Chlorine. Total Residu 	 1/Day	 1	 0	 05/01/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/07/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 0511012-011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/18/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/20/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/26/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/06/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/11/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/13/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06115/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/22/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/24/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/04/2011
July	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/11/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/16/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/30/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/31/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/07/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08117/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08125/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/10/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/12/2011
September 2011	 001	 80062	 CBOD 5day	 1/Week	 1	 0	 09122/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/10/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/1312011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/16/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/22/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10125/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10130/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/09/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/12/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/1712011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/20/2011
December 2011	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 12/01/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/04/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/12/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/21/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12129/2011
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/21/2009
May	 2009	 001	 50060	 Chlorine. Total Residu	 1/Day	 1	 0	 05/22/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06/10/2009
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June 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 06116/2009
June	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 - 1	 0	 06118/2009
September 2009 001	 00010	 Water Temperature	 1/Day	 1	 0	 09/09/2009
September 2009 001	 00083	 Color, Severity	 /Day 	 0	 09/09/2009
September 2009 001 	 00083	 Color, Severity	 May	 1	 0	 09/10/2009
September 2009	 001 -	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 09/10/2009
October 2009	 001	 00010	 Water Temperature	 May	 1	 0	 10/15/2009
October 2009	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 10/15/2009
May	 2010	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/12/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/14/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/16/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/22/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 0512712010
June 2010	 001	 00530	 Total Suspended Solids	 1/Week	 1	 0	 06/08/2010
June 2010	 001	 50060	 Chlorine, Total Residu	 May	 1	 0	 06/28/2010
July 2010	 001	 00010	 Water Temperature	 May	 1	 0	 07/01/2010
July	 2010	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 07/01/2010
July	 2010	 001	 01330	 Odor, Severity 	 1/Day	 1	 0	 07/0212010
July	 2010	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/16/2010
May	 2011	 001	 50060	 Chlorine. Total Residu	 1/Day	 1	 0	 05/14/2011
May	 2011	 001	 50060	 Chlorine. Total Residu 	 1/Day	 1	 0	 05130/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/07/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/0812011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/09/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/28/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/05/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/08/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/12/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07/2512011
July 2011	 001	 50050	 Flow Rate	 May	 1	 0	 07/28/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/08/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08119/2011
August 2011	 001	 50050	 1 Flow Rate	 1/Day	 1	 0	 08/21/2011
September 2011	 001	 31616	 Fecal Coliform	 1/Month	 1	 0	 09/0112011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/02/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09106/2011
September 2011	 001	 50050	 Flow Rate	 _ 	 1	 0	 09/18/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/20/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/06/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/26/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/29/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/11/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/13/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/15/2011
November 2011 001	 50050	 Flow Rate	 May	 1	 0	 11/22/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/23/2011
November 2011 1 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/29/2011
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December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12111/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 1211412011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12115/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/1712011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12124/2011
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01/02/2009
January 2009	 001	 50050	 Flow Rate	 1/Day	 - 1	 0	 01/11/2009
January 2009	 001	 50050	 Flow Rate	 1/Day	 1	 0	 01/17/2009
March 2009	 001	 50050	 Flow Rate	 11Day	 1	 0	 03/29/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05105/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 May	 1	 0	 05107/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/12/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/13/2009
May	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/27/2009
May	 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05128/2009
June 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 06/04/2009
July 	 2009	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 07/02/2009
July	 2009	 001	 00083	 Color, Severity	 1/Day	 1	 -0	 07/03/2009
July	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07103/2009
July	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 0712312009
July 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07124/2009
July 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07129/2009
July	 2009	 001	 00083	 Color, Severity	 1/Day	 1	 0	 07/30/2009
July 2009	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 07/30/2009
July	 2009	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 07/31/2009
August 2009	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 08108/2009
August 2009	 001	 00010	 Water Temperature	 1/Day	 1	 0	 08/11/2009
August 2009	 001	 00083	 Color, Severity	 1/Day	 1	 0	 0811112009
August 2009	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 0811512009
September 2009 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 09/01/2009
October 2009	 001	 01330	 Odor, Severity	 1/Day	 1	 0	 10/02/2009
October 2009	 001	 00083	 Color, Severity	 May	 1	 0	 10/15/2009
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/13/2010
May	 2010	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/15/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/21/2010
May	 2010	 001	 50050	 Flow Rate	 1/Day	 1	 0	 05/25/2010
June 2010	 001	 00010	 Water Temperature	 1/Day	 1	 0	 06125/2010
July	 2010	 001	 01350	 Turbidity, Severity	 May	 1	 0	 07/16/2010
July	 2010	 001	 01350	 Turbidity, Severity 	 1/Day	 1	 0	 07130/2010
August 2010	 001	 80082	 CBOD 5 day	 1/Week	 1	 0	 0812212010
April 2011	 001	 00530	 Total Suspended Solids 	 1/Week	 1	 0	 04/0112011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/0612011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/19/2011
May	 2011	 001	 50060	 Chlorine, Total Residu 	 1/Day	 1	 0	 05/21/2011
May	 2011	 001	 50060	 Chlorine, Total Residu	 1/Day	 1	 0	 05/24/2011
June 2011	 1 001	 50050	 Flow Rate	 1/Day	 1	 0	 06114/2011
June	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/16/2011
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June 2011	 001	 50050	 Flow Rate	 1/Day	 - 1	 0	 06/18/2011
June 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 06/27/2011
July 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07119/2011
July 2011	 001	 80082	 CBOD 5day	 liWeek	 1	 0	 07/2212011
July	 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 07127/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/0212011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/03/2011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 0810612011
August 2011	 001	 50050	 Flow Rate	 May	 1	 0	 08/1112011
August 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 08/28/2011
September 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/13/2011
September 2011 	 001	 50050	 Flow Rate	 1/Day	 1	 0	 09/15/2011
September 2011 	 001	 50050	 Flow Rate	 May	 1	 0	 09/22/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/11/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/19/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10124/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/27/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10128/2011
October 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 10/31/2011
November 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 11/21/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/02/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12109/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/10/2011
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/281291
December 2011	 001	 50050	 Flow Rate	 1/Day	 1	 0	 12/31/2011j
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