
UP Environmental
Protection Agency
John R. Kasich, Governor
Mary Taylor, It. Governor
Scott J. Nally, Director

February 15, 2012

Mayor and Council
Village of Byesville
221 East Main Street, P.O. Box 8
Byesville, Ohio 43723

Dear Mayor and Council:

Re: Guernsey County
Byesville Water Treatment Plant
Notice of Violation
0IYO0100; 0H0128112
Correspondence (IVVW)

We have received your self-monitoring reports covering the months of November 2010
through December 2011 for the Byesville water treatment plant. Our review indicates
violations of the conditions of your NPDES permit. The specific instances of
noncompliance and/or deficiencies are as follows:

Numeric Violations:

Station	 Parameter	 Limit Type* Limit	 Reported Violation
Code	 Value	 Date

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .05	 11/2/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .17	 11/3/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .18	 11/6/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .12	 11/9/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .09	 11/11/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .17	 11/14/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .7	 11/16/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .24	 11/1912010
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .21	 11/21/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .2	 11/22/2010
001	 50060	 Chlorine, Total Residual	 ID Coric	 0.019	 .09	 11/24/2010

001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .18	 11/26/2010
December 2010:
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .08	 12/3/2010
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .12	 1215/2010
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .09	 12/6/2010

001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .13	 1219/2010
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .15	 12111/2010

001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 17	 12/12/2010
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .11	 12118/2010
001	 1 50060	 1 Chlorine, Total Residual	 10 Conc	 10.019 1.16	 1 12/19/2010
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Station Reporting Parameter	 Limit Type* Limit	
Reported Violation
VaCode

001	 50060	 Chlorine, Total Residual	 lDConc	 0.019	 .2	 12121/2010
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .13	 12/23/2010
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .26	 12/26/2010
001	 50060	 1 Chlorine, Total Residual 1 10 Conc	 10.019	 1 .06	 1 12/28/2010
001	 50060	 Chlorine, Total Residual 1 1D Conc	 JU19	 1.28	 12/30/2010
January 2011:
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .06	 1/2/2011
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .07	 1/3/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .13	 1/5/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .13	 1/9/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .13	 1/11/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .08	 1/12/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .12	 1/18/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .13	 1/20/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .18	 1/21/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .07	 1/24/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .18	 1/25/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .11	 1/26/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .08	 1/29/2011
001	 50060	 Chlorine, Total Residual	 ID Coric	 0.019	 .13	 1/30/2011
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .09	 1/31/2011
February 2011:
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .14	 2/2/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .18	 2/4/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .1	 216/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .11	 2110/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .05	 2/11/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .11	 2113/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .13	 2/16/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .18	 2/20/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .07	 2/22/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .06	 2/24/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .11	 2/27/2011
March 2011:
001	 01044	 Iron, Suspended (Fe)	 30DConc	 1000	 1050.	 3/1/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .07	 3/3/2011
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .09	 314/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .05	 316/2011
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .07	 3/8/2011
001	 01044	 Iron, Suspended (Fe) 	 1D Conc	 2000	 2550.	 3/8/2011
001	 50060	 Chlorine, Total Residual	 ID Conc	 0.019	 .08	 3/11/2011
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .06	 3/12/2011
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .11	 3/15/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .09	 3/17/2011
001	 150060	 1 Chlorine, Total Residual 1 1D Conc	 10.019	 1 .06	 3/19/2011
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Station Reporting Parameter 	 Limit Type* Limit	 Reported Violation

	

Code	 Value	 Date
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .09	 3/2812011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .13	 3/31)2011
April2011:
001	 50060	 Chlorine, Total Residual 	 10 Cone	 0.019	 .09	 419/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .11	 4/12/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .1	 4/14/2011
June 2011:	 ____________________
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .05	 6/212011
001	 50060	 Chlorine, Total Residual 1 1D Conc	 10.019 1 .1	 6/412011
July 2011:
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .05	 7/6/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .07	 7/13/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .08	 7/15/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .06	 7/20/2011
001	 50060	 Chlorine, Total Residual	 lDConc	 0.019	 .1	 712312011
001	 50060	 Chlorine, Total Residual	 lDConc	 0.019	 .06	 7126/2011
001	 50060	 Chlorine, Total Residual	 1D Conc	 0.019	 .05	 7127/2011
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019	 .07	 7/30/2011
August 2011:
001	 50060	 Chlorine, Total Residual	 10 Conc	 0.019 1 .06	 8/4/2011
001	 50060	 Chlorine, Total Residual	 ID Cone	 0019	 .06	 8/10/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .05	 8/11/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .06	 8/13/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .08	 8/17/2011
001	 50060	 Chlorine, Total Residual 	 ID Cone	 0.019	 .1	 8/18/2011
001	 50060	 Chlorine, Total Residual 	 10 Cone	 0.019	 .09	 8/19/2011
001	 50060	 Chlorine, Total Residual 	 ID Cone	 0.019	 .14	 8/24/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .08	 8/26/2011
001	 50060	 Chlorine, Total Residual 	 10 Cone	 0.019	 .1	 8/28/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .09	 8/30/2011
001	 50060	 Chlorine, Total Residual 	 ID Conc	 0.019	 .08	 8/31/2011
September 2011:
001	 50060	 Chlorine, Total Residua' 	 ID Cone	 0.019	 .16	 9/18/2011
001	 50060	 Chlorine, Total Residual 	 1D Cone	 0.019	 .08	 9/20/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .06	 9/21/2011
001	 50060	 Chlorine, Total Residual 	 10 Conc	 0.019	 .05	 9/29/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .07	 9/30/2011
October 2011:
001	 150060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .06	 10/14/2011
December 2011:
001	 50060	 Chlorine, Total Residual 	 1D Cone	 0.019	 .07	 12/11/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .11	 12/16/2011
001	 50060	 Chlorine, Total Residual 	 1D Conc	 0.019	 .1	 12/18/2011

1 D Conc is equal to the Daily Maximum concentration limit.
30D Conc is equal to the monthly average concentration limit.
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Frequency Violations:

IStation	 ParameterReporting I	 I Sampling	 I ViolationI Expected ReportedI
I Code	 I	 Frequency I	 I	 Date

001	 01054	 Manganese, Suspended 	 1/Week	 1	 0	 4/22/2011
001 01054 Manganese, Suspended 1/Week 1 0 4115/2011

Please submit within 10 days upon receipt of this letter as to the reasons for the above
permit violations and actions being taken to prevent further occurrences. If a prior
explanation of these violations has been sent no further action is required.

Please be advised that failure to comply with the effluent limitations and/or monitoring
requirements specified in your NPDES permit may be cause for enforcement action
pursuant to Ohio Revised Code, Chapter 6111. If these violations continue to occur and
if satisfactory progress is not made, it may be necessary to initiate enforcement action
to achieve compliance.

If there are any questions, please contact me at (740) 380-5418.

Sincerely,

Tim Fulks
District Representative
Division of Surface Water

TF/dh

C:	 Thomas McVicker, Superintendent


