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Dear Mr. Anthony:

On April 4, 2012, a Reconnaissance Inspection was conducted at the Hiliview MHP.
Present for the inspection were Brittany Smith and Rachel DeMuth, Ohio EPA, Central
Office Surface Water Enforcement Section and myself of the Ohio EPA, Central District
Office, Division of Surface Water.

The purpose of the inspection was to evaluate compliance with the terms and conditions
of your NPDES permit and to evaluate the operation and maintenance of the plant. The
findings of the inspection are listed below:

•: The facility remains in significant non-compliance with the NPDES permit due to
permit effluent violations, sampling frequency violations, and compliance
schedule violations.

The trash trap was completely full of material (Figure 1) and must be emptied
immediately.

The sludge return line was partially plugged with debris (Figure 2) and is in need
of maintenance to clear the obstruction.

Partially treated sewage flows down the hill towards the creek as evidenced by
the dark material shown in Figures 3 and 6. Effluent samples revealed excessive
amounts of solids (Figure 4) indicative of inadequate treatment at the WWTP and
a violation of water quality standards stating that effluent must be free from such
materials (GAG 3745-1-04). Sample analysis results will be forwarded to you
once we receive them from our laboratory.
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Human activity in this area is indicated by the presence of apparel, tools, and
toys found in the vicinity of the effluent stream (Figure 5). This likely poses a
public health concern if people should come into contact with the partially treated
effluent.
The effluent discharge point is hidden within a brushy area with difficult access.
There is no signage installed as required by the NPDES permit Part ll.G to
identify the effluent discharge point. The effluent pipe discharges to a hillside
rather than into the creek.

If you have any questions or comments concerning the enclosed inspection report,
please contact me at (614) 7283854 or email at paul.vandermeer©epa,ohio.gov .

Sincerely,

Paul L. Vandermeer
Environmental Specialist
Compliance and Enforcement Unit
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NPDES Comp li ance Inspect i on Report

Permit #	 j NPDES #	 Inspection Type Jlnspector	 Facility Type
4PV00120 J 0H0136280	 HI	 S	 1

^nspection Date Entry ffIIi	 Exit 11 Notice
41412012	 9:30 AM	 10:05 AM	 Yes	 'es

Name and Location of Facility insrcted

Hllview MHV
3424 Bi S. Road
Lancaster, OH 43130

Name(s) and Title(s) of On-Site Representatives

Name andTitle of Responsible Offic ial
Mark Anthony, Owner

Permit Effective Date

_-
1/1/ )009

Permit Epiraiion Date

6/30/2010
Phone Numbers

Phone Number
(740) 654-3782

SECTION C: AREAS EVALUATED DUR I NG INSPECTION
Key. S = Satisfactory, M = Marginal, U = Unsatisfactory, N Not Evaluated

NPDES Compliance	 Permit effluent violations, compliance schedule violations,P ance	 sampftp frequency violations. No qperator of record.
Trash trap completely full, aeration tank OK, clarifier not

Operations & Maintenance	 performing adequately (lots of solids in effluent), sludge
return partially clogged.

Facility	 R	 Partially treated effluent flows onto ground and down they	 e Review	 hill, eventually leading to the small tributary.
Collection System
Flow Measurement
Receivinq Waters

Comments: *Tank covers are unlocked and can be opened by anyone.

is

Paul Vandermeer, Inspector
Compliance & Enforcement
Division of Surface Water
Central District Office

Signatures

Date	 Make Gallaway, Ret'ewer
Section Manager
Division of Surface Water
Central District Office

j	 I/

Date



Summary
Permit Effluent Limit Violations: 46
Permit Effluent Code Violations: 0
Permit Effluent Frequency Violations: * 32
Compliance Schedule Violations: 2 (construction of sand filters and disinfection, compliance with final effluent limits)

Limit Violations
L_	 &	 J p J

	

March 2011	 - 001	 Total Suspended Solids 30D Cone 	 12	 228.	 3/1/2011

	

March 2011	 001	 Total Suspended Solids 30D Qty 	 041	 3.88341	 3/1 /201 1

	

March 2011	 001 jNitrogen, mfl!oniN3 30D Cone 3.0	 394	 311/201 1 --

	

March 2011	 001	 Nitrogen, Ammonia	 300 Qty_ 010	 .67108	 3/1/2011

	

June 2011	 001	 Total Suspended Solids 30D Conc 	 12	 128. 	 611/2011

	

June 2011	 001	 Total Suspendedlid _y	 0.41	 2.18016	 6/1/2011

	

June 2011	 001	 Nitrogen, Ammonia (NH3 30D Conc	 1.0	 59.5	 6/1/2011

	

June 2011	 001	 Nitrogen, Ammonia (NH3 30D Qjy_ 0.034	 1,01343	 6/1/2011

	

June 2011	 001	 Fecal Coliform	 - 30D Cone 1000	 7000.	 6/1/2011

	

June 2011	 001	 CBOD Sday	 30D Cone	 10	 157,	 6/1/2011

	

June 2011	 001 - CBOD 5day	 30D Qty_ 0.34	 26741	 6/1/2011
-

	

June 2011	 001	 Suspended Solids 7D Cone	 18	 128.	 6/22/2011

	

June 2011	 001	 Total Suspended Solids 	 7D Qy	 0.61	 2.18016	 6/22/2011

	

June 2011	 001	 Nitroqen, Ammonia (NH3 7D Cone 	 1.5	 59.5	 6/22/2011

	

June 2011	 001	 Nitroen, Ammonia (NH3 7D Qty	 0.051	 1.01343	 6/22/2011

	

June 2011	 001	 Fecal CoUform	 70 Cone 2000	 7000.	 6/22/2011

	

June 2011	 001	 CBOD 5 day	 70 Cone	 15	 157.	 6/22/2011
 7D QtyJune 2011	 001	 CBOD 5 day -	 0.51	 2.6741	 6/22/2011 -

	

June 2011	 001 -Dissolved Oxygen	 1 D Cone	 6.0	 4.5	 6/28/2011

	

Au ust 2011	 001 1 Total Suspended Solids 30D Cone 	 12	 40.	 8/1/2011



February 2012
February 2012

Color, Sever
Odor. Sever

Frequency Violations
'l

ity	 liWeek
1 Meek

02/C i2
0	 I 02/01/2012In

August 2011	 001	 Total Suspended Solids 30D Oty_ 0.41 	 .6813	 8/1/2011
Aug 201 1	 001	 Nitrogen, Ammonia (NH3 30D Conc 1.0 	 642
August 2011	 001	 Nitrogen, Ammonia J	 30D Qt	 0.034	 1.09349	 8/1/2011	 ]
August 2011	 001	 Fecal Colf arm	 30D Canc 1 000	 7000,	 i	 8/1/2011
August 2011	 001	 CBOD 5 day	 30D Conc	 10 	 107.	 8/1/2011
August 2011	 001	 CBOD 5day	 30D Qty	 0.34	 1.82248	 8/1/2011
August 2011	 001	 Total Suspended Solids 7D Conc 	 18	 40. 	 812-1212011
August 2011	 001	 Total Suspended Solids	 7D Qty	 0.61	 .6813	 8/22/2011
August 2011	 001	 Nitrogen, Ammonia (NH3 7D Conc 	 1.5	 74.5	 8/22/2011
August 2011	 001	 Nitrogen, Ammonia (NH3 7D Qty 	 0.051	 1.26892	 8/22/2011
August 2011	 001	 Fecal Coliform	 7DConc 2000	 7000.	 8/22/2011
Aug 2011	 001	 CBOD  day_	 7D Conc	 15	 107.	 8/22/2011

001	 CBOD 5day	 7D Qty	 0.51	 1.82248	 8/22/2011
August 2011	 001	 Dissolved Oxygen	 1 D Conc	 6.0 	 5.1	 8123/2011

December 2011	 001	 Total Suspended Solids 30D Conc 	 12 	 67, 	 12/1/2011
December 2011	 001	 Total Suspended Solids _30p_Pty	 0.41	 1.14118	 12/1/2011
December 2011	 001	 Nitrogen, Ammonia (NH3 30DConc 3.0 -	 52.6	 12/1/2011
December 2011	 001	 Nitrogen, Ammonia (NH3 	 0.10	 .89591	 12/1/2011
December 2011	 001	 CBODy	 30DConc	 10 	 296,	 12/1/2011
December 2011	 001 -	 CBOD Sday30D Qty	 0.34	 5,04162	 - 12/1/2011
December 2011	 001	 Total Suspended Solids 7D Coric 	 18	 67.	 1 12/15/2011
December 2011	 001	 Total Suspended Solids	 7D Qty	 0.61	 1,14118	 12/15/2011
December 2011	 001	 Nitrogen, Ammonia (NH3 7D Conc	 4.5	 52.6	 12/15/2011
December 2011	 001	 Nitrogen, Ammonia (NH3 7D Qty 	 0,15	 .89591	 12/1,5/2011
December 2011	 001	 CBOD 5 day	 7D Conc	 15	 296.	 1 12/15/2011
December 2011	 001	 CBOD 5 day	 7D Qty	 0.51	 5.04162	 12/15/2011 -



February 2012	 001	 Turbidity, Severity	 1/Week	 1	 0	 02/01/2012
February 201	 001	 Row Rate	 i/Day	 i	 0	 02/01/2012
February 2012	 001	 Row Rate 	 1/Day	 1	 1	 0	 02/02/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/03/2012
February 2012	 001	 Flow Rate 	 jjy	 I -	 0	 02/04/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/05/2012
February 2012	 001	 Flow Rate 	 i/Day	 1	 0	 02/06/2012
February 2012	 001	 Flow Rate	 y 	 0	 02/07/2012
February . 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/08/2012
February 2012	 001	 Flow Rate	 i/Day	 1	 0	 02/09/2012
February 2012	 001	 Flow Rate 	 1	 0	 02/10/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/11/2012
February 2012	 001	 Flow Rate	 i/Day	 1	 -	 0	 02/12/2012
February 2012	 001	 Flow Rate	 i/Day	 1	 0	 02/13/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/14/2012
February 2012	 001	 Flow Rate 	 I	 0	 02/15/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/16/2012
February 2012	 001	 Flow Rate 	 i/Day	 I	 0	 02/17/2012
February 2012	 001	 Flow Rate 	 i/Day	 1 -	 0	 02/18/2012
February 2012	 001	 Flow Rate 	 I	 0	 02/19/2012
February 2012	 001	 Flow Rate 	 i/Day	 1	 -	 0	 02/20/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/21/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 02/22/2012
February 2012	 001	 Flow Rate 	 i/Day	 1	 0	 02/23/2012
February 2012	 001	 Flow Rate	 y	 1	 0	 02/24/2012
February 2012	 001	 Flow Rate	 py	 I -	 0	 02/25/2012
February 2012	 001	 Flow Rate 	 i/Day	 1	 0	 02/26/2012
February 2012	 001	 Flow Rate	 i/Day	 1	 0	 02/27/2012
February 2012	 001	 Flow Rate	 1/Day	 1	 0	 E002/28/212
February 2012	 001	 Flow Rate 	 i/Day	 1 	 0	 012



*The facility has I missing data reports.

Required Hepo1
Station	 Period	 DMA Received

001	 January 2012 1	 No



Figure 1. Fu (nearly overflowing) trash trap at HUlview MHV

ON W-1

Figure Z Aeration tank at FflHview MHV WWTP. Note partially clogged sludge return in tower left
of photo (arrow). The bower was in service at the time of the inspection.



Figure 3. Partially treated sewage running over the ground at HilMew MHV,
MAW

I

Figure 4 Effluent sample from Hifiview MHV. Note the opacity of the sample due to high amounts
of solids in the effluent.



igure 6. Partially treated sewag iowing down th nill to the eek at the Hiflvew MHV.


