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May 15, 2012

Mr. J. Jeff Warren
Warren-Veverka Co No. 2 LLC
689 Bridgeside Drive
Avon Lake, Ohio 44012

Dear Mr. Warren:

On May 3, 2012, an inspection was conducted of the wastewater treatment facilities
serving the former Judson Hills Camp located at 3298 Hanover Township Road 629,
Loudonville, Ashland County. At the time of the inspection, the plant was not running.

The blowers are operated by a timer that is set to run for a few hours each day. The
timer was in an off period during the inspection. It was noted that the sand filter beds
need to be weeded and raked clean. Several large bushes and trees have begun
growing in the filter bed. During the inspection, the dosing station was pumping water
onto the sand filter beds. A clear discharge was observed at the receiving stream. No
tablets were observed in the chlorine tablet feeder. Chlorination of the effluent is
required from May I through October 31. Tablets should be added to the feeder
immediately and will need to be checked periodically to ensure tablets are always
present.

Please be aware that your National Pollutant Discharge Elimination System (NPDES)
permit requires that a sign be posted at the discharge to the creek. Please refer to Part
U, Item K of your permit for more information on the requirement. This requirement was
noted during our two previous inspections.

A review of the discharge monitoring reports (DMRs) submitted to our office for the time
period of April 2011 through March 2012 revealed that you have reported using the "AL"
code for "no discharge" for every month during this period. You should have reported
"no discharge" for this entire time period only if all the buildings tributary to the treatment
plant were not occupied at all during this period. Any water use in the buildings
connected to the treatment plant would have resulted in a discharge.
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We observed that a new residence has been constructed at 638 Township Road 3292.
This appears to be the location of the former pool that was on the property. If this was
indeed the former pool, please provide our office with information on the sanitary
system serving this residence. This information was requested from you in our previous
inspection fetter dated May 19, 2011.

Within 14 days of receipt of this letter you shall submit the requested information
regarding the occupancy of the buildings during the DMR review, period and the sanitary
system serving the new residence. You will also need to provide a date by which the
outfall sign will be erected and the sand filters cleaned. Please provide confirmation
that tablets have been added to the chlorine tablet feeder. Failure to submit this
information will lead to the issuance of a Notice of Violation and possible enforcement
action.

If you have any questions, please call me at 419373-3070.

Sincerely,

Walter Ariss, P. E.
Environmental Specialist II
Division of Surface Water

/jlm

Enclosure

ec: Inspection Tracking



OHIO ENVIRONMENTAL PROTECTION AGENCY

OPERATION AND MAINTENANCE INSPECTION
WWTP'S LESS THAN 25,000 GPO

NPDES Permit No,

Facility Name	 Expiration Date_______________

FacilityAddress 2Z' 7W elUZ	 Date	 1ime/! amL6

City	 County	 Township_________________

Name and Address of

Person Contacted 	 Phone____________________

Flow: Design	 GPD	 Present 	 (metered - estimated)

Trib. Pop. 	 - estimated) Weather at time of Inspection: Temp

OEPA Personnel 	 4'/4'	 ,'., r5	 District NWDO

1.	 Plant Effluent - Mark Severity No.

No.	 Severity	 No.	 Turbidity	 No.	 Odor	 No.	 Color

0 I None	 I Y. I Clear	 I )(i None
I	 Mild
2	 Moderate
3	 Serious

2.	 Effect of effluent on Receiving Stream Name: 4-// 	 ...ëi ,

No.	 Severity	 No.	 Turbidity	 No.	 Odor	 No.	 Color

3	 a. Plant has 	 excellent 	 good 	 fair 	 poor operation
b. Plant has 	 excellent _________ good X	 fair 	 poor maintenance
c. Sand filters have _____ excellent 	 good 	 fair	 )( poor maintenance

d. Not operating at expected efficiency due to:

(1) hydraulic overload 	 Disinfection: (Required May I thai 0c131.)
(2) organicl solids overload 	 IN	 OUT
(3) personnel inefficiency 	 5c(	 Chlorination Tablets
(4) equipment failure  	 Dechlorination Tablets
(5) wastes  	 U.V.
(6)

Yes No

, Compliance with NPDES Permit:	 .•.•

	

N	 Parameters:
Periodic Violations

Chronic Violations

5. Adequate plant safety

6. >C Operation and Maintenance Service 	 Name

Frequency of Visits
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Facility Name:IIt !/ 
Process	 # Units	 Unit	 If Needed - Description and Comments

Trash Trap	 Pumping Frequency;

Preliminary	 Grease Trap	 Pumping Frequency:

Bar Screen
Coniminutor

Flow Equalization

Aeration	 Plant Timer	 N	 Cycle Time:

Equipment	 Motor! Blower Unit 	 / •	 -r---ha 'h?4I
Secondary	 Color	 —'

Aeration Tank	 7'.14^ cSV	 'Treatment	
Adequate Aeration: Y 	 N

aJ-Clarifier

Final Settling	 Sludge Return
Out

Surface Skimmer In	 Out
Fixed Media Clarifier
Surface Sand Filter--7c 	 e-h M-e si'4i.5 - 7" C5

Tertiary 
	 7dL•	 'e-L

Treatment	 Polishing Pond

Other
Chlorine Tube Feeder 

	
°'' '

Disinfection	 Dechlorination Tube Feeder
Ultraviolet (IJV)

Flow Metering	
,	 Elapsed Pump Time

Recorder (continuous total)
Raw Wastewater (type)

Pumps Fx Sand Filter Effluent Dosing

Sludge	 —	 Aerated Storage Tank
Handling	 Sludge Drying Bed

Municipal POTW
Sludge	 LandfillDisposal

Land Application 	 --	 -	 - -

d'	 ______ 

Post Aeration
Advance 
Treatpr6nt 	 Spray Irrigation

Other	 -
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