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June 8, 2012	 RE: NPDES PERMIT NO. 31N00048
OSAIR, INCORPORATED
8649 EAST AVE., MENTOR
LAKE COUNTY
INDUSTRIAL

Mr. Richard Osborn
OsAir, incorporated
8500 Station Street
Mentor, OH 44060

Dear Mr. Osborn:

On June 5, 2012, this writer conducted a compliance evaluation inspection for the OsAir facility
on East Avenue. The purpose of the inspection was to evaluate the operation and maintenance
condition of the process water treatment system, and to evaluate the facility's compliance with
National Pollutant Discharge Elimination System (NPDES) permit effluent limits. Mr. Sill
McMullen and Mr. Jack Butler represented the company during the inspection.

The OsAir facility fractionates elemental oxygen, nitrogen and argon from atmospheric air. The
facility has one outfall. Outfall 001 is limited to the cooling tower overflow, a noncontact cooling
water, that discharges to an onsite storm sewer manhole. The source of water for the
noncontact cooling water is city water. Sanitary sewage is treated at the Gary L. Kron Water
Reclamation Facility.

At the time of inspection, a clear trickle of cooling tower overflow was being discharged to the
onsite storm sewer.

The scale and corrosion inhibitor O'B Kool CT 112, a chemical additive from Zinkan
Enterprises/O'Brien Product in Twinsburg, Ohio is used in the cooling tower. Pursuant to Part II,
Item D of your existing permit, written permission must be obtained from the director of the Ohio
EPA prior to using any cooling or boiler water treatment additive. This office has no record of
receipt of written permission to use the chemical additive. After speaking with Mr. Lou Koenig of
Zinkan, Enterprises on June 8, 2012, Zinkan Enterprises has not contacted this agency
regarding permission to use the inhibitor in your system. Enclosed with this letter is Ohio EPA
Policy DSW-0100.022, Procedure for Submitting Requests to Obtain Approval to Use
Recirculating Water, Boiler Water and Non-Contact Cooling Water System Additives. Please
contact the Division of Surface Water, Permits and Compliance Section at (614) 644-2001 for
any additional information on the required reporting and testing requirements.

A review of the Discharge Monitoring Reports (DMRs) covering the period of August 2010
through May 2012 revealed no effluent limitation violations or frequency violations.
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Please be advised that failure to comply with the effluent limitations or to satisfy the monitoring,
reporting, or compliance scheduling requirements of your NPDES permit may be cause for
enforcement pursuant to the Ohio Revised Code, Chapter 6111.

Should you have questions or comments regarding this letter, please contact the undersigned at
(330)963-1183.

Sincerely,

MLL aqv^d
Marie Underwood, P.E.
Environmental Engineer
Division of Surface Water
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