
Ohio Environmental
Protection Agency

John R. Kasich, Governor
Mary Taylor, Lt. Governor
Scott J. Nally, Director

July 12, 2012

Mr. Mendo Janakievski
St. Ilija Macadonian Church
8465 Wuest Road
Cincinnati, OF-I 45247

RE: St. Ilija Macadonian Church WWTW/Compliance inspection Report
NPDES Permit No. 0H0118320/OEPA PERMIT NO. 1PZ00062*BD

Dear Mr. Janakievski:

On July 5, 2012, I conducted an NPDES Compliance Evaluation Inspection at the
St. Ilija Macadonian Church Wastewater Treatment Works (WWTW). Mr. Chad
Hungler (Contract Operator of Record) was unable to be present during the
inspection. I contacted Mr. 1-lungler, by telephone on July 10, 2012, in order to
finish gathering information. The purpose of the inspection was to evaluate the
Church's compliance with the NPDES (discharge) permit.

Items Noted During the inspection:

. Ohio Administrative Code (OAC) 3745-7-02(A)(2) states the following:

Each person owning or operating a treatment works or sewerage system,
except as provided for in paragraph (E) of this rule, shall designate one or
more operator of record to oversee the technical operation of the
treatment works, sewerage system, or each wastewater treatment facility.
Each operator of record shall have a valid certification of a class equal to
or greater than the classification of the treatment works, sewerage system,
or wastewater treatment facility.

(a) The owner or operator of a treatment works or sewerage system shall
notify the director of the identity of an operator of record upon request or in
the event of a change in such position.

(b) Notification shall be made on a form acceptable to the director within
three days of a change in an operator of record or within three days of a
request by the director.

Southwest District Office	 937 1285 6357
401 East Fifth Street 	 937 1285 6249 (fax)
Dayton, OH 45402-2911	 www.epa.ohio.gov
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According to Ohio EPA records, the church has not submitted an
Operator of Record Notification (ORC) Form. Please complete the
attached ORC form and submit it to this office no later than July 30,
2012.

• Mr. Hungler verified that his wastewater certificate was not posted at the
WWTW. Ohio Administrative Code 3745-7-05(C) requires the Operator of
Record to post the certificate for public display at the plant or the principal
office of the owner. Keeping a copy of the certificate in the ORC logbook
would be acceptable in this instance. A copy of the Operator of
Record's wastewater certificate shall be posted without delay but no
later than July 30, 2012.

• A review of the discharge monitoring reports from January 2011 through
April 2012, revealed three NPDES effluent limit violations:

Reporting	 Limit	 Reported
Period	 Station	 Parameter	 Type	 Limit	 Value

Chlorine, Total	 1D
June 2011	 001	 Residual	 Cone	 0.019 .2

Nitrogen,	 30D
August 2011	 001	 Ammonia (NH3)	 Cone	 1.0	 1.2

Chlorine, Total	 1D
August 2011	 001	 Residual	 Conc	 0.019 .19

• Due to a change in water quality standards, the indicator parameter used
for monitoring bacteria in surface water has changed from fecal coliform to
E.coii. This change will be reflected in the NPDES permit renewal for St.
Ilija Macadonian Church. Once the permit becomes effective, the church
will need to monitor for E.coli at outfall 1PZ00062001 during the summer
months.

With the NPDES permit renewal, the church will be required to post a sign
at the outfall location. The following language will be inserted in the
discharge permit: Not later than 4 months from the effective date of this
permit, the permittee shall post a permanent marker at each outfall that is
regulated under this NPDES permit where a marker does not currently
exist. This includes final outfalls, bypasses, and combined sewer
overflows. The marker shall consist at a minimum of the name of the
establishment to which the permit was issued, the Ohio EPA permit
number, and the outfall number and a contact telephone number. The
information shall be printed in letters not less than two inches in height.
The marker shall be a minimum of 2 feet by 2 feet and shall be a minimum
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of 3 feet above ground level. The sign shall not be obstructed such that
people cannot read the sign. Vegetation shall be periodically removed to
keep the sign visible. When an existing marker is replaced or reset, the
new marker shall comply with the requirements of this section.

Thank you and your staff for the time extended during the inspection process. If
you have any questions, please feel free to contact me by phone at (937) 285-
6029 or by email at josh ua.jacksonepa.state.oh.us .

Respe	 Ily,

TJohua ackson
Environmental Specialist II
Division of Surface Water

cc:	 Chad Hungler, Perfect-A-Waste (w/report and attachments)

Enclosures

JJ/ca



•	 EnvironmentalJ 1110 Protection Agency

John R. Kasich, Governor
Mary Taylor, Lt. Governor
Scott J. Nally, Director

Division of Surface Water-Southwest District Office

NPDES Compliance Inspection Re
Section A: National Data S ystem Codin

Permit #	 NPDES#	 Month/Day/Year Inspection Type Inspe
1PZ00062*BD	 0H0118230 1	 7/5/2012	 j	 C	 S

Section B: Facility Data
Name and Location of Facility Inspected	 Entry Time	 Permit Effective Date
St. Ilija Macadonian Church 	 10:10 am.	 10/1/2007
8465 Wuest Road

Cincinnati, OH	 Exit Time	 Permit Expiration Date
Hamilton County 	

10:45 am.	 9/30/2012

Name(s) and Title(s) of On-Site Representatives	 Phone Number(s)
Mendo Janakievski	 513-377-8353

Name(s), Address and Title(s) of Operator of Record	 Phone Number(s)
Chad Hungler, Class I 'NW (ORC)	 513-851-8886

Name, Address and Title of Responsible Official	 Phone Number
St. Ilija Macadonian Church	 513-377-8353
Attn: Mendo Jana Kievski (Asst. Treasurer/Board Mbr.)
8465 Wuest Road
Cincinnati, OH 45247

	

Ohio EPA Inspector	 Ohio EPA Reviewer
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Josh a Ja son	 Date	 Marlyn Burt	 Date
Division of Surface Water 	 Compliance & Enforcement Supervisor
Southwest District Office	 Division of Surface Water

Southwest District Office

Southwest District Office	 937 1 285 6357
401 East Fifth Street	 937 1 285 6249 (fax)
Dayton, OH 45402-2911	 www.epa.ohio.gov



Permit #: 1 PZ00062*15D
NPDES#: 0H0118230

Average Daily Design Flow:	 1500 Gallons/Day
Plant Serves: 	 Church
Average Daily Flow: 	 288 Gallons/Day
(Period of Review): 	 (January 2011 - April 2012)
Method of flow monitoring:	 Estimate (visual)
Type of alarms for plant:	 None

;ommentslstatus:
Discharge flow is currently monitored by visual observation. This is not an acceptable method to
determine discharge flows. Acceptable methods would include: 1) elapsed time meter on a pump; 2)
water meter readings; or 3) bucket & stop watch . One of the acceptable methods must be employed by
no later than July 20, 2012.

Pretreatment

Type of Pretreatment: 	 Trash Trap
Does the Trash Trap need pumped: 	 Yes
Maintenance of pretreatment components is: Fair

Last pumped on June 1, 2011.

Secondary Treatment
(Aeration)

Color of sludge:	 Black
Quality of Sludge: Heavy
Foam:	 Heavy (white)
Odor:	 No objectionable odor present

Yes I No	 Yes I No
Aeration is taking place	 I LJJ Plant is septic
Blowers are opera ting  	 Blowers are on a timer
Skimmers are operating 	 j Plant is flooded
Diffusers are operating	 Z [J rating is present
Sludge return is operating 	 fl
Maintenance of aerating equipment is ... Fair

Comments/Status:

Page 2



Permit #: 1 PZ00062*BD
NPDES#: 0H0118230

Secondary Treatment
(Settling)

Clarity:
Condition of Weir:
Weir is level:
Effluent in weir:
Clarifier walls need scraped

Cloudy
Clean
Yes
Light Solids
Yes

Overall maintenance of settling components is: Fair

n

Tertiary Treatment

Comments/Status:
Tertirary treatment consists of a upflow gravel filter and chlorine tablets for disinfection (no
dechlorination). At there time of the inspection, there were chlorine tablets on the effluent trough
(immersed in the effluent). There was no discharge from the effluent filter at the time of inspection.

Sludge Handling/Storage Disposal

Hauler name:	 Perfect-A-Waste
Disposal Site:	 MSDGC Mill Creek WWTW
Sludge wasted from: 	 Aeration Tank
How often is sludge wasted:	 1/year (sludge remove in July 2012)
Sludge drying beds:	 No	 Sludge holding tank:	 No

Overall maintenance of components is: Fair

Page 3



Permit #: 1 PZ00062BD
NPDES#: 0H0118230

Record Keeping! Operator of Record

(a) Wastewater Treatment Works classification (OAC 3745-7)..........
(b) Operator of Record holds unexpired license of class required by

Permit................................................................ 	 .............	 Y
(c) Copy of certificate of Operator of Record displayed on-site.......... N
(d) Has the Operator of Record submitted an ORC Notification form.. N
(e) Minimum operator staffing requirements fulfilled (OAC 3745-7).... N/E
(f) If a Staffing Reduction plan has been approved, are the stipulations

of the plan being met.............................................................. N/A
(g) Operator of Record log book provided....................................... N/E
(h) Format of log book (e.g._computer log, hard bound book)

(i) Log book kept onsite (in an area protected from weather)............. N/E
(j) Log book contains the following:

I. Identification of treatment works...................................... N/E
II. Date/times of arrival/departure for Operator of Record and

any other operator required by OAC 3745-7...................... N/E
i. Daily record of operator and maintenance activities

(including preventative maintenance, repairs and request
for repairs, process control test results, etc.).................... 	 N/E

ii. Laboratory results (unless documented on bench sheets)... N/E
iii. Identification of person making entries............................ 	 N/E

(k) Has the Operator of Record submitted written notifications to the
perniittee, Ohio EPA and, if applicable, any local environmental
agencies when a collection system overflow, treatment plant
bypass or effluent limit violation has occurred............................ N/E

Comments/Status:
Since Mr. }-fungler was unable to be present during the inspection, I was unable to review the ORC
logbook. Mr. Hungler later told me that it was under the blower housing. A review for ORC logbook
compliance with OAC-3745-7-09 should be included in the next inspection.

Plant Discharge

	Discharge	 point is a:
	

Ditch
Name of discharge point: Unnamed trib of Briarly Creek

	Discharge	 is visible:
	

Could not locate	 Quality of Effluent: Other

The \NWTW was not discharging at the time of the inspection. The discharge pipe had not been located
before and I did not locate it at the time of the inspection. In my conversation with Mr. Hungler after the
inspection, he stated that they dye-tested and located the discharge pipe (shown on the attached map) in
the woods southwest of the W\ATIW. He said that they installed a tablet dechlorinator at the end of the
p i pe prior to discharqe to the ditch.

Page 4



Permit #: 1 PZOOO62'BD
NPIJES#: 0H0118230
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Environmental
Protection Agency
Division of Drinking and Ground Waters
Operator Certification Unit

Operator of Record (ORC) Notification Form

Ohio Environmental Protection Agency
Division of Drinking and Ground Waters
Operator Certification Unit
50 West Town St, Suite 700
P.O. Box 1049
Columbus, OH 43216-1049

I. SYSTEM INFORMATION

Phone: (614) 644-2752
1- 866 - 41 1-OPCT (6728)

Fax:	 (614) 644-2909
email:	 opcert@epa.stataoh.us
website: hftp://www. epa.ohio.gov/ddagw/opcert.aspx

Name of System: 	 Phone Number:

PWS IIJ/NPDES Permit #: 	 STU #:

Name of Facility Owner or Perrnittee, Title (Print)	 Facility Owner or Permittee (Signature)

IL SYSTEM TYPE (Check only one of the following. Use additional sheets if necessary.)
Public Water System (PWS)	 Distribution System	 Treatment Works 	 Collection System

Ill. OPERATOR OF RECORD INFORMATION
I verify that I am the onsite certified
operator responsible for the
technical operation of the above

Add	 referenced facility. I have a valid
Additional (A), 	 certification of a class equal to or
Existing (E), 	 greater than the classification of the
New (N) or	 Effective	 Certification Number above referenced facility.

Remove (R)	 Date	 Name of Operator of Record 	 & Expiration Date	 (Signature of certified operator)*

A signature by an operator 01 record who is being removed is not required.
(Attach additional sheets if necessary.)

Amount of time an ORC spends onsite at the Facility: 	 hours/week 	days/week

For Internal Use Only

	

Reviewed by:	 I Date of SDWIS update:
Date of Compliance Status Letter:

EPA 5121 (Rev. 05/11)


